
November 30, 2018 

CITY OF EAST CHICAGO 
Anthony Cope rand; Mayor 

201 Indianapolis Boulevard 
East Chicago, IN 46312 

Phone: (219) 391-8466 
Fax: (219) 391-8254 

Email: azehraoui@eastchicago.com  
& COMPLIANCE 
EPA, REGION 5 

Abderrahman Zehraoui, Ph.D. 
Director of Utiliites 

MAR 2 0 2019 

WATER ENFORCEMENT 
ASSURANCE BRANCH 

U.S. Environmental Protection Agency, Region 5 
Water Enforcement and Compliance Assurance Branch (WC-15J) 
Attn: Newton Ellens 
77 West Jackson Boulevard 
Chicago, Illinois 60604 

Subject: Status of completion of each requirement of Administrative Consent Order (ACO) under 
Sections 308(a) and 309(a) of the Clean Water Act, 33 U.S.C. § 1318(a) and § 1319(a) 

Dear Mr. Ellens: 

The East Chicago Sanitary District (the District) submits this letter and attachments in accordance with the 

requirement per paragraph 50 of the Compliance Requirements of the Administrative Consent Order (ACO), as 
defined under Sections 308(a) and 309(a) of the Clean Water Act, 33 U.S.C. § 1318(a) and § 1319(a), revised and 

dated November 14, 2014 to address the items identified on your letter of November 5, 2018. 

The following is a description of ACO compliance requirements (identified by paragraph number) that 
ECSD has not resolved, and the status of ECSD's efforts to resolve them, per that discussion, as outlined in 
your November 5 letter. Immediately following each requirement is the District's response. Supporting 
documentation is included in the Attachments as referenced. 

Paragraph 41 (Complete the review, correction, and re-issuance of all Industrial User (IU) 
permits): ECSD stated that it intends to incorporate recently revised local limits into its IU permits. 
The revised local limits are expected to be adopted into the sewer use ordinance by October 22, 
2018, and the IU permits should be re-issued soon thereafter. EPA requests that ECSD submit a 
copy of each re-issued IU permit to the U.S. Environmental Protection Agency by November 30, 
2018. 

• The Sewer Use Ordinance (SUO) and revised local limits were tabled for later action by the City 
Council at its October 22 meeting and subsequently approved at its next meeting held on November 13. 
The Common Council of the City of East Chicago (Council) approved by resolution "Ordinance 18-
0017 - An Ordinance to Amend and Restate the City of East Chicago Sewer User Ordinances and 
Regulations". The Ordinance was adopted to comply with the requirements of the Administrative 
Consent Order between the United States Environmental Protection Agency (USEPA) and the East 
Chicago Sanitary District (District) [Docket No. V-W-15-A0-01]. The Ordinance was executed by 
Mayor Anthony Copeland on November 14, 2018, the effective date of the Ordinance. A copy of the 
executed Ordinance is attached (Attachment A). Each of our permitted industrial users (IUs) were 
provided a copy of the new ordinance via email on November 15, 2018 informing them of its adoption 
and that the new SUO requirements and local limits were to be effective immediately and that amended 
permits incorporating the changes would be issued soon thereafter. As a result of the later than 



anticipated adoption of the Ordinance by the City Council (three weeks after October 22) and the 
observed Thanksgiving holiday of November 22 and 23, staff are continuing to prepare the revised 
permits for each IU. The District is hoping to complete the permit revisions and issue fully executed 
revised permits to each of its IUs by the end of the year. 

Paragraph 44 (Submit a copy of each Significant Industrial User (SIU) inspection report to EPA): 
EPA has not received any copies of SIU inspection reports to date. During our discussion, EC SD 
committed to sending a copy of each SIU inspection report. EPA requests that ECSD submit a 
copy of the latest annual inspection report for each STU to EPA by November 30, 2018. 

4,  The District has eight SIU permittees, consisting of five Categorical Industrial Users (CIUs) [Outfall 
#312 — Electric Coatings, Outfall #115 - TAC East Inc., Outfall #514 — National Processing 
Corporation, Outfall #521 - Lakeshore Railcar Services, and Outfall #901 —Safety Kleen] and three 
other IUs [Outfall #401 — W. R. Grace, Outfall #936 — US Steel Corporation, and Outfall #951 US 
Gypsum]. Copies of the most recent SIU Inspection reports are provided in Attachment B. Inspections 
of each of the eight SIUs are also being scheduled for the month of December. 

Paragraph 45 (Submit each CIU self-monitoring report to EPA within seven days of receipt): 
ECSD last submitted a set of self-monitoring reports to EPA on January 26, 2017. During our 
discussion, ECSD committed to sending self-monitoring reports. EPA requests that ECSD 
submit a copy of all CM self-monitoring reports (received after January 26, 2017) to EPA by 
November 30, 2018. 

4. The District has five CIUs [Outfall #312 — Electric Coatings, Outfall #415 - TAC East Inc., Outfall 
#514 — National Processing Corporation, Outfall #521 - Lakeshore Railcar Services, and Outfall #901 — 
Safety Kleen]. Additionally, USS Lead is required to conduct self-monitoring on a quarterly basis for 
all the parameters in the Pretreatment Parameter Monitoring Checklist excluding sulfate based on the 
intermittent nature of their discharge. The self-monitoring reports for each of the CIU facilities were 
received by the District. 

Copies of the CIU self-monitoring reports received from each of the CIUs since January 2017 
are provided in Attachment C. 

Paragraph 46 (Submit annual written summaries of SIU sample analysis data): EPA has 
not received any annual written summaries of SIU sample analysis data. During our 
discussion, ECSD committed to sending this data. EPA requests that ECSD submit these 
annual written summaries (dated from January 1, 2015 to the present) to EPA by November 
30, 2018. 

Annual compliance summary reports for each of the SIUs are provided in Attachment D. 
Based upon that data, the following tables show the number of violations of various local 
limits each year from 2015 through November 30, 2018 for each of the SIUs. 



201E SIU NOVs 

2018 
NOVs CN Hg P Cu Phenols 

Residual 
Chlorine NH3 Zn Ni O&G Fluoride Molybdenum 

#312 1 
#401 

#415 4 1 

#514 1 1 

#521 7 5 

#901 18 4 5 1 

#936 

#951 2 3 

Totals 32 4 3 1 1 11 1 0 0 0 0 0 

2017 SIU NOVs 

2017 
NOVs CN Hg P Cu Phenols 

Residual 
Chlorine NH3 Zn Ni O&G Fluoride Molybdenum 

#312 2 

#401 

#415 5 2 1 2 2 

#514 1 1 2 1 

#521 10 4 4 4 1 

#901 22 3 2 7 

#936 1 

#951 9 1 1 

Totals 50 3 1 3 7 14 4 2 2 0 1 1 



2016 SIU NOVs 

2016 
NOVs CN Hg P Cu Phenols 

Residual 
Chlorine NH3 Zn Ni O&G Fluoride Molybdenum 

#312 

#312 

#401 

#415 4 1 
#514 

#521 4 2 1 1 1 
#901 19 5 2 1 2 
#936 2 
#951 6 1 

Totals 33 7 1 0 2 3 1 0 0 4 1 0 

2015 SIU NOVs 

2015 
NOVs CN Hg P Cu Phenols 

Residual 
Chlorine NH3 Zn Ni O&G Fluoride Molybdenum 

#312 

#401 1 

#415 4 1 1 
#514 1 2 1 
#521 2 1 2 2 
#901 25 1 1 2 
#936 2 
#951 2 2 

Totals 33 3 4 1 5 1 1 0 0 2 3 0 

During the four year period, exceedances of our local limit for cyanide have been the most 
prevalent violation. Please note however that the cyanide exceedances reported during this 
period is based upon a local limit of 0.003 milligrams per liter (mg/L), an extremely low value 
that was incorrectly developed and adopted in 2007. The 2007 cyanide limit was incorrectly 
determined using a Water Quality Standard (WQS) although a National Pollutant Discharge 
Elimination Standard (NPDES) permit limit existed. The use of the WQS instead of the NPDES 
permit limit was not in accordance with USEPA guidelines. USEPA guidance states that WQS 
should be used only when NPDES limits do not exist for a given POC. Additionally, ECSD has 
submitted a Site-Specific Criteria Cyanide (Free) Modification Request for the West Branch of 



the Grand Calumet River. If ever approved, this will result in a higher acceptable daily and 
monthly NPDES permitted discharge limits for available cyanide and would allow for further 
adjustment to the local limit based upon a greater NPDES value. It should be noted that two 
other municipal POTWs that discharge into the Grand Calumet River and located within miles 
of the District POTW permitted outfall do not have any NPDES permit limit for cyanide for 
their facilities. 

The Number of exceedances for cyanide is also inflated as the one outfall (#901) experiencing 
the greatest number of cyanide exceedances is monitored more frequently (twice a month, 
typically) as opposed to the other pollutant parameters and permitted outfalls. 

The District has adopted by ordinance, effective November 15, 2018, a new local limit for 
cyanide, increasing the maximum daily concentration of cyanide for all IUS from 0.003 mg/L to 
0.19 mg/L. This change is anticipated to result in a significant decrease in the number of 
cyanide violations reported in the future. 

• Paragraph 48 (Carry out enforcement actions in accordance with enforcement response 
plan): ECSD stated that it has issued 21 notices of violation in 2018 to SIUs, and that most 
of these notices were for cyanide effluent limit violations. ECSD stated that since EPA has 
conditionally approved a less stringent cyanide local limit on July 3, 2018, ECSD expects 
that there will be fewer future SIU violations after this limit is changed. Safety-Kleen has 
contested ECSD's fines for cyanide exceedance violations, and advocates for further 
concessions in its permitted cyanide limit. Currently, Safety-Kleen wants ECSD to adopt a 
non-uniform cyanide allocation, which would allow the company to discharge a greater 
load of cyanide to ECSD's POT W (in relation to other industrial users). EPA stresses 
that, regardless of possible future changes to the cyanide local limit, ECSD must 
collect past penalties from all industrial users that violated pretreatment limits. If any 
industrial user refuses to pay applicable fines, then ECSD must escalate enforcement 
against that user, in accordance with 40 C.F.R. § 403.8(:f)(5). EPA requests that ECSD 
initiate elevated enforcement actions against SlUs with recurring violations and submit 
copies of the associated enforcement documentation to EPA by November 30,2018. 

• Consistent with the changes to the SUO and ERP, since early 2016 the fines for each 
occurrence have been increased to a minimum of $1,000 per occurrence for dischargers with 
an average daily flow below 10,000 gallons, $1,500 per occurrence for dischargers with 
average daily flows between 10,000 and 25,000 gallons. $2,000 per occurrence for 
discharges with average daily flows between 25,000 and 50,000 gallons and $2,500 per 
occurrence for discharges with average daily flows over 50,000 gallon. 

The District has consistently issued NOVs to any IU that had exceeded the former local limit 
of 0.003 mg/L. The majority of the fines for the cyanide violations have been paid with the 
exception of several IUs (Outfalls #531 and #541 — Praxair, #951 — US Gypsum)) that have 
contested the violation on the basis that local limit was incorrectly developed, i.e. not in 
accordance with USEPA guidelines. As noted previously, the 2007 cyanide local limit was 
calculated using a WQS instead of the NPDES cyanide limit resulting in a much lower local 
limit. Safety-Kleen, has also deferred payment of any cyanide fines pending the resolution of 
its appeal of its wastewater discharge permit with the District. 

For instances where residual chlorine concentrations exceeded the local limit, NOVs have 
been issued. The City of East Chicago Water Department maintains residual chlorine 
concentrations typically ranging from 0.5 mg/L to 1.5 mg/L for maintaining disinfection 
throughout the water distribution system, and since the contribution of residual chlorine from 
the City supplied water cannot be accurately determined and the observed exceedance of the 
local limit requirement was less than 1.5 mg/L over the local limit, it was determined that a 
fine was not appropriate. If the residual chlorine concentration was greater than 1.9 mg/L, a 



fine was assessed. 

Tables summarizing the NOVs issued and status of fines paid are provided in Attachment E. 

Paragraph 50 (Submit quarterly status reports): ECSD last emailed a quarterly status 
report on February 14, 2017 (for the fourth quarter 0f2016). ECSD stated that it would 
send a report that covers each quarter, from the first quarter of 2017 through the second 
quarter of 2018. Please submit all quarterly status reports (covering a period from the 
first quarter of2017 through the present) to EPA by October 31, 2018. 

The District completes monthly monitoring of each of the permitted IUs, with the 
exception of Outfall 411 — USS Lead. The discharge permit for outfall 411 permit is for a 
discharge of groundwater as part of environmental remediation project at the USS Lead. 
Due to the low volume, intermittent discharge, and remote access to the site, US S lead, 
through its consultant conducts quarterly self-monitoring. Additionally, the sampling 
interval at Outfall 901 — Safety-Kleen has been increased to twice a month due to the 
chronic cyanide violations that have been documented at the facility. 

Quarterly Compliance Summaries for each of the permitted IUs for the period January 
2017 to present are provided in Attachment F. 

In 2018, according to our HACH database, a total of 72 violations were noted. Of the 72 
exceedances noted, 40 were attributable to exceeding the local limit of available cyanide 
(0.003 mg/L). One permittee, Safety-Kleen #901, accounted for 18 of the cyanide 
violations. As stated earlier, this number is biased high relative to the other permitted 
facilities as the District conducts sampling of the 901 outfall on a twice monthly basis due 
to the chronic nature of its exceedances. 

The following table summarizes the NOVs issued for exceeding the local limit for 
available cyanide in 2018. There were a total of 38 exceedances of the local limit. The 
shaded entries (17) highlight the concentrations that exceed the newly adopted local limit 
of 0.019mg/L. A review of this data shows that 14 of the NOVs are attributable to Outfall 
901 and the remaining three are attributable to Outfall 521. Each of the other 21 cyanide 
violations were well below the newly adopted local limit of 0.019 mg/L. Based upon these 
results, as well as the findings of the Industrial Waste Survey and results of the pump 
station sampling completed as part of the local limit study, the District has concluded that 
the primary source of the cyanide within the POTW collection system is the discharge 
from Safety-Kleen Systems Outfall 901. Other notable contributors include Lakeshore 
Railcar Services (521) and TAC East (415). 

Safety —Kleen and the District are discussing resolution to the continued violations of the 
available cyanide limit. Safety-Kleen has invested in various improvements at their 
facility and have incorporated various treatment strategies to reduce their cyanide 
concentrations in their discharge. The reductions in their cyanide concentrations have not 
been able to meet the local limit on a consistent basis. Safety- Kleen commented on the 
local limit study "recommending that the proposed limit of 19 ppb be modified to a 
contributory-based mass-based local limit based on the fact that over half of the 26 outfalls 
of the industrial users discharging to the ECSD POTW are not anticipated to contain 
detectable levels of cyanide (amenable) (i.e., 10 of the 26 outfalls discharge sanitary and 
non-contact cooling waters, two of the 26 outfalls have no discharge, one of the 26 outfalls 
discharge non-contact cooling waters and storm water, and one of the 26 outfalls discharge 
boiler blowdown and sanitary)." The District decided to stay with the local limits 
determination based upon allocating uniform limits for all controlled discharges as 
opposed to the alternative flow-based or mass-based flow limits at this time. The District 



desired to have the local limits as developed approved and adopted so as to correct the 
improperly developed local limit for cyanide that existed since 2007 and posed an unfair 
burden on the other permitted IUs that were experiencing NOVs for cyanide for their 
discharges that did not have any identifiable source of cyanide in their products or 
processes, but more as a result of the extremely low concentration of the available cyanide 
local limit. The District is willing to re-consider the development of a revised available 
cyanide limit calculated using flow-based or mass-based flow determinations as part of its 
ongoing enforcement action against Safety-Kleen. Payment of an appropriate fines for 
past cyanide NOVs will be a condition of any settlement to our pending enforcement 
action. 

Summarized in the table below are the analytical results of the cyanide violations 
monitored this year to date, sorted by Outfall from lowest to highest. 

Sample Date Outfa11 Company Cyanide Concentration 
(mg/L) 

11-Jul 312 Electric Coating 0.004 
17-Jan 415 TAC East 0.0058 
14-Feb 415 TAC East 0.00602 
14-Mar 415 TAC East 0.009 
25-Apr 415 TAC East 0.009 
16-Aug 415 TAC East 0.004 
6-Jun 421 Central States Marketing 0.004 
14-Jun 518 ICO Polymers 0.0053 
11-Jan 521 Lakeshore Railcar 0.006 
24-Jan 521 Lakeshore Railcar 0.005 
15-Feb 521 Lakeshore Railcar 0.0263 
26-Feb 521 Lakeshore Railcar 0.0056 
8-Mar 521 Lakeshore Railcar 0.006 
27-Jun 521 Lakeshore Railcar 0.037 
18-Jul 521 Lakeshore Railcar 1.6 
6-Jun 531 Praxair 0.0044 
10-Jul 531 Praxair 0.0073 
10-Jul 541 Praxair 0.006 
8-Jan 901 Safety -Kleen 0.144 

25-Jan 901 Safety -Kleen 0.0266 
6-Feb 901 Safety -Kleen 0.247 

26-Feb 901 Safety -Kleen 0.0503 
13-Mar 901 Safety -Kleen 0.0175 
27-Mar 901 Safety -Kleen 0.0418 
10-Apr 901 Safety -Kleen 0.253 
7-May 901 Safety -Kleen 0.044 

30-May 901 Safety -Kleen 0.078 
11-Jun 901 Safety -Kleen 0.028 
26-Jun 901 Safety -Kleen 0.642 
26-Jul 901 Safety -Kleen 0.024 

30-Aug 901 Safety -Kleen 0.014 
13-Sep 901 Safety -Kleen 0.018 
25-Sep 901 Safety -Kleen 0.016 
11-Oct 901 Safety -Kleen 0.82 
31-Oct 901 Safety -Kleen 0.12 



Sample Date Outfall Company Cyanide Concentration 
(mg/L) 

8-Nov 901 Safety -Kleen 0.081 
15-Feb 951 US Gypsum 0.0054 
12-Jul 951 US Gypsum 0.0056 



Any questions regarding this quarterly report can be directed to me via telephone at (219) 391-8466 or email at 
azehraoui@eastchicago.com. 

I certify under penalty of law that this document and all attachments were prepared under my direction or supervision 
to assure that qualified personnel properly gathered and evaluated the information submitted. Based on my inquiry of 
the person or persons who manage the system, or those persons directly responsible for gathering the information, 
the information submitted is, to the best of my knowledge and belief, true, accurate and complete. I am aware that 
there are significant penalties for submitting false statements and information, including the possibility of fines and 
imprisonment for knowing violations. 

Respectfully submitted, 

raDevrazi 

Abderrahman Zehraoui, Ph.D. 
Director of Utilities 

cc: Kenneth L. Myers, Compliance Manager 
Mr. Anthony DeBonis, Jr., Legal Counsel 



ATTACHMENT B 

SIU Inspection Reports 



#312 Electric Coating 



1 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 
Work sheet for Inspection 

INSPECTION DATE: 12/11/17 

INSPECTOR Nickie Geros 

STARTING TIME: 10:00 AM ENDING TIME: 11:35 AM 

A. BACKGROUND INFORMATION Outfall No. 312 

I. Facility Name Electric Coating Technologies (ECT) 

2. Facility Address 4407 Railroad Avenue 

3. Person Contacted / Title Kenny Paxson, 378-1930 4N-414- 

a7tas• 
Quality Assurance Manager 

4. No. of Employees 3+36J _ - - 12 hr shifts, 5 days/wk, Sat, Sun as required 

5. Shift Starting Time Shift 1: Shift 2: 5atn-5pm Shift 3: x 

6. Inspection Type Unannounced: Scheduled: x 

IF UNANNOUNCED, COMPLETE ITEMS BELOW, OTHERWISE GO TO ITEM No. 8. 

a) New Company Yes: No: x 

b) Complaint Yes: No: x 

c) Spill Yes: No: x 

d) Violation Yes: No: x 

e) Other Yes: x No: 

7. Explain Reason for Inspection: Annual Inspection 

8. SPCC and/or Slag Plan 

Required? Slag Plan not required 

Yes x No 

IF REQUIRED PROCEED, OTHERWISE GO TO PAGE 2, PRETREATMENT PERMIT. 

a) Is Plan on File? Yes x No 

b) Is Plan Adequate? Yes x No 

9. Explain Deficiencies in SPCC or Slug Plan: 
Slug plan is not required. No deficiencies to SPCC plan and is on file. 

1 



2 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE: 12/11/17 

B. PRE-TREATMENT PERMIT 

1. Permit No. 312 2. Expiration Date: 7/15/18 

3. Categorical Standard(s) yes 433.10 433.7 sub catg 0 

4. Toxic Organic (Solvent) Management 
Plan Required 

YES: NO: x 

If required, Proceed, Otherwise go to Item No. 6. 

a) Is Plan on File? YES: NO: 

b) Is Plan Adequate? YES: NO: 

5. Production Based Standard Applicable? YES: NO: x 

If So, current Average Production Rate(s) 

6. Are there any changes since last inspection or planned changes to the IU? MSC has started construction to 
add two more plating cells to their plating section. Existing equipment is being modified and moved to make way 
for the additional plating cells and related peripheral equipment. Four new plating rectifiers are in process of 
intstallation. A New cooling tower has been installed and the capacity of the electrolyte tank has been increased. 

7. Do Permit Limits Represent Current Operations? YES: x NO: 

If not, what changes are necessary? 

8. Are Self-Monitoring Reports Required? YES: x NO: 

If required proceed, otherwise go to page 3 Part C. Water/Wastewater. 

a) Are Reports on File? YES: x NO: 

b) Are Reports Current? YES: x NO: 

c) Are Reports Complete? YES: x NO: 

9. Explain Deficiencies in Self-Monitoring Reports: 
No deficiencies present 

10. Schematic or site map 
provided? 

YES: x 
r

NO: 

2 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/11/17 

C. WATER/WASTEWATER (Voinne Calculations for 12/1/2016 thru 11/30/17) 

I. Source of Intake Water (GPD): City: x Wel : Other: 

2. Discharge Method: Volume (GPD) 'Month Percent of Total 

a) Into Sewer 1,059,813 45.4% 

b) Via IsIPDES Permit 0 0 

c) Into Product 0 0 

d) Evaporation 1,240,275 53.2% 

e) Other (Trucked Offsite) 33,522 1.4% 

3. Discharge(s) to Sewer Volume (GPD) IIVIotTiR----  Percent of Total 

a) Industrial Process 687,601 64.9% 

b) Contact Cooling 0 0 

a) Non-Contact Cooling 362,675 34.2% 

b) Blow down Included with 
Non-contact cooling 

a) Sanitary — small amount 3 bathrooms 9,537 0.9% 

b) Other 

TOTAL 1,059,813 100% 

4. Process Discharge Flow: Continuous x Intermittent Batch 

If Batch Gal/Batch Frequency 

5. 

' 

Type 

, 

< 

I 
11 

,iu , 

of Flow Measurement 

--- 

0 

Isco 4320-8" Palmer bowfin Flume-Waste Treatment Eff 

Omega FP-85 Paddlewheel flow-boiler blowdown & non-

contact coolingwater blowdown 

r 

_11 

, •,, 

, ... '. 

* r 

Meters, for monitoring and others for 

sanitary flows, etc. 

3 

3 



4 

Adequate for Expected Flows? 

6. Date of Last Calibration: 

7. Number of Outfalls to POTVV:  

YES: x 

9/12/17 

1 

NO: 

Not using demineralizers and blowdown not being sampled. Have 2 water softeners. Pictures are 
enclosed. 

4 
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6 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12-11-17 

D. Manufacturing Area 

1. Product(s) or Service(s) and General Description of Processes: 
Service center for electro plating, finishing and distribution of electro-galvanized flat, cold-rolled carbon, steel 
products. Use coiled steel strips. Process can take from 17 mins-2 his for one coil. Customers are: ArcelorMittal, 
US Steel/Protee, SSAB and various Steel Service Centers$ Gr-e .cu4ker" 

2. Process Waste stream(s) Description To Sewer To other (Specify) 
1 ... Plating Y 

2 Chemical Treating 
Rinse Only (Phos Rinse) 

N 
Y 

Off-site 

3 Pre-cleaning N Off-site 

4 Cold-well-non-contact cooling Y 

5 Boilers-coldwell Y 

6 Chromating (Roll Coater) N Off-site 

3. Are there floor drains in the 

manufacturing areas? 

YES: NO: x 

4. Do the floor drains lead directly 

to the POTW? 

YES: NO: x 

5. Are temporary hoses in place as 

part of production? 

YES: water hoses NO: 

6. Process areas Inspected: All of the process, waste and chemical storage areas, monitoring inside of 

the building. 

7. Conditions / Operation Excellent and very clean Fair Poor 

8. General Housekeeping: Excellent, very clean Fair Poor 

9. Conditions: Very clean, chemicals, drums on pallets and in a separate section to avoid getting into sewers. 
Waste is hauled off-site properly and maintained away from the treatment facility. Everything is diked in or 
below the surface areas. Chemicals in cabinets and oil has its own safe containment area. Pictures are enclosed. 

10. SPCC Practices Adequate? YES: x NO: 

6 
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EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/11/17 

E. Materials Used (list any raw materials, solvents, oils, chemicals, pretreatment, and boiler/cooling 

tower additives) attach additional sheets ff necessary 

Chemical Substance Inventory provided? List given YES: x NO: 

Name Liquid? Contained? Size container Quantity MSDS? Notes 

Spray Clean 985 

ECT 

Lig Y 330 gal tote 2,000 Contains potassium hydroxide, sodium 

hydroxide surfactants, phosphates and water 

Electro-LV84 Liq Y 330 gal tote 1,000 gala Contains potassium hydroxide, sodium 

hydroxide surfactants, phosphates and water 

1. Sulfuric Acid 

2. Sulfuric Acid 

Lig 

Uil 

r 
Y 

Bulk took, 
55 gal dnmsa 

SAO BIN 
750 gals 

- 93% Technical grade Sulfuric Acid 

Sodium Hydroxide Lig Y Bulk Tank, 
SS gal drama 

5,600, 

759 gals 

50% Sodium Hydroxide solution 

Metallic Zinc Solid Y 4,500 lb tote 

sacks 

60,000 lbs 94.99% pare sloe shot for midst electrolyte sole 

Electrolyte solo Lig Y 53,000 gal tank 48,0110.50,000 

gal 

Contains dissolvd rise, sulfuric acid and water 

Hydrochloric Add Liu v 55 gal drum 660 gal 30-35% Active 

coocentradon of acid 

Strontium 

Carbonate 

Solid Y 50 lb bags 2,500 lbs 

Diatomaceous 

Earth 

Solid If 50 lb bags 2„000 lbs 

Activator ,TW Solid 'V SO lb Carboy 300 lb Contains tetra-sodium phosphate 

r  Americo Z,CN-98 Liq Y 330 gal tote 660 gals Contains nickel carbonate, phosphoric acid, zinc 

oxide, nitric acid & water 

Various chrome 

solos 

Lig v 55 gal drums 1,300 gal Contains chromic acid, phosphoric add, tine salt, 

zinc oxide, silicon dioxide & acrylic polymers 

Quaker Ferrocote 

61 ABS 

Lig I' 300 gal Mica soa gal Rust preventing oil compounds to protect product 

from corrosion 

Quaker Ferrocote 

Mal-HCL-1 

Liq lf 55 gal drunts 55 gal Pro-lube oil 

Hydraulic oil Lig Y 55 gal drums, 

(2) 500 gal OM k,  

440 ital 

1,009 gob 

Moiotepituce oil & 

gear lobes 

Liq I' 55 gal drtmis LON gal 

Hydrozone OS115 

BFW 0106 

RLT 1136 

Lig 

Lig 

Y 

Y 

SS gal drum 

55 gal drum 

some 

110 gal 

110 gat 

sante 

Boiler Chemical- oxygen scavenger- contains sodium 

Idsullite 

Curtains polymer, sodium hydroxide & potassium 

hydroxide 

Steam line system chemical contains cycloherylamine, 

n-etbyl-n-hydroxyethanea mine 

CSC 1040 Lig Y Same as above Same , linp 1120 corrosion lnbibitor.sed hydi 

8 

8 



Befiscide Lig Y 30 Gallon Drum 30-45 Gallons Microbiocide for cooling water system 

Containentribotyhtecyl phosphonium chloride 

Sod Rypochlorite Lig V Samoa. above 550 gab Cooling water algaecide-12% concaitration 

Solar Salt Solid Y 50 lb bag 3,400 iba Used in water softeners 

Calcium Chloride Solid if 50 lb bag 3,400 lbs Make, 60% active, Media Waste Treatment 

9 

9 
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EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/11/17 

F. Pre-Treatment Area 

1. Pretreatment System On-Site YES: x NO: 

2. Schematic or site map provided? On file YES: x NO: 

3. Description: 

4. Discharge Continuous X Intermittent Batch Other 

5. Conditions I Operation Very Good x Fair Poor 

6. Comments (Reference any Deficiencies by item no.): 

Very good and very well maintained. Very Clean. 

7. Certified Operator(s) Licensed No. Class 

Kenneth Paxson 8969 HI (Expires 6/30/18) 

8970 C (Expires 6/30/18) 

8. SPCC Practices Adequate? Yes: X No: 

14 



'ta of rocs of Coil SlitelS of Foci al abo% 

Coils going through the process. 

15 
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Excellent housekeeping and production area safety markings. 

16 



Back, outside of the facility where trucks come and remove wastes and/or supplies, 

17 

17 



Vacse rettio%al area, fropt. drum. waiting to be filled and for tii lure waste removals. 

Diked inside buildings for spill control. 

18 
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P.  

IINAL 
IEUTRIL!LITION 

Sludge cake press 

23 
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Current Final Effluent monitoring site. #312 

24 
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Outside manhole will be the future site of the local limits for #312. 

25 
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EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/11/17 

G. Chemical / Waste Storage Areas 

1. Liquids and Sludges /Hazardous and 
Non- Hazardous Waste: 

2017 

a) waste treatment sludge (non-haz) 
b) Oil contaminated wastewater- (non-haz) 
c) Phosphate rinsewaters (non—haz) 
d) Spent zinc waste-(non-haz) 
e) Electroylyte filter sludge (non-liaz) 
t) Electrolyte pit & tank bottom Sludge (Raz, 0002 & 1)008) 
g) Degrease pit & tank bottom sludge (Haz, 0002) 
It) Liquid & solid chrome wastes.- liquid (Haz, 0002 & 0007) 
solid chrome waste (Haz, 1)002) 
i) Oily rags (non-haz) 

2. Source of Waste Process 

Wastes 

a) From the Pretreatment system 
b) Preclean & Electro-degrease sections of the process line. Off-site treatment & disposal. 
c) Phosphating sect of process line. Off-site treatment & disposal 
il) e) & From the plating & plating rinse section of process line. Offsite treatment & disposal 
g) From electro-cleaning section of the process line (alkaline) off-site treatment & disposal 
11) From the chromate section of the process line. Off-site treatment & disposal. 
i) Equipment maintenance 
a) 20 yd roll off containers d) 55 gal plastic drums g) 55 gal plastic drums 
Is) 12,500 gal tank e) 20 yd roll off containei h) 55 gal plastic drums 
c) 20 yd roll-off container 1) 55 gallon plastic drums i) 1 cubic yard boxes with plastic liners 

3. Describe Hazardous 
Waste Handling 

a) 12-24 tons/month. Accumulates in 20 yd roll-off (166 toils) 
b) 20,000-40,000 gal /month in tanker trucks (288,950 gallons) 
c) 5,000-10,000 gal/mouth in tanker trucks (96,450 gallons) 
d) 4-8 (55) gal drums/yr (1,010 lbs for 2017) 
e) 1,000 lbs/month. Accumulates in 20 yd roll-off (10,720 lbs) 
1) 20-30 (55) gal drums/yr (14,595 lbs) 
g) 2-10(55) gal drums/yr (3,740 lbs) 
II) 4-8 (55) gal drumshooFi of liqu chrome (26,480 lbs), & 

6-9 drums/yr solid chrome (1,740 lbs) 
i) 4-10 boxe,s/yr (4,500 lbs) 

4. Quantity 

Jan —Dee 2017 

a) Waste Mngmt 
b) & c) Adv Waste (Covanta), All Source Environmental. 
d), e). f ),g), h) & i) Advanced Waste (Covanta) 

5. Transport Company la) Waste treatment sludge, e) Electrolyte Filter sludge & Plant trash. Prairie View RFD 
lb & lc) Pre-elean waste & Phosphate waste, ChemWorks1I-Porage, In & 

Water Integrated Solutions-Chicago, 11 
Id), le & i) Chem Works II, Portage, IN 
f) EQ of IL-Chicago, AES Env Solns-Kentucky 
g)Tradebe-EC, AES Env Sot-KY 
Is) EQ of IL. AES Env Sol-KY 

6. Disposal Facility Yes: x , 
7. On-Site Storage yea: a *€f act  (..e.1.4..) 

°M../ No: 
8. Describe (Include any Irregularities in Drums, Labels, or Manifests): No irregularities observed, 

Spent Fluorescent lamps to Covanta in June 

9. Conditions: Yes: Fair Poor 

10. Floor Drains in Storage Areas? Yes: x No: x 

11. Are SPCC Practices Adequate? Yes: a No: 

26 
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Start of the process with Coils. 
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More process area. 
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EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/11/17 

H. Industrial Self-Monitoring 

1. Is Self—Monitoring Required? YES: x NO: 

2. Sample Collections Method: Iseo Sampler 

3. Is sampling location appropriate? 

4. 1U and POTW sample at same location? YES: x NO: 

5. Chain-of-Custody Adequate? YES: x NO: 

6. Sampling Equipment Adequate: YES: x NO: 

7. Sample type appropriate? YES: x NO: 

8. Sample containers Appropriate? YES: x NO: 

9. Samples Properly Preserved? YES: x NO: 

10. Holding times Short Enough? YES: x NO: 

11. Sampling/ analysis done in accordance with 40 CFR 

136? 

YES: x NO: 

12. Is sampling frequency correct? YES. x (Pt  °'' .. • 4,)  -srbEt4  NO: • 
e_5211A tice4 s-e.- 

IU certifying reports sent to POTW and IDEM? YES: le' NO: 
" 

i  

14. Sampling SOP reviewed? YES: NO: 1 +O" •M\ 5-  rf/  ' 

15. Sampling QA/QC documents reviewed? YES: x NO: 

16. Analysis conducted In-House Contract Lab (Name) 

TestAmerica 

17. Self-Monitoring Records YES: x NO: 

18. All Analytical results on File? YES: x 
_ 

NO: 

19. Records Kept for Period Specified in Permit? YES: x NO: 

20. Comments (Reference any Deficiencies by item no.) 

13. IU only sends Certifying reports to the POTW 

30 
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EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/11/17 

I. Final Comments 

1. Questions/ Comments/ Discussion 

. Follow Up Actions Required 
1. Inventory list of haz and non-haz list. Eemailed in May 2016 and no further action is required. 

Inspector(s) Signature(s): ,k,,  Date:  12-11-/1  

IU Representative Signature:. 

  

Date: 

 

      

FORM ADAPTED FROM INDIANA PRETREATMENT GROUP INSPECTION FORM, NO. 05868, DATED 03190 
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#415 TAC East, Inc. 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE:  I /  
INSPECTOR:  14; C-44 t `e.004)  

STARTING TIME:  9 35 011.01,  ENDING TIME:  I it 3 4 V11 

A. BACKGROUND INFORMATION ifrti IS' 
1. Facility Name ---ak e-.. Ea 5:+) -.Z.  Px•C--' 
2. Facility Address a, 0 0 0 Gliive, (c,„ , 
3. Person Contacted /Title "Z":e. Morin 4).. Kt--06.3h-1 P00 IAA te-‘,  t-)Pf frilek0 IT. . 

4. No. of Employees 13' --. d of-P- to 
5. Shift Starting Time Shift 1: 6, _ 30 Shift 2: - 10400 Shift 3: 

6. Inspection Type Unannounced: Scheduled: eK 

IF UNANNOUNCED, COMPLETE ITEMS BELOW, OTHERWISE GO TO ITEM ly_ft, 

a) New Company Yes: No: K 
b) Complaint Yes: No: le 

c) Spill Yes: No: N ." 

d) Violation Yes: No: K 

e) Other Yes: X, No: 

7. Explain Reason for Inspection: test" --Xpiitit - 

8. SPCC Plan Required and/or Slug 

Control Plan? 

Yes v/  No 

IF REQUIRED PROCEED, 01111,RWISE GO TO PAGE 2, PRETREATMENT PERMIT. 

) Is Plan on File? Yes 1:7  No 

b) Is Plan Adequate? Yes V No 

9. Explain Deficiencies in SPCC or Slug Control Plan?: 



2 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE: / (0 / I/  

B. PRE-TREATMENT PERMIT 

1. Permit No. Lb .5 2. Expiration Date: ,41 013) I 

3. Categorical Standard(s) 1.4.0- 4,  C th3  1-  

4. Toxic Organic (Solvent) Management 
Plan Required 

YES: NO: / 

If required, Proceed, Otherwise go to Item No. 6. 

a) Is Plan on File? YES: NO: 

b) Is Plan Adequate? YES: NO: 

5. Production Based Standard Applicable? YES: NO: 

If So, current Average Production Rate(s) 

6. Are there any changes since last inspection or planned changes to the IU? 

7. Do Permit Limits Represent Current Operations? YES: V.  NO: 

If not, what changes are necessary? 

8. Are Self-Monitoring Reports Required? YES: / NO: 

If required proceed, otherwise go to page 3 Part C Water/Wastewater. 

) Are Reports on File? YES: i NO: 

b) Are Reports Current? YES: i  NO: 

c) Are Reports Complete? YES: / NO: 

9. Explain Deficiencies in Self-Monitoring Reports: 
Vi % 1 I /./2„,,0 aAd. C.16.6c, tiAL. +LA  u v 

10. Schematic or site map 
_provided? 

YES: / % 0-e--17.0-0 NO: 

2 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: iz 6 19  

C. WATER/WASTEWATER 

1. Source of Intake Water (GPD): City: / Well: Other: 

2. Discharge Method: Volume (GPD) Month Percent of Total 

a) Into Sewer 3 5 0isol 
b) Via NPDES Permit 0 
c) Into Product 0 
d) Evaporation 

e) Other 

3. Discharge(s) to Sewer Volume (GPD) Month Percent of Total 

a) Industrial Process 0 
b) Contact Cooling 0 
a) Non-Contact Cooling 

b) Blow down 

a) Sanitary 

b) Other 

TOTAL 100% 

Intermittent" Batch 4. Process Discharge Flow: Continuous 

If Batch GaUBatchX/  Frequency 

5. Type of Flow Measurement '31'11  4 ,le 
Adequate for Expected Flows? YES: 7 NO: 

6. Date of Last Calibration: 

7. Number of Outfalls to POTW: I 
8. Comments (Identify by Item No.): 

3 

3 



4 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: /  (.0   

D. Manufacturing Area 

1. Product(s) 

Tr a." K 

(0 

or Service(s) and General Description of Processes: 
(A.10LSVI;i

4
V

o
rc,„ is ‘Assiv-ts  e a& (,)(AA-P-4-)  )4A-m-v- k94-  (") 042 

rixii-s-kw a ..L.„6-c-- -k--tA_-• 

-rd)  Q-- a- til - I Nt-i a So 1\1,td 

2.  2. Process Waste stream(s) Description To Sewer To other (Specify) 

jetne._ 1 k --Tot/4k At.4,:tk_ 

1 
3. Are there floor drains in the 

manufacturing areas? 

YES: NO:' 

4. Do the floor drains lead directly 

to the POTW? 

YES: NO:/ 

5. Are temporary hoses in place as 

part of production? 

YES: r..e 

c‘••Pr- t\A_siAe 

NO:.  

6. 60 t-e re s 
6. Process areas Inspected: , 1 ix:,"te,fe -e 

. 
A ik .e ct.• iNA5 1 6e.  -• ot . ki06,..sin:. oucisi.de cc,..ci toly 

7. Conditions / Operation S-e 
Poor Good 

8. General Housekeeping: Good . Fair Poor 

9. Conditions: \),..9.......z
5 
 a_k...0,-.... 04.., .-re,-,...eL, .X--,,,adj1-3c_ k.  

10. SPCC Practices Adequate? YES: X.  NO: 

rvi) isro-y‘tk.. 
tete, • 

4 



E. Materials Used (list any raw materials, solvents, oils, chemicals, pretreatment, and boiler/cooling 

tower additives) attach additional sheets ?f* necessary 

Chemical Substance Inventory provided? YES: NO: 
Name Liquid? Contained? Size container Quantity MSDS? Notes 

SOLI i 
W.-.  66'  ".tsj.  

bt 1,-,. • 4 6--,  , 
f.kusl,1....5 

04,k,i,vt.r.c 

:3 , L st r-iiite,....x,oi  

. ..wo1.4J 
. , 

w 

1A--3"1A-k•—  P0I1J,..--(4,-,. 

4. 
 

314 rtA,Aloc- 

•-c-i 2,11 

t 
aqu ,641-4.-kc 

5-1r,-$ v,,,:, is.. 

PIM I-1 - t 

gAfk5— 1-V'd  A 7ric, 8 ti:41 i -P e'S  

2:4 so-Ptt-JA-- 
1 S oLkA 

ex-ex  u6,  Lk) L'.> 
6P‘ir 

5414  
e)i4 I ' 

1 

/1 u2 ..s,Si. IN  

A (14044 IC 
IS et,,c.C.5 

.--c,,.....s..A."-- 

NI) 
11'  1-  

v" 

' oos ef 4  ' 
1, II' 61414*'.7.44*  i ft 

ie.  iii0 .SOci):  
, s,„14, 1 6 6.1.0 

P• , 

0-1"  
Eriefr.,t1 . 

-, ,  

rri: 

Zilif F4. 

. • 

.*IdSf) riii C J e - 

7 5-5.rt ctiv-r--- , '.4- sie Lak/ky 

Y 

L ‘e s'114'. 

i N. i L 0--. 

1 

e 
0/7014, 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

5 

Inspection Date: 

?R.E.V 4:111- 
std.-401i 

0 9, 16..v!sti 

Ate., kV't V-44.--4e-f — COrv-VA:i crA, r-e ,(1)•• P - (A) 
1,,L 3 6.  tsQ.kaxv._ ck ovo 

Ott-e 2t if e oVre di 
5 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: / /  1q  

6 

F. Pre-Treatment Area 

I. Pretreatment System On-Site YES:)(4  NO: 

2. Schematic or site map provided? YES: "  NO: 

3. Description: IAT 
'Ka 0 ri• S' VV't I'-e- 

goe s A--J Q r-uv--11- ti 
04-e f-pAor-,,  

e 
4. ) -ro,-eig a yokel-4 -sod ibteromcle 

Poi yrwt4z r- e m.-{ Sr S 0,6,14 414 
1 FP r--' tz'44  44-1- G 0-0-&" ""-4'""4.  

0 e=etAis)-Y-44-1 
k-e...„A-s 4i,e_ was+e-wc,..4.-e4-,. 

l-wAs •.4 4-c 30.)  eorteil 
EQ 4......1 41, 

- 

s 44  e 
logo. i 

-c-I'm a' 

Fr-o r. -17,04  

T--  ar,•-• 44.1 s NJYr^) kJ Arter  
0•44a 

a y  i .0 isrxe 40.-1-,  
'They-04;1s fee al ii .n 

L , le  ,4 k, F-,._ A  
0,;%•iii4.4:1• 

Other 1 itito,  

i 

-1-01 C- -4-  
4 4- 44,,,,A 

Fro vi.... 
ot.,,,..t.si-V,e, 

: s (....4dtd, 
a (2,A.  so lic44,?.4o1) 

e VAe. (;2:04-11:"..--4-*-j` 
s P4-0 ( 3 e-s-er 
S ikdded diel,ktiv 

-1-14-P•icsa, 
d i s h-l'e.-lo-iire 

Batch 

..,•c Vly cir coati,- 

4 44* ‘. (A1----  ,,S,•K i cAS 
4-  I r' 4  k ' b‘),  ter-  r 

4. Discharge Continuous Intermittent 

5. Conditions / Operation Good Fair Poor ik 

6. Comments (Reference any Deficiencies by item no.): i tok.t-  IF A) 

-9-- %  ik orAs 
Lt 1" 

7. Certified Operator(s) licensed No. Class 
0 

re0yvk 0- KI-Dion v,t D Kio — uk.)'4 c•-) become 
C er-A-K,e lati 

8. SPCC Practices Adequate? Yes: No: 

442  
ft. 

6 
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EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 

G. Chemical / Waste Storage Areas 

1. Sludge/Hazardous or Non-Hazardous 
Waste: 

t7o 5-0 ' 2)51483e 
V viDn-i-la.. 

b)41-4.1 143r- hP,e ts - Am -114.-2- ..,..... — 1-,..a.a ft:•agrn-itt  
c)( 1.1-1 low 135 - 

2. Source of Waste a) \ 1/3 :t. ,n_1,.... 
gnu AI, tAir-4 vat,e1a4k 

b)  

-c) 
 

Waste Handling eiVhat 
happens to it? 

i3 . -r3..req.4.) 
C) 

3. Describe any oaiLt- 
-;=-IA-46- eders 8 ----, zat ,,,,., 

46(  65  . 

tn, i,  r_Sffi Wiz-e. 
4. Quantity a .• b ) 

3,44 I'S &APA----. - 3, at" ':' - S ) S-00 tes:51111116) ,_ 1116 GVICLO-  .,- kihs 
1y/r4 i , etgr

,73-4c64,-.. 
5. Transport Company 

Y 
rinv-6-1-iiL; - 

6. Disposal Facility -Le ;) r„ e,e_.",,"0-1 1,—tioNk.144, a 

7. On-Site Storage 
1-e
v

ioiv-1  
Yes: No: 

8. Describe (Include any Irregularities 

E 
in Drums, Labels, or Manifests): 

/)
14 4 .. r,,i,..4. . 0 _ fruAti.‹,. spic 

J.A.L, 944-440  

6'0 AA ÷ 4re---27  '4-0  --V\ 4' • 

9. Conditions: 
j 

GooI Fair Poor 

10. Floor Drains in Storage Areas? Yes: V°  No: 

11. Are SPCC Practices Adequate? Yes: \V No: 

12. Comments (Reference any Deficiencies by item no.): 

ti‘k 6 -e 1;1'1 cv-e,c i 4 ',:-3. 



8 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 

H. Industrial Self-Monitoring 

1. Is Self-Monitoring Required? ' YES: X NO: 

2. Sample Collections Method: 

3. Is sampling location appropriate? 

4. Ill and POTW sample at same location? YES: V NO: 

5. Chain-of-Custody Adequate? YES: '>( NO: 

6. Sampling Equipment Adequate: YES: y NO: 

7. Sample type appropriate? YES: yti NO: 

8. Sample containers Appropriate? YES: `•?‹ NO: 

9. Samples Properly Preserved? YES:")( NO: 

10. Holding times Short Enough? YES: -7( NO: 

11. Sampling/ analysis done in accordance with 40 CFR 

136? 

YES: 'X' NO: 

12. Is sampling frequency correct? YES: K NO: 

13. 1U certifying reports sent to POTW and IDEM? YES: y NO: 

14. Sampling SOP reviewed? YES: °K.  NO: 

15. Sampling QA/QC documents reviewed? YES: NO: 

16. Analysis conducted In-House Contract Lab (Name) 
Er, ..--r.c., 

17. Self-Monitoring Records YES: **)< NO: 

18. All Analytical results on File? YES: Y• NO: 

19. Records Kept for Period Specified in Permit? YES: "Kr-  NO: 

20. Comments (Reference any Deficiencies by itenkno.): 
COispttitcl- 

01 .1' 

8 
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EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 

I. Final Comments 

1. Questions/ Comments/ Discussion 

2. Follow Up Actions Required 

(01'5 So41 "4-4- 

Nk 046 14, -e -11  -rtIkA • 

Inspector(s) Signature(s): Date: -  

IU Representative Signature: Date:  11 7 
FORM ADAPTED FROM INDIANA PR RFATMENT GROUP INSPECTION FORM, NO. 058613, DATED 0.3/90 

9 
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1 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE: 12/18/17 

INSPECTOR: Nickie Geros 

STARTING TIME:11:20 ENDING TIME:  —ZS :  

A. BACKGROUND INFORMATION 

1, Facility Name 
14a:411714J i)NoCtsliAl P6,,A.-k D t S 0),  ;c•Ki*,,_w P10,4 

2. Facility Address 
'(', v e 

1 Person Contacted/Title 0\s‘4k•erk, g k °I. • 5°11  • 50 TY 4 . i , . , z  . . is . . _ m
‘

i . . . 5-0  7.5- 5 (mu cin • 06,r:A ego,. cra- •P x o„,,...--i a- 
4. No. of Employees 

3 — p_.0444 —.5 ,ItAi-a. 
5. Shift Starting Time CtiO? 1 ‘ _ ---1 

 kso 
 Shift 2: -7  ..ate.,,, i Shift 3: 3 

6. Inspection Type Unannounced: Scheduled: x 

IF UNANNOUNCED, COMPLETE ITEMS BELOW, OTHERWISE GO TO 'TEM No. 8. 

a) New Company Yes: No: x 

b) Complaint Yes: No: x 

c) Spill Yes: No: 

d) Violation Yes: No: x 

e) Other Yes: x No: 

7. Explain Reason for Inspection:  

8. SPCC Plan Required and/or Slug 

Control Plan? 

Yes / No  

EP REQUIRED PROCEED, OTHERWISE GO TO PAGE 2, PRETREATMENT PERMIT. 

a) Is Plan on File? Yes v/  No 

b) Is Plan Adequate? Yes / No 

9. Explain Deficiencies in SPCC or Slug Control Plan?: 



2 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE:  L  /  I 117   /  

B. PRE-TREATMENT PERMIT 

1. Permit No. 5ic4 2. Expiration Date: so 114, .-enet.dect-l-elett, 
3. Categorical Standard(s) 

‘t e-S  
C,o0 011 

1-p.0 .GtNli, D, 
4. Toxic Organic (Solvent) Management 

Plan Required 
YES: NO: Nil 

If required, Proceed, Otherwise go to Item No. 6. 

a) Is Plan on File? YES: NO: 

h) Is Plan Adequate? YES: NO: 

5. Production Based Standard Applicable? YES: NO: )< 

If So, current Average Production Rate(s) 

6. Are there any changes since last inspection or planned changes to the IU? t‘i O. 

7. Do Permit Limits Represent Current Operations? YES: X NO: 

If not, what changes are necessary? 

8. Are Self-Monitoring Reports Required? YES: .54 NO: 

If required proceed, otherwise go to page 3 Part C. Water/Wastewater. 

a) Are Reports on File? YES: "K NO: 

b) Are Reports Current? YES: \d< NO: 

c) Are Reports Complete? YES: X NO: 

9. Explain Deficiencies in Self-Monitoring Reports: 

N'6.) o,v, -Q VI) A-0 604 Q-- 

10. Schematic or site map 
provided? 

YES: y NO: 

2 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 

C. WATER/WASTEWATER 

1. Source of Intake Water (GPD): City: V Well: Other: 

2. Discharge Method: Volume (GPD) Month Percent of Total 

a) Into Sewer 1\ .51 via ( 
) 

1 oo*-to 
b) Via NPDES Permit J 

c) Into Product 

d) Evaporation 

e) Other 

3. Discharge(s) to Sewer Volume (GPD) Month Percent of Total 

a) Industrial Process 

_b) Contact Cooling 

a) Non-Contact Cooling 

b) Blow down 

a) Sanitary 

b) Other 

TOTAL 100% 

4. Process Discharge Flow: Continuous' 1 Intermittent Batch 

If Batch Gal/Batch Frequency 

5. Type of Flow Measurement •a-sce, 4 a  
Adequate for Expected Flows? YES: / NO: 

6. Date of Last Calibration: 
e.airkirko4' 1 occAe 

7. Number of Outfalls to POTW: 
.1 

8. Comments (Identify by Item No.): 

3 

3 



4 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 1' 

D. Manufacturing Area 

I. Product(s) or Service(s) and General Description of Processes: 

nycit-ocAr.,6-1-c., f.'icfk,l'it,ib. cc e..-01 1_ st.le,A+s 

2. Process Waste stream(s) Description To Sewer To other (Specify) 

ae.id- a-VA- _8 
.).- . R:01.Sf ia36‘,4-el-1  P:: (Ise i:ook.4.k, 

3. Are there floor drains in the 

manufacturing areas? 

YES: NO: 

4. Do the floor drains lead directly 

to the POTW? 

YES: NO: 

5. Are temporary hoses in place as 

part of production? 

YES: NO: / 

6. Process areas Inspected: SI fl oiv--4--4> 1 rt s...4-e. rop a.,..1s)  plimil,f 6,40,e,4 
Fair i 

.culdift40,4m  
Poor 0  7. Conditions / Operation Good/

,
, 

8. General Housekeeping: Good V Fair Poor 

9. Conditions: 

10. SPCC Practices Adequate? YES: NO: 

•Si-(4.; 

4 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 

E. Materials Used (list any raw materials, solvents, oils, chemicals, 

tower additives) attach additional sheets if necessary 

pretreatment, and boiler/cooling 

.•, 1 /4)/(4,8:•:-. 
Chemical Substance Inventory provided? YES: X J NO: 
Name Liquid? Contained? Size container Quantity INSDS? Notes 

5 

5 



6 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 1 / I /  

F. Pre-Treatment Area 

1. Pretreatment System On-Site YES: -. NO: 

2. Schematic or site map provided? YES: \tem...) bAjtJ2, NO: 

3. Descripdon: 

/ 4. Discharge Continuous Intermittent/ Batch Other 

5. Conditions / Operation Good / Fair Poor 

6. Comments (Reference any Deficiencies by item no.): 

7. Certified Operator(s) Licensed No. Class 

1\1D 

8. SPCC Practices Adequate? Yes: / No: 

6 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

7 

Inspection Date: 

G. Chemical / Waste Storage Areas 

1. Sludg azardous or Non-Hazardous 
Waste: e. 41. t 4.--yvvr.,-,-s 

Gai 6 '1  all 

a) < _ j • _ 
1— Cs 1 

,le  
1.-- 

b) ‘, I  

c) liQ a QJ - n- 
2. Source of Waste a) L/ ' n-e 

b) 
c) 

3. 3. Describe any 
Waste Handling (What 

happens to it? 

61. 

. ----)LARA-1- /D cloy ,I,.) o  
4. Quantity  

1  
a' ' . C"") 2) "1-  c'e*:"r

,
r:  

5. Transport Company 

6. Disposal Facffity 

ra 7. On-Site Storage Yes: 
 

No:  

8. Describe (Include any Irregularities in Drums, Labels, or Manifests): 

N car-Q.. vp2/0- . 

9. Conditions: Good() .4 Fair 

No: / 

Poor  

10. Floor Drains in Storage Areas? Yes: 0 

11. Are SPCC Practices Adequate? Yes: No:. 

12. Comments (Reference any Deficiencies by item no.): 

7 



8 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 1,1  LILL' iI 

K Industrial Self-Monitoring 
/ 

1. Is Self—Monitoring Required? YES: V NO: 

2. Sample Collections Method: 

. Is sampling location appropriate? 
V12-2)  

4. IU and POTW sample at same location? YES: NO: 

5. Chain-of-Custody Adequate? YES: / NO: 

6. Sampling Equipment Adequate: YES: / NO: 

7. Sample type appropriate? YES: 4,7  NO: 

8. Sample containers Appropriate? YES: / NO: 

9. Samples Properly Preserved? YES: / NO: 

10. Holding times Short Enough? YES: / NO: 

11. Sampling/ analysis done in accordance with 40 CFR 

136? 

YES: NO: 

12. Is sampling frequency correct? YES: NO: 

13. IU certifying reports sent to POTW and LDEM? YES: , 7  NO: 

14. Sampling SOP reviewed? YES: 
,,,

7  NO: 

15. Sampling QAJQC documents reviewed? YES: v' NO: 

16. Analysis conducted In-House Contract Lab (Name) 

010 Sfrnrcl .1 PI 

17. Self-Monitoring Records YES: / NO: 

18. All Analytical results on File? YES: V NO: 

19. Records Kept for Period Specified in Permit? YES: / NO: 

20. Comments (Reference any Deficiencies by item no.): 

A ‘A 0,.1.--€. -4-a  

8 



I L Final Comments 

I. Questions/ Comments/ Discussion 

2. Follow Up Actions Required 

ej-C1./L-U, S P-0-,  ea • 41-4. 

9 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 

Inspector(s) Signature(s): ,AA1 IAQ Date: 1 a  
III Representative Signature: I Date:  

FORM ADAPTED FROM INDIANA PRETREATMENT GROUP INSPECTION FORM, NO. 0586B, DATED 03/96 

I  

9 



#521 Lakeshore Railcar Services, LLC 



1 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE: 1'4  

INSPECTOR: Nielde Geros, kikiviLekez A-k04-414-9 Mka 6144i At ‘'21 
vj rt N. CA.  

STARTING TIME: 01 13 6 A • WI ENDING TIME: )1 g A-, et 

A. BACKGROUND INFORMATION Outfall No. "'",a...k 

1. Facility Name Lakr4,40,b1.-* 12..9v7 i c..Dor,  S (A-46 ) Cz. S ;I..J _a-- 5?-14.41--1 44- tt4ti ( 

-S. ) ,_ ...,...--.,ri.„ , ..4.4.s‘...- , 2. Facility Address 1150 E . ii-L5f-v- Is i 
ko o ,....,,. 4, 

0.4., , ad, r it kir o I". 1514,riteer )S Kt e 13  0) 3. Person Contacted I Title iiti ok  -zut.t.g.  , Pi frif,4(mAl  
. 4. No. of Employees 

 d  e K1/4  

5. Shift Starting Time Shift 1: Shift 2: ,3 %, 3 Shift 3: . 

6. Inspection Type Unannounced: Scheduled: 

IF UNANNOUNCED, COMPLETE ITEMS BELOW, OTHERWISE GO TO ITEM No. 8. 

a) New Company Yes: No: / 

b) Complaint Yes: No: / 

c) Spill Yes: No:" 

d) Violation Yes: Nod 

e) Other Yes: - No: 

7. Explain Reason for Inspection: Annual Inspection 

8. SPCC and/or Slug Plan 

Required? 

Yes 17 No 

IF REQUIRED PROCEED, O'inERWISE GO TO PAGE 2, PRETREATMENT PERMIT. 

a) Is Plan on File? Yes V No 

b) Is Plan Adequate? Yes No 

9. Explain Deficiencies in SPCC or Slug Plan: 

1 



2 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE: g•-'ca, 

B. PRE-TREATMENT PERMIT 1...... 
1. Permit No. 4 2. Expiration Date: 1 A.,1 I g 11(0  

3. Categorical Standard(s) IttlyX 
to

t../e,--t-.. 

"

No oses 4.4a lit 6 is S6 p, * A 
Pc 

" el 4. Toxic Organic (Solvent) Management 
Plan Required 

)P  IS: y 014 
NO: 

..1-p.i n  

If required, Proceed, Otherwise go to Item No. 6. 

a) Is Plan on File? YES: NO: 

b) Is Plan Adequate? YES: NO: 

5. Production Based Standard Applicable? YES: NO: a 

If So, current Average Production Rate(s) 

6. Are there any changes since last inspection or planned changes to the IUT fie 3  leVt.A.d^tivi-.-+ 
4-A4.4L, p Wie04,  is. 3  (le 0,...: mon t-'1s'.4-e 

ci.t-s lAsed it; we.-3, be" dii  vt.s.eci ti-)-e-r-e ti yoke ',Mil 4 
CA t Gvvv--%At 1^..e....v....tv..- 6, ' vY‘tta,  12.R, ) , .',...t",..to, t GN.. Et -eclivtiorrte N." ch:t 1 e. 

14-e vs; fer-.51M1  Oe I OLS vri-e ll i 

7. Do Permit Limits Represent Current Operations? YES: %./ NO: 

If not, what changes are necessary? 

V 8. Are Self-Monitoring Reports Required? YES: NO: 

If required proceed, otherwise go to page 3 Part C. Water/Wastewater. 

a) Are Reports on File? YES:
. 

?V'  NO: 

b) Are Reports Current? YES:11/ NO: 

c) Are Reports Complete? YES: V NO: 

9. Explaiq,Defigiensies in elf-Mo i itte4;‘......_ing R,to... .' .1 ae e  6 

10. Schematic or site map 
provided? 

YES: i NO: 

2 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date:  

C. WATER/WAS10EWATER 

1. Source of Intake Water (GPD): City: V/  Well: Other: 

2. Discharge Method: 
cv,i44,

4

1 

 :/obn_m7 /11/13ntl
er
k,1 mod  Percent of Total 

a) Into Sewer 
5-6) )  

b) Via NPDES Permit 

c) Into Product 

d) Evaporation 

e) Other 

3. Discharge(s) to Sewer Volume /Month Percent of Total 

a) Industrial Process 

b) Contact Cooling 

a) Non-Contact Cooling 

b) Blow down 

a) Sanitary 

b) Other . 
TOTAL . ..... • —1 

4. Process Discharge Flow.:
)
0,1 Q v3 ,. 

4 fro ?-8-6-' ...a. 3r,.., 
Continuous I Intermittent 

I 
Baler') 

If Batch  Gal/Batch I Frequency 

5. Type of Flow Measurement q AKA-i-f,s4z-1,41:c. 
Q vj _ N,6.4

v
4PLA"). 

Adequate for Expected Flows? YES: NO: 

6. Date of Last Calibration: 

7. Number of Outtalk to POTW: 1 

33)  
1 

3 

3 



4 

(DNAktia., ery\.. cSerK,69 jJ — 

 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

4 

  

Inspection Date: I a 

 

   

D. Manufacturing Area 4...... , 6. 0,1 , 

I. Protuct(s), or Service(s and c f n e 

a-t-4-0-- , 
i'*1•C- To tj . 

r a I pescription of Processesk.  -r MK 

c D 01-1r 
2. Process Waite stream Description To Sewer To other ( ' cib) 

.
5Al1 

) ‘‘ 

3. Are there floor drains in the 

manufacturing areas? 

YES: NO: 10/  

4. Do the floor drains lead directly 

to the POTW? 

YES: NO: / 

5. Are temporary hoses in place as 

part of production? 

YES: NO: / 

6. Process areas Inspected: 

7. Conditions / Operation Good 0-11 424vvt  ci-rai Fair Poor 

8. General Housekeeping: Good • X--  Fair Poor 

9. Congiji:ons: kC\ It F• 044- 

--krii Z 11.0 i  
) 

IA 14 er% 0 al-k-S' 

kr413-41( t‘ler- 
‘ t e d 

fr"-c4""-- 1  

10. SPCC Practices Adequate? YES: / NO: 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: If I 

E. Materials Used (list any raw materials, solvents, oils, chemicals, pretreatment, and boiler/cooling 

tower additives) attach additional sheets if necessary 

Chemical Substance Inventory provided? 

List given 

YES: x NO: 

Name Liqui 

d? 

Containe 

d? 

Size 

container 

Quantity MSDS 

? 

Notes 

5 

5 



6 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 

F. Pre-Treatment Area 

I. Pretreatment System On-Site YES/1  NO: 

2. Schematic or site map provided? YES: X NO: 

3. Description: 

4. Discharge Continuous Intermittent Batcli Other 

5. Conditions / Operation GoodiK Fair. Poor 

6. Comments (Reference any Deficiencies by item no.): 

7. Certified Operator(s) Licensed No. Class 

al ii 6 WI 64  A n 
.....x.ass 

A' 
(,, . ØW 

8.  8. SPCC Practices Adequate? Yes: I No: 

6 



7 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: D- ( j 11 

G. Chemical / Waste Storage Areas 1- 

1. Sludge/Hazardous and Non-Hazardous 
Waste: 

a)  
IN 0 rv-. k.1)--3, 5 L . (1 5,..9 •• 

b) I-1mi  
0 

is-  tk i 1 ear-- - 
2. Source of Waste a)  

`•"'‘.tr-• 0 iry t V.)  c- (. A (-- e c".•-4 r.ve 
b)  s 11S 

c i-e a vve ci — 
c)  

3. Describe Hazardous 
Waste Handling 

a) C' (I t,  o a s-fe. i s ci-A-t ypi-%zad s di-.....d a ax-i -tiln-- 

6 . S to 0 S wg l•-)  . 4 k; 1%. qt) 6 
4. Quantity a) is —.Po (1 4-IA, fr -5 /in9" 5 5 A c4A.......)....... -3  0 6 i-K-rvi.c/ MD' 
5. Transport Company a) a.e. e...6 r It c. tki e.-.A. I:A L S . i . $ ) Sake f y- K I mi. 

RA4K.,i, pr i lc i fit S EAV. 
6. Disposal Facility a) G ‘o.y*R.se Sc,t,r e.e. r-ecomtotA4t04,10., 6) 
7. On-Site Storage Yes: IV No: 

8. Describe (Include any Irregularities in Drums, Labels, or Manifests): 

\*/ 9. Conditions: Good Fair Poor 

10. Floor Drains in Storage Areas? Yes: No: )( 

11. Are SPCC Practices Adequate? Yes: / No: 

12. Comments (Reference any Deficiencies by item no.): 

‘ 4 

--IjililA—L.:e..11, Ti t LAA. ca o 

-v\J-ts Palok 

eL -11(  

19'3° '116-s  
tAl , 6  (4 P( 

Llez,65  

Vr/4-7 &QC" 1p Gur!, Prjz 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

8 

Inspection Date: 

IL Industrial Self-Monitoring 

1. Is Self—Monitoring Required? YES: V NO: 

2. Sample Collections Method: 

3. Is sampling location appropriate? 

4. Hi and POTW sample at same location? YES: I NO: 

5. Chain-of-Custody Adequate? YES: I NO: 

6. Sampling Equipment Adequate: YES: 1/ NO: 

7. Sample type appropriate? YES: I NO: 

8. Sample containers Appropriate? YES: NO: 

9. Samples Properly Preserved? YES: / NO: 

10. Holding times Short Enough? YES: I NO: 

11. Sampling/ analysis done in accordance with 40 CFR 

136? 

YES: NO: 

12. Is sampling frequency correct? YES: NO: 

13. IU certifying reports sent to POTW and IDEM? YES: NO: 

' .''.. ampling SOP reviewed? IA) V t t a D' YES: NO: 

15. Sampling QA/QC documents reviewed? YES: I NO: 

16. Analysis conducted In-House Contract Lab (Name) 
—re S+ ig ifte I-4'C a-. 

17. Self-Monitoring Records YES: ii  NO: 

18. All Analytical results on File? YES: (/ NO: 

19. Records Kept for Period Specified in Permit? YES: NO: 

20. Comments (Reference any Deficiencies by item no.): 

8 



9 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: IL' 

I. Final Comments 

1. Questions/ Comments/ Discussion 

2. Follow Up Actions Ikeqpired 
C Cbit7".  010 C14; 

C-PtA-8 a-̀) tit  

Cia14*  4 g op sin i41.-r p41 

5. 14*o be•A"-t-  ""71+ 

Inspector(s) Signature(s): I A 4 s ate: A.S4it 

IU Representative Signature:  Date: - Z  

FORM ADAPTED FROM INDIANA PRETREATMENT GROUP INSPECTION FORM, NO. 0586B, DATED 03/90 

9 



#901 Safety-Kleen Systems 



I 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION ITKPORT 

INSPECTION DATE: 12/8/17 

INSPECTOR: Nickie Geros 

STARTING TIME: 10:00 a.m. ENDING TIME:  

A. BACKGROUND INFORMATION #901 

1. Facility Name Safety-Kleen Systems 

2. Facility Address 601 Riley Road 

3. Person Contacted / Title Dennis Zawodni 

4. No. of Employees 

5. Shift Starting Time Shift 1: Shift 2: Shift 3: 

6. Inspection Type Unannounced: Scheduled: X 

IF UNANNOUNCED, COMPLETE ITEMS BELOW, OTHERWISE GO TO ITEM No. 8. 

a) New Company Yes: No: x 

b) Complaint Yes: No: x 

c) Spill Yes: No: x 

d) Violation Yes: No: x 

e) Other Yes: x No: 

7. Explain Reason for Inspection: Annual Inspection 

8. SPCC Plan Required and/or Slug 

Control Plan? 

Yes No 

IF REQUIRED PROCEED, OTHERWISE GO TO PAGE 2, PRETREATMENT PERMIT. 

a) Is Plan on File? Yes No 

b) Is Plan Adequate? Yes No 

9. Explain Deficiencies in SPCC or Slug Control Plan?: 



2 
EAST CIICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPCIZT 

INSPECTION DATE: 12/8/17 

B. PRE-TREATMENT PERMIT 

1. Permit No. 901 2. Expiration Date: 8/21/2018 

3. Categorical Standard(s) YES: X 

4. Toxic Organic (Solvent) Management 
Plan Required 

YES: NO: x 

If required, Proceed, Otherwise go to Item No. 6. 

a) Is Plan on File? YES: NO: 

b) Is Plan Adequate? YES: NO: 

5. Production Based Standard Applicable? YES: NO: x 

If So, current Average Production Rate(s) 

6. Are there any changes since last inspection or planned changes to the IU? x 

7. Do Permit Limits Represent Current Operations? YES: x NO: 

If not, what changes are necessary? 

8. Are Self-Monitoring Reports Required? YES: x NO: 

If required proceed, otherwise go to page 3 Part C. Water/Wastewater. 

a) Are Reports on File? YES: x NO: 

b) Are Reports Current? YES: x NO: 

c) Are Reports Complete? YES: x NO: 

9. Explain Deficiencies in Self-Monitoring Reports: 

10. Schematic or site map 
provided? 

YES:x on file NO: 

2 



3 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/8/17 

C. WATER/WASTEWATER 

1. Source of Intake Water (GPD): City: x Well: Other: 

2. Discharge Method: Volume (GPD) Month Percent of Total 

a) Into Sewer 4,461,280 

b) Via NPDES Permit 

c) Into Product 

d) Evaporation 

e) Other 

3. Discharge(s) to Sewer Volume (GPD) Month Percent of Total 

a) Industrial Process 

b) Contact Cooling 

a) Non-Contact Cooling 

b) Blow down 

a) Sanitary 

b) Other 

TOTAL 100% 

4. Process Discharge Flow: Continuous x Intermittent Batch 

If Batch Gal/Batch Frequency 

5. Type of Flow Measurement 

Adequate for Expected Flows? YES: NO: 

6. Date of Last Calibration: 

7. Number of Outfalls to POTW: 1 

8. Comments (Identify by Item No.): 

3 



4 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/8/17_ 

D. Manufacturing Area 

1. Product(s) or Service(s) and General Description of Processes: 

2. Process Waste stream(s) Description To Sewer To other (Specify) 

3. Are there floor drains in the 

manufacturing areas? 

YES: x NO: 

4. Do the floor drains lead directly 

to the POTW? 

YES: NO: x 

5. Are temporary hoses in place as 

part of production? 

YES: NO: x 

6. Process areas Inspected: 

7. Conditions / Operation Good Fair Poor 

8. General Housekeeping: Good Fair Poor 

9. Conditions: 

10. SPCC Practices Adequate? YES: NO: 

4 



5 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/8/17_ 

E. Materials Used (list any raw materials, solvents, oils, chemicals, pretreatment, and boiler/cooling 

tower additives) attach additional sheets if necessary 

Chemical Substance Inventory provided? YES: x NO: 

Name Liquid? Contained? Size container Quantity MSDS? Notes 

5 



6 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/8/17_ 

F. Pre-Treatment Area 

1. Pretreatment System On-Site YES: x NO: 

2. Schematic or site map provided? YES: x NO: 

3. Description: 

4. Discharge Continuous x Intermittent Batch Other 

5. Conditions / Operation Good Fair Poor 

6. Comments (Reference any Deficiencies by item no.): 

7. Certified Operator(s) Licensed No. Class 

Jim Satterlee 020230 D 

8. SPCC Practices Adequate? Yes: No: 

6 



7 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/8/17_ 

G. Chemical / Waste Storage Areas 

1. Sludge/Hazardous or Non-Hazardous 
Waste: 

a)  

b)  

c)  

2. Source of Waste a)  

b)  

c)  

3. Describe any 
Waste Handling (What 

happens to it? 
4. Quantity 

5. Transport Company 

6. Disposal Facility 

7. On-Site Storage Yes: No: 

8. Describe (Include any Irregularities in Drums, Labels, or Manifests): 

9. Conditions: Good Fair Poor 

10. Floor Drains in Storage Areas? Yes: No: 

11. Are SPCC Practices Adequate? Yes: No: 

12. Comments (Reference any Deficiencies by item no.): 

7 



8 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION 2PORT 

Inspection Date: 12/8/17_ 

H. Industrial Self-Monitoring 

1. Is Self—Monitoring Required? YES: x NO: 

2. Sample Collections Method: 

3. Is sampling location appropriate? 

4. IU and POTW sample at same location? YES: x NO: 

5. Chain-of-Custody Adequate? YES: x NO: 

6. Sampling Equipment Adequate: YES: x NO: 

7. Sample type appropriate? YES: x NO: 

8. Sample containers Appropriate? YES: x NO: 

9. Samples Properly Preserved? YES: x NO: 

10. Holding times Short Enough? YES: x NO: 

11. Sampling/ analysis done in accordance with 40 CFR 

136? 

YES: x NO: 

12. Is sampling frequency correct? YES: x NO: 

13. IU certifying reports sent to POTW and IDEM? YES: x NO: 

14. Sampling SOP reviewed? YES: x NO: 

15. Sampling QA/QC documents reviewed? YES: x NO: 

16. Analysis conducted In-House Contract Lab (Name) 

ALS 

17. Self-Monitoring Records YES: x NO: 

18. All Analytical results on File? YES: x NO: 

19. Records Kept for Period Specified in Permit? YES: x NO: 

20. Comments (Reference any Deficiencies by item no.): 

Categ report, semi-annual ls' half of the year has been sent, need 2" semi-annual for 2017 due. 

8 



9 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/8/17_ 

I. Final Comments 

1. Questions/ Comments/ Discussion 

2. Follow Up Actions Required 

Inspector(s) Signature(s): ifaLL› Date: 12/8/17 

 

  

IU Representative Signature: Date:  

FORM ADAPTED FROM INDIANA PRETREATMENT GROUP INSPECTION FORM, NO. 0586B, DATED 03/90 

9 



4951 U. S. Gypsum 



1 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE: 12/12/17 

INSPECTOR:  Niclde Geros  

STARTING TIME: 9:00 a.m. ENDING TIME: '  

 

   

A. BACKGROUND INFORMATION °naafi No. 951 

1. Facility Name U.S. Gypsum . 

2. Facility Address 3501 Canal St.- 

3. Person Contacted / Title Kevin Heuv
o
—
, 

l_r_16-e
, 
 zi-f-t),w 

' . ...... :4.  .... 
4. No. of Employees 

11 ...1 3.‘ .5.1-La i,...., 5- ci a-to-- • A." 4/4   1 .,. • c 
5. Shift Starting Time mill i: Shift 2:1/ (0— (.0 Shift 3: X ' . 

6. Inspection Type Unannounced: Scheduled: x 

IF UNANNOUNCED, COMPLETE ITEMS BELOW, OTHERWISE GO TO ITEM No. 8. 

a) New Company Yes: No: x 

b) Complaint Yes: No: . 
c) Spill Yes: No: 

d) Violation Yes: . No: 

e) Other Yes: x No: 

7. Explain Reason for Inspection: Annual Inspection 

7 
8. SPCC Plan Required and/or Slug 

Control Plan? 

Ye :1X No r 

IF REQUIRED PROCEED, OTHERWISE GO TO PAGE 2, PRETREATMENT PERMIT. 

a) Is Plan on File? Yes No 

b) Is Plan Adequate? Yes No 

9. Explain Deficiencies in SPCC or Slug Control Plan?: 

S4 CA4w\A",:i1/4m` ii"reAli 5-tr'' 



2 
EAST CIEICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE:  in—  /  

B. PRE-TREATMENT PERMIT 

1. Permit No. cts- Id  2. Expiration Date: it !Al _ 
3. Categorical Standard(s) !ID ' A 
4. Toxic Organic (Solvent) Management 

Plan Required 
YES: NO: X 

If required, Proceed, Otherwise go to Item No. 6. 

a) Is Plan on File? YES: NO: 

b) Is Plan Adequate? YES: NO: 

5. Production Based Standard Applicable? YES: NO: 

If So, current Average Production Rate(s) 

6. Are there any changes since last inspection or planned changes to the IU? 

/ 7. Do Permit Limits Represent Current Operations? YES: NO: 

If not, what changes are necessary? 

8. Are Self-Monitoring Reports Required? YES: I NO: 

If required proceed, otherwise go to page 3 Part C. Water/Wastewater. 

a) Are Reports on File? YES: NO: 

b) Are Reports Current? YES: NO: 

c) Are Reports Complete? YES: NO: 

9. Explain Deficiencies in Self-Monitoring Reports: 

10. Schematic or site map 
provided? 

YES: is on file NO: 

2 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: gY/ 12 1  ,  / /  

C. WATER/WASTEWATER 
_ 

1. Source of Intake Water (GPD): City:)( Well: Other: 

2. Discharge Method: Volume (GPD)Q1on0 Percent of Total 

a) Into Sewer 
I ) 34'9)11010  

b) Via NPDES Permit 
-1ga S  - 0 e 5 I7D 

c) Into Product 
g 50 Ps .1.0:i_ 67 

d) Evaporation 

e) Other s 4 ea. ry•-• 1./;:i .  (AP'  
3. Discharge(s) to Sewer Volume (GPD) Month Percent of Total 

a) Industrial Process 

b) Contact Cooling 

a) Non-Contact Cooling 

b) Blow down 

a) Sanitary 
97!  rIPAC5 11.0 07-) 

b) Other 

TOTAL 100% 

4. Process Discharge Flow: Continuous Vi  Intermittent Batch 

If Batch Gal/Batch Frequency 

5. Type of Flow Measurement 
Lill  PA.(01,er- 6064k. Filet m e 

Adequate for Expected Flows? YES: x 1 NO: 

6. Date of Last Calibration: 144'4  
7. Number of Outfalls to POTW: 1 

8. Comments (Identify by Item No.): 

3 

3 



4 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 12/44117 

D. Manufacturing Area 

I. Product(s) or Service(s) and General Description of 

t . 

1,, 0450141. 
 _ ya_ ; i

ti_t
f 

v
s.i.L

i
,t4,........4` 

ti. 
 •it f

g 4
--s-# i Asl

i
ou
il

lei 

-sl.R.1 tzlot ptis*,,,.. —4.10. 1..0 ni  t Is ?1,v4(  .....  

...t---y f,0 4 14 4  R.tc,elyfv.A'iz 9 r76 Is rd  y J 

Processes: 

•e
.iii, 6_e

r
.,... 

 v--( 

i 

_ 
 

set.J / 

2. Process Waste stream(s) Description To Sewer To other (Specify) 
Su i s 
S e tr.' ' s    CA 2 Li — 1\1 t-4.47#1 

•-iktjayvK _a__Y_.3 ev•-",  

I-- 0,44-)6 -77.4...-J- V. s 4-0 c); + 

,...4)(  Q ; r".4 e--Olun. 011414 
M T %Jr '-• r 

3. Are there floor drains in the 

manufacturing areas? 

YES:  

4. Do the floor drains lead directly 

to the POTW? 1,41 

YES: 
n 

NO: X.  

5. Are temporary hoses in place as 

part of production? 

YES: NO: 

6. Process areas Inspected: 

7. Conditions / Operation GoodI Fair Poor 

8. General Housekeeping: Good ..// Fair Poor 

9. Conditions: 

1.k.) 44 c CAIrm,..430.4.4:4 C=----  tsl,"..AW 

• C> 
 

'S 

NO: 10. SPCC Practices Adequate? YES: a  

4 



Inspection Date: 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

it 41 j1'.  12/ 7 

5 

E. Materials Used (list any raw materials, solvents, oils, chemicals, pretreatment, and boiler/cooling 
, 

tower additives) attach additional sheets (necessary cYr‘ 
Chemical Substance Inventory provided? 1 YES: • NO: 

MUM Liquid? Contained? Size container Quantity MSDS? Notes 

Gactv rctodtp.,, Ls 2iOt 



6 
EAST CHICAGO SANITARY DISTRICT 

INDUS PRETREATMENT INSPECTION PORT 

ki: 
RE 

 
Inspection Date: 12/44117 

F. Pre-Treatment Area 

1. Pretreatment System On-Site YES: NO: x 

2. Schematic or site map provided? YES: NO: x 

3. Description: 

4. Discharge Continuous Intermittent Batch Other 

5. Conditions I Operation Good Fair Poor 

6. Comments (Reference any Deficiencies by item no.): 

7. Certified Operator(s) m 04  Licensed No. Class 

00/  
8. SPCC Practices Adequate? Yes: No: 

1,0 16-cri  

6 



7 
EAST CHICAGO SANTTARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 
) 

Inspection Date: 12/w17 

G. Chemical / Waste Storage Areas Qmikdid1111111111t4' 

1. Sludge/Hazardous or Non-Hazardous 

./ci
i
,
V
,
Sta

li

i: is, c q__,I,All'Olay.- - 

a)ci 41 ..-6 fi)", 4. 5( (Act ‘.P- 074  vst in 0-"N 

b) s.a. a 1 /4/J p-x,--  
. i\ c.IL., _ .._,c 6 rv,e, 

 

2. Source of Waste ' a) Se4414,41  PA sly-AV" — ,z‘a  4,L........ jAct,ht 
b) <1...)V; 6 wi,......6 .e.) uau /  ,t42:40 if‘ 1 " 0 f. 0„th,_ \,......g.., . ) Lelisk, 

3. Describe any 
Waste Handling (What 

happens to it? 

oc.) 
6)  I Valk  

- b  0;  
4. Quantity cx,)a — ) trt1

c.t4. 1 Qya 4 :a i) f S fi $-"'"A• 
5. Transport Company  4 hi , 

irs s 10,16,...ti, '' C .ec LC - t ..t.....-6,..... -. P VAALit•- 11' I  

6. Disposal Facility cf-.1*. cii c i ei,-2. 
V.) a s.44..... . 

fe...A...mt 
.29 /4, - 

7. On-Site Storage Yes% No: 

8. Describe (Include any Irregularities in Drums, Labels, or Manifests): 

Ch v/ael 
9. Conditions: Good Fair I Poor 

10. Floor Drains in Storage Areas? Yes: No: 

11. Are SPCC Practices Adequate? Yes: ›( - No: 

12. Comments (Reference any Deficiencies by item no.): 

7 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

8 

Inspection Date: 

.0 
H. Industrial Self-Monitoring 

- • 
1. Is Self—Monitoring Required? YES: ' . NO: 

d76 it wi-e s p1,4 (A)/ 2. Sample Collections Method: -FL, t 1 Ja I e -e-4 .4-0 

3. Is sampling location appropriate? 14.4 S 

4. IU and POTW sample at same location? YES:vc  NO: 

5. Chain-of-Custody Adequate? YES: / NO: 

6. Sampling Equipment Adequate: YES: / NO: 

7. Sample type appropriate? YES: V NO: 

8. Sample containers Appropriate? YES: v.' NO: 

9. Samples Properly Preserved? YES: '''" NO: 

10. Holding times Short Enough? YES:'."" NO: 

11. Sampling/ analysis done in accordance with 40 CFR 

136? 

YES: e NO: 

12. Is sampling frequency correct? YES:/ NO: 

13. IU certifying reports sent to POTW and IDEM? YES: / NO: 

14. Sampling SOP reviewed? YES: / NO: 

15. Sampling QA/QC documents reviewed? YES: / NO: 

16. Analysis conducted S p I ' As , 0,- r ,42
:
c- . 

So trn A;11-•ft-A.S e., 0 ‘ -1'e Cit 020/3' 
--rilv ..c,4 S-P,A, d to (.4,44 .c 0T' seiWc 4a US 

In-House 

t z 

Contract Lab (Name) 

0 .€ ral,ALejoS 

17. Self-Monitoring Records 
+ 

YES: , it NO: / 

18. All Analytical results on File? .€.,„ a YES: NO: 

19. Records Kept for Period Specified in Permit? YES: t NO: I  

20. Comments (Reference any 
1 

Def
o
rencies by item no.): 

Q il -()1/:4-- 
sr 

c•s Yu',bc_..
e,...,....4.- 

. ,f4A%sin. G • 4A- 11 ) 1 ir C 1 % VikAit.5.4 s -e - 0 
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EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: /  

L Final Comments 

1. Questions/ Comments/ Discussion 

Actions Required 

s 

5?' 

13,4 D-01-1 s'in ckki4k, 

Inspector(s) Signature(s):  Date:  

IU Representative Signature: Date:  / - 17  

FORM ADAPTED FROM INDIANA PRETREATMENT GROUP INSPECTION FORM, NO. 0586R, DATED 03/90 

9 



#401 W. R Grace 



1 

EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE: 11/14/17 

INSPECTOR: Nickie Geros 

STARTING TIME: 9:30 a.m. ENDING TIME: 61) . fit 

A. BACKGROUND INFORMATION Outfall No. 401 

1. Facility Name W.R. Grace - Conn 

2. Facility Address 
c.  k 5(!2

,
1 

U1  -- 3. Person Contacted / Title 
_
5ff,- -31\k‘AcAtA

te.e.A
lidj-14A - -- 4-( e 4.°1 

zs ciettla  ..,, 40 110' C I CIO . 
• _ 

4. No. of Employees 60- 41 __s kit -1=4-% 
5. Shift Starting Time Shift 1: Shift 2: Shift 3: 

6. Inspection Type Unannounced: Scheduled: x 

IF UNANNOUNCED, COMPLETE ITEMS BELOW, OTHERWISE GO TO ITEM No. 8. 
, 

a) New Company Yes: No: x 

b) Complaint Yes: No: 

c) Spin Yes: No: 

d) Violation Yes: No: x 

e) Other Yes: No: x 

7. Explain Reason for Inspection: Annual Inspection 
of 

8. SPCC Plan Required and/or Slug 

Control Plan? 

Yes \// 
S  i iii_eir  KD 

No 

IF REQUIRED PROCEED, OTHERWISE GO TO PAGE 2, PRETREATMENT PERMIT. 

a) Is Plan on File? Yes No 

b) Is Plan Adequate? Yes No 

9. Explain Deficiencies in SPCC or Slug Control Plan?: 

g6k. c(—LA-T6Vjai ' 

1 



2 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

INSPECTION DATE: 11/14/17 

B. PRE-TREATMENT PERMIT 

1. Permit No. 401 2. Expiration Date: 8/31/2020 

3. Categorical Standard(s) No x 

4. Toxic Organic (Solvent) Management 
Plan Required 

YES: NO: x 

• If required, Proceed, Otherwise go to Item No. 6. 

a) Is Plan on File? YES: NO: 

b) Is Plan Adequate? YES: NO: 

5. Production Based Standard Applicable? YES: NO: x 

If So, current Average Production Rate(s) 

6. Are there any changes since last inspection or planned changes to the IU? 

7. Do Permit Limits Represent Current Operations? YES: x NO: 

If not, what changes are necessary? 

8. Are Self-Monitoring Reports Required? YES: NO: x 

If required proceed, otherwise go to page 3 Part C. Water/Wastewater. 

a) Are Reports on File? YES: NO: 

b) Are Reports Current? YES: NO: 

c) Are Reports Complete? YES: NO: 

9. Explain Deficiencies in Self-Monitoring Reports: 

10. Schematic or site map I YES: x 
provided? 

NO: 

2 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 11/14/17 

C. WATER/WASTEWATER 

1. Source of Intake Water (GPD): City: x Well: Other: 

2. Discharge Method: Volume (GPD) Month Percent of Total 

a) Into Sewer .2) i'00fle)-0.  ill 0 7ty 
b) Via NPDES Permit 

c) Into Product 

d) Evaporation 

e) Other 

3. Discharge(s) to Sewer Volume (GPD) Month Percent of Total 

a) Industrial Process 

b) Contact Cooling 

a) Non-Contact Cooling 

b) Blow down 

a) Sanitary 

b) Other 

TOTAL 100% 

4. Process Discharge Flow: Continuous x Intermittent Batch 

If Batch Gal/Batch x Frequency 

5. Type of Flow Measurement 
-G I ' PGt".1-#1fr,s,>‘_ Et NAte, (114-KA.-r:, Floi0 1  

Adequate for Expected Flows? YES: x NO: 

6. Date of Last Calibration: 
:.r)  /01aq111'.  

7. Number of Outfalls to POTW: 

8. Comments (Identify by Item No.): 

3 

3 



4 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 11/1447/ I  

D. Manufacturing Area 

I. Product(s) or Service(s) and General Description of Processes: 

2. Process Waste stream(s) Description To Sewer To other (Specify) 

3. Are there floor drains in the 

manufacturing areas? 

YES: NO: • 

4. Do the floor drains lead directly 

to the POTW? 

YES: NO: 

5. Are temporary hoses in place as 

part of production? 

YES: NO: 

6. Process areas Inspected: 

7. Conditions / Operation Good Fair Poor 

8. General Housekeeping: Good Fair Poor 

9. Conditions: 

10. SPCC Practices Adequate? YES: NO: 

4 



EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 11/14/17 / __/  

E. Materials Used (list any raw materials, solvents, oils, chemicals, pretreatment, and boiler/cooling 

tower additives) attach additional sheets If necessary 

Chemical Substance Inventory provided? YES: NO: 
Name Liquid? Contained? Size container Quantity MSS? Notes 

5 

5 
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EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 11/14/17  

F. Pre-Treatment Area 

1. Pretreatment System On-Site YES: NO: a 

2. Schematic or site map provided? YES: NO: 

3. Description: 

4. Discharge Continuous Intermittent Batch Other 

5. Conditions / Operation Good Fair Poor 

6. Comments (Reference any Deficiencies by item no.): 

Lew4 t"J-44  .... 

7. Certified Operator(s) 
A 

Licensed No. Class 

14 ° 

Lo p., a...0:i Lo- Ci-&,...,,it. 
6LetA ItIPi&- 8. SPCC Practices Adequate? Yes: No: 

6 
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EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 11/14/17 

G. Chemical / Waste Storage Areas 

1. Sludge/Hazardous or Non-Hazardous 
Was .te: 

pruto.ki 
a) C t.,4) azy sa  t \L.,_A _  
b) <, _.1  . S'i I i c.c..A-e- — rve-7.74.e_ — 

) L.Lt, .s.,) t v -,L,--k -  
2. Source of Waste a) t-N 

b)  
c) L6 -sre s4:kv...cic 1 

-F." N - sr ., i  (1) 
3. Describe any 

Waste Handling (What 
happens to it? 

1:_o,.1 /4=, . e At %-e,..-sce d a. -•\-r- 41{ • 0 ,̀,1"- 
"--e-v- rA. ,,,Aocktia-r,  e..iv-tigker'v -\-1.,-e.n 
c,) r s,,,.-, f),,, \J,,,4 c„. 0 %.,„,1 

16'!"-4;1 r'''. 4'  3 P I  ‘-‘e ' d %A. ck- st-tal- 
40 6,- rsi  i thArk•Scs-t-rr-e.-13 

,p,o sk.tilyted 
4. Quantity (t...._ e s S 41,,,....., c?..c0 16 s pit4/1_ 4, • 

e, ,..,/o,;14,... ct .,11 i' xfo)h-tr- t b s e, Liao-vo tbs 1.4 .r 
5. Transport Company OL) FA.41.1 •d., 1:4,0 4 (.... tA p S ir_16-.04  
6. Disposal Facility -57) —r 1- a_ic , 4 - c Ciats-i-e. relu Pl' -̂4  1 

7. On-Site Storage Yes: y 
0,11.6,1_ 

No: 

S. Describe (Include any Irregularities in Drums, 
M 0 -e--V, f.;vt-C-A-c----'•' 

abeis, or Manifests): 

ef2L6,--, AcAit,,A-, 
9. Conditions: Gen& Fair Poor 

10. Floor Drains in Storage Areas? Yes: No: ><' 

11. Are SPCC Practices Adequate? Yes: • No: 

12. Comments (Reference any Deficiencies by item no.): 

7 



8 
EAST CHICAGO SANITARY DISTRICT 

INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 11/14/17  

H. Industrial Self-Monitoring 

1. Is Self—Monitoring Required? FYES: NO: x 

2. Sample Collections Method: 

3. Is sampling location appropriate? 

4. Iii and POTW sample at same location? YES: NO: 

5. Chain-of-Custody Adequate? YES: NO: 

6. Sampling Equipment Adequate: YES: NO: 

7. Sample type appropriate? YES: NO: 

8. Sample containers Appropriate? YES: NO: 

9. Samples Properly Preserved? YES: NO: 

10. Holding limes Short Enough? YES: NO: 

11. Sampling/ analysis done hi accordance with 40 CFR 

136? 

YES: NO: 

12. Is sampling frequency correct? YES: NO: 

13. IU certifying reports sent to POTW and IDEM? YES: NO: 

14. Sampling SOP reviewed? YES: NO: 

15. Sampling QA/QC documents reviewed? YES: NO: 

16. Analysis conducted In-House Contract Lab (Name) 

17. Self-Monitoring Records YES: NO: 

18. All Analytical results on File? YES: NO: 

19. Records Kept for Period Specified in Permit? YES: NO: 

20. Comments (Reference any Deficiencies by item no.): . 604 e.. ft, 1  SO ,--‘ S 0,---e".TVOritt dey,su 6,/ -e,‘I'iv.t.t  ei—ify 
4  S'i A -e Et t\Rs I  e_,o e, 't s &3,-,r \-0- by e."144-- p 044Dt -r-A__AiLre-Adf 

8 
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EAST CHICAGO SANITARY DISTRICT 
INDUSTRIAL PRETREATMENT INSPECTION REPORT 

Inspection Date: 11/14/17 

I. Final Comments 

I. Questions/ Comments/ Discussion 

Date: 

Date: 

1 I 

 

   

9 

2. Follow Up Actions Required 

1-1-1,1„
er 

 ft/ 

Inspector(s) Signature(s): (ThAtJL—Ct"  

IU Representative Signature: 

FORM ADAPTED FROM INDIANA PRETREATMENT GROUP INSPECTION FORM, NO. 0586B, DATED 03/90 



ATTACHMENT C 

CIU Self-Monitoring Reports 2017 — 2018 



#312 Electric Coatings 
Self-Monitoring Reports 2017 - 2018 



sattrt+  Material Sciences 
MOIL/ Corporation 

Nickie Geros 
East Chicago Sanitary District 
5200 Indianapolis Blvd 
East Chicago, In. 46312-3838 

Re: Categorical Sampling and Analysis for May 25,2017. 
Test America Job ID 500-1128709-1, Dated 69)2017 

I certify under penalty of law that this referenced document and all attachments were 
prepared in accordance with a system designed to assure that qualified personnel properly 
gather and evaluate the information submitted. Based on my inquiry of the person or persons 
who manage the system, or those persons directly responsible for gathering the information, 
the information submitted is, to the best of my knowledge and belief, true, accurate, and 
complete. lam aware that there are significant penalties for knowingly submitting false 
information, including the possibility of fine and imprisonment for knowing violations. 

Please note the report, the analytical result for Total Cyanide is less than the limit set forth in 
the categorical standard, however it is higher than the local Free Cyanide limit set forth by 
East Chicago ordinance. 

In light of the Free Cyanide result obtained by the City of East Chicago from sampling 
performed on May 17th, coupled with this Total Cyanide result from our self monitoring 
performed on May 25 1̀1, we ask how you would like to see MSC proceed? 

  

9-77 
Date 

  

Steve E Tatalovich 
Sr. Vice President of Operations 
Material Sciences Corporation 

  

   

   

Kenneth Paxson 
Operator of Responsible Charge 
Material Sciences Corporation 
East Chicago Location 

  

Date 

4407 Railroad Avenue Easl Chicago, IN 46312 4 219.378.1930 p 219.951.4321 I * materialsciencescorp corn 



LINKS 

Review your project 
results through 

Total Access 

Visit us at: 
www.testarnericaiflc.com  

El 
TestAmerica 
IIMINIENEMIMMENSOIMNIMIli 
THE LEADER IN ENVIRONMENTAL TESTING 

ANALYTICAL REPORT 
TestAmerica Laboratories, Inc. 
TestAmerica Chicago 
2417 Bond Street 
University Park, IL 60484 
Tel: (708)534-5200 

TestAmerica Job ID: 500-128709-1 
Client Project/Site: Categorical 

Material Sciences Corporation 
4407 Railroad Avenue 
East Chicago, Indiana 46312 

Attn: Mr. Kenneth Paxson 

Authorized for release by: 
6/9/2017 8:33:51 AM 

Diana Mockler, Project Manager I 
(219)252-7570 
diana.mockler@testamericainc.com  

The test results in this report meet all 2003 NELAC and 2009 TN! requirements for accredited 
parameters, exceptions are noted in this report. This report may not be reproduced except in full, 
and with written approval from the laboratory. For questions please contact the Project Manager 
at the e-mail address or telephone number listed on this page. 

This report has been electronically signed and authorized by the signatory. Electronic signature is 
intended to be the legally binding equivalent of a traditionally handwritten signature. 

Results relate only to the items tested and the sample(s) as received by the laboratory. 



Client: Material Sciences Corporation TestAmerica Job ID: 500-128709-1 
Project/Site: Categorical I. 

Table of C 
Cover Page  
Table of Contents  2 

Case Narrative  3 

Method Summary  4 

Sample Summary  5 

Client Sample Results  6 

Definitions  7 

QC Sample Results  8 

Chronicle  11 

Certification Summary  12 

Chain of Custody  14 

Receipt Checklists  16 

TestAmerica Chicago 
Page 2 of 17 6/9/2017 



Case Narrative 
Client: Material Sciences Corporation 
Project/Site: Categorical 

TestAmerica Job ID: 500-128709-1 

Job IL. 500-128709-1 

Laboratory: TestAmerica Chicago 

   

   

Narrative 

    

Job Narrative 
500-128709-1 

Comments 
No additional comments. 

Receipt 
The samples were received on 5/25/2017 1:55 PM; the samples arrived in good condition, properly preserved and, where required, on ice. 
The temperature of the cooler at receipt was 440  C. 

GC/MS VOA 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

GC/MS Semi VOA 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

Metals 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

General Chemistry 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

Organic Prep 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

TestAmerica Chicago 
Page 3 of 17 6/9/2017 



M thod Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-128709-1 
Project/Site: Categorical 

Method Method Description Protocol Laboratory 
624 Volatile Organic Compounds (GC/MS) 40CFR136A TAL CHI 

625 Semivolatile Organic Compounds (GC/MS) 40CFR136A TAL CHI 

200.7 Rev 4.4 Metals (ICP) EPA TAL CHI 

SM 4500 CN E Cyanide, Total SM TAL DEN 

Protocol References: 

40CFR136A = "Methods for Organic Chemical Analysis of Municipal Industrial Wastewater", 40CFR, Part 136, Appendix A, October 26, 1984 and 
subsequent revisions. 
EPA = US Environmental Protection Agency 

SM = "Standard Methods For The Examination Of Water And Wastewater", 

Laboratory References: 
TAL CHI = TestAmerica Chicago, 2417 Bond Street, University Park, IL 60484, TEL (708)534-5200 

TAL DEN = TestAmerica Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100 

TestAmerica Chicago 

Page 4 of 17 6/9/2017 



Sample Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-128709-1 
Project/Site: Categorical 

Lab Sample ID Client Sample ID Matrix Collected Received 
500-128709-1 Final Effluent-Composite Water 05/25/17 06:30 05/25/17 13:55 

500-128709-2 Final Effluent-Grab Water 05/25/17 06:45 05/25/17 13:55 

500-128709-3 Final Effluent-Grab Water 05/25/17 06:50 05/25/17 13:55 

TestAmerica Chicago 

Page 5 of 17 6/9/2017 



Prepared 

71- 120 

71-127 

75 -120 

Limits %Recovery Qualifier 
101 

101 

102 

Analyzed DR Fac 
05/27/1704:25 1 

05/27/1704:25 1 

05/27/1704:25 1 

4-Bromofluorobenzene (Surr) 

1,2-Dichloroethane-d4 (Surr) 

Toluene-d8 (Surr) 

Surrogate 

MDL Unit RL D Prepared 

<0.0020 0.0020 mg/L 

mg/L 0.0050 <0.0050 

Chloroform 

Methylene Chloride 

Method: 624 - Volatile Organic Comvoindr (GC/MS) 
Analyte Result Qualifier Analyzed Dil Fac 

05/27/17 04:25 1 

05/27/17 04:25 1 

Client Sample Results 
Client: Material Sciences Corporation 
Project/Site: Categorical 

TestAmerica Job ID: 500-128709-1 

Lab Sample ID: 50042P7n(1-1 
Matrix: Water 

Client Sample ID: Final Effluent-Composite 
Date r ...125/17 06:30 
Date Receaed: 05725/17 13:55  

Meihod: 625 - Semivolatile Organic Compounds (GC/MS) 
Analyte Result Qualifier RL MDL Unit D Prepared Analyzed Dil Fac 

Naphthalene <0.00072 0.00072 mg/L 05/26/17 07:26 06/01/17 04:33 1 

Surrogate %Recovery Qualifier Limits Prepared Analyzed Di! Fac 

2-Fluorophenol 49 10 -110 05/26/17 07:26 06/01/17 04:33 

Phenol-d5 38 10 - 110 05/26/17 07:26 06/01/17 04:33 

Nitrobenzene-d5 51 28- 110 05/26/17 07:26 06/01/17 04:33 

2-Fluorobiphenyl 48 31 -110 05/26/17 07:26 06/01/1704:33 

2,4,6-Tribromophenol 76 34 - 116 05/26/1707:26 06101/1704:33 

Terphenyl-d14 107 20 -133 05/26/1707:26 06/01/17 04:33 

Method: 200.7 Rev 4.4 - Metals (ICP) - Total Recoverable 
Analyte Result Qualifier RL MDL Unit D Prepared Analyzed Dil Fac 

Cadmium <0.0010 0.0010 mg/L 05/30/17 09:30 05/30/17 19:27 

Chromium <0.0050 0.0050 mg/L 05/30/17 09:30 05/30/17 19:27 

Copper <0.0050 0.0050 mg/L 05/30/17 09:30 05/30/17 19:27 

Lead <0.0025 0.0025 mg/L 05/30/17 09:30 05/30/17 19:27 

Nickel <0.0050 0.0050 mg/L 05/30/17 09:30 05/30/17 19:27 

Silver <0.0025 Fl 0.0025 mg/L 05/30/17 09:30 05/30/17 19:27 

Zinc 0.096 Fl 0.010 mg/L 05/30/17 09:30 05/30/17 19:27 

a- In: Fn::: FffluentGrab 
DatG, .0 
Date Recg.i....ved: ti:;115/17 13:55 

Lab Sample ID: 500-1287P9-2 
Matrix: Water 

rrni In: Final Effluent-Grab 
Da, 5/17 06:50 
Date Received: 05/15/17 13:55  

Lab Sample ID: 500- 12°709-3 
Matrix: Water 

General Chemistry 
Analyte Result Qualifier MDL MDL Unit D Prepared Analyzed Dil Fac 

L Cyanide, Total 0.0048 0.0020 mg/L 06/03/17 06:01 06/03/17 09:52 1 

TestAmerica Chicago 
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Definitions/Glossary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-128709-1 
Project/Site: Categorical 

Qualifiers 

Metals 
Qualifier Qualifier Description 

Fl MS and/or MSD Recovery is outside acceptance limits. 

Glossary 

Abbreviation These commonly used abbreviations may or may not be present in this report. 

o Listed under the "D" column to designate that the result is reported on a dry weight basis 

%R Percent Recovery 

CFL Contains Free Liquid 

CNF Contains No Free Liquid 

DER Duplicate Error Ratio (normalized absolute difference) 

Dil Fac Dilution Factor 

DL Detection Limit (DoD/DOE) 

DL, RA, RE, IN indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample 

DLC Decision Level Concentration (Radiochemistry) 

EDL Estimated Detection Limit (Dioxin) 

LOD Limit of Detection (DoD/DOE) 

LOQ Limit of Quantitation (DoD/DOE) 

MDA Minimum Detectable Activity (Radiochemistry) 

MDC Minimum Detectable Concentration (Radiochemistry) 

MDL Method Detection Limit 

ML Minimum Level (Dioxin) 

NC Not Calculated 

ND Not Detected at the reporting limit (or MDL or EDL if shown) 

PQL Practical Quantitation Limit 

QC Quality Control 

RER Relative Error Ratio (Radiochemistry) 

RL Reporting Limit or Requested Limit (Radiochemistry) 

RPD Relative Percent Difference, a measure of the relative difference between two points 

TEF Toxicity Equivalent Factor (Dioxin) 

TEQ Toxicity Equivalent Quotient (Dioxin) 

TestAmerica Chicago 
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Client: Material Sciences Corporation 
Project/Site: Categorical 

QC Sample Results 
TestAmerica Job ID: 500-128709-1 

Method: 624 - Volatile Organic Compounds (GC/MS) 

Lab Sample ID: MB 500-387041/29 
Matrix: Water 
Analysis Batch: 387041 

MB MB 

Analyte Result Qualifier RL MDL Unit 

Client Sample ID: Method Blank 
Prep Type: Total/NA 

D Prepared Analyzed Dil Fac 

05/26/17 23:37 1 

05/26/17 23:37 1 
Chloroform <0.0020 0.0020 mg/L 

Methylene Chloride <0.0050 0.0050 mg/L 

Surrogate 

MB MB 

%Recovery Qualifier Limits Prepared Analyzed Dil Fac 

4-Bromotluorobenzene (Surr) 99 71 - 120 05/26/17 23:37 1 

1,2-DIchloroethane-d4 (Surr) 101 71 -127 05/26/17 23:37 1 

Toluene-d8 (Surr) 100 75 -120 05/26/17 23:37 1 

Lab Sample ID: LCS 500-387041/27 
Matrix: Water 
Analysis Batch: 387041 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 

 

Spike LCS LCS %Rec. 

Analyte Added Result Qualifier Unit D %Rec Limits 

Chloroform 

Methylene Chloride 

Surrogate 

0.0500 0.0496 

0.0500 0.0509 

LCS LCS 

%Recovery Qualifier Limits 

99 71-120 

98 71-127 

100 75120 

mg/L 

mg/L 

99 51 - 138 

102 10-221 

4-Bromotluorobenzene (Surr) 

1,2-Dichloroethane-d4 (Surr) 

Toluene-d8 (Surr) 

  

Method:  625 - Semivolatile Organic Compounds (GC/MS)  

r Lab Sample ID: MB 500-387004/1-A 
Matrix: Water 
Analysis Batch: 387565 

MB MB 

Analyte Result Qualifier RL MDL Unit 

Client Sample ID: Method Blank 
Prep Type: Total/NA 
Prep Batch: 387004 

D Prepared Analyzed Dil Fac 

Naphthalene <0.00080 0.00080 mg/L 05/26/17 07:26 05/31/17 20:07 1 

  

MB 

%Recovery 

MB 

Qualifier Limits 

 

 

Surrogate Prepared Analyzed Dil Fac 
05126/1707:26 05131/1720:07 1 

05/26/1707:26 05/31/17 20:07 1 

05/26/17 07:26 05/31/17 20:07 1 

05/26/17 07:26 05/31/17 20:07 1 

05/26/17 07:26 05/31/1720:07 1 

05/26/17 07:26 05/31/17 20:07 1 

 

2-Fluorophenol 

Phenol-d5 

Nitrobenzene-d5 

2-Fluorobiphenyi 

2,4,6-Tribromophenol 

Terphenyl-d14 

55 

42 

63 

62 

69 

92 

10-110 

10-110 

28 -110 

31- 110 

34 - 116 

20-133 

 

Spike 

Added 

Lab Sample ID: LCS 500-387004/2-A 
Matrix: Water 
Analysis Batch: 387565 

Analyte 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 
Prep Batch: 387004 

LCS LCS %Rec. 

Result Qualifier Unit D %Rec Limits 

Naphthalene 0.0320 0.0198 mg/L 62 21 - 133 

TestAmerica Chicago 
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QC Sample Results 
Client: Material Sciences Corporation TestAmerica Job ID: 500-128709-1 
Project/Site: Categorical 

Method: 625 - Semivoiatile Organic Compounds (GC/MS) (Continued 

Lab Sample ID: LCS 500-387004/2-A Client Sample ID: Lab Control Sample 
Matrix' " ater Prep -ype: "--)tal/NA 
Analysis Batch: 387565 Prep Batch 387004 

Surrogate 

LCS LCS 

%Recovery Qualifier Limits 

2-Fluorophenol 63 10-110 

Phenol-d5 53 10-110 

Nitrobenzene-d5 71 28-110 

2-Fluorobiphenyl 65 31 -110 

2,4,6-Tribromophenol 88 34 -116 

Terphenyl-d14 92 20-133 

Method: 200.7 Rev 4.4- Metals (ICP) 

Lab Sample ID: MB 500-387337/1-A 
Matrix: Water 
Analysis Batch: 387455 

MB MB 

Analyte Result Qualifier RL MDL Unit 

Client Sample ID: Method Blank 
Prep Type: Total Recoverable 

Prep Batch: 387337 

D Prepared Analyzed Dil Fac 

Cadmium <0.0010 0.0010 mg/L 05/30/17 09:30 05/30/17 18:25 1 

Chromium <0.0050 0.0050 mg/L 05/30/17 09:30 05/30/17 18:25 1 

Copper <0.0050 0.0050 mg/L 05/30/17 09:30 05/30/17 18:25 1 

Lead <0.0025 0.0025 mg/L 05/30/17 09:30 05/30/17 18:25 1 

Nickel <0.0050 0.0050 mg/L 05/30/17 09:30 05/30/17 18:25 1 

Silver <0.0025 0.0025 mg/L 05/30/17 09:30 05/30/17 18:25 1 

Zinc <0.010 0.010 mg/L 05/30/17 09:30 05/30/17 18:25 1 

Lab Sample ID: C ; 500-387337/2-A 
Matrix: Water 
Analysis Batch: 387455 

Analyte 

Spike 

Added 

LCS LCS 

Result Qualifier 

Client Sample ID: Lab Control Sample 
Prep Type: Total Recoverable 

Prep Batch: 387337 
%Rec. 

Unit D %Rec Limits 

Cadmium 0.0250 0.0254 mg/L 102 85 - 115 

Chromium 0.100 0.0997 mg/L 100 85 - 115 

Copper 0.125 0.128 mg/L 103 85 - 115 

Lead 0.0500 0.0518 mg/L 104 85 - 115 

Nickel 0.250 0.258 mg/L 103 85 - 115 

Silver 0.0250 0.0250 mg/L 100 85 - 115 

Zinc 0.250 0.259 mg/L 104 85 - 115 

Lab Sample ID: 500-128709-1 MS 
Matrix: Water 
Analysis Batch: 387455 

Sample Sample 

Analyte Result Qualifier 

Spike 

Added 

Client Sample ID: Final Effluent-Composite 
Prep Type: Total Recoverable 

Prep Batch: 387337 
MS MS %Rec. 

Result Qualifier Unit D %Rec Limits 

Cadmium <0.0010 0.0250 0.0324 mg/L 130 70 - 130 

Chromium <0.0050 0.100 0.103 mg/L 103 70 - 130 

Copper <0.0050 0.125 0.153 mg/L 121 70- 130 

Lead <0.0025 0.0500 0.0445 mg/L 89 70- 130 

Nickel <0.0050 0.250 0.279 mg/L 112 70 - 130 

Silver <0.0025 Fl 0.0250 0.0358 Fl mg/L 143 70 - 130 

Zinc 0.096 Fl 0.250 0.443 Fl mg/L 139 70 - 130 

TestAmerica Chicago 
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QC Sample Results 
Client: Material Sciences Corporation TestAmerica Job ID: 500-128709-1 
Project/Site: Categorical 

Method: 200.7 Rev 4.4 - Metals (ICP) (Continued 

I Lab Sample ID: 500-128709-1 DU 
Matrix: Water 
Analysis Batch: 387455 

Sample Sample 

Client Sample ID: Final Effluent-Composite 
Prep Type: Total Recoverable 

Prep Batch: 387337 
DU DU RPD 

Analyte Result Qualifier Result Qualifier Unit D RPD Limit 
Cadmium <0.0010 <0.0010 mg/L NC 20 

Chromium <0.0050 <0.0050 mg/L NC 20 

Copper <0.0050 <0.0050 mg/L NC 20 

Lead <0.0025 <0.0025 mg/L NC 20 

Nickel <0.0050 <0.0050 mg/L NC 20 

Silver <0.0025 Fl <0.0025 mg/L NC 20 

Zinc 0.096 Fl 0.0970 mg/L 0.8 20 

Method: SM 4500 CN E - Cyanide, Total 

Lab Sample ID: MB 280-376023/4-A 
Matrix: Water 
Analysis Batch: 376036 

MS MB 
Analyte Result Qualifier 

      

Client Sample ID: Method Blank 
Prep Type: Total/NA 
Prep Batch: 376023 

 

MIX MDL Unit D Prepared Analyzed Dil Fac 

          

Cyanide, Total <0.0020 0.0020 man- 06/03/17 06:01 06/03/17 09:29 1 

Lab Sample ID: HLCS 280-376023/1-A 
Matrix: Water 
Analysis Batch: 376036 

Analyte 
Spike 

Added 
HLCS HLCS 

Result Qualifier 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 
Prep Batch: 376023 

Unit D %Rec Limits 
Cyanide, Total 0.400 0.422 mg/L 105 90.110 

Lab Sample ID: LCS 280-37602313-A Client Sample ID: Lab Control Sample 
Matrix: Water Prep Type: Total/NA 
Analysis Batch: 376036 Prep Batch: 376023 

Spike LCS LCS %Rec. 
Analyte Added Result Qualifier Unit D %Rec Limits 
Cyanide, Total 0.100 0.105 rn911- 105 90-110 

Lab Sample ID: LLCS 280-376023/2-A Client Sample ID: Lab Control Sample 
Matrix: Water Prep Type: Total/NA 
Analysis Batch: 376036 Prep Batch: 376023 

Spike LLCS LLCS %Rec. 
Analyte Added Result Qualifier Unit D %Rec Limits 
Cyanide, Total 0.100 0.104 Inga- 104 44- 167 

TestAmerica Chicago 

Page 10 of 17 6/9/2017 



Lab Chronicle 
Client: Material Sciences Corporation TestAmerica Job ID: 500-128709-1 
Project/Site: Categorical 

Client Sample ID: Final Effluent. Jomposite Lab Sample ID: 500-128709-1 
Date Collected: 05/25117 06:30 Matrix: Water 
Date Received: 05/;.;i117 13:55  

Batch Batch Dilution Batch Prepared 

Prep Type Type Method Run Factor Number or Analyzed Analyst Lab 

Total/NA Prep 625 387004 05/26/17 07:26 JJH TAL CHI 

Total/NA Analysis 625 1 387565 06/01/17 04:33 GES TAL CHI 

Total Recoverable Prep 200.7 387337 05/30/17 09:30 EEN TAL CHI 

Total Recoverable Analysis 200.7 Rev 4.4 1 387455 05/30/17 19:27 PJ1 TAL CHI 

Client Sample ID: Final Efflut )t-Grab Lab Sample ID: 500428709-2 
D.,e Collected: OE ../17 06:45 Matrix: Water 
Date Received: 05i1.3/17 13:55  

1 Batch Batch Dilution Batch Prepared 

1i Prep Type Type Method Run Factor Number or Analyzed Analyst Lab 

i Total/NA Analysis 624 1 387041 05/27/17 04:25 JMP TAL CHI 
, 

Client Samrie IP: Pee'ffIueii Grab Lat Sa p e : 50P-1127n4-3 
Date Cone, :50 Matrix: vvater 
Date Reces4ed: t,3/17 13:55  

Prep Type 
Total/NA 

Total/NA 

Batch Batch Dilution Batch Prepared 

Type Method Run Factor Number or Analyzed Analyst Lab 

Prep SM 4500 CN C 376023 06/03/17 06:01 JML TAL DEN 

Analysis SM 4500 CN E 1 376036 06/03/17 09:52 JML TAL DEN 

  

Laboratory References: 
TAL CHI = TestAmerica Chicago, 2417 Bond Street, University Park, IL 60484, TEL (708)534-5200 

TAL DEN = TestAmerica Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100 

TestAmerica Chicago 
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Accreditation/Certification Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-128709-1 
Project/Site: Categorical 

Laboratory: TestAmerica Chicago 
All accreditations/certifications held by this laboratory are listed. Not all accreditations/certifications are applicable to this report. 

Authority Program EPA Region Identification Number Expiration Date 
California State Program 9 2903 04-30-18 

Georgia State Program 4 N/A 04-30-18 

Georgia State Program 4 939 04-30-18 

Hawaii State Program 9 N/A 04-30-18 

Illinois NELAP 5 100201 04-30-18 

Indiana State Program 5 C-IL-02 04-30-18 

Iowa State Program 7 82 05-01-18 

Kansas NELAP 7 E-10161 10-31-17 

Kentucky (UST) State Program 4 66 04-30-18 

Mississippi State Program 4 N/A 04-30-18 

New York NELAP 2 12019 04-01-18 

North Carolina (WW/SW) State Program 4 291 12-31-17 

North Dakota State Program 8 R-194 04-30-18 

Oklahoma State Program 6 8908 08-31-17 

South Carolina State Program 4 77001 04-30-17 " 

USDA Federal P330-15-00038 02-11-18 

Wisconsin State Program 5 999580010 08-31-17 

Wyoming State Program 8 8TMS-Q 04-30-17 * 

Laboratory: TestAmerica Denver 
All accreditations/certifications held by this laboratory are listed. Not all accreditations/certifications are applicable to this report. 

Authority Program EPA Region Identification Number Expiration Date 
A2LA DoD ELAP 2907.01 10-31-17 

A2LA ISO/IEC 17025 2907.01 10-31-17 

Alabama State Program 4 40730 09-30-12 * 

Alaska (UST) State Program 10 UST-30 04-05-18 

Arizona State Program 9 AZ0713 12-20-17 

Arkansas DEQ State Program 6 88-0687 06-01-18 

California State Program 9 2513 01-08-18 

Connecticut State Program 1 PH-0686 09-30-18 

Florida NELAP 4 E87667 06-30-18 

Georgia State Program 4 N/A 01-08-18 

Illinois NELAP 5 200017 04-30-18 

Iowa State Program 7 370 12-01-18 

Kansas NELAP 7 E-10166 04-30-18 

Louisiana NELAP 6 02096 06-30-17 

Maine State Program 1 C00002 03-03-19 

Minnesota NELAP 5 8-999-405 12-31-17 

Nevada State Program 9 C00026 07-31-17 

New Hampshire NELAP 1 205310 04-28-18 

New Jersey NELAP 2 C0004 06-30-17 

New York NELAP 2 11964 04-01-18 

North Carolina (WW/SW) State Program 4 358 12-31-17 

North Dakota State Program 8 R-034 01-09-18 

Oklahoma State Program 6 8614 08-31-17 

Oregon NELAP 10 4025 01-08-18 

Pennsylvania NELAP 3 68-00664 07-31-17 

South Carolina State Program 4 72002001 01-08-18 

Texas NELAP 6 T104704183-16-12 09-30-17 

* Accreditation/Certification renewal pending - accreditation/certification considered valid. 

TestAmerica Chicago 

Page 12 of 17 6/9/2017 



Accreditation/Certification Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-128709-1 
Project/Site: Categorical 

Laboratory: TestAmerica Denver Continued 
All accreditations/certifications held by this laboratory are listed. Not all accreditations/certifications are applicable to this report. 

Authority Program EPA Region Identification Number Expiration Date 
USDA Federal P330-16-00397 12-15-19 

Utah NELAP 8 C000026 07-31-17 

Virginia NELAP 3 460232 06-14-17 

Washington State Program 10 C583 08-02-17 

West Virginia DEP State Program 3 354 11-30-17 

Wisconsin State Program 5 999615430 08-31-17 

Wyoming (UST) A2LA 8 2907.01 10-31-17 

TestAmerica Chicago 
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Chain of Custody Record TestAmerica 
THE L5A060eNP-NVIRONMEIVIAL ESTING 

I  
Client Information 

Sampler: 
Ken Paxson 

Lab PM: 
Mockler, Diana J 

Carder Tracking No(s): COC No: 
500-53788-26465.1 
Page: 
Page 1 of 1 

Client Contact: 
Mr. Kenneth Paxson 

Phone: E-Mal : 
dianamocIder@testamericainc.com  

Company: 
Material Sciences Corporation Material  Analysis Requested jo  b.b-ao 

f) 7 
Address: III .g  
4407 Railroad Avenue 

Due Date Requested: 
6/2/2017 

i. Preservation Codes: 

A - HCL 
B - NaOH 

M - Hexane 
N - None 

c - Zn Acetate 0 - AsNa02 
n - Nitric Acid P - Na204S 
E - NaHSO4 
F - Me0 H R - Na2S203 

0 - Na2S03 

G - Amchlor S - H2SO4 
H - Ascorbic Acid T - TSP Dodecahydrato 
I- Ice U - Acetone 
J - DI Water V - MCAA 
K - EDTA W - pH 4-5 
L - EDA Z - other (specify) 

Other: 

City: IP rill• 

East Chicago 
— 

TAT Requested (days): 
7 days 

. 
4 v. 

State, Zip: 500-128709 COC 
IN, 46312 E. 
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Ernst: 
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TestAmerica Chicago 
2417 Bond Sheet 

University Pan, IL 60484 
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MOM TestAmerica Chain of Custody Record 
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Client Information (Sub Contract Lab) 
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Empty Ks! Relinquished by j Date_ iTime.  -.-;! Shipment 

.... c

luoi-,,i 

Relinquished h , Damn ) at Conray , Mecewed byt , -- ' . (.............„.,.A
. 

____. 
. ,.. Ilatielime 

e3.. 
Ccaraney 

71-1-P 
Praaravd, Data i•ce Ccarvarb, Rae. ed Vy Pater tirtt CO,va,  y 

Rvietwashed in Date:Tune Company Received by OratfTiine COnVer, 

Custody Seals Intact 
,Yes .1 No 

rustody Seal No. Coale' Temoteatuie(s) °C and Other Rranerits — 
2.3 -7 L -C .7-71-.,..0,-ksC.rt- P.() .t - zk -17 



Login Sample Receipt Checklist 

Client: Material Sciences Corporation Job Number: 500-128709-1 

Login Number: 128709 List Source: TestAmerica Chicago 
List Number: 1 
Creator: Scott, Sherri L 

Question Answer Comment 

Radioactivity wasn't checked or is <1= background as measured by a survey True 
meter. 
The cooler's custody seal, if present, is intact. True 

Sample custody seals, if present, are intact. True 

The cooler or samples do not appear to have been compromised or True 
tampered with. 
Samples were received on ice. True 

Cooler Temperature is acceptable. True 

Cooler Temperature is recorded. True 4.4 

COC is present. True 

COC is filled out in ink and legible. True 

COC is filled out with all pertinent information. True 

Is the Field Sampler's name present on COC? True 

There are no discrepancies between the containers received and the COC. True 

Samples are received within Holding Time (excluding tests with immediate True 
HTs) 
Sample containers have legible labels. True 

Containers are not broken or leaking. True 

Sample collection date/times are provided. True 

Appropriate sample containers are used. True 

Sample bottles are completely filled. True 

Sample Preservation Verified. True 

There is sufficient vol. for all requested analyses, incl. any requested True 
MS/MSDs 
Containers requiring zero headspace have no headspace or bubble is True 
<6mm (1/4"). 
Multiphasic samples are not present. True 

Samples do not require splitting or compositing. True 

Residual Chlorine Checked. N/A 

TestAmerica Chicago 
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Login Sample Receipt Checklist 

Client: Material Sciences Corporation Job Number: 500-128709-1 

Login Number: 128709 List Source: TestAmerica Denver 
List Number: 2 List Creation: 05/26/17 06:23 PM 
Creator: Pottruff, Reed W 

Question Answer Comment 

Radioactivity wasn't checked or is </= background as measured by a survey N/A 
meter. 
The cooler's custody seal, if present, is intact. True 

Sample custody seals, if present, are intact. True 

The cooler or samples do not appear to have been compromised or True 
tampered with. 
Samples were received on ice. True 

Cooler Temperature is acceptable. True 

Cooler Temperature is recorded. True 

COC is present. True 

COC is filled out in ink and legible. True 

COC is filled out with all pertinent information. True 

Is the Field Sampler's name present on COC? N/A 

There are no discrepancies between the containers received and the COC. True 

Samples are received within Holding Time (excluding tests with immediate True 
HTs) 
Sample containers have legible labels. True 

Containers are not broken or leaking. True 

Sample collection date/times are provided. True 

Appropriate sample containers are used. True 

Sample bottles are completely filled. True 

Sample Preservation Verified, N/A 

There is sufficient vol. for all requested analyses, incl. any requested True 
MS/MSDs 
Containers requiring zero headspace have no headspace or bubble is N/A 
<6mm (1/4"). 
Multiphasic samples are not present. True 

Samples do not require splitting or compositing. True 

Residual Chlorine Checked. N/A 

Received project as a subcontract. 

TestAmerica Chicago 
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swim+  Material Sciences 
MOS" Corporation 

Nickie Geros 
East Chicago Sanitary District 
5200 Indianapolis Blvd 
East Chicago, In. 46312-3838 

Re: Categorical Sampling and Analysis for November 10, 2017. 
Test America Job ID 500-137172-1, Dated November 27, 2017 

I certify under penalty of law that this referenced document and all attachments were 
prepared in accordance with a system designed to assure that qualified personnel properly 
gather and evaluate the information submitted. Based on my inquiry of the person or persons 
who manage the system, or those persons directly responsible for gathering the information, 
the information submitted is, to the best of my knowledge and belief, true, accurate, and 
complete. I am aware that there are significant penalties for knowingly submitting false 
information, including the possibility of fine and imprisonment for knowing violations. 

Please note in the laboratory report, the analytical result for Total Cyanide (.0035) is less 
than the limit set forth in the categorical standard, however it is higher than the local Free 
Cyanide limit set forth by East Chicago ordinance. 

r- Z.."/ 7 
Date Steve E Tatalovich 

Sr. Vice President of Operations 
Material Sciences Corporation 

/ a -  
Kenneth Paxson Date 
Operator of Responsible Charge 
Material Sciences Corporation 
East Chicago Location 

1H, t tith '21 t,0111 



El 
TestAmerica 
1111111.11111111.1.11111111111MMINIM 
THE LEADER IN ENVIRONMENTAL TESTING 

ANALYTICAL REPORT 
TestAmerica Laboratories, Inc 
TestAmerica Chicago 
2417 Bond Street 
University Park, IL 60484 
Tel: (708)534-5200 

TestAmerica Job ID: 500-137172-1 
Client Project/Site: Categorical 

Material Sciences Corporation 
4407 Railroad Avenue 
East Chicago, Indiana 46312 

Attn: Mr. Kenneth Paxson 

Authorized for release by: 
11/27/2017 11:58:21 AM 

Diana Mockler, Project Manager I 
(219)252-7570 
diana.mockler@testamericainc.com  

LINKS 

Review your project 
results through 

Total Access 

Have a Question? 

Ask 
.̀1  /The l 
- Expert  

Visit us at: 
www.testamericainc.com  

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited 
parameters, exceptions are noted in this report. This report may not be reproduced except in full, 
and with written approval from the laboratory. For questions please contact the Project Manager 
at the e-mail address or telephone number listed on this page. 

This report has been electronically signed and authorized by the signatory. Electronic signature is 
intended to be the legally binding equivalent of a traditionally handwritten signature. 

Results relate only to the items tested and the sample(s) as received by the laboratory. 



Client: Material Sciences Corporation TestAmerica Job ID: 500-137172-1 
Project/Site: Categorical 

TaLluio 
Cover Page  
Table of Contents  2 

Case Narrative  3 

Method Summary  4 

Sample Summary  5 

Client Sample Results  6 

Definitions  7 

QC Sample Results  8 

Chronicle  II 

Certification Summary  12 

Chain of Custody  14 

Receipt Checklists  16 

TestAmerica Chicago 
Page 2 of 17 11/27/2017 



Case Narrative 
Client: Material Sciences Corporation 
Project/Site: Categorical 

TestAmerica Job ID: 500-137172-1 

Job ID: 500-137172-1 
Laboratory: TestAmerica Chicago 

 

Narrative 

  

Job Narrative 
500-137172-1 

Comments 
No additional comments. 

Receipt 
The samples were received on 11/11/2017 9:10 AM; the samples arrived in good condition, properly preserved and, where required, on 
ice. The temperature of the cooler at receipt was 1.8° C. 

GC/MS VOA 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

GC/MS Semi VOA 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

Metals 
No additional analytical or quality issues were noted, other than those described above or in the Definitions/Glossary page. 

General Chemistry 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

Organic Prep 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

Page 3 of 17 
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Method Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-137172-1 
Project/Site: Categorical 

Method Method Description Protocol Laboratory 
624 Volatile Organic Compounds (GC/MS) 40CFR136A TAL CHI 

625 Semivolatile Organic Compounds (GC/MS) 40CFR136A TAL CHI 

200.7 Rev 4.4 Metals (ICP) EPA TAL CHI 

SM 4500 CN E Cyanide, Total SM TAL DEN 

Protocol References: 

40CFR136A = "Methods for Organic Chemical Analysis of Municipal Industrial Wastewater", 40CFR, Part 136, Appendix A, October 26, 1984 and 
subsequent revisions. 
EPA = US Environmental Protection Agency 

SM = "Standard Methods For The Examination Of Water And Wastewater", 

Laboratory References: 
TAL CHI = TestAmerica Chicago, 2417 Bond Street, University Park, IL 60484, TEL (708)534-5200 

TAL DEN = TestAmerica Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100 

TestAmerica Chicago 
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Sample Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-137172-1 
Project/Site: Categorical 

Lab Sample ID Client Sample ID Matrix Collected Received 
500-137172-1 Final Effluent-WT. - Composite Water 11/10/17 07:45 11/11/17 09:10 

500-137172-2 Final Effluent-W.T. - Grab Water 11/10/1707:40 11/11/1709:10 

TestAmerica Chicago 
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11/14/17 07:20 11/15/17 00:18 mg/L <0.00073 0.00073 Naphthalene 

Surrogate %Recovery Qualifier Limits 
10-110 

10 -110 

28-110 

31- 110 

34 -116 

20 - 133 

2-Fluorophenol 53 

Phenol-d5 40 

Nitrobenzene-d5 71 

2-Fluorobiphenyl 59 

2,4,6-Tribromophenol 68 

Terphenyl-d14 89 

Method: 200.7 Rev 4.4 - Metals (ICP) - Total Recoverable 

11/19/1717:49 11/21/1702:43 1 mg/L 0.0020 0.0035 Cyanide, Total 

Analyte Result Qualifier RL MDL Unit D Prepared Analyzed Dil Fac 

Cadmium <0.0010 0.0010 mg/L 11/14/17 07:15 11/14/17 19:14 1 

Chromium <0.0050 0.0050 mg/L 11/14/17 07:15 11/16/17 04:33 1 

Copper <0.0050 0.0050 mg/L 11/14/17 07:15 11/14/17 19:14 1 

Lead <0.0025 0.0025 mg/L 11/14/17 07:15 11/14/17 19:14 1 

Nickel <0.0050 0.0050 mg/L 11/14/17 07:15 11/14/17 19:14 1 

Silver <0.0025 0.0025 mg/L 11/14/17 07:15 11/14/17 19:14 1 

Zinc 0.18 0.010 mg/L 11/14/17 07:15 11/14/17 19:14 1 

I-  General Chemistry 
Analyte D Prepared Analyzed Dil Fac MDL MDL Unit Result Qualifier 

MDL Unit RL 

Lab Sample 

D Prepared 

0.0020 <0.0020 mg/L 

mg/L 0.0050 <0.0050 

Prepared Limits %Recovery Qualifier 

Chloroform 

Methylene Chloride 

Surrogate 
110 

102 

99 

71- 120 

71 -127 

75-120 

ID: 500-137172-2 
Matrix: Water 

Analyzed Dil Fac 

11/18/17 02:45 1 

11/18/17 02:45 1 

Analyzed Dil Fac 

11/18/1702:45 1 

11/18/17 02:45 1 

11/18/17 02:45 1 

Cliit Snrark n: Finr 7ffluL)nt-W.T. G b ab 
Datr,  CoUkcied;: 11/10/17 (ft. 
Daiz. noLc...f;:ad: 11/11/17 1:4i:10  

Method: 624 - Volatile Organic Compounds (GC/MS) 
Analyte Result Qualifier 

4-Bromofluorobenzene (Surr) 

1,2-Dichloroethane-d4 (Surr) 

Toluene-d8 (Surr) 

Prepared 
11/14/17 07:20 

11/14/17 07:20 

11/14/17 07:20 

11/14/17 07:20 

11/14/17 07:20 

11/14/17 07:20 

Analyzed Dil Fac 
11/15/17 00:18 1 

11/15/1700:18 1 

11/15/1700:18 1 

11/15/1700:18 1 

11/15/1700:18 1 

11/15/1700:18 1 

Client Sample Results 
Client: Material Sciences Corporation TestAmerica Job ID: 500-137172-1 
Project/Site: Categorical 

Client ID: Final Effluent-W.T. - Conn site 
LA:11/10/17 07:45 

Da:L ..Led:47 11111117 09:10  

Method: 625 - Semivolatile Organic Compounds (GC/MS) 
Analyte Result Qualifier  D Prepared Analyzed RL MDL Unit Dil Fac 

Lab Sample ID: 500-137172-1 
Matrix: Water 

TestAmerica Chicago 
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Definitions/Glossary 
Client: Material Sciences Corporation TestAnnerica Job ID: 500-137172-1 
Project/Site: Categorical 

Glossary 

Abbreviation These commonly used abbreviations may or may not be present in this report. 

rt Listed under the "D" column to designate that the result is reported on a dry weight basis 

%R Percent Recovery 

CFL Contains Free Liquid 

CNF Contains No Free Liquid 

DER Duplicate Error Ratio (normalized absolute difference) 

DU Fac Dilution Factor 

DL Detection Limit (DOD/DOE) 

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample 

DLC Decision Level Concentration (Radiochemistry) 

EDL Estimated Detection Limit (Dioxin) 

LOD Limit of Detection (DOD/DOE) 

LOQ Limit of Quantitation (DOD/DOE) 

MDA Minimum Detectable Activity (Radiochemistry) 

MDC Minimum Detectable Concentration (Radiochemistry) 

MDL Method Detection Limit 

ML Minimum Level (Dioxin) 

NC Not Calculated 

ND Not Detected at the reporting limit (or MDL or EDL if shown) 

PQL Practical Quantitation Limit 

QC Quality Control 

RER Relative Error Ratio (Radiochemistry) 

RL Reporting Limit or Requested Limit (Radiochemistry) 

RPD Relative Percent Difference, a measure of the relative difference between two points 

TEF Toxicity Equivalent Factor (Dioxin) 

TEQ Toxicity Equivalent Quotient (Dioxin) 

TestAmerica Chicago 
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Client Sample ID: Method Blank 
Prep Type: Total/NA 

Method: 624 - Volatile Organic Compounds (GC/MS) 

Lab Sample ID: MB 500-410469/27 
Mall IA 'sr 
Analysis Batch: 410469 

MB MB 

Analyte Result Qualifier RL MDL Unit 

mg/L 

mg/L 

0.0020 

0.0050 

MB 

Qualifier Limits 

71- 120 

71 -127 

75-120 

D Prepared Analyzed Dil Fac 

11/17/17 23:13 1 

11/17/17 23:13 1 

Prepared Analyzed Dil Fac 
11/17/17 23:13 1 

11/17/1723:13 1 

11/17/1723:13 1 

Chloroform <0.0020 

Methylene Chloride <0.0050 

MB 

Surrogate %Recovery 

4-Bromofluorobenzene (Surr) 102 

1,2-Dichloroethane-d4 (Surr) 97 

Toluene-d8 (Surr) 103 

QC Sample Results 
Client: Material Sciences Corporation 
Project/Site: Categorical 

TestAmerica Job ID: 500-137172-1 

Lab Sample ID: LCS 500-410469/25 
Matrix: Water 
Analysis Batch: 410469 

( lent Sample ID: Lab Control Sample 
Prep Type: Total/NA 

Spike LCS LCS %Rec. 

Analyte Added Result Qualifier Unit D %Rec Limits 
mg/L 

mg/L 
Chloroform 

Methylene Chloride 

Surrogate  

0.0500 0.0511 

0.0500 0.0506 

LCS LCS 

%Recovery Qualifier Limits  

102 51 - 138 

101 10 - 221 

4-Bromofluorobenzene (Surr) 106 71-120 

1,2-Dichloroethane-d4 (Surr) 97 71 -127 

Toluene-d8 (Surr) 106 75- 120 

Method: 625 - Semivolatile Organic Compounds (GC/MS) 

Lab Sample ID: MB 500-409818/1-A 
Matrix: Water 
Analysis Batch: 409916 

Client Sample ID: Method Blank 
Prep Type: Total/NA 
Prep Batch: 409818 

MB MB 

Analyte Result Qualifier RL MDL Unit D Prepared Analyzed Oil Fac 

Naphthalene <0.00080 0.00080 mg/L 11/14/1707:20 11/14/1717:24 1 

MB 

Surrogate %Recovery 

2-Fluorophenol 65 

Phenol-d5 48 

Nitrobenzene-d5 95 

2-Fluorobiphenyl 73 

2,4,6-Tribromophenol 75 

Terphenyl-d14 91 

MB 

Qualifier Limits Prepared Analyzed Dil Fac 

11/14/1707:20 11/14/17 17:24 1 

11/14/1707:20 11/14/17 17:24 1 

11/14/17 07:20 11/14/17 17:24 1 

11/14/1707:20 11/14/1717:24 1 

11/14/1707:20 11/14/1717:24 1 

11/14/1707:20 11/14/17 17:24 1 

10-110 

10-110 

28- 110 

31 - 110 

34-116 

20- 133 

  

Lab Sample ID: LCS 500-409818/2-A 
Matrix: Water 
Analysis Batch: 409916 

Analyte 

 

Client Sample ID: Lab Control Sample 
Prep Type-  Total/NA 
Prep Batch: 409818 

LCS LCS %Rec. 

Result Qualifier Unit D %Rec Limits 
Spike 

Added 

Naphthalene 0.0320 0.0188 mg/L 59 21-133 

TestAmerica Chicago 
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QC Sample Results 
Client: Material Sciences Corporation 
Project/Site: Categorical 

TestAmerica Job ID: 500-137172-1 

    

ethod: 625 - Semivolatile Organic Compounds (GC/MS) (Continued) 

Lab Sample ID: LCS 500-409818/2-A 
Matrix: Water 
Analysis Batch: 409916 

Client Sample ID: Lab Control Sample 
Prep T, Tc iIA 
Prep Batch: 409818 

Surrogate 

LCS LCS 

%Recovery Qualifier Limits 

2-Fluorophenol 69 10 - 110 

Phenol-d5 51 10- 110 

Nitrobenzene-d5 79 28- 110 

2-Fluorobiphenyl 75 31- 110 

2,4, 6-Tribromophenol 82 34- 116 

Terphenyl-d14 76 20- 133 

Lab Sample ID: LCSD 500-409818/3-A 
Matrix: Water 
Analysis Batch: 409916 

:tient Sample ID: Lab Control Sample Dup 
Prep Type: Total/NA 
Prep Batch: 409818 

Analyte 

Spike 

Added 

LCSD LCSD 

Result Qualifier Unit D %Rec 

%Rec. 

Limits RPD 

RPD 

Limit 

Naphthalene 

Surrogate 

LCSD LCSD 

%Recovery Qualifier 

0.0320 

Limits 

0.0215 mg/L 67 21 _ 133 13 20 

2-Fluorophenol 

Phenol-d5 

Nitrobenzene-d5 

2-Fluorobiphenyl 

2,4, 6-Tribromophenol 

Terphenyl-d14 

80 

56 

91 

83 

98 

88 

10 - 110 

10 - 110 

28- 110 

31- 110 

34 - 116 

20- 133 

Method: 200.7 Rev 4.4 - Metals (ICP) 

Lab Sample ID: MB 500-409813/1-A 
Matri 
Analysis Batch: 409997 

MB MB 

Analyte Result Qualifier RL MDL Unit 

Client Sample ID: Method Blank 
Prep Type: Total Recoverable 

Prep Batch: 409813 

D Prepared Analyzed Dil Fac 

Cadmium <0.0010 0.0010 mg/L 11/14/1707:15 11/14/1719:02 1 

Copper <0.0050 0.0050 mg/L 11/14/1707:15 11/14/1719:02 1 

Lead <0.0025 0.0025 mg/L 11/14/1707:15 11/14/1719:02 1 

Nickel <0.0050 0.0050 mg/L 11/14/1707:15 11/14/1719:02 1 

Silver <0.0025 0.0025 mg/L 11/14/1707:15 11/14/1719:02 1 

Zinc <0.010 0.010 mg/L 11/14/1707:15 11/14/17 19:02 1 

Lab Sample ID: MB 500-409813/ I-A 
Matrix: Water 
Analysis Batch: 410197 

Client Sample ID: Method Blank 
Prep Type: Total Recoverable 

Prep Batch: 409813 
MB MB 

Analyte Result Qualifier RL MDL Unit D Prepared Analyzed Dil Fac 

Chromium <0.0050 0.0050 mg/L 11/14/17 07:15 11/16/17 04:20 1 

TestAmerica Chicago 
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QC Sample Results 
Client: Material Sciences Corporation 
Project/Site: Categorical 

TestAmerica Job ID: 500-137172-1 

Client Sample ID: Lab Control Sample 
Prep Type: Total Recoverable 

Prep Batch: 409813 

Method: 2007. Rev 4.4 - Metals (ICP) (Continued) 

Lab Sample ID: LCS 50040981312-A 
Matrix: Water 
Analysis Batch: 409997 

Spike LCS LCS %Rec. 

Analyte Added Result Qualifier Unit D %Rec Limits 

Cadmium 0.0250 0.0261 mg/L 104 85 - 115 

Copper 0.125 0.139 mg/L 111 85 - 115 

Lead 0.0500 0.0472 mg/L 94 85 - 115 

Nickel 0.250 0.245 mg/L 98 85 - 115 

Silver 0.0250 0.0245 mg/L 98 85 - 115 

Zinc 0.250 0.231 mg/L 92 85 - 115 

Lab Sample ID: LCS 500-409813/2-A Client Sample ID: Lab Control Sample 
• Matrix: Water Prep Type: Total Recoverable 
• Analysis Batch: 410197 Prep Batch: 409813 

Spike LCS LCS %Rec. 

Analyte Added Result Qualifier Unit D %Rec Limits 

Chromium 0.100 0.0976 m9/1- 98 85 - 115 

Method: SM 4500 CN E - Cyanide, Total 

Lab Sample ID: MB 280-395822/4-A 
Matrix: Water 
Analysis Batch: 395980 

Client Sample ID: Method Blank 
Prep Type: Total/NA 
Prep Batch: 395822 

MB MB 

Analyte Result Qualifier MDL 
0,0020 

Spike 

Added 

0.350 

MDL Unit D Prepared Analyzed Dil Fac 

Cyanide, Total <0.0020 

Lab Sample ID: HLCS 280-395822/1-A 
Matrix: Water 
Analysis Batch: 395980 

Analyte 

mg/L 

HLCS HLCS 

Result Qualifier 

11/19/17 17:49 11/21/17 02:19 1 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 
Prep Batch: 395822 
%Rec. 

Unit D %Rec Limits 

Cyanide, Total 0.353 mg/L 101 90 - 110 

Lab Sample ID: LCS 280-395822/3-A Client Sample ID: Lab Control Sample 
Matrix: Water Prep Type: Total/NA 
Analysis Batch: 395980 Prep Batch: 395822 

Spike LCS LCS %Rec. 

Analyte Added Result Qualifier Unit D %Rec Limits 

Cyanide, Total 0.101 0.0973 mg/L 97 90110 

Lab Sample ID: LLCS 280-395822/2-A Client Sample ID: Lab Control Sample 
Matrix: Water Prep Type: Total/NA 
Analysis Batch: 395980 Prep Batch: 395822 

Spike LLCS LLCS %Rec. 

Analyte Added Result Qualifier Unit D %Rec Limits 

Cyanide, Total 0.100 0.0974 mg/L 97 44-167 

TestAmerica Chicago 
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Lab Chronicle 
Client: Material Sciences Corporation TestAmerica Job ID: 500-137172-1 
Project/Site: Categorical 

Client S, mple ID: FirP, Effluent-W.T. - Composite 
Date Cot* , 11/10/17 07:45 
Date kee.LE ad: 11/11/17 09:10 

Lab Sample ID: 500-137172-1 
Matrix: Water 

Batch Batch Dilution Batch Prepared 

Prep Type Type Method Run Factor Number or Analyzed Analyst Lab 

Total/NA Prep 625 409818 11/14/17 07:20 DX TAL CHI 

Total/NA Analysis 625 1 409916 11/15/17 00:18 WDS TAL CHI 

Total Recoverable Prep 200.7 409813 11/14/17 07:15 JEF TAL CHI 

Total Recoverable Analysis 200.7 Rev 4.4 1 410197 11/16/17 04:33 PJ1 TAL CHI 

Total Recoverable Prep 200.7 409813 11/14/17 07:15 JEF TAL CHI 

Total Recoverable Analysis 200.7 Rev 4.4 1 409997 11/14/17 19:14 PJ1 TAL CHI 

Client Q-m7111 !!): Final Effluent-W.T. - Grab Lab Sample ID: 500-137172-2 
Date Col[ 11/10/17 07:45 Matrix: Water 
Date 1".k.x.kr, ived: 11/11/17 09:10 

Batch Batch Dilution Batch Prepared 

Prep Type Type Method Run Factor Number or Analyzed Analyst Lab 

Total/NA Analysis 624 1 410469 11/18/17 02:45 PMF TAL CHI 

Total/NA Prep SM 4500 CN C 395822 11/19/17 17:49 ALS TAL DEN 

Total/NA Analysis SM 4500 CN E 1 395980 11/21/17 02:43 ALS TAL DEN 

Laboratory References: 
TAL CHI = TestAmerica Chicago, 2417 Bond Street, University Park, IL 60484, TEL (708)534-5200 

TAL DEN = TestAmerica Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100 

TestAmerica Chicago 
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Accreditation/Certification Summary 
Client: Material Sciences Corporation 
Project/Site: Categorical 

Not all accreditations/certifications 

TestAmerica Job ID: 500-137172-1 

report 
Laboratory: TestAmerica Chicago 
All accreditations/certifications held by this laboratory are listed. are applicable to this 

Authority Program EPA Region Identification Number Expiration Date 
California State Program 9 2903 043018* 

Georgia State Program 4 N/A 04-30-18 

Georgia State Program 4 939 04-30-18 

Hawaii State Program 9 N/A 04-30-18 

Illinois NELAP 5 100201 04-30-18 

Indiana State Program 5 C-IL-02 04-30-18 * 

Iowa State Program 7 82 05-01-18 

Kansas NELAP 7 E-10161 123117* 

Kentucky (UST) State Program 4 66 04-30-18 

Kentucky (WVV) State Program 4 KY90023 123117* 

Mississippi State Program 4 N/A 04-30-18 

New York NELAP 2 12019 040118* 

North Carolina (VVW/SVV) State Program 4 291 123117* 

North Dakota State Program 8 R-194 04-30-18 

Oklahoma State Program 6 8908 08-31-18 

South Carolina State Program 4 77001 04-30-18 

USDA Federal P330-15-00038 02-11-18 

Wisconsin State Program 5 999580010 08-31-18 

Wyoming State Program 8 8TMS-Q 04-30-18 

Leci.rtary: TestAmakvicL, Lnver 
All accreditations/certifications held by this laboratory are listed. Not all accreditations/certifications are applicable to this report. 

Authority Program EPA Region Identification Number Expiration Date 
A2LA DoD ELAP 2907.01 10-31-19 * 

A2LA ISO/IEC 17025 2907.01 10-31-19 

Alabama State Program 4 40730 09-30-12 " 

Alaska (UST) State Program 10 UST-30 04-05-18 

Arizona State Program 9 AZ0713 12-20-17 

Arkansas DEQ State Program 6 88-0687 06-01-18 

California State Program 9 2513 01-08-18 

Connecticut State Program 1 PH-0686 09-30-18 

Florida NELAP 4 E87667 06-30-18 

Georgia State Program 4 N/A 01-08-18 

Illinois NELAP 5 200017 04-30-18 

Iowa State Program 7 370 12-01-18 

Kansas NELAP 7 E-10166 04-30-18 

Louisiana NELAP 6 02096 06-30-18 

Maine State Program 1 C00002 03-03-19 

Minnesota NELAP 5 8-999-405 12-31-17 

Nevada State Program 9 C00026 07-31-18 

New Hampshire NELAP 1 205310 04-28-18 

New Jersey NELAP 2 C0004 06-30-18 

New York NELAP 2 11964 04-01-18 

North Carolina (WW/S' V) State Program 4 358 12-31-17 

North Dakota State Program 8 R-034 01-09-18 

Oklahoma State Program 6 8614 08-31-18 

Oregon NELAP 10 4025 01-08-18 

Pennsylvania NELAP 3 68-00664 07-31-18 

South Carolina State Program 4 72002001 01-08-18 

*Accreditation/Certification renewal pending - accreditation/certification considered valid. 

TestAmerica Chicago 
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Accreditation/Certification Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-137172-1 
Project/Site: Categorical 

Laboratory: Tesi:1": 1.07;rfr.n Denver CrIntfino!ed) 
All accreditations/certifications held by this laboratory are listed. Not all accreditations/certifications are applicable to this report. 

Authority Program EPA Region Identification Number Expiration Date 
Texas NELAP 6 T104704183-17-14 09-30-18 

USDA Federal P330-16-00397 12-15-19 

Utah NELAP 8 C000026 07-31-18 

Virginia NELAP 3 460232 06-14-18 

Washington State Program 10 C583 08-03-18 

West Virginia DEP State Program 3 354 11-30-17 

Wisconsin State Program 5 999615430 08-31-18 

Wyoming (UST) A2LA 8 2907.01 10-31-19 

TestAmerica Chicago 
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Chain of Custody Record TestAmerica 
Egr- 
,,c r : nn 

' 
500-137172 COC 

Client Information 
Sampler:  

XeM Pa-kson 
Lab PM: - 
Mockler, Diana J 

Carrier Tracking No(s) COC No: 
500-58088-28255.1 
Page: 
Page 1 of 1 

Cheat Contact 
Mr. Kenneth Paxson 

Phone: 
o?fq -40(e- 75.44( (.44f 

E-Mal : • 
dianamorAer@testamericainc.c,om 

Company. 
Material Sciences Corporation a iq -378 ',37‘47, /*,)a‘k Analysis Requested g---/37/ /02-0  
Address. 
4407 Railroad Avenue 

Due Date Ryested: 

ii::? C-/-  / 7 

Preservation Codes: 

A - HCL M - Hexane 
B - NaOH N - None 
C - Zn Acetate 0- AsNa02 
D - Nitric Acid P - Ne204S 
E - NaHSO4 Q - Na2S03 
F - Me0H R - Na2S203 
G - Amchlor S - H2SO4 
H_ Ascorbic Acid T - TSP Dodecahydrate 
I - Ice U - Acetone 
J - DI Water V - MCAA 

other 
K - EDTA W - pH 4-5 
L - EDA Z - (specify) 

Other: 

City: 
East Chicago 

TAT Requested (days): 

State, Zip: 
IN, 46312 

ill „y 5 44'  

, 
E 

Phone 
219-378-1930(Tel) 

PO # 
Purchase Order Requested itti 77 13,  

Z 
--, e 

i 

.1 
Email: 
ken.paxson@ectlIc.com  

WO #: 

l; :7̀':' 

NI. 

i„. 
.c? 

o 

4  
E 
g  Project Name 

Categorical 
Project It 
50008317 

.t, 
4) 

-.43; 
2 

r.  
6 

- _9 .c 
0  

'-' g c- 

WIX5ie:Vthillerit CletiQ I Si gr 
Site:  

co  ;10-: 1  ts Tr .8' ;,,, i ,-, 
0 . 

-.... 0 

Special Instructions/Note: __ Sample Identification Sample Date 
Sample 
Time 

Sample 
Type 

(C=comp, 
grab) 

Matrix 

(w" 4  
0.,,,,t.,dt, 

rrr.ree......) 

Eicsigld, 
 

/ 
.
g 

ir. 
12 
ft 

i.-*--; 
4-, 

1: 
Al 
-,v 

g 
a  

2 
. 

r4  

a 8 
a 
1.;-; 

(• 
wi 

 
5 . 
gi 

'6 a 

i a 
 

„, 

.. .1  

3 

Preservation Co0e-  .->O< N - D - g A.-  - ' o-  >C--------'—'—  — 

Pe/IAA Eccfuezert-  
ii —  /017 70 4/5  C Water K)( 

—Final • --9,,Q44.0-14,-1- -  L..),1-; II-/O-17 7PION 6- Water 
X )( 

, 
Vsible Hazard identification 

1-1 I= CD ED A i  Non-Hazard 1=1  Flammable   Skin irritant Poison 8 Unknown Radiological 

Sample Disposal ( A fee may assessed if samples are retained longer than 'I month) 
C:3 _I CI 

Return To Client Disposal By Lab Archive For Months 

Deliverable Requested: I, II, Ill, IV, Other (specify) Special Instructions/QC Requirements: 

Empty Kit Relinquished by: 'Date: rime: 
, p 

Method of Shipme • 

Relinquished y: 

eat a , 0 , 

DateiTtme: 

//-/9-17 
Com any 

W1P  .SC, 
Recel : _ v. rotyg. Comagn

\

v_AL 

Relinqu ed DaT ,rn

t

riqii  Re Ived by Del 
i o

e: 

I 
 _7- i !WS—  

Relinquished b 

1.../ Darli 

terilme:, , I  

-17 c,53/0 
Com

.
”1  ea e b 

0-1111,1,/ 
ataiTime.  a 

(- igq' 9/O 
rg:
t

c—i
i

- 
Cow 

Custo V-o als Intact: 
A Yes a No 

Custody Seal No.: 

I I- 
er raturiai °C and other Remarks: ( 

er. 
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Ll
•O

Z
IL

Z
/1

. 1,  

TestAmerica Chicago 
2417yond Stieet 

11,1.4esay Pan* IL 6n484  

Phone 17081534-5200 Fax (7081534-5211 

Chain of Custody Record 111111111111111M11111,11 

 

 

Client Information (Sub Contract Lab) 
Lab PM 
MOckler. Diana .1 500-95853 1 

ri., r.,...itao 
Shipping:Receiving 

',,,,,e E.Maa 
(liana moci,ierch.testamericainc corn 

Sime ca Orme; 
inchana 

Page 
Page t of 1 

Crux.,,u, 
TestAmenca Laboratories. Inc 

.-. qfte mow Jou a 
500-137172-1 

Alu•i...,z, 
4955 Vartow Sueet 

Due Date Requested 
11/24i-2017 An&ysis Requested 

Preservation Codes. 

A H. 
B. kiaCni 

0 . Nem Acto 
E - NaHSO4 
F.Me0H 
G • An.1110,  
H • Aoterbm Acre I • 'SI' ; -  
I • Ire ii. 
J • DI Wee. V .. MCAA 
K • EDIA W . pH 4.!, 
L.EDA 1 - over Lupe-city. 

Oilier 

Cey 
Arvada  

TAT Requested (days) 

'F
ie

ld
  F
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e

re
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  S
a
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e
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Y
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o
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e
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o
rm

  Pa
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Y
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  o
r  

N
o
)  

S•ate be 
CO 80002 

303-736.01001 Tel) AO (-431-7171(Fax ) 
Pi..) X 

tree, 0 r. 

Material Sciences Corp. - Wastewatei 

PI,peCt . 

50008317 
1  ssowii 

te 

Special Instructions/Note: Sam Ic Identification - Chant ID (Lab ID) Sample Dale 
Sample 
Time 

Sample 
Type 

(Co;.— 
G=grab) 

Matr" 

., ... 
iii,..... • 

v . 1 

Preservation Cod ?C: i•-•••■ 

Final EflIvenl•W I • Caiata 500-137172-2) 110017 
07 40 

Central 
Water  client requires 0 007 tenoning lune 

.--- 

-- 

_ 

N...0 $nc.,,,,,a,,,,, acc,,,,,,,,,,,!, 4,, wt,,,, ,,,,,,,,„;e To leelita uwaraqx.es_ Inc  placvs irne ownetst,p Cl u§e.,00. &am & aaegoisecus eeerowze upon ow sumeneeet iatandaues Thy sample shipmert •s lenveided unoe, znain•ol,,seaay If ins tateratory does nut 
c,neettv  manta. aCC/edda11011 3. the Stale at Olakri inleel *WM is. VaIjr1AVISSISiMaITs neth9 anthYr•ed the sadVes must be  31113ped MU ib the TeatAthanas laeladidani or CHIVN .3111144101111 .11 IN: 0,0v.Iled Any changer. to atcrecetavon Italos onwt/ t,e utN,qhf to TeStAfferca 

Looteeto.et. c-r etent;on ;;,-nerrettly II te. teertnted sccieoratoir: sit current le date ,et.on Pie signed Cha,I1 CI CUSIOCly alto:WNW sael:eornalicauce to Te5tAfreuca Laeoratanes Inc 

Possible Hazard Identification 

iiiichnhirned 

Sample Disposal ( A fee may be assessed if sanwies are retained longer than 1 month) 
0 =

Return To Cheht 
=Dispo581 By Lab Archive For Months 

Deliverable ReaueSte0 I II, III IV Other (specify) Primary Detwelable Rank 2 Special InstructionslOC Requirements 

Kit Retinautshed by 
\, 

D, T ma Methad et Sniv,ent 
I 

Reveres. .0 
.. • 

Dale; 

Li 

the 

/

Empty 
!..,...teelgly 

( 

Recemed y 
i
f / Daieflime Carman 

R......, .,., 
L. 

Dale rne Calm+, petea,ed i flate-Twee Conner 

Pe.3.' t.'4:0 DI,  
Datelene Cotepetty 0,0eattee Come A; 

Custody Seals Intact 'Custody Seal No 

\ Yes N NO I 
_ - A,' -renew Outfi(s) "C end Other ks 

J.0-1-0 icy Sr It-4-1-47 



Login Sample Receipt Checklist 

Client: Material Sciences Corporation Job Number: 500-137172-1 

Login Number: 137172 List Source: TestAmerica Chicago 
List Number: 1 
Creator: James, Jeff A 

Question Answer Comment 

Radioactivity wasn't checked or is <1= background as measured by a survey True 
meter. 
The cooler's custody seal, if present, is intact. True 

Sample custody seals, if present, are intact True 

The cooler or samples do not appear to have been compromised or True 
tampered with. 
Samples were received on ice. True 

Cooler Temperature is acceptable. True 

Cooler Temperature is recorded. True 1.8 

COC is present. True 

COC is filled out in ink and legible. True 

COC is filled out with all pertinent information. True 

Is the Field Sampler's name present on COC? True 

There are no discrepancies between the containers received and the COC. True 

Samples are received within Holding Time (excluding tests with immediate True 
HTs) 
Sample containers have legible labels. True 

Containers are not broken or leaking. True 

Sample collection date/times are provided. True 

Appropriate sample containers are used. True 

Sample bottles are completely filled. True 

Sample Preservation Verified. True 

There is sufficient vol. for all requested analyses, incl. any requested True 
MS/MSDs 
Containers requiring zero headspace have no headspace or bubble is True 
<6mm (1/4V). 
Multiphasic samples are not present. True 

Samples do not require splitting or compositing. True 

Residual Chlorine Checked. N/A 

TestAmerica Chicago 
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Login Sample Receipt Checklist 

Client: Material Sciences Corporation Job Number: 500-137172-1 

Login Number: 137172 List Source: TestAmerica Denver 
List Number: 2 List Creation: 11/14/17 06:02 PM 
Creator: True, Joshua A 

Question Answer Comment 

Radioactivity wasn't checked or is </= background as measured by a survey N/A 
meter. 
The cooler's custody seal, if present, is intact. True 

Sample custody seals, if present, are intact. True 

The cooler or samples do not appear to have been compromised or True 
tampered with. 
Samples were received on ice. True 

Cooler Temperature is acceptable. True 

Cooler Temperature is recorded. True 

COC is present. True 

COC is filled out in ink and legible. True 

COC is filled out with all pertinent information. True 

Is the Field Sampler's name present on COC? N/A 

There are no discrepancies between the containers received and the COC. True 

Samples are received within Holding Time (excluding tests with immediate True 
HTs) 
Sample containers have legible labels. True 

Containers are not broken or leaking. True 

Sample collection date/times are provided. True 

Appropriate sample containers are used. True 

Sample bottles are completely filled. True 

Sample Preservation Verified. N/A 

There is sufficient vol. for all requested analyses, incl. any requested True 
MS/MSDs 
Containers requiring zero headspace have no headspace or bubble is N/A 
<6mm (1/4"). 
Multiphasic samples are not present. True 

Samples do not require splitting or compositing. True 

Residual Chlorine Checked. N/A 

Received project as a subcontract. 

TestAmerica Chicago 
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rimers+  Material Sciences 
iiilhatir Corporation 

Nickie Geros 
East Chicago Sanitary District 
5200 Indianapolis Blvd 
East Chicago, In. 46312-3838 

Re: Categorical Sampling and Analysis for May 2, 2018. 
Test America Job ID 500-1144727-1, Dated May 16,2018 

I certify under penalty of law that this referenced document and all attachments were 
prepared in accordance with a system designed to assure that qualified personnel properly 
gather and evaluate the information submitted. Based on my inquiry of the person or persons 
who manage the system, or those persons directly responsible for gathering the information, 
the information submitted is, to the best of my knowledge and belief, true, accurate, and 
complete. I am aware that there are significant penalties for knowingly submitting false 
information, including the possibility of fine and imprisonment for knowing violations. 

Steve E talovich 
Sr. Vice President of Operations 
Material Sciences Corporation 

e neth Paxson 
Operator of Responsible Charge 
Material Sciences Corporation 
East Chicago Location 

Da-5—( //(re  e 



Review your project 
results through 

Have a Question? 

Ask 

/Thel— Expert  

I.
Visit us at: 
www.testamericainc.com  

El 
Test merica 

THE LEADER IN ENVIRONMENTAL TESTING 

ANALYTICAL REPORT 
TestAmerica Laboratories, Inc 
TestAmerica Chicago 
2417 Bond Street 
University Park, IL 60484 
Tel: (708)534-5200 

TestAmerica Job ID: 500-144727-1 
Client Project/Site: Final Effluent 

, )i 
Material Sciences Corporation 
4407 Railroad Avenue 
East Chicago, Indiana 46312 

Attn: Mr. Kenneth Paxson 

Authorized for release by: 
5/16/2018 12:58:18 PM 

Diana Mockler, Project Manager! 
(219)252-7570 
diana, mockler@testamericainc. corn 

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited 
parameters, exceptions are noted in this report. This report may not be reproduced except in full, 
and with written approval from the laboratory. For questions please contact the Project Manager 
at the e-mail address or telephone number listed on this page. 

This report has been electronically signed and authorized by the signatory. Electronic signature is 
intended to be the legally binding equivalent of a traditionally handwritten signature. 

Results relate only to the items tested and the sample(s) as received by the laboratory. 
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Case Narrative 
Client: Material Sciences Corporation 
Project/Site: Final Effluent 

TestAmerica Job ID: 500-144727-1 

Job ID: 500-144727-1 

Laboratory: TestAmerica Chicaao 

 

Narrative 

  

Job Narrative 
500-144727-1 

Comments 
No additional comments. 

Receipt 
The samples were received on 5/2/2018 10:15 AM; the samples arrived in good condition, properly preserved and, where required, on ice. 
The temperature of the cooler at receipt was 4.9° C. 

GC/MS VOA 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

GC/MS Semi VOA 
Method(s) 625: Surrogate recovery for the following sample recovered outside of acceptance limits: Final Effluent - Composite 
(500-144727-2), (LCS 500-431106/2-A) and (MB 500-431106/1-A). The laboratory's SOP allows one acid and one base surrogate to be 
outside acceptance limits; therefore, re-extraction was not performed. These results have been reported and qualified. 

No additional analytical or quality issues were noted, other than those described above or in the Definitions/Glossary page. 

Metals 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

General Chemistry 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

Organic Prep 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

Page 3 of 17 
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Method Summary 
Client: Material Sciences Corporation 
Project/Site: Final Effluent 

Method Method Description 

TestAmerica Job ID: 500-144727-1 

Laboratory Protocol 
624 Volatile Organic Compounds (GC/MS) 40CFR136A TAL CHI 

625 Semivolatile Organic Compounds (GC/MS) 40CFR136A TAL CHI 

200.7 Rev 4.4 Metals (ICP) EPA TAL CHI 

SM 4500 CN E Cyanide, Total SM TAL DEN 

200.7 Preparation, Total Recoverable Metals EPA TAL CHI 

625 Liquid-Liquid Extraction 40CFR136A TAL CHI 

SM 4500 CN C Cyanide, Distillation SM TAL DEN 

Protocol References: 

40CFR136A = "Methods for Organic Chemical Analysis of Municipal Industrial Wastewater", 40CFR, Part 136, Appendix A, October 26, 1984 and 
subsequent revisions, 
EPA = US Environmental Protection Agency 

SM = "Standard Methods For The Examination Of Water And Wastewater" 

Laboratory References: 
TAL CHI = TestAmerica Chicago, 2417 Bond Street, University Park, IL 60484, TEL (708)534-5200 

TAL DEN = TestAmerica Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100 

TestAmerica Chicago 
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Sample Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-144727-1 
Project/Site: Final Effluent 

Lab Sample ID Matrix Collected Received Client Sample ID 
500-144727-1 Final Effluent - Grab Water 05/02/18 06:45 05/02/18 10:15 

500-144727-2 Final Effluent - Composite Water 05/02/18 08:15 05/02/18 10:15 

TestAmerica Chicago 
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Client Sample Results 
Client: Material Sciences Corporation 
Project/Site: Final Effluent 

   

TestAmerica Job ID: 500-144727-1 

Client Same ID: Fin?! Effh!ent - Grab 
Date 35/02/•1;.3 116:45 
Date  ,rtec......ag....;C:02/1 10:15  

Method: 624 - Volatile Organic Compounds /(C/MS) 
Analyte Result Qualifier RL 

Chloroform <0.0020 0.0020 

Methylene Chloride <0.0050 0.0050 

 

Lab Sample ID: 500-144727-1 
Matrix: Water 

,DL Unit 

 

D Prepared Analyzed Dil Fac 

05/11/18 21:32 

05/11/18 21:32 

mg/L 

mg/L 

 

Surrogate %Recovery Qualifier Limits Prepared Analyzed Dil Fac 

4-Bromofluorobenzene (Surr) 102 71 - 120 05111118 21.32 1 

1,2-Dichloroethane-d4 (Surr) 112 71127 05/11/18 21:32 1 

Toluene-d8 (Surr) 104 75 - 120 05/11/18 21:32 1 

General Chemistry 
I Analyte Result Qualifier MDL MDL Unit D Prepared Analyzed Dil Fac 

Cyanide, Total <0.0020 0.0020 mg/L 05/04/18 08:15 05/04/18 10:55 1 

Clfr-nt PL-mple in: Ffri-.1 Effluent - Composite 
Date CoKL-LT,f,f i'L 
Date Ree,G1  'U5/02A  'his:15  

Method: 626 - Semivolatile Organic Compounds (GC/MS) 
Analyte Result Qualifier RL 

 

Lab SaLle ID: 500-144727-2 
Matrix: Water 

MDL Unit D Prepared Analyzed Dil Fac 

Naphthalene <0.00074 0.00074 mg/L 05/08/18 07:37 05/09/18 00:23 1 

Surrogate %Recovery 

2-Fluorophenol 57 

Phenol-d5 

Nitrobenzene-d5 

2-Fluorobiphenyl 

2,4,6-Tribromophenol 

Terphenyl-d14 

Qualifier Limits 
10 - 110 

10- 110 

28 -110 

31-110 

34- 116 

20- 133  

Prepared Analyzed Dil Fac 

05/08/18 07:37 05/09/18 00:23 1 

05/08/1807:37 05/09/18 00:23 1 

05/08/18 07:37 05/09/18 00:23 1 

05/08/1807:37 05/09/18 00:23 1 

05/08/18 07:37 05/09/1800:23 1 

05/08/1807:37 05/09/18 00:23 1 

53 

78 

72 

1/7 X 

107 

Method: 200.7 Rev 4.4 - Metals (ICP) - Total Recoverable 
Analyte Result Qualifier RL MDL Unit D Prepared Analyzed Dil Fac 

Cadmium <0.0010 0.0010 mg/L 05/03/18 16:22 05/04/18 14:11 1 

Chromium <0.0050 0.0050 mg/L 05/03/18 16:22 05/04/18 14:11 1 

Copper <0.0050 0.0050 mg/L 05/03/18 16:22 05/04/18 14:11 1 

Lead <0.0025 0.0025 mg/L 05/03/18 16:22 05/04/18 14:11 1 

Nickel 0.010 0.0050 mg/L 05/03/18 16:22 05/04/18 14:11 1 

Silver <0.0025 0.0025 mg/L 05/03/18 16:22 05/04/18 14:11 1 

0.30 0.010 mg/L 05/03/18 16:22 05/04/18 14:11 1 

TestAmerica Chicago 

Page 6 of 17 5/16/2018 



Definitions/Glossary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-144727-1 
Project/Site: Final Effluent 

Qualifiers 
GCIMS Semi VOA 
Qualifier Qualifier Description 

X Surrogate is outside control limits 

Glossary 

Abbreviation These commonly used abbreviations may or may not be present in this report. 

rt Listed under the "D" column to designate that the result is reported on a dry weight basis 

%R Percent Recovery 

CFL Contains Free Liquid 

CNF Contains No Free Liquid 

DER Duplicate Error Ratio (normalized absolute difference) 

Dil Fac Dilution Factor 

DL Detection Limit (DOD/DOE) 

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample 

DLC Decision Level Concentration (Radiochemistry) 

EDL Estimated Detection Limit (Dioxin) 

LOD Limit of Detection (DOD/DOE) 

LOQ Limit of Quantitation (DoD/DOE) 

MDA Minimum Detectable Activity (Radiochemistry) 

MDC Minimum Detectable Concentration (Radiochemistry) 

MDL Method Detection Limit 

ML Minimum Level (Dioxin) 

NC Not Calculated 

ND Not Detected at the reporting limit (or MDL or EDL if shown) 

PQL Practical Quantitation Limit 

QC Quality Control 

RER Relative Error Ratio (Radiochemistry) 

RL Reporting Limit or Requested Limit (Radiochemistry) 

RPD Relative Percent Difference, a measure of the relative difference between two points 

TEF Toxicity Equivalent Factor (Dioxin) 

TEQ Toxicity Equivalent Quotient (Dioxin) 

TestAmerica Chicago 
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TestAmerica Job ID: 500-144727-1 
QC Sample Results 

Client: Material Sciences Corporation 
Project/Site: Final Effluent 

Surrogate 

MB MB 

%Recovery Qualifier Limits Prepared Analyzed Dil Fac 

Lab Sample ID: LCS 500-431783/26 
Matrix: Water 
Analysis Batch: 431783 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 

Analyte 

%Rec. 

D %Rec Limits 
Spike LCS LCS 

Added Result Qualifier Unit 
mg/L 

mg/L 

90 51 - 138 

89 10-221 
Chloroform 

Methylene Chloride 

Surrogate 

0.0500 0.0449 

0.0500 0.0443 

LCS LCS 

%Recovery Qualifier Limits 
71- 120 

71-127 

75-120 

96 

103 

104 

4-Bromofluorobenzene (Surr) 

1,2-Dichloroethane-d4 (Surr) 

Toluene-d8 (Surr) 

Client Sample ID: Method Blank 
Prep Type: Total/NA 
Prep Batch: 431106 

Method: 625 - Semivolatile Organic Compounds (GC/MS) 

r Lab Sample ID: MB 500-431106/1-A 
Matrix: Water 
Analysis Batch: 431153 

MB MB 

Result Qualifier D Prepared Analyzed Dil Fac RL MDL Unit Analyte 
05/08/18 07:37 05/08/18 15:31 1 

Prepared Analyzed Di! Fac 

mg/L <0.00080 0.00080 

MB MB 

%Recovery Qualifier Limits 

Naphthalene 

Surrogate 

mg/L 
i 
 Naphthalene 81 21 - 133 0.0320 0.0260 

TestAmerica Chicago 
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10 -110 

10 - 110 

28-110 

31 -110 

34 - 116 

20 -133 

Spike 
Added 

2-Fluorophenol 

Phenol-d5 

Nitrobenzene-d5 

2-Fluorobiphenyl 

2,4,6-Tribromophenol 

Terphenyl-d14 

98 

79 

114 X 

95 

119 X 

117 

05/08/18 07:37 05/08/18 15:31 1 

05/08/18 07:37 05/08/18 15:31 1 

05/08/18 07:37 05/08/18 15:31 1 

05/08/18 07:37 05/08/18 15:31 1 

05/08/18 07:37 05/08/18 15:31 1 

05/08/18 07:37 05/08/18 15:31 1 

Lab Sample ID: LCS 500-431106/ 
Matrix: Water 
Analysis Batch: 431153 

Analyte 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 
Prep Batch: 431106 

LCS LCS %Rec. 

Result Qualifier Unit D %Rec Limits 

Cli,wit Sample ID: Method Blank 
Prep Type: Total/NA 

mg/L 

mg/L 

0.0020 <0.0020 

0.0050 <0.0050 

102 

108 

104 

D Prepared Analyzed Dil Fac 

05/11/18 20:38 1 

05/11/18 20:38 1 
Chloroform 

Methylene Chloride 

05/1111820.38 1 

05/11/1820:38 1 

05/11/18 20:38 1 

71 -120 

71 - 127 

75 -120 

4-Bromofluorobenzene (Surr) 

1,2-Dichloroethane-d4 (Surr) 

Toluene-d8 (Surr) 

PLAhod:  624  - Volatile Organic Compounds (GC/MS)  

Lab Sample ID; MB 500-431783/28 
Matrix: Wa er 
Analysis Batch: 431783 

MB MB 

Analyte Result Qualifier RL MDL Unit 



QC Sample Results 
Client: Material Sciences Corporation TestAmerica Job ID: 500-144727-1 
Project/Site: Final Effluent 

Method: 625  - Semivolatile Organic Compounds (GC/MS) (Continued) 

Lab Sample ID: LCS 500-431106/2-A 
Mat' '' ter 
Analysis Batch: 431153 

Client Sample ID: Lab Control Sample 
Prep Type: Tot, AA 
Prep Batch: 43110E 

Surrogate 

LCS LCS 

%Recovery Qualifier Limits 

2-Fluorophenol 93 10-110 

Phenol-d5 67 10-110 

Nitrobenzene-d5 110 28-110 

2-Fluorobiphenyl 87 31-110 

2,4,6-Tribromophenol 123 X 34-116 

Terphenyl-d14 117 20-133 

Method: 200.7 Rev 4.4 - MCals (ICP) 

Lab Sample ID: MB 500-430592/1-A 
Matrix: Water 
Analysis Batch: 430805 

MB MB 

Analyte Result Qualifier RL MDL Unit 

Client Sample ID: Method Blank 
Prep Type: Total Recoverable 

Prep Batch: 430592 

D Prepared Analyzed Dil Fac 

Cadmium <0.0010 0.0010 mg/L 05/03/18 16:22 05/04/18 13:38 1 

Chromium <0.0050 0.0050 mg/L 05/03/18 16:22 05/04/18 13:38 1 

Copper <0.0050 0.0050 mg/L 05/03/18 16:22 05/04/18 13:38 1 

Lead <0.0025 0.0025 mg/L 05/03/18 16:22 05/04/18 13:38 1 

Nickel <0.0050 0.0050 mg/L 05/03/18 16:22 05/04/18 13:38 1 

Silver <0.0025 0.0025 mg/L 05/03/18 16:22 05/04/18 13:38 1 

Zinc <0.010 0.010 mg/L 05/03/18 16:22 05/04/18 13:38 1 

[Lab Sample ID: LCS 500-430592/2-A 
Matrix: Water 
Analysis Batch: 430805 

Analyte 
Cadmium 

Chromium 

Copper 

Lead 

Nickel 

Silver 

Zinc 

Method: SM 4500 CN E - Cyanide, Total 

r Lab Sample ID: MB 280-413717/4-A 
Matrix: Water 
Analysis Batch: 413789 

Analyte 

Client Sample ID: Lab Control Sample 
Prep Type: Total Recoverable 

Prep Batch: 430692 
Spike LCS LCS %Rec. 

Added Result Qualifier Unit D %Rec Limits 

0.0250 0.0238 mg/L 95 85 - 115 

0.100 0.0981 mg/L 98 85 - 115 

0.125 0.121 mg/L 96 85 - 115 

0.0500 0.0472 mg/L 94 85 - 115 

0.250 0.240 mg/L 96 85- 115 

0.0250 0.0236 mg/L 94 85 - 115 

0.250 0.244 mg/L 98 85 _ 115 

Client Sample ID: Method Blank 
Prep Type: Total/NA 
Prep Batch: 413717 

MB MB 

Result Qualifier MDL MDL Unit D Prepared Analyzed Dil Fac 

Cyanide, Total <0.0020 0.0020 mg/L 05/04/18 08:15 05/04/18 10:53 1 

TestAmerica Chicago 
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QC Sample Results 
Client: Material Sciences Corporation 
Project/Site: Final Effluent 

(Continued) 

TestAmerica Job ID: 500-144727-1 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 
Prep Batch: 413717 

Method: SM 4500 CN E - Cyanide, Total 

Lab Sample ID: HLCS 280-413717/1-A 
Matrix: Water 
Analysis Batch: 413789 

Spike HLCS HLCS %Rec. 

Analyte Added Result Qualifier Unit D %Rec Limits 

Cyanide, Total 0.350 0.358 mg/L 102 90- 110 

Lab Sample ID: LCS 280-413717/3-A Client Sample ID: Lab Control Sample 
Matrix: Water Prep Type: Total/NA 
Analysis Batch: 413789 Prep Batch. 413717 

Spike LCS LCS %Rec. 

Analyte Added Result Qualifier Unit D %Rec Limits 

Cyanide, Total 0.100 0 108 mg/L 108 90 - 110 

Lab Sample ID: LLCS 280-413717/2-A Client Sample ID: Lab Control Sample 
Matrix: Water Prep Type: Total/NA 
Analysis Batch: 413789 Prep Batch: 413717 

Spike LLCS LLCS %Rec. 
Analyte Added Result Qualifier Unit D %Rec Limits 

Cyanide, Total 0.100 0.0994 mg/L 99 44 - 167 

Lab Sample ID: 500-144727-1 MS 
Matrix: Water 
Analysis Batch: 413789 

Client Sample ID: Final Effluent - Grab 
Prep Type: Total/NA 
Prep Batch: 413717 

Sample Sample Spike MS MS %Rec. 

Analyte Result Qualifier Added Result Qualifier Unit D %Rec Limits 

Cyanide, Total <0.0020 0.100 0.106 mg/L 106 90- 110 

Lab Sample ID: 500-144727-1 MSC) Client Sample ID: Final Effluent - Grab 
Matrix: Water Prep Type: Total/NA 
Analysis Batch: 413789 Prep Batch: 413717 

Sample Sample Spike MSD MSD %Rec. RPD 

Analyte Result Qualifier Added Result Qualifier Unit D %Rec Limits RPD Limit 

Cyanide, Total <0.0020 0.100 0.108 mg/L 108 90 - 110 1 20 

TestAmerica Chicago 
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Lab Chronicle 
Client: Material Sciences Corporation TestAmerica Job ID: 500-144727-1 
Project/Site: Final Effluent 

CIr Scrar ID: Final Effluent - Grab 
Date •_. 1[(3c 3d: 05/02/18 06:45 
Dat-.3 Received: 05/02/18 10:15  

Lab &imply 500144727-1 
Matrix: Water 

Batch Batch Dilution Batch Prepared 

Prep Type Type Method Run Factor Number or Analyzed Analyst Lab 

Total/NA Analysis 624 1 431783 05/11/18 21:32 JDD TAL CHI 

Total/NA Prep SM 4500 CN C 413717 05/04/18 08:15 PAH TAL DEN 

Total/NA Analysis SM 4500 CN E 1 413789 05/04/18 10:55 PAN TAL DEN 

CI 11%4, In: Fin r1 Eidluent - Coi te 
Date Collected: 08:15 
Date Received: ,JL:;02/1c 10:15 

lb Sat D: 500-114727-2 
Maixix: Water 

Batch Batch Dilution Batch Prepared 

Prep Type Type Method Run Factor Number or Analyzed Analyst Lab 

Total/NA Prep 625 431106 05/08/18 07:37 NKG TAL CHI 

Total/NA Analysis 625 1 431153 05/09/18 00:23 AJD TAL CHI 

Total Recoverable Prep 200.7 430592 05/03/18 16:22 BDE TAL CHI 

Total Recoverable Analysis 200.7 Rev 4.4 1 430805 05/04/18 14:11 PJ1 TAL CHI 

Laboratory References: 
TAL CHI = TestAmerica Chicago, 2417 Bond Street, University Park, IL 60484, TEL (708)534-5200 

TAL DEN = TestAmerica Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100 

TestAmerica Chicago 
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Accreditation/Certification Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-144727-1 
Project/Site: Final Effluent 

Tes Clikago 
All accreditations/certifications held by this laboratory are listed. Not all accreditations/certifications are applicable to this report. 

Authority Program EPA Region Identification Number Expiration Date 
California State Program 9 2903 04-30-19 

Georgia State Program 4 N/A 04-30-19 

Georgia State Program 4 939 04-30-19 

Hawaii State Program 9 N/A 04-30-19 

Illinois NELAP 5 100201 04-30-19 

Indiana State Program 5 C-IL-02 04-30-19 

Iowa State Program 7 82 05-01-18* 

Kansas NELAP 7 E-10161 10-31-18 

Kentucky (UST) State Program 4 66 04-30-19 

Kentucky (WW) State Program 4 KY90023 12-31-18 

Louisiana NELAP 6 30720 06-30-18* 

Mississippi State Program 4 N/A 04-30-19 

New York NELAP 2 12019 04-01-19 

North Carolina (WW/SW) State Program 4 291 12-31-18 

North Dakota State Program 8 R-194 04-30-19 

Oklahoma State Program 6 8908 08-31-18* 

South Carolina State Program 4 77001 043018* 

USDA Federal P330-18-00018 02-11-21 

Wisconsin State Program 5 999580010 08-31-18 

Wyoming State Program 8 8TMS-Q 04-30-19 

Lab.c21.7ory: To2tArnerica Denver 
All accreditations/certifications held by this laboratory are listed. Not all accreditations/certifications are applicable to this report. 

Authority Program EPA Region Identification Number Expiration Date 
A2LA DoD ELAP 2907.01 10-31-19 

A2LA ISO/IEC 17025 2907.01 10-31-19 

Alabama State Program 4 40730 09-30-12 " 

Alaska (UST) State Program 10 UST-30 01-08-19 

; Arizona State Program 9 AZ0713 12-20-18 

1 Arkansas DEQ 
i 

State Program 6 88-0687 06-01-18 

I California State Program 9 2513 01-18-19  

' Connecticut State Program 1 PH-0686 09-30-18 

Florida NELAP 4 E87667 06-30-18 

Georgia State Program 4 N/A 01-08-19* 

Illinois NELAP 5 200017 04-30-18 * 

Iowa State Program 7 370 12-01-18 

1 Kansas NELAP 7 E-10166 05-31-18 
1 

Louisiana NELAP 6 02096 06-30-18 

Maine State Program 1 C00002 03-03-19 

Minnesota NELAP 5 8-999-405 12-31-18 

Nevada State Program 9 C00026 07-31-18  

New Hampshire NELAP 1 205310 04-28-19 

New Jersey NELAP 2 C0004 06-30-18 

New York NELAP 2 11964 04-01-19 

North Carolina (WW/SW) State Program 4 358 12-31-18 

North Dakota State Program 8 R-034 01-08-19 

Oklahoma State Program 6 8614  08-31-18 

Oregon NELAP 10 4025 01-08-19 

Pennsylvania NELAP 3 68-00664 07-31-18 

" Accreditation/Certification renewal pending - accreditation/certification considered valid. 

TestAmerica Chicago 
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Accreditation/Certification Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-144727-1 
Project/Site: Final Effluent 

 

     

: f.',[..nerica Denver Continued) 
All accreditations/certifications held by this laboratory are listed. Not all accreditations/certifications are applicable to this report. 

Authority Program EPA Region Identification Number Expiration Date 
South Carolina State Program 4 72002001 01-08-19 

Texas NELAP 6 T104704183-17-14 09-30-18 

USDA Federal 03-26-21 

Utah NELAP 8 C000026 07-31-18 

Virginia NELAP 3 460232 06-14-18 

Washington State Program 10 C583 08-03-18 

West Virginia DEP State Program 3 354 12-31-18 

Wisconsin State Program 5 999615430 08-31-18 

VVyoming (UST) A2LA 8 2907.01 10-31-19 

TestAmerica Chicago 
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Chain of Custody Record  
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Login Sample Receipt Checklist 

Client: Material Sciences Corporation Job Number: 500-144727-1 

Login Number: 144727 List Source: TestAmerica Chicago 
List Number: 1 
Creator: Kelsey, Shawn M 

Question Answer Comment 

Radioactivity wasn't checked or is <1= background as measured by a survey True 
meter. 
The cooler's custody seal, if present, is intact. True 

Sample custody seals, if present, are intact. True 

The cooler or samples do not appear to have been compromised or True 
tampered with. 
Samples were received on ice. True 

Cooler Temperature is acceptable. True 

Cooler Temperature is recorded. True 4.9c 

COC is present. True 

COC is filled out in ink and legible. True 

COC is filled out with all pertinent information. True 

Is the Field Sampler's name present on COC? True 

There are no discrepancies between the containers received and the COC. True 

Samples are received within Holding Time (excluding tests with immediate True 
HTs) 
Sample containers have legible labels. True 

Containers are not broken or leaking. True 

Sample collection date/times are provided. True 

Appropriate sample containers are used. True 

Sample bottles are completely filled. True 

Sample Preservation Verified. True 

There is sufficient vol. for all requested analyses, incl. any requested True 
MS/MSDs 
Containers requiring zero headspace have no headspace or bubble is True 
<6mm (1/4"). 
Multiphasic samples are not present. True 

Samples do not require splitting or compositing. True 

Residual Chlorine Checked. N/A 

TestAmerica Chicago 
Page 16 of 17 5/16/2018 



Login Sample Receipt Checklist 

Client: Material Sciences Corporation Job Number: 500-144727-1 

Login Number: 144727 List Source: TestAmerica Denver 
List Number: 2 List Creation: 05/03/18 08:56 In.7 
Creator: Burtness, Benjamin W 

Question Answer Comment 

Radioactivity wasn't checked or is </= background as measured by a survey N/A 
meter. 
The cooler's custody seal, if present, is intact. True 

Sample custody seals, if present, are intact. True 

The cooler or samples do not appear to have been compromised or True 
tampered with. 
Samples were received on ice. True 

Cooler Temperature is acceptable. True 

Cooler Temperature is recorded. True 

COC is present. True 

COC is filled out in ink and legible. True 

COC is filled out with all pertinent information. True 

Is the Field Sampler's name present on COC? N/A 

There are no discrepancies between the containers received and the COC. True 

Samples are received within Holding Time (excluding tests with immediate True 
HTs) 
Sample containers have legible labels. True 

Containers are not broken or leaking. True 

Sample collection date/times are provided. True 

Appropriate sample containers are used. True 

Sample bottles are completely filled. True 

Sample Preservation Verified. True 

There is sufficient vol. for all requested analyses, incl. any requested True 
MS/MSDs 
Containers requiring zero headspace have no headspace or bubble is N/A 
<6mm (1/4"). 
Multiphasic samples are not present. True 

Samples do not require splitting or compositing. True 

Residual Chlorine Checked. N/A 
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Kenneth Paxson 
Operator of Responsible Charge 
Material Sciences Corporation 
East Chicago Location 

-111MR0L Materiql Sciences 
i111011, Corporation 

Nickie Geros 
East Chicago Sanitary District 
5200 Indianapolis Blvd 
East Chicago, In. 46312-3838 

Re: Categorical Sampling and Analysis for November 7, 2018. 
Test America Job ID 500-154440-1, Dated November 23, 2018 

I certify under penalty of law that this referenced document and all attachments were 
prepared in accordance with a system designed to assure that qualified personnel properly 
gather and evaluate the information submitted. Based on my inquiry of the person or persons 
who manage the system, or those persons directly responsible for gathering the information, 
the information submitted is, to the best of my knowledge and belief, true, accurate, and 
complete. I am aware that there are significant penalties for knowingly submitting false 
information, including the possibility of fine and imprisonment for knowing violations. 

Steve E Tatalovich 
Sr. Vice President of Operations 
Material Sciences Corporation  

Da e 

Io9bcvw 
Da(e 

4407 Railroad Avenue -3- East Chicago, IN 46312 + 219.378.1930 p 219.951.4321 f materialsciencescorp.com  



Review your project 
results through 

Visit us at: 
www.testamericainc.com  

Have a Question? 

c--• Ask 
/The 

Ex ert 

TestAmerica 
111.1111111.11111111111111111111111111111111111111111 
THE LEADER IN ENVIRONMENTAL TESTING 

ANALYTICAL REPORT 
TestAmerica Laboratories, Inc 
TestAmerica Chicago 
2417 Bond Street 
University Park, IL 60484 
Tel: (708)534-5200 

TestAmerica Job ID: 500-154440-1 
Client Project/Site: Categorical 

1 (,1 
Material Sciences Corporation 
4407 Railroad Avenue 
East Chicago, Indiana 46312 

Attn: Mr. Kenneth Paxson 

Authorized for release by: 
11/23/2018 2:32:55 PM 
Robin Kintz, Project Manager II 
(708)534-5200 
robin.kintz@testarnericainc.com  

Designee for 
Diana Mockler, Project Manager I 
(219)252-7570 
diana.mockier@testamericainc.com  

The test results in this report meet all 2003 NELAC and 2009 TNI requirements for accredited 
parameters, exceptions are noted in this report. This report may not be reproduced except in full, 
and with written approval from the laboratory. For questions please contact the Project Manager 
at the e-mail address or telephone number listed on this page. 

This report has been electronically signed and authorized by the signatory. Electronic signature is 
intended to be the legally binding equivalent of a traditionally handwritten signature. 

Results relate only to the items tested and the sample(s) as received by the laboratory. 
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Case Narrative 
Client: Material Sciences Corporation TestAmerica Job ID: 500-154440-1 
Project/Site: Categorical 

Job ID: 500-154440-1 

Laboratory: TestAmerica Chicago 

Narrative 

Job Narrative 
500-154440-1 

Comments 
No additional comments. 

Receipt 
The samples were received on 11/7/2018 1:30 PM; the samples arrived in good condition, properly preserved and, where required, on ice. 
The temperature of the cooler at receipt was 5.4° C. 

GC/MS VOA 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

GC/MS Semi VOA 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

Metals 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

General Chemistry 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 

Organic Prep 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page. 
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Method Summary 
Client: Material 
Project/Site: Categorical 

Method 

Sciences Corporation TestAmerica Job ID: 500-154440-1 

Laboratory Method Description Protocol 
624 Volatile Organic Compounds (GC/MS) 40CFR136A TAL CHI 

625 Semivolatile Organic Compounds (GC/MS) 40CFR136A TAL CHI 

200.7 Rev 4.4 Metals (ICP) EPA TAL CHI 

SM 4500 CM E Cyanide, Total SM TAL DEN 

200.7 Preparation, Total Recoverable Metals EPA TAL CHI 

625 Liquid-Liquid Extraction 40CFR136A TAL CHI 

SM 4500 CM C Cyanide, Distillation SM TAL DEN 

Protocol References: 

40CFR136A = "Methods for Organic Chemical Analysis of Municipal Industrial Wastewater", 40CFR, Part 136, Appendix A, October 26, 1984 and 
subsequent revisions. 
EPA = US Environmental Protection Agency 

SM = "Standard Methods For The Examination Of Water And Wastewater" 

Laboratory References: 
TAL CHI = TestAmerica Chicago, 2417 Bond Street, University Park, IL 60484, TEL (708)534-5200 

TAL DEN = TestAmerica Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100 

TestAmerica Chicago 
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Sample Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-154440-1 
Project/Site: Categorical 

Lab Sample ID Client Sample ID Matrix Collected Received 
500-154440-1 Final Effluent from W.T. - Grab Water 11/07/18 07:35 11/07/18 13:30 

500-154440-2 Final Effluent from W.T. - Grab Water 11/07/18 07:40 11/07/18 13:30 

500-154440-3 Final Effluent from W.T. - Comp Water 11/07/18 08:00 11/07/18 13:30 

TestAmerica Chicago 
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Chloroform <0.0020 0.0020 

Methylene Chloride <0.0050 0.0050 

Surrogate %Recovery Qualifier Limits 

mg/L 

mg/L 

Client Sample Results 

MDL Unit 
mg/L 

MDL Unit 

Client: Material Sciences Corporation 
Project/Site: Categorical 

Client Snrie ID: Final EliWent from W.T. - Grab 
tMected: 11/07/18 07:35 

DaL, 11/07/18 13:30 

General Chemistry 
Anal : Result Qualifier MDL 

-  
I Cyanide, Total 0.0086 E 0.0020 

(._mr..71t., ID: Fin,- I LT:ffluent from W.T. - Grab 
11/07/17, C7:0 

Date i_bceived: 11/07/13 13:30  

Method: 624 - Volatile Organic Compounds 1 /MS) 
Analyte Result Qualifier RL 

TestAmerica Job ID: 500-154440-1 

Lab Sample ID: 500-154440-1 
Matrix: Water 

D Prepared Analyzed Dil Fac 

11/19/1808:56 11/21/1810:19 1 

Lab Sample ID: 5Of, 154±1 "I  
Matrix: Water 

D Prepared Analyzed Dil Fac 
11/17/18 23:55 1 

11/17/18 23:55 1 

Prepared Analyzed Dil Fac 

4-Bromofluorobenzene (Surr) 102 7/ - 120 11/17/18 23:55 1 

1,2-Dichloroethane-d4 (Surr) 111 71 -127 11/17/18 23:55 1 

Toluene-d8 (Surr) 95 75_ 120 11/17/18 23:55 1 

Client SEMI Oa ID: Final r:ffluent from W.T. - Comp 
Date Coliecied: 11/07/13 la:CTO 
Date Received: 11/07/18 i3:30  

I Method: 625 - Semivolatile Organic Ce-inpounds (GC/MS) 
Analyte Result Qualifier 

  

Lab Sample ID: 5OfT-1,5144.6-3 
hfiatkix: water 

RL MDL Unit D Prepared Analyzed Dil Fac 

Naphthalene <0.00074 0.00074 mg/L 11/08/18 07:25 11/08/18 22:15 1 

Surrogate %Recovery Qualifier Limits 

Nitrobenzene-d5 40 28-110 

2-Fluorobiphenyl 41 31-110 

Terphenyl-d14 69 20- 133 

Method: 200.7 Rev 4.4 - Metals (ICP) - Total Recoverable 

Prepared Analyzed Dil Fac 

11/08/18 07:25 11/08/18 22:15 1 

11/08/18 07:25 11/08/18 22:15 1 

11/08/1807:25 11/08/18 22:15 1 

Analyte Result Qualifier RL MDL Unit D Prepared Analyzed Dil Fac 

Cadmium <0.0010 0.0010 mg/L 11/08/18 07:08 11/09/18 15:32 1 

Chromium <0.0050 0.0050 mg/L 11/08/1807:08 11/09/18 15:32 1 

Copper 0.0053 0.0050 mg/L 11/08/18 07:08 11/09/18 15:32 1 

Lead <0.0025 Fl 0.0025 mg/L 11/08/1807:08 11/09/18 15:32 1 

Nickel <0.0050 0.0050 mg/L 11/08/1807:08 11/09/18 15:32 1 

Silver <0.0025 0.0025 mg/L 11/08/1807:08 11/09/18 15:32 1 

Zinc 0,19 0.010 mg/L 11/08/1807:08 11/09/18 15:32 1 

TestAmerica Chicago 
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Definitions/Glossary 
Client: Material Sciences Corporation 
Project/Site: Categorical 

Qualifiers 

Metals 
Qualifier Qualifier Description 

TestAmerica Job ID: 500-154440-1 

Fl MS and/or MSD Recovery is outside acceptance limits. 

General Chemistry 
Qualifier Qualifier Description 

    

Compound was found in the blank and sample. 

 

Glossary 

  

      

Abbreviation These commonly used abbreviations may or may not be present in this report. 
Listed under the "D column to designate that the result is reported on a dry weight basis 

%R Percent Recovery 

CFL Contains Free Liquid 

CNF Contains No Free Liquid 

DER Duplicate Error Ratio (normalized absolute difference) 

Oil Fac Dilution Factor 

DL Detection Limit (DOD/DOE) 

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample 

DLC Decision Level Concentration (Radiochemistry) 

EDL Estimated Detection Limit (Dioxin) 

LOD Limit of Detection (DoD/DOE) 

LOQ Limit of Quantitation (DOD/DOE) 

MDA Minimum Detectable Activity (Radiochemistry) 

MDC Minimum Detectable Concentration (Radiochemistry) 

MDL Method Detection Limit 

ML Minimum Level (Dioxin) 

NC Not Calculated 

ND Not Detected at the reporting limit (or MDL or EDL if shown) 

PQL Practical Quantitation Limit 

QC Quality Control 

RER Relative Error Ratio (Radiochemistry) 

RL Reporting Limit or Requested Limit (Radiochemistry) 

RPD Relative Percent Difference, a measure of the relative difference between two points 

TEF Toxicity Equivalent Factor (Dioxin) 

TEQ Toxicity Equivalent Quotient (Dioxin) 

TestAmerica Chicago 
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Chloroform 0.0500 0.0478 mg/L 96 51- 138 

Methylene Chloride 0.0500 0.0469 mg/L 94 10- 221 

Surrogate 

LCS LCS 

%Recovery Qualifier Limits 

QC Sample Results 
Client: Material Sciences Corporation TestAmerica Job ID: 500-154440-1 
Project/Site: Categorical 

Method: 624 - Volatile Organic Compounds (GC/MS) 

I Lab Sample ID: MB 500-460684/28 inient Sample ID: Method Blank 
Prep Type: Total/NA 

Analysis Batch: 460684 
MB MB 

Analyte Result Qualifier RL MDL Unit D Prepared Analyzed Dil Fac 

Chloroform <0.0020 0.0020 mg/L 11/17/18 19:00 1 

Methylene Chloride <0.0050 0.0050 mg/L 11/17/18 19:00 1 

MB MB 

Surrogate %Recovery Qualifier Limits Prepared Analyzed Dil Fac 

4-Bromofluorobenzene (Surr) 101 71 _120 11/17/18 19:00 1 

1,2-Dichloroethane-d4 (Surr) 107 71 -127 11/17/18 19:00 1 

Toluene-d8 (Surr) 95 75- 120 11/17/18 19:00 1 

Lab Sample ID: LCS 500-460684/26 
Matrix: Water 
Analysis Batch: 460684 

Analyte 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 

Spike LCS LCS %Rec. 

Added Result Qualifier Unit D %Rec Limits 

4-Bromofluorobenzene (Surr) 91 71- 120 

1,2-Dichloroethane-d4 (Surr) 104 71- 127 

Toluene-d8 (Surr) 98 75- 120 

Method: 625  - Semivolatile Organic Compounds (GC/MS)  

Lab Sample ID: MB 500-459053/1-A 
Matrix: Water 
Analysis Batch: 459069 

MB MB 

Client Sample ID: Method Blank 
Prep Type: Total/NA 
Prep Batch: 459053 

Analyte Result Qualifier RL MDL Unit D Prepared Analyzed Dil Fac 

Naphthalene <0.00080 0.00080 mg/L 11/08/18 07:25 11/08/18 15:56 1 

MB MB 

Surrogate %Recovery Qualifier Limits Prepared Analyzed Dil Fac 

Nitrobenzene-d5 83 28-110 11/08/18 07:25 11/08/18 15:56 1 

2-Fluorobiphenyl 77 31-110 11/08/1807:25 11/08/18 15:56 1 

Terphenyl-d14 122 20 - 133 11/08/1807:25 11/08/18 15:56 1 

Lab Sample ID: LCS 500-459053/2-A 
Matrix: Water 
Analysis Batch: 459069 

Analyte 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 
Prep Batch: 459053 

Spike LCS LCS %Rec. 

Added Result Qualifier Unit D %Rec Limits 

Naphthalene 0.0320 0.0228 mg/L 71 21-133 

LCS LCS 

Surrogate %Recovery Qualifier Limits 

Nitrobenzene-d5 92 28- 110 

2-Fluorobiphenyl 88 31- 110 

Terphenyl-d14 126 20- 133 

TestAmerica Chicago 
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QC Sample Results 
Client: Material Sciences Corporation TestAmerica Job ID: 500-154440-1 
Project/Site: Categorical 

Method: 625 - Semivolatile Organic Compounds (GCIMS) (Continued) 
r Lab Sample ID: LCSD 500-4590F'PLA 

Matrix: Water 
Analysis Batch: 459069 

Client Sample ID: Lab Control Sample Dup 
Pre r -„e: L IA 
Pr...) Batch: 4SnA3 

Spike LCSD LCSD %Rec. RPO 

Added Result Qualifier Unit D %Rec Limits RPD Limit 

 

Analyte 

  

Naphthalene 0.0320 0.0230 mg/L 72 21 - 133 1 20 

LCSD LCSD 

Surrogate %Recovery Qualifier Limits 

Nitrobenzene-d5 93 28 - 110 

2-Fluorobiphenyl 89 31- 110 

Terphenyl-d14 130 20- 133 

Msthod: 200.7 Rev 44- Metals (ICP) 

Lab Sample ID: MB 500-459048/1-A 
Ma -.!r 
Analysis Batch: 459618 

MB MB 

Analyte Result Qualifier RL MDL Unit 

Client Sample ID: Method Blank 
Prep Type: Total Recoverable 

Prep Batch: 459048 

D Prepared Analyzed Dil Fac 

Cadmium <0.0010 0.0010 mg/L 11/08/18 07:08 11/09/18 15:07 1 

Chromium <0.0050 0.0050 mg/L 11/08/18 07:08 11/09/18 15:07 1 

Copper <0.0050 0.0050 mg/L 11/08/18 07:08 11/09/18 15:07 1 

Lead <0.0025 0.0025 mg/L 11/08/18 07:08 11/09/18 15:07 1 

Nickel <0.0050 0.0050 mg/L 11/08/18 07:08 11/09/18 15:07 1 

Silver <0.0025 0.0025 mg/L 11/08/18 07:08 11/09/18 15:07 1 

Zinc <0.010 0.010 mg/L 11/08/18 07:08 11/09/18 15:07 1 

Lab Sample ID: LCS 500-459048/2-A 
Matrix: Water 
Analysis Batch: 459618 

Analyte 

Spike 

Added 

LCS LCS 

Result Qualifier 

Client Sample ID: Lab Control Sample 
Prep Type: Total Recoverable 

Prep Batch: 459048 
%Rec. 

Unit D %Rec Limits 

Cadmium 0.0250 0.0254 mg/L 102 85 - 115 

Chromium 0.100 0.102 mg/L 102 85 - 115 

Copper 0.125 0.128 mg/L 102 85 - 115 

Lead 0.0500 0.0527 mg/L 105 85 - 115 

Nickel 0.250 0.252 mg/L 101 85 - 115 

Silver 0.0250 0.0246 mg/L 98 85 - 115 

Zinc 0.250 0.251 mg/L 100 85 - 115 

Lab Sample ID: 500-154440-3 MS Client Sample ID: Final Effluent from W.T. - Comp 
Matrix: Water Prep Type: Total Recoverable 
Analysis Batch: 459618 Prep Batch: 459048 

Analyte 

Sample Sample 

Result Qualifier 

Spike 

Added 

MS MS 

Result Qualifier Unit D %Rec 
%Rec. 
Limits 

Cadmium 

Chromium 

Copper 

Lead 

Nickel 

Silver 

Zinc 

<0.0010 

<0.0050 

0.0053 

<0.0025 

<0.0050 

<0.0025 

0.19 

Fl 

0.0250 

0.100 

0.125 

0.0500 

0.250 

0.0250 

0.250 

0.0247 

0.104 

0.156 

0.0297 

0.243 

0.0286 

0.479 

Fl 

mg/L 

mg/L 

mg/L 

mg/L 

mg/L 

mg/L 

mg/L 

99 

102 

121 

59 

97 

115 

116 

70 _ 130 

70 - 130 

70 - 130 

70 _ 130 

70 - 130 

70 - 130 

70 - 130 

TestAnnerica Chicago 
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QC Sample Results 
Client: Material Sciences Corporation 
Project/Site: Categorical 

TestAmerica Job ID: 500-154440-1 

Method: 200.7 Rev 4.4 - Metals (ICP) (Continued 

 

Lab Sample ID: 500-154440-3 DU 
Ma Wa.:er 
Analysis Batch: 459618 

Sample Sample 

(lie-1t Sample ID: 

DU DU 

Final Effluent from W.T - Comp 
Prep Type: Tota: Recover ible 

Prep Batch: ;5. 048 
RPD 

Analyte Result Qualifier Result Qualifier Unit D RPD Limit 

Cadmium <0.0010 <0.0010 mg/L NC 20 

Chromium <0.0050 <0.0050 mg/L NC 20 

Copper 0.0053 0.00526 mg/L 0.6 20 

Lead <0.0025 Fl <0.0025 mg/L NC 20 

Nickel <0.0050 <0.0050 mg/L NC 20 

Silver <0.0025 <0.0025 mg/L NC 20 

Zinc 0.19 0.203 mg/L 8 20 

Method: SM 4500 CN E - Cyanide,  Total  

Lab Sample ID: MB 280-438095/5-A 
Ma _ 
Analysis Batch: 438452 

MB MB 

Analyte Result Qualifier MDL MDL Unit 

Client Sample ID: Method Blank 
Prep Type: Total/NA 
Prep Batch: 438095 

D Prepared Analyzed Dil Fac 

Cyanide, Total 0.00225 0.0020 mg/L 11/19/18 08:56 11/21/18 09:35 1 

Lab Sample ID: HLCS 280-438095/1-A 
Matrix: Water 
Analysis Batch: 438452 

Analyte 

Spike 

Added 

HLCS HLCS 

Result Qualifier 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 
Prep Batch: 438095 
%Rec. 

Unit D %Rec Limits 

Cyanide, Total 

Lab Sample ID: LCS 280-438095MA 
Matrix: Water 
Analysis Batch: 438452 

Analyte 

0.350 

Spike 

Added 

0.356 

LCS LCS 

Result Qualifier 

mg/L 102 90- 110 

Client Sample ID: Lab Control Sample 
Prep Type: Total/NA 
Prep Batch: 438095 
%Rec. 

Unit D %Rec Limits 

Cyanide, Total 0.100 0.104 mg/L 104 90 - 110 

[Lab Sample ID: LCSD 280-438095/4-A Client Sample ID: Lab Control Sample Dup 
Matrix: Water Prep Type: Total/NA 
Analysis Batch: 438452 Prep Batch: 438095 

Spike LCSD LCSD %Rec. RPD 

Analyte Added Result Qualifier Unit D %Rec Limits RPD Limit 

Cyanide, Total 0.100 0.101 mg/L 101 90 - 110 2 10 

Lab Sample ID: LLCS 280-438095/2-A Client Sample ID: Lab Control Sample 
Matrix: Water Prep Type: Total/NA 
Analysis Batch: 438452 Prep Batch: 438095 

Spike LLCS LLCS %Rec. 

Analyte Added Result Qualifier Unit D %Rec Limits 

Cyanide, Total 0.100 0.0952 mg/L 95 90 - 110 

TestAmerica Chicago 
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Lab Sample ID: 500-1.7.', "-10-2 
Nail ix: 4ilater 

Cltsnt Peratilc_ tD: ri.:a! Effluent from W.T. - Grab 
!Jae COIIL.—iGC,: 11/07/18 07:40 
Date Received: 11/07/18 13:30  

Batch Batch Dilution Batch Prepared 

Prep Type Type Method Run Factor Number or Analyzed Analyst Lab 

Total/NA Prep SM 4500 CN C 438095 11/19/18 08:56 RK TAL DEN 

Total/NA Analysis SM 4500 CN E 1 438452 11/21/18 10:19 AJA TAL DEN 

Batch Batch Dilution Batch Prepared 

Prep Type Type Method Run Factor Number or Analyzed Analyst Lab 

Lab Chronicle 
Client: Material Sciences Corporation TestAmerica Job ID: 500-154440-1 
Project/Site: Categorical 

CliPnt Sr-le ID: Ftif,,, -ffluent from W.T. - Grab Lab Sample f"% 500454440-1 
th. ilibi h Matrix: Water 

Da a. 11107/1e 13:30 

Total/NA Analysis 624 1 460684 11/17/18 23:55 PMF TAL CHI 

Cl!snt F:amp!, ID: Finn! Effluent fraL a I W.T. - Com p Lati Sample ID: 500474440-3 
bat CollectA: 11/07/18 0U:00 Matrix: Water 
Date keceived:  11/07/18 13:30 

i Prep Type 

Total/NA 

 

Batch Batch Dilution Batch Prepared 

Type Method Run Factor Number or Analyzed Analyst Lab 

 

Prep 625 459053 11/08/18 07:25 AS TAL CHI 

Analysis 625 1 459069 11/08/1822:15 AJD TAL CHI 

Prep 200.7 459048 11/08/18 07:08 SAH TAL CHI 

Analysis 200.7 Rev 4.4 1 459618 11/09/18 15:32 JEF TAL CHI 

Total/NA 

Total Recoverable 

Total Recoverable 

Laboratory References: 
TAL CHI = TestAmerica Chicago, 2417 Bond Street, University Park, IL 60484, TEL (708)534-5200 

TAL DEN = TestAmerica Denver, 4955 Yarrow Street, Arvada, CO 80002, TEL (303)736-0100 

TestAmerica Chicago 
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Accreditation/Certification Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-154440-1 
Project/Site: Categorical 

Laboratory: ToEtArDEGrica 
All accreditations/certifications held by this laboratory are listed Not all accreditations/certifications are applicable to this report. 

Identification Number Expiration Date Authority Program EPA Region 
California State Program 9 2903 04-30-19 

Georgia State Program 4 N/A 04-30-19 

Georgia State Program 4 939 04-30-19 

Hawaii State Program 9 N/A 04-30-19 

Illinois NELAP 5 100201 04-30-19 

Indiana State Program 5 C-IL-02 04-30-19 

Iowa State Program 7 82 05-01-20 

Kansas NELAP 7 E-10161 10-31-19 

Kentucky (UST) State Program 4 66 04-30-19 

Kentucky (WV V) State Program 4 KY90023 12-31-18 * 

Louisiana NELAP 6 30720 06-30-19 

Mississippi State Program 4 N/A 04-30-19 

New York NELAP 2 12019 04-01-19 

North Carolina (MN/SW) State Program 4 291 12-31-18 * 

North Dakota State Program 8 R-194 04-30-19 

Oklahoma State Program 6 8908 08-31-19 

South Carolina State Program 4 77001 04-30-19 

VVisconsin State Program 5 999580010 08-31-19 

Wyoming State Program 8 8TMS-Q 04-30-19 

LaLaratc)ry: 1%-..eiAnnerica Denver 
All accreditations/certifications held by this laboratory are listed. Not all accreditations/certifications are applicable to this report. 

Authority Program EPA Region Identification Number Expiration Date 
A2LA DoD ELAP 2907.01 10-31-19 

A2LA ISO/IEC 17025 2907.01 10-31-19 

Alabama State Program 4 40730 09-30-12 * 

Alaska (UST) State Program 10 UST-30 01-08-19 

Arizona State Program 9 AZ0713 12-20-18 

Arkansas DEQ State Program 6 88-0687 06-01-19 

California State Program 9 2513 01-18-19 

Connecticut State Program 1 PH-0686 09-30-20 

Florida NELAP 4 E87667 06-30-19 

Georgia State Program 4 N/A 01-08-19 " 

Illinois NELAP 5 200017 04-30-19 

Iowa State Program 7 370 12-01-18 

Kansas NELAP 7 E-10166 04-30-19 

Louisiana NELAP 6 02096 06-30-19 

Maine State Program 1 C00002 03-03-19 

Minnesota NELAP 5 8-999-405 12-31-18 

Nevada State Program 9 C00026 07-31-19 

New Hampshire NELAP 1 205310 04-28-19 

New Jersey NELAP 2 C0004 06-30-19 

New York NELAP 2 11964 04-01-19 

North Carolina (VVW/SVV) State Program 4 358 12-31-18 

North Dakota State Program 8 R-034 01-08-19 

Oklahoma State Program 6 8614 08-31-19 

Oregon NELAP 10 4025 01-08-19 

Pennsylvania NELAP 3 68-00664 07-31-19 

South Carolina State Program 4 72002001 01-08-19 

* Accreditation/Certification renewal pending - accreditation/certification considered valid. 

TestAmerica Chicago 
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Accreditation/Certification Summary 
Client: Material Sciences Corporation TestAmerica Job ID: 500-154440-1 
Project/Site: Categorical 

Laboratory: Testt7,Li,o7.rir. Crntinvr.:(1) 
All accreditations/certifications held by this laboratory are listed. Not all accreditations/certifications are applicable to this report. 

Authority Program EPA Region Identification Number Expiration Date 
Texas NELAP 6 T104704183-17-14 09-30-19 

US Fish & Wildlife Federal 07-31-19 

USDA Federal 03-26-21 

Utah NELAP 8 C000026 07-31-19 

Virginia NELAP 3 460232 06-14-19 

Washington State Program 10 C583 08-03-19 

West Virginia DEP State Program 3 354 12-31-18 

Wisconsin State Program 5 999615430 083119* 

Wyoming (UST) A2LA 8 2907.01 10-31-19 

* Accreditation/Certification renewal pending - accreditation/certification considered valid. 
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TestAmerica Chicago 
2417 Bond Street 
University Park, IL 60484 
Phone (708) 534-5200 Fax (708) 534-5211 

Chain of Custody Record TestAmerica 
lir If ADSR It4 CNIVI.301WFU1At TE'SrdiG 

Client Information 
san07

.
4

6 

 n 

YeryS on 

Lab PM: 
Mockler, Diana J 

Carrier Tracking No(s): COC No. 
500-67190-32000.1 
Page: 
Page 1 of 1 

Client Contact 
Mr. Kenneth Paxson 

P  
A I q -110(e—'7?eizi czt ( 

E-Mall: 
diana.mockier@lestamericainc.com  

Company: 
Material Sciences Corporation 91, I 1 -370-370A Def-je-- Analysis Requested 

Job #: 
6001644411) . 

Address: 
4407 Railroad Avenue 

Due Date Requested: 
II-21 I 

Preservation Codes: 
A -  HCL M -  Hexane 
8 - NaOH N - None 
c - Ze Acetate 0 - AsNa02 
0 - Nitric Acid P - Na204S 
E - Nal-1604 CI - Na2S03 
F - MeGH R - Na2S203 
0-• Amchlor S - 1-12504 
H - Ascorbic Acid T - TSP Dodecahydrate 
I - Ica U - Acetone 
J - DI Water V - MCAA 
K - EDTA W - pH 4-5 
L- EDA Z - other (specifY) 

Other: 

City: 
East Chicago 

TAT Requested (days): - 

State, Zip: 
IN, 46312 E 
Phone: 
219-378-1930(Tel) 

PO #: 
Purchase Order Requested 195a

.  c3 2" z 
c 
4 
4 

a 
a o z 

Email: 
ken.paxson@ectilc.com  

WO #. 
k° 
2 

Il d ns c 

• 

0  
Project Name: 
Categorical 

Project fk 
50008317 

0 .Fg; 

2 ' 1 
4' a. 
6 

3 o 
I-: 

* Z 
E a  

s"a,5-.- C h ' i cat° 
SSOWft: g s fs 

t  (`' .(4. i g — ' 
8. 
15. 

Special Instructions/Note: Sample Identification Sample Date 
Sample 
Time 

Sample 

Typo 
(c=aemp, 
G=grab) 

matrix 

6"",,;'7 8 .., 
0—...„,5. 

BT.1Issue,A.0) 

•cr 
i 
it 
31 

_ .. _IL* 

s 
g. 
2 

..`g 

0  

-1' 

2 
..,  

0 

51  

st 

8 

I 

a 

0; 
 

re, 

i 
- i 

----'>....7.>•< Preservation Code: . X)(N-  D B - A 
r-. 

i'ilIVID F.  0 $ trA 01 T: 1. 1--/-1T3 -is 3$4 G. Water 
IN 

1 k a t 1 ‘ 1 II li —l — i 8 1:106 G-  Water A 
Y i ( I I i I t I 1 1 -1—I 8 Rio Cob C- Wocteir Y\ --X 

_ 
t • ' ' 

- L 
'--- 

500-154440 COO 

Possible Hazard Identification 

Ll'cl  Non-Hazard I=JFIammable CJSkin Irritant Poison B 1--1Unknown Radiological 

Sale Disposal (/t fee maybe assessed T samples are retained longer than 1 month) 

Return To Client isposal By Lab E lArchive For Months 

Deliverable Requested:1,11, Ill, IV, Other (specify) Special InstructionsKIC Requirements: 

'Empty Kit Relinquished by: !Date: ITIme: Method of Shipment 

ROM i ed by: 

''' t 

r), 

.- C7 1 

Date/Time, ex) 

I 1-7-1 8 it 
Co

i

criiin

.

:

5

, 

c---  
Received bL
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TestAmerica Chicago 
2.117  Bond Slier:! 

University Pat.:. It. hr.1.t • 
Phone (70tti 534-5200 fix (108)534-5211 

 

111111 .1111 111 TestAmerica Chain of Custody Record 

 

Client Information (Sub Contract Lab) 
Sac.r,  I do 1 1,1 

Mockler. Diana J 
Carrel TedsInng fiL,s! 
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Login Sample Receipt Checklist 

Client: Material Sciences Corporation Job Number: 500-154440-1 

Login Number: 154440 List Source: TestAmerica Chicago 
List Number: 1 
Creator: Sanchez, Ariel M 

Question Answer Comment 

Radioactivity wasn't checked or is </= background as measured by a survey True 
meter. 
The cooler's custody seal, if present, is intact. True 

Sample custody seals, if present, are intact. True 

The cooler or samples do not appear to have been compromised or True 
tampered with. 
Samples were received on ice. True 

Cooler Temperature is acceptable. True 

Cooler Temperature is recorded. True 5.4 

COC is present. True 

COC is filled out in ink and legible. True 

COC is filled out with all pertinent information. True 

Is the Field Sampler's name present on COC? True 

There are no discrepancies between the containers received and the COC. True 

Samples are received within Holding Time (excluding tests with immediate True 
HTs) 
Sample containers have legible labels. True 

Containers are not broken or leaking. True 

Sample collection date/times are provided. True 

Appropriate sample containers are used. True 

Sample bottles are completely filled. True 

Sample Preservation Verified. True 

There is sufficient vol. for all requested analyses, incl. any requested True 
MS/MSDs 
Containers requiring zero headspace have no headspace or bubble is N/A 
<6mm (1/4"). 
Multiphasic samples are not present. True 

Samples do not require splitting or compositing. True 

Residual Chlorine Checked. N/A 

TestAmerica Chicago 
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Login Sample Receipt Checklist 

Client: Material Sciences Corporation Job Number: 500-154440-1 

Login Number: 164440 List Source: TestAmerica Denver 
List Number: 2 List Creation: 11/08/18 02:35 PM 
Creator: Quint, Jessica A 

Question Answer Comment 

Radioactivity wasn't checked or is </= background as measured by a survey N/A 
meter. 
The cooler's custody seal, if present, is intact. True 

Sample custody seals, if present, are intact. True 

The cooler or samples do not appear to have been compromised or True 
tampered with. 
Samples were received on ice. True 

Cooler Temperature is acceptable. True 

Cooler Temperature is recorded. True 

COC is present. True 

COC is filled out in ink and legible. True 

COC is filled out with all pertinent information. True 

Is the Field Sampler's name present on COC? N/A 

There are no discrepancies between the containers received and the COC. True 

Samples are received within Holding Time (excluding tests with immediate True 
HTs) 
Sample containers have legible labels. True 

Containers are not broken or leaking. True 

Sample collection date/times are provided. True 

Appropriate sample containers are used. True 

Sample bottles are completely filled. True 

Sample Preservation Verified. N/A 

There is sufficient vol. for all requested analyses, incl. any requested True 
MS/MSDs 
Containers requiring zero headspace have no headspace or bubble is N/A 
<6mm (1/4"). 
Multiphasic samples are not present. True 

Samples do not require splitting or compositing. True 

Residual Chlorine Checked. N/A 

TestAmerica Chicago 
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SUBURBAN LABORATORIES, Inc. 
S. SeleYle Ave., Sdie 150 Geneve, IliichoN 

TeL (708) 544-32E0 • Toll Free OM MIASS 
Fax (708)54:4-8587 
yamwauburtrentaba.com  

Juno 29, 2017 

John Karrow 
Environment, Inc. 
1752 West Armitage Court 

Addison, IL 60101 

TEL: (630) 627-0200 
FAX: (630) 627-0275 

RE: TAC-Past 

Dear John Karrow: 

Suburban Laboratories, Inc. received 4 sample(s) on 6/16,2017 for the analyses presented in the 
following report. 

All data for the associated quality control (QC) met EPA, method, or internal laboratory 
specifications except where noted In the case narrative. If you are comparing these results to 
external QC specifications or compliance limits and have any questions, please contact us. 

This final report of laboratory analysis consists of this cover letter, case narrative, analytical 
report, dates report, and any accompanying documentation including, but not limited to, chain of 
custody records, raw data, and lours of explanation or reliance. This report may not be 
reproduced, except in full, without the prior written approval of Suburban Laboratories, Inc, 

If you have any questions regarding these test results, please call me at (708) 544-3260. 

Sincerely, 

,-; 
• • 

.41 

Keith Sinon 
Project Manager 
708-544-3260 ext 212 
keith©suburbanlabs.com  

Mob Department of Public Health Maga% i/17685 

Created: 8129/2017 357:08 PM 

Illinois EPA #100225 WIrsearteln FID8:3911Ripny 7 



Suburban Laboratories, Inc. 
19,05. entre11; Ara., Saiim 1 $L1. Clomtva, 11. WIN POW 44.300 =Case Tirarrative 

Client: Environment, Inc. 
Project: T AC-East 

ViurItOrder: 1706C84 

Tent, erature of samples upon receipt at fill: 6 C 

Date: June 29, 2017 

PO #t 0710-17,0711-17 
QC Level: LEVEL 1 

Clain or Custody #: DO! 

General Comments: 
- All results reported in wet weight unless otherwise indicated. (dry = Dry Weight) 
- Sample results relate only to the analytes of interest tested and to sample as received by the laboratory. 
- Environmental compliance sample results meet the requirements of 35 LAC Part 186 unless otherwise indicated. 
- Waste water analysis follows the rules set forth in 40 CFR part 136 except where otherwise noted. 
- Accreditation by the State of Illinois is not an endorsement or a guarantee of the validity of data generated. 
- For more information about the laboratories' scope of accreditation, please contact us at (708) 544-3260 or the 
Agency at (217) 782-6455. 
- All radiological results are reported to the 95% confidence level. 

Abbreviations: 
- Reporting Limit: The concentration at which an analyte can be routinely detected on a day to day basis, and which 
also meets regulatory and client needs. 
- QuEmtitation Limit: The lowest concentration at which results can be accurately quantitated. 
- .1: The analyte was positively identified above our Method Detection Limit and is considered detectable and 
usable; however, the associated numerical value is the approximate concentration of the analyte in the sample. 
- ATC: Automatic Temperature Correction. - TNTC: Too Numerous To Count 
- TIC: Tentatively Identified Compound (GCMS library search identification, concentration estimated to nearest 
internal standard). 
- SS (Surrogate Standard): Quality control compound added to the sample by the lab. 

Method References: 
For a complete list of method references please contact us. 
- E: USEPA Reference methods 
- SW: USEPA, Test Methods for Evaluating Solid Waste (SW-846) 

M: Standard Methods for the Examination of Water and Wastewater 
- USP: Latest version of United States Pharmacopeia 

Workorder Specific Comments: 

Fqe 7 of-7 

Created: 8129/2017 5:57:07 PM 



Laboratory Resultsj Suburban Laboratories, Inc, 
1‘3,50S, aslavis , Suite 15, CkfICVM, !LAMM riaa) 344-3264 

Units 

Matrix: WASTEWATER 
Collection Date: 06/14/2017 4:00 PM 

Dilution 
Factor Date Analyzed Hatch ID Result 

Report 
Limit Qual. 

Meth** 8M-521021•Rev 2001 

2.0 mo/l. 

Method SM-20400-Rev 181)7 

184 

faM 0.20 

Dilution 
Oaten ID Result 

Report 
Limit Parameter 

Armtlyat: taw Iielfixt EPA-1164Ra A, 11729 OIL & GREASE (HEM) 

I 0t1122/2017 6:00 AM 4B016 ND 018. Grease 
fal.IMIUMpOlge. 

Client Sample ID: 0711-17 

Lab ID: 1706C84-004 Date Received: 06/16/2017 1250 PM 
Matrix: WASTEWATER 

Collection Date: 06/15/2017 10:10 AM 

Dilution 
Quill. Units Factor Dote Analyzed Batch ID 

Report 
Limit Result Parameter 

Midttdd EPA-246.1-Rev R3.0, 1 4 Anitot jadc MERCURY BY CAA 

rngIL 1 00128/2017 3:07 PM 40931  Marcu  NC: 1 

Client ID: Environment, Inc. 

Project Name: TAC-East 

Client Semple ID: 0710-17 

Lai). ID: 1706C84-00I 

Report Date: June 29,2017 

Workorder: 1706C84 

ROD, 5 DAY, 20'C 

Ellochanlicat Oxen Demand 

TOTAL SUSPENDED SOLIDS 

Rat1duc, Non-Fitterable 

Ci at Ample ID; 0710-17 

Lab ID: 1706C84-002 Date Received: 06/16/2017 12:50 pm 

00/20/2017 4:00 PM ROMS 

Matrix: WASTEWATER. 

Collection Date; 06/14/2017 400 PM 

—Am•rifolim r••••:imonygnmemr... 

Pap 3 al 
Created: 6/29)2017 3:57:08 PM 

Date Received: 06/16/2017 12:50 PM 

Anatol MLF 

I 0th2112017 8:53 AM 46900 

Army*: ES 

Hatch ID Reault 
Dilution 
Factor Data Analyzed 

Report 
Limit Qual. Units 

Antswitjra Method EPA-200.7•Rew 4.4,1904 

0.0083 0.005(1 

Date Received: 06/16/2017 12:50 PM 

Parameter 

UETM.SUY CP  

CI1Put plc ID: 0711-17 

Lab ID: 1706C84-003 

migt_ 88/214017 114 PM 45446 

Matrix: WASTEWATER 

Collection Date: 06/15/2017 10:10 AM 



Suburban Laboratories, Inc. 
19508. Boma Ave. Suite t50, Genova, IL 6034 (701) 544-3245 

LEREP DATES REP RT 

Environment, hIC. 
Project: TAC-Lest 

• 

Semple ID Collection Dile Betth IID Prep Method Prep Test Name 
- ,t12. .4-70VAISMI,A,n7.4,4•031trio, 

1708084-004A 8/1412017 4'06:00 P 4E000 at:s0_Pri 800 SETUP 
1706084-002A 45948 2002,_1CPWW AQUEOUS PREP TAR 

METALS: ICP 
1708C84-003A •015/2017 10:10:00 A 48015 FOG_PR FOG WATER PREP 
1700084-004A 45931 HGJA/PR MERCURY PREP for 

AQUEOUS 

Created: 6/29/2017 3:57:08 PM 

Report Date: Juno 29, 2017 
Lab Order: 1706094 

TM, Date Prep Date 

6/102017 
cuzonoil 

VON.WIMP 

'  AD 

W22/2017 
8/20017 



Suburban Laboratories, Inc, 
psoS SUItC 130. Oman, 11.60134 (7P8) 54 4-3260 

QC Summary far Total Suspended Solids 

CItent I nvirenuient Inc. Date: 6/29E2017 
Project: TA( ;Peg Work Order 1706C84 

Twat Na: TOT U8PNcED SOliDS Method: 28413D 

Sew Type; WU( Sample ID: MEI-Ranee Anatysis Date: drzorzair 4;00;00 PM 

Run Not MOS OCSocdito: 2177066 Balch la MOOG 

Analyte Remit MDL Units Wive Rest& %RPD RPDLImIt Quail 
Residue, Non-F*0b4* 0200 marl. 

Tut Kerne; TOTAL SUSPENDED SOLIDS Method: 26400 

Samp Type; DM 
Run No: 353011 

Analyte 
Residue, Non-Filtereble  

Sample ID: 170BC414412ADUP Analysis DOC 6/2012017 4:0000 Pm 
OeSsigNo: 2177070 Batch ID: RES306 

Reset MDL Unite Native Result %RPD RPOLlink Quid 
17.5 0.500 mg& 10.50 6,66 10 

Qualifiers: Velue cuiteds Maximum Contaminant Level 
C Vsluc is below Minimum, Concentration Limit 

Ilitimated, detected above quantMit ion reNte 
ii Holding times for prepatation or analysis =ceded 
N 'tentatively identified compounds 
P Printou 

PP() outside accepted reicovety Uinh 

T Annlyte detected in sample trip blank 

f'netranft• C3 rt nrwwv 1.F.7.all1211.11 

ND 

0 

V 

Analyte tictectcd in the associated Method Skink 
Anelyte net In SI.,1 scope of acerodidation 
Refer to ease narrative page for specific comments 
Analyte detected below mustnitat ion limit (QL) 
Not Detected at the Ropening Limit 
Aceredidation is not available from Wisconsin 
Spike Retevery outside accepted recovery limits 
EPA requires field analysis/filtration, Lab analysis 
would en considered peat hold time. 

Page S of 7 



Suburban Laboratories, Inc. Qualifier Definitions 
I95S OztavI/ Arc., &the 150, atatara, iL 60(94 CM) 5444260 WOO: 1706C84 

Dow: 6/29/2017 

Qualifiers: 
Value exceeds Maximum Contaminant Level 

13 Analyte detected in the associated Method Blank 
Value is below Minimum Concentration Limit 

Analyte not in SLI scope of accredidation 
Estimated, detected above quantitation range 

Cl Refer to case narrative page for specific comments 
Holding times for preparation or analysis exceeded 

Analyte detected below quantitation limit (QL) 

Tentatively identified compounds 

ND Not Detected at the Reporting Limit 

Present 

Accredidation is not available from Wisconsin 

RPD outside accepted recovery limits 
Spike Recovery outside accepted recovery limits 
Analyte detected in sample trip blank 

V EPA requires field analysis/filtration. Lab analysis would be considered past hold time, 

6 of 7 

Creeted: 8/2W2017 3:57:08 PM 
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if 
1950 S. Batavia Ave., Suite 150 Geneva, Ilinoia 60134 
TeL (708) 544-3260 • Toll Free (800) 783-LASS 
Fax (708) 544-8587 
vwent.suburbaniabs.com  

July 09, 2018 

John Karrow 
Environment, Inc. 
1752 West Armitage Court 
Addison, IL 60101 

Workorder: 1806M31 

SUBURBAN LABORATORIES Inc. 

TEL: (630) 627-0200 
FAX: (630) 627-0275 

RE: TAC-East 

Dear John Karrow: 

Suburban Laboratories, Inc. received 2 sample(s) on 6/29/2018 for the analyses presented in the 
following report. 

All data for the associated quality control (QC) met EPA, method, or internal laboratory 
specifications except where noted in the case narrative. If you are comparing these results to 
external QC specifications or compliance limits and have any questions, please contact us. 

This final  report of laboratory analysis consists of this cover letter, case narrative, analytical 
report, dates report, and any accompanying documentation including, but not limited to, chain of 
custody records, raw data, and letters of explanation or reliance. This report may not be 
reproduced, except in full, without the prior written approval of Suburban Laboratories, Inc. 

If you have any questions regarding these test results, please call me at (708) 544-3260. 

Sincerely, 

Keith Sinon 
Project Manager 
708-544-3260 ext 212 
keith@suburbanlabs.com  

Illinois Department of Public Health Accredited #17585 

Created: 71912018 5:01:28 PM 

Illinois EPA #100225 Wisconsin FlOtt:39112&9?5117 



VIIf Suburban Laboratories, Inc. 
e 1950 S. Batavia Ave., Suite 150, Geneva, IL 60134 (708)544-3260 

Case Narrative 

Client: Environment Inc. 
Project: TAC-East 

WorkOrder: 1806M31 

Temperature of samples upon receipt at SLI: 4 C 

Date: July 09, 2018 
PO #: 0605-18, 0606-18 

QC Level: LEVEL 1 
Chain of Custody #: 

General Comments: 
- All results reported in wet weight unless otherwise indicated. (dry = Dry Weight) 
- Sample results relate only to the analytes of interest tested and to sample as received by the laboratory. 
- Environmental compliance sample results meet the requirements of 35 IAC Part 186 unless otherwise indicated. 
- Waste water analysis follows the rules set forth in 40 CFR part 136 except where otherwise noted. 
- Accreditation by the State of Illinois is not an endorsement or a guarantee of the validity of data generated. 

For more information about the laboratories' scope of accreditation, please contact us at (708) 544-3260 or the 
Agency at (217) 782-6455. 
- All radiological results are reported to the 95% confidence level. 

Abbreviations: 
- Reporting Limit: The concentration at which an analyte can be routinely detected on a day to day basis, and 
which also meets regulatory and client needs. 
- Quantitation Limit: The lowest concentration at which results can be accurately quantitated. 
- J: The analyte was positively identified above our Method Detection Limit and is considered detectable and 
usable; however, the associated numerical value is the approximate concentration of the analyte in the sample. 
- ATC: Automatic Temperature Correction. - TNTC: Too Numerous To Count 
- TIC: Tentatively Identified Compound (GCMS library search identification, concentration estimated to nearest 
internal standard). 
- SS (Surrogate Standard): Quality control compound added to the sample by the lab. 

Method References: 
For a complete list of method references please contact us. 

E: USEPA Reference methods 
SW: USEPA, Test Methods for Evaluating Solid Waste (SW-846) 
M: Standard Methods for the Examination of Water and Wastewater 

- USP: Latest version of United States Pharmacopeia 

Workorder Specific Comments: 

BOD: 
Sample 1806M31-001A: H=Sample received past the holding time for this test. 

Page 2 of 7 
Created: 7/9/2018 5:01:30 PM 



Suburban Laboratories, Inc. 
1950 S. Batavia Ave., Suite 150, Geneva, IL 60134 (708) 544-3260 

Laboratory Results 

Client ID: Environment, Inc. 
Project Name: TAC-East 

Report Date: July 09, 2018 
Workorder: 1806M3I 

Client Sample ID: 0605-18 Matrix: WASTEWATER 
Lab ID: 1806M3I-001 Date Received: 06/29/2018 1:35 PM Collection Date: 06/27/2018 4:00 PM 

Parameter Result 
Report 
Limit Qua Units 

Dilution 
Factor Date Analyzed Batch ID 

METALS BY ICP Method: EPA-200.7-Rev 4.4,1904 Analyst 0.1 

Copper 0.0270 0.0050 mg/L 1 07/05/20184:42 PM 53258 

GOD, 5 DAY, 20°C Method: SM-5210B-Rev 2001 Analyst RH 

Biochemical Oxygen Demand 92.5 2.0 K mg/I.. 1 07/04/2018 2:28 PM 53222 

TOTAL SUSPENDED SOLIDS Method: 510-25400-Rev 1997 Analyst amo 

Residue, Non-Filterable 55.4 0.770 mg/L 1 07/02/20184:00 PM R97741 

Client Sample ID: 0606-18 Matrix: WASTEWATER 
Lab ID: 1806M31-002 Date Received: 06/29/2018 1:35 PM Collection Date: 06/28/2018 1:10 PM 

Report Dilution 
Parameter Result Limit QuaL Units Factor Date Analyzed Batch ID 

OIL & GREASE (HEM) Method: EPA-1694-Rev A. 1999 Analyst LT 

O & Grease 16.5 1.54 mg/I.. 1 07/06/2018 2:44 PM 53292 

MERCURY BY CVAA Method: EPA-245.1-Rev R3.0, 1994 Analyst: dsm 

Mercury ND 0.0001 mg/L 1 07/05/2018 9:59 AM 53244 

Page 3 of 7 
Created: 7/9/2018 5:01:30 PM 



Suburban Laboratories, Inc. 
1950 S. Batavia Ave., Suite 150, Geneva, 1.1. 60134 (708) 544-3260 

I PREP DATES REPORT 

Client: Environment, Inc. Report Date: July 09, 2018 
Project: TAC-East Lab Order: 1806M31 

Sample ID Collection Date Batch ID Prep Method 

1806M31-001A 6/27/2018 4:00:00 P 53222 BOD_PR 
1806M31-001B 53258 200.2 JCPWW 

1806M31-002A 6/28/2018 1:10:00 P 53292 FOG_PR 
1806M31-002B 53244 HG VVPR 

Prep Test Name 

BOD SETUP 
AQUEOUS PREP T/R 
METALS: ICP 
FOG WATER PREP 
MERCURY PREP for 
AQUEOUS 

TCLP Date Prep Date 

6/29/2018 
7/2/2018 

7/5/2018 
712/2018 

Created: 7/9/2018 5:01:31 PM 
Page 4 of 7 



VW" / Suburban Laboratories, Inc. 
1950 S. Batavia Ave,, Suite 150, Geneva, IL 60134 (709)544-3260 

Client: Environment, Inc. 
Project: TAC-East 

QC Summary for Total Suspended Solids 

Date: 7/9/2018 
Work Order: 1806M31 

Test Name: TOTAL SUSPENDED SOLIDS Method: 2540D 

Samp Type: MBLK Sample ID: MB-R97741 Analysis Date: 7/2/2018 4:00:00 PM 

Run No: 97741 QCSeqNo: 2560089 Batch ID: R97741 

Analyte Result MDL unks Native Result %RPD RPDLImIt Qual 

Residue, Non-Filterable ND 0.200 mg/L 

-- 

Test Name: TOTAL SUSPENDED SOLIDS Method: 2540D 

Samp Type: DUP Sample ID: 1807015-002ADUP Analysis Date: 7/2/2018 4:00:00 PM 

Run No: 97741 QCSeqNo: 2560091 Batch ID: R97741 

Analyte Result MDL Units Native Result %RPD RPDLImit Qual 

Residue, Non-Filterable 27.4 0.322 mg/L 25.44 7.32 10 

Value exceeds Maximum Contaminant Level 

Value is below Minimum Concentration Limit 

Estimated, detected above quantitation range 

Holding times for preparation or analysis exceeded 

Tentatively identified compounds 

Present 

RPD outside accepted recovery limits 

Analyte detected in sample trip blank 

7/0P1114 C.111,21 

Analyte detected in the associated Method Blank 

Analyte not in Sit scope of accreditation 

Refer to case narrative page for specific comments 

Analyte detected below quantitation limit (QI.) 

ND Not Detected at the Reporting Limit 

Accreditation is not available from Wisconsin 

Spike Recovery outside accepted recovery limits 

EPA requires field analysis/filtration. Lab analysis 
would be considered past hold time. 

Qualifiers: 
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Lir Suburban Laboratories, Inc. 
1950 S. Batavia Ave., Suite 150, Geneva, IL 60134 (708) 544-3260 

Qualifier Definitions 
WOO: 1806M31 

Date: 7/9/2018 

Qualifiers: 

*Ix Value exceeds Maximum ContaminAnt Level 

Analyte detected in the associated Method Blank 

Value is below Minimum Concentration Limit 

Analyte not in SLI scope of accreditation 

Estimated, detected above quantitation range 

Refer to case narrative page for specific comments 

Holding times for preparation or analysis exceeded 

Analyte detected below quantitation limit (QL) 

Tentatively identified compounds 

ND Not Detected at the Reporting Limit 

Present 

Accreditation is not available from Wisconsin 

RPD outside accepted recovery limits 

Spike Recovery outside accepted recovery limits 

Analyte detected in sample trip blank 
V EPA requires field analysis/filtration. Lab analysis would be considered past hold time. 

Page 6 of 7 
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EHS Manager 

T +1 219.391.4647 
CarlmuehlmanCggrace.com  

W. R. Grace & Co.-Conn. 
5215 Kennedy Ave. 

East Chicago, IN 463212 

July 19,2018 

Ms. Niche Geros 
Pretreatment Coordinator 
East Chicago Sanitary District 
5201 Indianapolis Blvd. 
East Chicago, IN 46312 

Re: Discharge to ECSD from GRACE Davison (Permit No. 401) 

Dear Ms. Geros: 

Monday evening our shift supervisor contacted your waste water operator for approval to 
discharge our industrial wastewater into the sanitary sewer. 

Below you will find the dates, times and volumes of process wastewater that was discharged to 
your facility. 

Between 5:00 PM, on Monday July 9th  and 2:00 AM, on Thursday July 12th, 800,000 gallons of 
process wastewater were discharged to the East Chicago Sanitary District. 

Sincerely, 

Ca ?nal, 
Carl Muehlman REM 
EHS Manager 
Grace Davison 
East Chicago IN 
219-391-4647 



#514 National Processing Company 
Self-Monitoring Reports 2017 - 2018 



June 21, 2017 

W.1 I f3-1  E) 
.3 

Lai 

NATIONAL PROCESSING COMPANY 
Division of National Material L. P. 

4506 West Cline Avenue • P.O. Box 29 
East Chicago, Indiana 46312-0029 

Phone: 219-397-5088 • 773-374-2627 
Fax: 219-397-5720 • 773-374-9337 

800-331-8857 

Ms. Nickie Geros 
East Chicago Sanitary District 
5201 Indianapolis Boulevard 
East Chicago, IN 46312 

Re: Industrial Wastewater Discharge Permit - Outfall No. 514 
National Processing Company 
4506 West Cline Avenue 
East Chicago, Indiana 46312 
Sample Collection Date: 06/13117 

Dear Ms. Geros: 

Attached please find laboratory analytical results for wastewater sampling performed at the National Processing 
Company facility located at 4506 West Cline Avenue, East Chicago, Indiana. Samples were collected on June 
13, 2017 at Outfall No. 514 and analyzed for the 40 CFR 420.95 Categorical Effluent Limitations of Lead and 
Zinc as required by the facility's Industrial Wastewater Discharge Permit. 

Calculations for milligrams of Lead and Zinc per pound of steel processed were completed using a 
representative incoming water volume for the month of May and pounds of steel processed during the sampling 
event, both provided by the facility. 

Calculations show the analytical result for Lead (<0.005 mg/L, using 0.005 mg/L for calculations) resulted in an 
effluent level of 0.00000141568 lbs Pb/1,000 lbs of steel product. This Is in compliance with the regulated limit of 
0.000526 lbs Pb/1,000 lbs of steel product. 

Calculations show the analytical result for Zinc (<0.010 mg/L, using 0.010 mg/L for calculations) resulted in an 
effluent level of 0.00000283135 lbs Zn/1,000 lbs of steel product. This is in compliance with the regulated limit of 
0.000701 lbs Zn/1,000 lbs of steel product 

As required by CFR 403.6(a)(2)(ii), the following Certification Statement is provided: 
I certify under penalty of law that this document and all attachments were prepared under my direction or 
supervision in accordance with a system designed to assure that qualified personnel properly gather and 
evaluate the information submitted. Based on my inquiry of the person or persons who manage the system, or 
those persons directly responsible for gathering the information, the information submitted is, to the best of my 
knowledge and belief, true, accurate, and complete. I am aware that there are significant penalties for submitting 
false information, including the possibility of fine and imprisonment for knowing violations. 

Should you have any questions, please contact me at 219-397-5088. 

Sincerely, 

NATIONAL PROCESSING COMPANY 

Scott McDonald 
Vice President, Operations 

Attachments 

Plant II Plant III 
Main Plant Pickle Plant 

4506 West Cline Avenue 4502 West Cline Avenue 
East Chicago, Indiana 46312-0029 East Chicago, Indiana 46312-0029 



NATIONAL PROCESSING 
4506 West Cline Avenue, East Chicago IN 46312 
East Chicago Sanitary District Industrial Wastewater Discharge Permit (Issued August 9, 2011) 
Outfall No. 514 Semi-Annual Wastewater Sampling 06/12/17 to 06/13/17 
40 CFR Part 420 Subpart 1(40 CFR 420.95) Categorical Limitations Data and Calculations 

Categorical Effluent Limitations 
Zinc = 0.000701 lbs Zinc/1,000 lbs steel processed 
Lead = 0.000526 lbs Lead/1,000 lbs steel processed 

DATA: 

1 lb = 454 grams 
1 gal = 3.7854 liters 
Pickling line incoming water volume: May water bill volume obtained from Matt Eich NPC = 1,534,479 gallons 
22 May work days (Matt Eich NPC) 
1,534,479 gallons/22 work days = 69,749 gallons/work day 
Projected flow during 24 hour sampling period: 
69,749 gallons/day = 264,027 liters/day 
Lbs Steel processed during 24 hour sampling period = 2,054,000 lbs (Process data from Matt Eich NPC) 

Pb analytical result = <0.005 mg/L (non detect) 
Zn analytical result = <0.010 mg/L (non detect) 
(Used 0.005 mg/L Pb and 0.010 mg/L Zn for the following calculations) 

CALCULATIONS: 

Calculation for pounds of Lead per 1,000 pounds of steel processed 
0,005 mg  * 264,027 liters = 1,320.140183 mg Pb 

liter 

1,321 mg Pb *  grams  ' lb = 0.00290779776 lbs Pb 
1000 mg 454 grams 

2,054,000 lbs steel 2,054 1000 lbs steel 
1000 

0.00290779776 lbs Pb = 0.00000141568 lbs Pb/1000 lbs steel processed 
2,054 1000 lbs steel 

Below permit limit of 0.000526 lbs Pb/1000 lbs steel processed 

Calculation for pounds of Zinc per 1,000 pounds of steel processed 
0.010 mg Zn * 264,027 liters = 2,640.280367 mg Zn 

liter 

2,641 mg Zn *grams * lb = 0.00581559552 lbs Zn 
1000 mg 454 grams 

2,054.000 lbs steel 2,054 1000 lbs steel 
1000 

0.00581559552 lbs Zn 0.00000283135 lbs Zn/1000 lbs steel processed 
2,054 1000 lbs steel 

Below permit limit of 0.000701 lbs Zn/1000 lbs steel processed 



First 
Environmental 
Laboratories, Inc. IL ELAP / NELAC Accreditation #  100292 
1600 Shore Road • NaperviIle, Illinois 60563 • Phone (630) 778-1200 • Fax (630) 778-1233 

June 14, 2017 

Mr. LP, Halama 
MOSTARDI-PLATT ENVIRONMENTAL 
888 Industrial Drive 
Elmhurst, IL 60126 

Project ID: National Processing #M176004 
First Environmental File JD: 17-3063 
Date Received: June 13, 2017 

Dear Mr. J.P. Halama: 

The above referenced project was analyzed as directed on the enclosed chain of custody record. 

All Quality Control criteria as outlined in the methods and current IL ELAWNELAP have been met 
unless otherwise noted. QA/QC documentation and raw data will remain on file for future 
reference. Our accreditation number is 100292 and our current certificate is number 004108: 
effective 03/24/2017 through 02/28/2018. 

I thank you for the opportunity to be of service to you and look forward to working with you again in 
the future. Should you have any questions regarding any of the enclosed analytical data or need 
additional information, please contact me at (630) 778-1200, 

Sincerely, 

tzV.4t1Ste&ze, < • 

Bill Mottashed 
Project Manager 

Pagt I of 4 



First 
Environmental 
Laboratories, Inc. IL ELAP / NELAC Accreditation # 100292 . _ _ 
1600 Shore Road Naperville, Illinois 60563 Phone (630) 7784200 Fax (630) 778-1233 

Case Narrative 

MOSTARDI-PLATT ENVIRONMENTAL Lab File ID: 17-3063 

Project ID: National Processing #M176004 Date Received: Jane 13, 2017 

All quality control criteria, as outlined in the methods, have been met except as noted below or on the 
following analytical report. 

The results in this report apply to the samples in the following table: 

Laboratory 
Sample ID Client Sample Identifier Date/Time Collected 

. 17-3063-001 Waste Water Discharge 6/13/2017 12:00 

Sample Batch Comments: 

Sample acceptance criteria were met. 



First 
Environmental 
Laboratories, Inc. IL ELAP / NELAC Accreditation # 100292 

-16-00 Shore Road 'Naperville, illisnr:;is 60563 • Phone (630) 778-1200 • Fax (630) 778-1133 

Case Narrative 

MOSTARDI-PLAIT ENVIRONMENTAL Lab File ID: 17-3063 

Project ID: National Processing #M176004 Date Received: June 13, 2017 

MI quality control criteria, as outlined in the methods, have been met except as noted below or on the 
following analytical report. 

The following is a definition of flags that may be used in this report: 

Pig Destriptlon 'Flag' DeseilitiOi —.. _.,-..— . — .... ... ....• - .... — 
A Method holding time is 15 minutes from collection, Lab analysis was performed as soon as possible. 

Analyte was found in the method blank. 13 LCS recovery outside control limits. 
Analyte not detected at or above the reporting limit. INA MS recovery outside control limits; LCS acceptabl 

Sample received in an improper container for this test. Chemical preservation pH adjusted in lab. 

Surrogates diluted out; recovery not available. 
Estimated result; concentration exceeds calibration range. 

Result was determined by a GC/IvlS database search. 
Analysis was subcontracted to another laboratoty. 

1.3 Surrogate recovery outside r.ontrnt limits Result is lass than thtao times the MDL value, 

Analysis or extraction holding time exceeded. 
Estimated result; concentration is less than routine RI. but 
greater than MDL. 

Reporting limit elevated due to sample matrix. 
Analyte is not part of our NELAC accreditation or 
accreditation may not be available for this parameter. 

Routine Reporting Limit (Lowest amount that can be 
RL detected when routine weights/volumes are used without 

di lution ,) 

Analyte was not detected using a library search routine; 
ND No calibration standard was analyzed. 



First 
Environmental 
Laboratories, Inc. IL LAP NELAC Accreditation # 100292 . -..,... . 
1600 Shore Road . Naperville, Illinois 60563 ' Phone (630) 778-1200 . Fax (630) 778-1233 

Analytical Report 

Client: MOSTARDI-PLATT ENVIRONMENTAL Date Collected: 06/13/17 
Project ID: National Processing #M176004 Time Collected: 12:00 
Sample ID: Waste Water Discharge Date Received: 06/13/17 
Sample No: 17-3063-001 Date Reported: 06/14/17 

Analyte Result Units Pligs 

Total Metals Waned: 6010C Preparation Method 3010A 
Analysis Date: 06/14/17 Preparation Date: 06/14/17 

Lead < 0.005 0,005 mg/L 
Zinc < 0.010 0.01 mg/L 

Page 4 of 4 



CHAIN OF CUSTODY RECORD 
Mei or _11- Pas 

Qt:  

Phone: e-mail: 

Zip: 

-4V-1 Kirq Environmental 
Laboratories, Inc. 

First Environmental Laboratories 
1600 Shore Road, Suite D 
Naperville, flhinoi 60563 
Phone: (630) 7784200 • Fax: (630) 778-1233 
Fentail: firstinfo@firstenv.com  
EPA. Certification #100292 

Project 1.D.: i\k6opcik 1-cic(...ss. 
P.O. Atran_41/0 

Matrix Codes: S = Soil W = Water 0 -7.- Other 
Date/Thee Taken Sample Description Matrix Comments Lab ID. 

713 12-00 vJeAStacce( 11.  - S ( NIV- NA! i 9) - 2063-0ot 

1 
- 

-I 

, 
_ 

- 
- 

- 
_ 

. - , 
_ 

FOR LAB USE ONLY: 

Sample Refrigerated: Yes No Prograrn: D TACO 0 GCE) D D NPDES 0 LUST 
Refrigerator Temperature:  2C 
5035 Vials Frozen: Yes_ NO_ 
Freezer Temperature: 2C 

Notes and Special Instructions - 

Received By: Date(Time 

Received By:   DateiTime 

Relinquished 

Relinquished 

Rey. 8/15 

i1 /441;461reli p (It 
r e Addona: i144,  

Send Report To: 
Sampled By: 

Company Name: 

Cooler Temperature: o_1-62C Yes to. 
Received within 6 firs. of colleclion:  
Ice Present Yes_ No_ 



East Chicago Sanitary District 
5201 Indianapolis Blvd. 
East Chicago, 1-  1 z: 5312 
(219) 391-8<56 

Industrial #514 CA 111417 

Data: 

1 lb — 454 grams 
1 gal = 3.7854 liters 
Pickling line incoming water volume: Aug. water volume obtained from Nick Savich 
NPC = 1,638,943 
24 Work Days 
1,638,943/24 work days = 68,289 gallons/work day 
Projected flow during 24 hr sampling period: 
68,289 gallons/day = 258,501 liters/day 
Lbs Steel processed during 24 hour sampling period = 2,416,666 lbs steel 

Zn analytical result = 0.034 mg/L 

Calculations: 

Calculation for pounds of Zinc per 1,000 pounds of steel processed 
0.034mg Zn/liter * 258,501 liters = 8,789 mg Zn 

8,789 mg Zn/1,000 mg * lb/454 grams = 0.0193590308 lbs Zn 

2,416,666 lbs steel/1,000 = 2,416 1,000 lbs steel 

0.0193590308 lbs Zn/ 2,416 1,000 steel = 0.00000378141 lbs Zn/1,000 lbs steel 
processed 

Below permit limit of 0.000701 lbs Zn/1,000 lbs steel processed 



July 16,2018 

NATIONAL PROCESSING COMPANY 
Division of National Material L P. 

4506 West Cline Avenue • P.O. Box 29 
East Chicago, Indiana 46312-0029 

Phone: 219-397-5086 • 773-374-2627 
Fax: 219-397-5720 • 773-374-9337 

800-331-8857 

Ms. Nickie Geros 
East Chicago Sanitary District 
5201 Indianapolis •Boulevard 
East Chicago, IN 46312 

Re: industrial Wastewater Discharge Permit - Outfall No. 614 
National Processing Company 
4505 West Cline Avenue 
East Chicago, Indiana 46312 
Sample Collection Date: 06/19/18 

Dear Ms. Geros: 

Attached please find laboratory analytical results for wastewater sampling performed at the National Processing 
Company facility located at 4506 West Cline Avenue, East Chicago, Indiana. Samples were collected on June 
19, 2018 at Outfall No. 514 and analyzed for the 40 CFR 420.95 Categorical Effluent Limitations for Lead and 
Zinc as required by the facility's Industrial Wastewater Discharge Permit. 

Calculations for milligrams of Lead and Zinc per pound of steel processed were completed using the incoming 
water volume for the month of June and pounds of steel processed during the sampling event. 

Calculations show the analytical result for Lead (<0.005 mg/L, using 0.005 mg/L for calculations) resulted in a 
load rate of 0.00000147372 lbs Pb/1,000 lbs of steel product. This is in compliance with the regulated limit of 
0.000526 lbs Pb/1,000 lbs of steel product. 

Calculations show the analytical result for Zinc (<0.010 mg/L, using 0.010 mg/L for calculations) resulted in a load 
rate of 0.00000294744 lbs Zn/1 ,000 lbs of steel product. This is in compliance with the regulated limit of 0.000701 lbs 
Zn/1,000 lbs of steel product. 

As required by CFR 403.6(a)(2)(ii), the following Certification Statement is provided: 
I certify under penalty of law that this document and all attachments were prepared under my direction or 
supervision in accordance with a system designed to assure that qualified personnel properly gather and 
evaluate the information submitted. Based on my inquiry of the person or persons who manage the system, or 
those persons directly responsible for gathering the information, the information submitted is, to the best of my 
knowledge and belief, true, accurate, and complete. I am aware that there are significant penalties for submitting 
false information, including the possibility of fine and imprisonment for knowing violations. 

Should you have any questions, please contact me at 219-397-5088. 

Sincerely, 

NATIONAL PROCESSING COMPANY 

Matt Eich 
Plant Manager 

Attachments 

Plant II 
Main Plant 

4506 West Cline Avenue 
East Chicago, Indiana 46312-0029 

Plant III 
Pickle Plant 

4502 West Cline Avenue 
East Chicago, Indiana 46312-0029 



NATIONAL PROCESS!NC; 

4506 West Cline Avenue, East Chicago ,N 46312 
East Chicago Sanitary District Industrial Wastewater Discharge Permit (Issued August 9, 2031) 
GutfaII No. 514 Semi-Annual Wastewater Sampling 06/18/18 to 06/19/18 

40 CFR Part 420 Subpart I (40 CFR 420.95) Categorical Limitations Data and Calculations 

Categorical Effluent Limitations 

Zinc = 0.000701 lbs Zinc/1,000 lbs steel processed 
Lead = 0.000526 lbs Lea d/1,000 lbs steel processed 

DATA: 

1 lb = 454 grams 

1 gal = 3.7854 liters 
Pickling line incoming water volume: June water bill volume obtained from Matt Eich NPC = 1,953,015 gallons 

24 June work days 

1,953,015 gallons/24 work days = 81,376 gallons/work day 
Projected flow during 24 hour sampling period: 

81,376 gallons/day = 308,039 liters/day 
Lbs Steel processed during 24 hour sampling period = 2,302,000 lbs 

Pb analytical result = <0.005 mg/L (non detect) 
Zn analytical result = <0.010 mg/L (non detect) 
(Used 0.005 mg/L Pb and 0.010 mg/L Zn for the following calculation) 

CALCULATIONS: 

Calculation for pounds of Lead per 1,000 pounds of steel processed 

0.005 mg Pb * 308,039 liters = 1,540.196454 mg Pb 
liter 

1,541 mg Pb *  grams * lb = 0.00339250320 lbs Pb 

1000 mg 454 grams 

2..302,000 lbs steel 2,302 1000 lbs steel 

1000 

0.00339250320 lbs Pb = 0.00000147372 lbs Pb/1000 lbs steel processed 

2,302 1000 lbs steel 

Below permit limit of 0.000526 lbs Pb/1000 lbs steel processed 

Calculation for pounds of Zinc per 1,000 pounds of steel processed 

0.010 mg Zn * 308,039 liters = 3,080.392909 mg Zn 

liter 

3,081 mg Zn *  grams * = 0.00678500641 lbs Zn 

1000 mg 454 grams 

2302,000 lbs steel 2,302 1000 lbs steel 

1000 

0.00678500641 lbs Zn = 0.00000294744 lbs Zn/1000 lbs steel processed 

2,302 1000 lbs steel 

Below permit limit of 0.000701 lbs zn/io00 lbs steel processed 



First 
Environmental 
Laboratories, Inc. LL ELAP / NELAC Accreditation # 100292 
1600 Shore Road • Naperville, Illinois 60563 • Phone (630) 778-1200 • Fax (630) 778-1233 

June 20, 2018 

Ms. Rosanne Linden 
MOSTARDI-PLATT ENVIRONMENTAL 
888 Industrial Drive 
Elmhurst, IL 60126 

Project ID: Nat'l Processing #M186066 
First Environmental File ID: 18-3413 
Date Received: June 19, 2018 

Dear Ms. Rosanne Linden: 

The above referenced project was analyzed as directed on the enclosed chain of custody record. 

All Quality Control criteria as outlined in the methods and current IL ELAP/NELAP have been met 
unless otherwise noted. QA/QC documentation and raw data will remain on file for future 
reference. Our accreditation number is 100292 and our current certificate is number 004324: 
effective 02/27/2018 through 02/28/2019. 

I thank you for the opportunity to be of service to you and look forward to working with you again in 
the future. Should you have any questions regarding any of the enclosed analytical data or need 
additional information, please contact me at (630) 778-1200. 

Sincerely, 

Bill Mottashed 
Project Manager 

pgv  I of 4 



First 
- Environmental 

Laboratories, Inc. IL ELAP I NELAC Accreditation # 100292 
1600 Shore Road . Naperville, Minois 60563 . Phone (630) 778-1200 . Fax (630) 778-1233 

Case Narrative 

MOSTARDI-PLATT ENVIRONMENTAL Lab File ID: 18-3413 

Project ID: Nat'l Processing #M186066 Date Received: June 19, 2018 

All quality control criteria, as outlined in the methods, have been met except as noted below or on the 
following analytical report. 

The results in this report apply to the samples in the following table: 

Laboratory I 
Sum& ID I Client Sample Identifier 

1E,-3413-001 Outside Effluent  

Date/Time Collected I 

6/19/2018 12:00 I 

Sample Batch Comments: 

Sample acceptance criteria were met. 



First 
Environmental 
Laboratories, Inc. IL ELAP / NELAC Accreditation # 100292 

.......0•01111111  1600 Shore Road . Naperville, Illinois 60563 Phone (630) 778-1200 . Fax (630) 778-1233 

Case Narrative 

MOSTARDI-PLATT ENVIRONMENTAL Lab File ID: 18-3413 

Project ID: Nat'l Processing #M186066 Date Received: June 19, 2018 

All quality control criteria, as outlined in the methods, have been met except as noted below or on the 
following analytical report. 

The following is a definition of flags that may be used in this report: 

Description Nati 
4 • _ . 

A Method holding thus is 15 minutes from collection, Lab analysis 

Description 

was performed as soon as possible. 

B Analyte was fOundiiiihe method blank. 1 L LCS recovery outside contra! limits. 
. . 

< i  Analyze not detected at or above the reporting limit. M MS recovery outside control limits; LCS acceptable 

C I Sample received in an improper container for this test. P Chemical preservation pH adjusted in lab. 
1  

D Surrogates diluted out; recovery not available. 
i — — 

Q Result was determined by a GC/MS database search. 

E Estimated result; concentration exceeds calibration range. S Analysis was subcontracted to another laboratory.  

Surrogate recovery outside control limit's. T Result is less than three times the MDL value. . _ 
-heiding Analysis or extraction time exceeded. 

_ .. 
W Reporting limit elevated due to sample matrix. 

Estimated result; concentration is less than routine RL but 
greater than MDL. 

N Analyte is not part of our NELAC accreditation or 
accreditation may not be available for this parameter. 

Routine Reporting Limit (Lowest amount that can be Analyte was not detected using a library search routine; 
itt, . detected when routine weights/volumes are used without ND No calibration standard was analyzed. 

. dilution.) 



- First 
Environmental 
Laboratories, Inc. IL ELAP / NELAC Accreditation # 100292 

1600 Shore Road • Naperville, Illinois 60563 • Phone (630) 778-1200 • Fax (630) 778 1233 

Client: 
Project ID: 
Sample ID: 
Sample No: 

Analytical Report 
MOSTARDI-PLATT ENVIRONMENTAL 
Nat'l Processing #M186066 
Outside Effluent 
18-3413-001  

Date Collected : 06/19/18 
Time Collected: 12:00 
Date Received: 06/19/18 
Date Reported: 06/20/18 

Analyte 

Total Metals
Analysis Date: 06/20/18 
Lead 
Zinc 

  

Remit. }CIL, Units Fins 

Method: 6010C 

< 0.005 
< 0,010 

Preparation Method 3010A 
Preparation Date: 06/20/18 

0.005 rng/L 
0.01 mg/L 

Page 4 of 4 



First 
Environmental 
Laboratories, Inc. 

First Environmental Laboratories 
1600 Shore Road, Suite D 
Naperville, Dlistrols 60563 
Mae: (630) 778-1200 • Pax: (630) 778-1233 

iirstinfo@firstenv..com WWW.firste v.co 

1RPA Certification #1007.92 

Relinquished 8 

Relinquished  

Rev. 5117 

t 3_11  Received By: 
Received By: Dateflime  

e  Date/Time 

Date/Time  

OF CUSTODY RECORD 
Pa5j oL  

Company Name: adarci/  
Street Address: S. tall SfrTd4 t  
City: E IA/ 4w ti:S4 State: L zip: (0 056-3  
Phoue:C31113-  21 I e-mail: j  ka,U YIA 612)e-PIrmitt-e-rd rift p -wit; cgs  
Send Report To: Rnse.:.  4.oe  C.,\Ack f  
Sampled By: E-IciketmtA 

Pmject I .; ) 

+0 

.f. 

P.O. t iit 8 606k 

Matrix Codes: s = Soil W= Water 0 = Other 
Date/Thin Taken Sample Description Matrix Comments La U) 

(1,11 ei 1270  aftS. Ict-e WIG( 

1.1  11111M  

- .7-Dat 

11  
MIN 

L 

FO N LAB USE ONLY: 

Cooler Temperature: 0.1-6°C Yes_ No.. Sample Refrigerated: Yes_ No Program: 0 TACO/SRP OCCDD ONFDES OLUST OSDWA 
Received within 6 hrs. of collection: Refrigerator Temperature: °C 
lee Present Yes No 5035 Vials Frozen: Yes_ No_ 

Freezer Temperature: °C 

Notes and Special instructions.  



East Chicago Sanitary District 
5201 Indianapolis Blvd. 
East Chicago, In 46312 
(219) 391-8466 

Industrial #514 CATEG 080918 

Data: 

1 lb — 454 grams 
1 gal = 3.7854 liters 
Pickling line incoming water volume: Aug. water volume obtained from Nick Savich 
NPC = 1,463,836 
25 Work Days 
1,463,836/25 work days = 58,553 gallons/work day 
Projected flow during 24 hr sampling period: 
58,553 gallons/day = 221,648 liters/day 
Lbs Steel processed during 24 hour sampling period = 1,920,000 lbs steel 

Zn analytical result = 0.030 mg/L 

Calculations: 

Calculation for pounds of Zinc per 1,000 pounds of steel processed 
0.030mg Zn/liter * 221,648 liters = 6,649 mg Zn 

6,649 mg Zn/1,000 mg * lb/454 grams = 0.013215859 lbs Zn 

1,920,000 lbs steel/1,000 = 1,920 1,000 lbs steel 

0.013215859 lbs Zn/ 1,920 1,000 steel = 0.0000068833 lbs Zn/1,000 lbs steel processed 

Below permit limit of 0.000701 lbs Zn/1,000 lbs steel processed 



#521 Lakeshore Railcar Services, LLC 
Self-Monitoring Reports 2017 — 2018 



Lakeshore Railcar 
Services 

January 25, 2017 

Nickie Geros 
East Chicago Sanitary District 
5200 Indianapolis Blvd. 
East Chicago, IN 46312-3838 

Re: Industrial Pretreatment Report dated 11/15/16 

Nickie I have completed all the required updates to your inspection report. I have attached all the associated 
records. 
If you have any other questions or concerns please feel free to contact me 

I certify under penalty of law that this referenced document and all attachments were prepared in 
accordance with a system designed to assure that qualified personnel properly gather and evaluate the 
information submitted. Based on my inquiry of the person or persons who manage the system, or those 
persons directly responsible for gathering the information, the information submitted is, to the best of my 
knowledge and belief, true, accurate and complete. I am aware that there are significant penalties for 
knowingly submitting false information, including the possibility of fine and imprisonment for knowing 
violations. 

Mike/0161 
Genera Manager 

0?5- aW7 
Date 

1150 East 145Th Street • East Chicago, IN 46312 « (219) 392-8100 • Fax (219) 392-8110 



ATTACHMENT D 

Annual SIU Summary Reports 



#312 Electric Coatings 
Annual Compliance Summaries 2015 - 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Cl- vie 

Local Limits  

Costb Technologies Jan 01, 2015 to Dec 31,  2015 
arm 

   

Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation'? 

Field pH pH 5 < and < 10 Daily Min & Max 14 0 
0 0 0 Arsenic mg/L 0.5000 0.6000 Daily Max 18 0 

Cadmium mg/L 0.1100 0.1320 Daily Max 6 0 0 0 0 

Copper mq/L 0.1700 0.2040 Daily Max 6 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 18 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 4 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 18 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 6 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 17 0 0 0 0 

Zinc mg/L 2.6100 3.1320 Daily Max 19 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 5 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 5 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 18 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 6 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 18 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 18 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 5 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 18 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 21 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 18 0 0 0 0 

Residual Chlorine 
MINIERNIMEMIEW 

mg/L 0.4000 0.4800 Daily Max 5 0 0 0 0 
egr.V.WW11/0 

Site Specific Limits 
Chloroform* ma/L 2.1300 2.5560 Daily Max 
Napthalene" mg/L 2.1300 2.5560 Daily Max 

Methylene Chloride* mg/L 2.1300 2.5560 Daily Max 

*Does not include any monthly average violations 

Total Local Violations: 
Total Categorical Violations: 
Total TRC Violations: 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
fl - Electric Cofttirtf.,, Technololes Jan 01, 2016 to Dec 31, 2016 

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and <10 
0.6000 

Da I Min & Max 
Daily Max 

11 
0 0 0 0 Arsenic mg/L 0.5000 11 

Cadmium mq/L 0.1100 0.1320 Daily Max 5 0 0 0 0 , 
Copper mq/L 0.1700 0.2040 Daily Max 5 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 13 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 3 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 13 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 5 0 0 0 0 . 
Thallium mg/L 4.3000 5.1600 Daily Max 11 0 0 0 0 

Zinc mg/L 2.6100 3.1320 Daily Max 13 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 2 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 3 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 11 0 . 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 3 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 11 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 11 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 13 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 10 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 11 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 8 0 0 0 

Site Specific Limits 
Chloroform* ma/L 2.1300 2.5560 Daily Max 0 0 0 

Napthalene* mg/L 2.1300 2.5560 Daily Max 0 0 0 0 

Methylene Chloride* mg/L 2.1300 2.5560 Daily Max 1 0 0 0 0 

*Does not include any monthly avera • e violations 
MOMIIMMEW 

 

Total Local Violations: 
Total Categorical Violations: 
Total TRC Violations: 
Total Chronic Violations: 

  



Total Categorical Violations: 
Total TRC Violations: 
Total Chronic Violations: 1

Total Local Violations: 

*Does not include any monthly average violations 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
outfail 112._ Flem,ip enetinis Tpehnninale Jan 01, 2017 to Dec 31, 2017 

Parameter Units Limit TRC Limit Limit T •e # of Sam • lea # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation?! 

Field H •H 5< and <10 Dail Min & Max 12 0 
Arsenic mg/L 0.5000 0.6000 Daily Max 11 0 0 0 

Cadmium mg/L 0.1100 0.1320 Daily Max 8 0 0 0 0 . 
Copper mg/L 0.1700 0.2040 Daily Max 8 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 14 0 0 0 0 . 
Molybdenum mg/L 0.2000 0.24000 Daily Max 5 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 14 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 8 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 11 0 0 0 0 

Zinc mg/L 2.6100 3.1320 Daily Max 14 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 5 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 5 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 11 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 5 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 11 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 11 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 4 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 14 0 0 0 0 , 
Available Cyanide mq/L 0.0030 0.0036 Daily Max 12 2 2 0 0 . 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 11 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 11 

Site Specific Limits 
Chloroform* ma/L 2.1300 2 5560 Daily Max 2 0 0 0 0 

Napthalene* mg/L 2.1300 2.5560 Daily Max 2 0 0 0 

Methylene Chloride* mg/L 2.1300 2.5560 Daily Max 2 0 0 0 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Ourfall 3.12- EPeerk Coating TechnoloffieF Jan 01, 2018 to Dec 11,2018 

 

Parameter 
Field H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam . lea 
13 
10 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.5000 
Cadmium mq/L 0.1100 0.1320 Daily Max 5 0 0 0 0 

Copper mq/L 0.1700 0.2040 Daily Max 5 0 0 0 0 

Lead mcill 0.2240 0.2688 Daily Max 13 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 2 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 13 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 5 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 10 0 0 0 0 

Zinc mq/L 2.6100 3.1320 Daily Max 12 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 2 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 2 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 10 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 3 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 10 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 10 0 0 0 0 . 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 13 0 0 0 0 . 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 9 1 1 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 10 0 0 0 0 

Residual Chlorine mq/L 0.4000 
ARMEN/ 

0.4800 Daily Max 
A.m.*, 

11 0 0 0  n 

Site Specific Limits 
Chloroform* ma/L 2 1300 2.5560 Daily Max 2 0 0 0 0 

Napthalene* mg/L 2.1300 2.5560 Daily Max 2 0 0 0 0 

Methylene Chloride* mg/L 2.1300 2.5560 Daily Max 2 0 0 0 0 

Total Local Violations: 1 
Total Categorical Violations: 0 
Total TRC Violations: 0 

*Does not include any monthly average violations Total Chronic Violations: 0 



4415 TAC East, Inc. 
Annual Compliance Summaries 2015 — 2018 



; 4 f TAC Fast 0. 
Local Limits 

Chronic Violation? TRC Violation? # of TRC Exceedances # of Categorical Violations # of Samples Limit Type TRC Limit Limit Units Parameter 
0 Daily Max 0 0.0031 ma/L 0.0037 SGT-HM 

Total Local Violations: 6 
Total Categorical Violations: 0 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01 2015 to Dec 31 2015 
* "0"- Not a TRC or Chronic Violation - A TRC or Chronic Violation 

Parameter 
Field .H 

Units 
.1-1 

mg/L 

Limit 
5 < and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail MM & Max 

# of Sam . les 
12 

# of Local Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

o 

Chronic Violation? 

o Arsenic Daily Max 14 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 15 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 15 o 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 15 0 o o o 

Molybdenum mg/L 0.2000 0.24000 Daily Max 3 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 15 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 15 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 15 0 0 0 o 
Zinc mg/L 5.5000 6.6000 Daily Max 15 o 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 4 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 4 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 15 1 1 0 o 
Mercury mg/L 0.0002 0.00024 Daily Max 4 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 15 o 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 15 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 15 1 1 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 15 0 o 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 16 4 8 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 15 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 9 0 

Categorical Limits 

*Does not include any monthly average violations 
Total TRC Violations: 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
(Iv TA( Post 

----ximmoommeno.  
Jan 01, 2016 to Dec 3j,1016  

  

-MB 

    

* "0"- Not a TRC or Chronic Violation "1" - A ,RC or Chronic Violation 

 

1.06,11 L. llllll . 

Parameter 
Field .H 

Units 
.1-I 

Limit 
5 < and <10 

TRC Limit Limit T .e 
Dail Min & Max 

# of Sam . lea 
12 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.5000 0.6000 Daily Max 12 

Cadmium mg/L 0.1400 0.1680 Daily Max 12 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 14 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 12 0 o o 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 3 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 11 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 12 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 12 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 12 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 3 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 3 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 12 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 6 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 12 0 0 0 , 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 12 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 12 0 0 0 0 .. 

Chromium mg/L _ 0.2820 0.3384 Daily Max 12 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 11 4 4 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 12 1 1 0 0 

Residual Chlorine m. /L 0.4000 0.4800 Dail Max 11 

Categorical Limits 
Parameter 
SGT-HEM  

TRC Limit 
0.0037  

Limit Type 
Daily Max  

# of Samples 
0 

# of Categorical Violations 
0 

# of TRC Exceedances 
0 

Chronic Violation? Units Limit 
mo/L 0.0031 

TRC Violation? 

      

   

Total Local Violations: 5 

   

Total Categorical Violations: 0 

   

Total TRC Violations: 1 

*Does not include any monthly average violations 

  

Total Chronic Violations: 0 

      



• C___ 'TAU E.9st 

"1'- A TRC or Chronic Violat 

Jan 01, 2017 to Dec 31, 2017 
* "0" - Not a TRC or Chronic Violation 

Limit Units 
0 0.0031 ma/L 

TRC Limit 
0.0037 

Limit Type 
Daily Max 

# of Samples 
0 

TRC Violation? 
Categorical Limits 

Parameter 
SGT-HEM 

Chronic Violation? # of TRC Exceedances # of Categorical Violations 
0 

Total Categorical Violations: 
Total TRC Violations: 
Total Chronic Violations: 

Total Local Violations: 

*Does not include any monthly average violations 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Parameter 
Field .1-1 

Units 
.1-I 

mg/L 

Limit 
5< and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam . les 
14 
13 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic 
Cadmium mg/L 0.1400 0.1680 Daily Max 13 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 14 2 2 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 13 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 4 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 13 2 2 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 13 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 13 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 13 2 1 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 4 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 4 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 13 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 4 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 12 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 13 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 13 1 1 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 13 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 13 5 5 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 13 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 
limb . - 

12 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
'A-- TA(' Elcst Jan 01, 2018 to Dec 11, 2018 

 

   

* "0" - Not a TRC or Chronic Violation "1'- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 1 
Field .H .H 5 < and < 10 

0.5000 0.6000 
Dail MM & Max 

Daily Max 
13 

0 0 
0 

0 0 Arsenic mg/L 11 
Cadmium mg/L 0.1400 0.1680 Daily Max 11 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 12 1 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 11 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 5 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 11 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 11 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 11 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 11 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 3 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 3 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 10 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 9 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 10 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 10 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 10 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 11 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 8 4 5 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 11 0 0 0 0 

Residual Chlorine mq/L 0.4000 0.4800 Daily Max 12 0 0 0 0 

Categorical Limits 
Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

SGT-HEM ma/L 0.0031 0.0037 Daily Max 1 0 1 1 0 

*Does not include any monthly average violations 

Total Local Violations: 
Total Categorical Violations: 
Total TRC Violations: 
Total Chronic Violations: 

   



#514 National Processing 
Annual Compliance Summaries 2015 — 2018 



Jan 01 2015 to Dec 312015 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Out fall all 1I Notinnal PrnePtchi C 

- Not a TRC or Chronic Violation "1" - A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field H .H 5< and <10 
0.6000 

Dail Min & Max 18 
21 

0 
0 0 0 0 Arsenic mg/L , 0.5000 Daily Max 

Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 21 1 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 21 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 4 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 21 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 4 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 20 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 21 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 4 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 4 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 21 0 0 0 0 . 
Mercury mq/L 0.0002 0.00024 Daily Max 4 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 21 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 21 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 4 2 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 21 0 0 0 0 , 
Available Cyanide mq/L 0.0030 0.0036 Daily Max 4 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 20 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

4 
0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
o- National Proeecn!! Corp Jan 01, 2016 to Dec 31, 2016 

 

Local Limi 

 

* "0"- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # &Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field •H .1-I 5< and <10 
0.6000 

Dail Min & Max 
Daily Max 

13 
13 

0 
0 0 0 Arsenic mq/L 0.5000 0 

Cadmium mq/L 0.1400 0.1680 Daily Max 4 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 13 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 14 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 4 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 13 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 4 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 13 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 14 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L , 1.0300 1.2360 Daily Max 4 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 4 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 13 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 4 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 13 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 13 0 0 0 0 . 
Phenols mg/L 0.7000 0.8400 Daily Max 4 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 13 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 4 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 13 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

 

Total Local Violations: 0 
Total TRC Violations: 0 

 

Total Chronic Violations: 0 

   



nr __ Natinnal Processing Corp, 
 minink  

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01, 2017 to Dec 31, 2017 

 

 

FACKTIONZIMMEEIRMIOL 

  

  

'I"- A TRC or Chronic Violation 

 

*" " - Not a TRC or Chronic Violation 
L.t.B.;c11 L. fffff L. 

Parameter 
Field •H 

Units 
.H 

Limit 
5< and <10 

TRC Limit Limit T • e 
Dail Min & Max 

# of Sam • les 
12 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 
Arsenic  mq/L 0.5000 0.6000 Daily Max 12 

Cadmium  mq/L 0.1400 0.1680 Daily ax 4 0 0 0 0 . 

Copper  mq/L 0.2820 0.3384 Daily Max 12 1 0 0 0 

Lead  mq/L 0.2240 0.2688 Daily Max 11 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 4 1 0 0 0 . 

Nickel  mq/L 0.3900 0.4680 Daily Max 11 0 0 0 0 . 

Silver  mq/L 0.0500 0.0600 Daily Max 4 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 12 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 Daily Max 11 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 1.0300 1.2360 Daily Max 4 0 0 0 0 . 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 4 0 0 0 0 . 

Fluoride  mg/L 2.9000 3.4800 Daily Max 12 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 4 0 0 0 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 12 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 12 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 4 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 11 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 4 1 1 0 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 12 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 5 2 0 0 n  
maw 

  

5 
0 
0 

 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 

  

    



I Processing Co 0- d Main Jan 01, 2018 to Dec 11,2018 
•11311111 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

" • 
Local Limits 

Parameter Units Limit TRC Limit Limit T •e # of Sam• les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and <10 Dail Min & Max 11 0 
0 0 0 0 Arsenic mq/L 0.5000 0.6000 Daily Max 11 

Cadmium mq/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 11 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 11 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 3 0 0 0 0 . 

Nickel  mq/L 0.3900 0.4680 Daily Max 11 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 11 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 Daily Max 11 0 0 0 0 . 

Bis(2-ethylhexyl)phthalate  mg/L 1.0300 1.2360 Daily Max 3 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 3 0 0 0 0 

Fluoride  mq/L 2.9000 3.4800 Daily Max 11 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 3 0 0 0 0 

Ammonia mg/ 77.0000 92.4000 Daily Max 11 0 0 0 0 

Phosphorus  mq/L 5.5000 6.6000 Daily Max 11 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 3 1 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 11 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 3 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 11 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 11 

• 1/• I f• 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

2 
0 



#521 Lakeshore Railcar Services 
Annual Compliance Summaries 2015 —2018 



nir 

Local Limits 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
kpchore 'Railcar /2- Tanker Service! Jan  01,2015 to Dec 31 2015 

* "0"- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter 
Field .H 

Units 
.H 

mg/L 

Limit 
5< and < 10 

0.1620 

TRC Limit 

0.1944 

Limit T .e 
Dail Min & Max 

# of Sam . es 
14 
15 

# Local of Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic Daily Max 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 
Copper mg/L 0.1700 0.2040 Daily Max 16 0 0 0 o 
Lead mg/L 0.2240 0.2688 Daily Max 15 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 3 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 5 0 0 0 0 
Silver mg/L 0.0500 0.0600 Daily Max 15 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 15 0 0 0 0 
Zinc mg/L 2.8700 3.4440 Daily Max 16 0 0 o 0 

8is(2-ethylhexyl)phthalate mg/L 0.2150 0.2580 Daily Max 4 0 0 0 o 

Fluoranthene mg/L 0.0537 0.0644 Daily Max 4 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 16 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 15 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 15 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 16 1 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 16 2 2 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 16 0 0 0 0 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 15 2 3 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 15 2 1 o 0 
Residual Chlorine m L 0.4000 0.4800 

Parameter Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 
Tin mg/L 0.41 0.4908 Daily Max o o o 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 
Carbazole mg/L 0.39 0.4704 Daily Max 0 o o 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 
p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 
n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 

246-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 

SGT-HEM mg/L 26.00 31.2000 Daily Max 0 0 0 

Phenanthrene mg/L 0.34 0.4080 Daily Max 0 0 0 
Total Local Violations: 7 
Total Categorical Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 .. 

*Does not include any monthly average violations „ 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
-- I  akcshnre Railcar & Tanker Services Jan 01, 2016 to Dec 31, 2016 

Local Limits  
Parameter 

Field .H 
Units 

.H 
Limit 

5 < and <10 
TRC Limit Limit T •e 

Dail Min & Max 
# of Sam .les 

14 
14 

# Local of Violations 
0 
0 

, - ...-- 
# of TRC Exceedances 

0 

„... --„..„..„. . ,. „ ._ _ _..._. 
TRC Violation? 

0 

._ .. 
Chronic Violation? 

0 
Arsenic  mq/L 0.1620 0.1944 Daily Max 

Cadmium  mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 

Copper  mg/L 0.1700 0.2040 Daily Max 15 0 0 0 0 

Lead  mq/L 0.2240 0.2688 Daily Max 14 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 4 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 14 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 14 0 0 0 0 

Zinc  mg/L 2.8700 3.4440 Daily Max 14 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 0.2150 0.2580 Daily Max 3 0 0 0 0 

Fluoranthene  mg/L 0.0537 0.0644 Daily Max 5 0 0 0 0 

Fluoride  mq/L 2.9000 3.4800 Daily Max 14 1 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 14 , 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 14 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 14 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 14 2 1 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 14 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 11 4 4 1 0 . 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 13 1 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Dail Max 1 

t.aragorical L ttttt 
Parameter  Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony  mg/L 0.25 0.2988 Daily Max 1 0 0 0 0 

Cobalt  mg/L 0.19 0.2304 Daily Max 1 0 0 0 0 

Tin  mg/L 0.41 0.4908 Daily Max 1 0 0 0 0 

Titanium  mg/L 0.09 0.1136 Daily Max 1 0 0 0 0 - 

Vanadium  mg/L 0.22 0.26160 Daily Max 1 0 0 0 • 

Carbazole  mg/L 0.39 0.4704 Daily Max 1 0 0 0 0 

o-Cresol  mg/L 1.92 2.3040 Daily Max 0 0 0 .. 

p-Cresol  mg/L 0.70 0.8376 Daily Max 0 0 0 . 

n-Decane  mg/L 5.79 6.9480 Daily Max 1 0 0 0 0 

n-Octadecane  mg/L 1.22 1.4640 Daily Max 1 0 0 0 0 

2,4,6-Trichlorophenol  mg/L 0.16 0.1860 Daily Max 1 0 0 0 0.00 

SGT-HEM  mg/L 26.00 31.2000 Daily Max 1 0 0 0 0.00 

Phenanthrene mq/L 0.34 0.4080 Daily Max 1  0 0 0.00 0.00 
Total Local Violations: 9 
Total Categorical Violations: 0 
Total TRC Violations: 
Total Chronic Violations: 0 

*Does not include any monthly averaae  violations 



"1"- A TRC or Chronic Violation 

Jan 01, 2017 to Dec 31, 2017 
* "0"- Not a TRC or Chronic Violation 

Outtail  521 - Lakeshore Paih.ar & T.""  

Local Limits 

Total Local Violations: 
0 Total Categorical Violations: 

Total TRC Violations: 
Total Chronic Violations: 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Parameter Units Limit TRC Limit Limit T .e # of Sam . lea # Local of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
Field .11 .H 5< and <10 Dail Min & Max 22 0 :.e 
Arsenic mg/L 0.1620 0.1944 Daily Max 20 0 0 0 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 o 
Copper mg/L 0.1700 0.2040 Daily Max 21 o o o o 
Lead mg/L 0.2240 0.2688 Daily Max 20 o o o 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 4 o o o 0 
Silver mg/L 0.0500 0.0600 Daily Max 20 o o o 0 

Thallium mg/L 4.3000 5.1600 Daily Max 20 0 0 0 0 
Zinc mg/L 2.8700 3.4440 Daily Max 20 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2150 0.2580 Daily Max 4 0 0 0 0 
Fluoranthene mg/L 0.0537 0.0644 Daily Max 4 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 21 1 1 0 o 
Mercury mg/L 0.0002 0.00024 Daily Max 20 o 0 o 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 21 4 3 0 o 
Phosphorus mg/L 5.5000 6.6000 Daily Max 21 o 0 o o 

Phenols mg/L 0.7000 0.8400 Daily Max 21 4 3 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 20 0 0 0 0 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 22 10 11 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 20 o 0 o o 
Residual Chlorine m./L 0.4000 0.4800 Dal Max 21 4 2 0 0 

ata orical Limits 
Parameter Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 o 0 
Tin mg/L 0.41 0.4908 Daily Max o o o 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 
Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 
Carbazole mg/L 0.39 0.4704 Daily Max o 0 0 
o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 
p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 o 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 
n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 
SGT-HEM mg/L 26.00 31.2000 Daily Max 2 0 0 0 0.00 

Phenanthrene mg/L 0.34 0.4080 Daily Max 1 0 0 0.00 0.00 

*Does not include any monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Ourt ail 521 Lkthre Ralle- R TnLo. Q...‘APPQ Jan 01, 2018 to Dec 11, 2018 

* '0'- Not a TRC or Chronic Violation 

 

   

"1"- A TRC or Chronic Violation 

Parameter 
Field .1-1 

Units 
•H 

Limit 
5 < and < 10 

TRC Limit Limit T i e 
Dail Min & Max 

# of Sam i les 
19 

# Local of Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 
Arsenic mg/L 0.1620 0.1944 Daily Max 22 

Cadmium mg/L 0.1400 0.1680 Daily Max 8 0 0 0 0 

Copper mg/L 0.1700 0.2040 Daily Max 23 0 0 0 , 0 

Lead mq/L 0.2240 0.2688 Daily Max 22 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 5 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 8 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 22 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 22 0 0 0 0 

Zinc  mg/L 2.8700 3.4440 Daily Max 22 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mq/L 0.2150 0.2580 Daily Max 8 0 0 0 0 

Fluoranthene  mg/L 0.0537 0.0644 Daily Max 8 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 23 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 22 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 22 0 0 0 0 .. 

Phosphorus mg/L 5.5000 6.6000 Daily Max 23 0 0 0 0 ... 

Phenols  mg/L 0.7000 0.8400 Daily Max 23 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 22 0 0 0 0 

Available Cyanide  mq/L 0.0030 0.0036 Daily Max 17 7 7 1 0 . 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 22 0 0 0 0 

Residual Chlorine m /L . 
0.4000 0.4800 Daily Max 23 5 5 0 0 

t.dtaguriucit tttttt . 

Parameter Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony  mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt  mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium  mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium  mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole  mq/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol  mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane  mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane  mq/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol  mg/L 0.16 0.1860 Daily Max 0 0 0 

SGT-HEM  mg/L 26.00 31.2000 Daily Max 0 0 0 

Phenanthrene mg/L 0.34 0.4080 Daily Max 0  0 0 
Total Local Violations: 12 
Total Categorical Violations: 0 
Total TRC Violations: 1 
Total Chronic Violations: 0 

*Does not include any monthly averaae violations  _A 



#901 Safety-Kleen Systems 
Annual Compliance Summaries 2015 —2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
-- Cafott, ICI Pn  Systems  Jan 01 2015 to Dec 31, 2015 

I Lim 0'- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 
Parameter Units Limit TRC Limit Limit T •e # of Sam . lea # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
Field .H H 

mg/L 
5< and <10 

0.1620 0.1944 
Dail Min & Max 19 

25 
0 

0 0 0 Arsenic Daily Max 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 26 0 0 0 0 
Lead mg/L 0.2220 0.2664 Daily Max 26 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 21 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 25 0 0 0 0 
Silver mg/L 0.0500 0.0600 Daily Max 4 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 25 0 0 0 0 
Zinc mg/L 2.8700 3.4440 Daily Max 26 0 0 0 0  

Bis(2-ethylhexyl)phthalate mq/L 0.2670 0.3204 Daily Max 6 0 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 6 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 25 2 1 0 0 
Mercury mg/L 0.0002 0.00024 Daily Max 25 1 1 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 25 1 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 24 0 0 0 0 
Phenols mg/L 0.7000 0.8400 Daily Max 25 0 0 0 0  

Chromium mg/L 0.2820 0.3384 Daily Max 26 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 26 25 25 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 26 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 18 0  

_ 
Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 
Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 . 
Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 
Carbazole mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 
n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 
otal Locallo a ions. 

Total Categorical Violations: 
Total TRC Violations: 
Total Chronic Violations: 

*Does not include any monthly average violations  
I - 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
(It10311 90! -- Safety '<leen SvsterriF Jan 01, 2016 to Dec 31, 2016 

 

 

• • • " 
Local Limits 

Parameter Units Limit TRC Limit Limit T .e if of Sam • les if of Local Violations if of TRC Exceedances TRC Violation? Chronic Violation? 

Field H .H 5 < and < 10 Dail MM & Max 21 
21 

1 
0 0 0 0 Arsenic mg/L 0.1620 0.1944 Daily Max 

Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 23 0 0 o 0 

Lead mg/L 0.2220 0.2664 Daily Max 23 o 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 22 0 o o 0 

Nickel mg/L 0.3900 0.4680 Daily Max 21 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 21 o 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 23 0 o 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2670 0.3204 Daily Max 4 0 0 o 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 5 0 0 o 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 21 o o 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 21 5 5 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 21 1 1 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 21 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 21 o 0 0 o 

Chromium mg/L 0.2820 0.3384 Daily Max 23 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 19 19 19 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 19 2 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 19 

Parameter Units Limit TRC Limit Limit Type if of Samples It of Categorical Violations if of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 _ 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 1 0 , 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 1 0 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 . 
Carbazole mg/L 0.39 0.4704 Daily Max 1 0 _ 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 1 0 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 1 0 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 
Total Local Violations: 30 
Total Categorical Violations: 0 
Total TRC Violations: 1 
Total Chronic Violations: 1 

*Does not include  any monthly averaoe violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
thittall WY; -- Safety Kleetr Svtm 

 

Jan 01, 2017 to Dec 31, 2017 

  

* " " 
I-L1L,11 L. fffff l.  

Parameter 
Field .H 

Units 
.H 

Limit 
5 < and < 10 

. TRC Limit 

. ,.  
0.1944 

Limit T .e 
Dail MM & Max 

Daily Max 

# of Sam . lea 
24 

# of Local Violations 
0 
0 

.. ......... „ ......., ............, 

# of TRC Exceedances 

0 

. ,............. . , . ...-. -.... 

TRC Violation? 

0 

-...- ......--.. 

Chronic Violation? 

0 Arsenic mg/L 0.1620 22 

Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 24 0 0 0 0 

Lead mg/L 0.2220 0.2664 Daily Max 24 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 22 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 22 , 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 4 o o 0 o - 
Thallium mg/L 4.3000 5.1600 Daily Max 22 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 24 , 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2670 0.3204 Daily Max 5 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 5 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 22 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 22 3 3 0 o 
Ammonia mg/L 77.0000 92.4000 Daily Max 22 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 22 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 22 2 1 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 24 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 22 22 22 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 22 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Dail Max 90 7 7 

Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 1 0 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 1 0 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole mg/L 0.39 0.4704 Daily Max I 0 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max o o 0 

n-Decane mg/L 5.79 6.9480 Daily Max 1 0 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 1 0 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 
Totaloca io a ions.  
Total Categorical Violations: 0 
Total TRC Violations: 2 
Total Chronic Violations: 1 

*Does not include any  monthly average violations  



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Or Sofetv Keen Systems Jan 01, 2018 to Dec 11,2018 

  

   

77777%.1,7771777,7-77ffillillIMIONNIIM,  

    

 

* "0" - Not a TRC or Chronic Violation "I"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # o Sam . es # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field •H .H 5 < and <10 Dail Min & Max 21 1 
0 0 0 0 Arsenic mg/L 0.1620 0.1944 Daily Max 19 

Cadmium mg/L 0.1400 0.1680 Daily Max 6 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 21 0 0 0 0 

Lead mg/L 0.2220 0.2664 Daily Max 21 0 , 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 18 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 17 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 8 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 19 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 21 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2670 0.3204 Daily Max 6 0 0 0 0 . 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 6 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 20 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 19 4 3 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 19 1 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 19 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 18 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 21 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 19 18 18 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 19 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 
"I. 

20 5 5 0 0  

L.:ft.:wt.', 14a1 L iiiii L. 

Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 1 0 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 1 0 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 . 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 - 

Carbazole mg/L 0.39 0.4704 Daily Max 1 0 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 1 0 0 0 0 , 

n-Octadecane mg/L 1.22 1.4640 Daily Max 1 0 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0  0 0 
Total Local Violations: 29 
Total Categorical Violations: 0 . 
Total TRC Violations: 1 
Total Chronic Violations: 1 

*Does not include any monthly average violations 
I - 



#401 W. R. Grace 
Annual Compliance Summaries 2015 — 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
- WR Grace-Conn Jan 01, 2015 to Dec 31, 2015 

Local Limi 
Parameter 
Field H 

Units 
.H 

mg/L 

Limit 
5 < and <10 

0.5000 

TRC Limit 

0.6000 

Limit T •e 
Dail Min & Max 

# of Sam • les 
12 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation?_ 

0 Arsenic Daily Max 15 
Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 
Lead mq/L 0.2240 0.2688 Daily Max 15 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 3 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 3 0 0 0 0 
Thallium mg/L 4.3000 5.1600 Daily Max 15 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 16 0 0 0 0 
--- Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 3 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 3 0 0 0 0 
Fluoride mg/L 2.9000 3.4800 Daily Max 16 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 3 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 4 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 16 1 1 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 o 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 15 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 5 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 3 0 0 0 0 

  

Total Local Violations; 

 

  

Total TRC Violations: 0 

  

Total Chronic Violations: 0 

*nry._q nnt innhirip anv monthly awararn. vinlatinres 

   



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outtall 401- WR Grace-Conn 

 

Jan 01, 2016 to Dec 31, 2016 
Local Limits 

  

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field • H .H 5< and < 10 
0.6000 

Dail Min & Max 0 0 
0 0 0 0 Arsenic mg/L 0.5000 Daily Max 15 

Cadmium mg/L 0.1400 0.1680 Daily Max 6 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 6 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 14 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 6 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 6 0 0 0 0 
Silver mq/L 0.0500 0.0600 Daily Max 6 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 14 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 14 0 0 0 0 
Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 6 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 6 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 0 0 0 
Mercury mq/L 0.0002 0.00024 Daily Max 6 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 0 0 0 
Phosphorus mg/L 5.5000 6.6000 Daily Max 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 14 0 0 0 0 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 4 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 0 0 0 

Residual Chlorine m.IL 0.4000 0.4800 Dal Max 

Total Local Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

Mneg nnf inchirie any mnnfhly averane vinlafinne 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
all 4/9- 

 W12 (r ep-(nn Jan 01, 2017 to Dec 31_ 2017 
111.1=111.- 

Parameter 
Field .H 

Units 
.H 

Limit 
5 < and <10 

TRC Limit Limit T • e 
Dal Min & Max 

# of Sam • les 
12 

# of Local Violations # of TRC Exceedances 
0 

TRC Violation? Chronic Violation? 1 

Arsenic mg/L 0.5000 0.6000 Daily Max 12 0 0 0 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 
Lead mq/L 0.2240 0.2688 Daily Max 12 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 4 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 4 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 4 0 0 0 0 
Thallium mq/L 4.3000 5.1600 Daily Max 12 0 0 0 0 .. 

Zinc mg/L 5.5000 6.6000 Daily Max 12 0 0 0 0 . 
Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 4 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 4 0 0 0 0 
Fluoride mg/L 2.9000 3.4800 Daily Max 12 0 0 0 0 
Mercury mq/L 0.0002 0.00024 Daily Max 3 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 4 0 0 0 0 
Phosphorus mg/L 5.5000 6.6000 Daily Max 12 0 0 0 0 . 

Phenols mg/L 0.7000 0.8400 Daily Max 4 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 12 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 4 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 4 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 DalI Max 

Total Local Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*131np nnt inrittrip anv mnnthlv avprano vinlatinng 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
101-- WR Cr:tee-Conn Jan 01, 2018 to Dec 11,2018 

• 
1-U1,11 LIIIII. 

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and < 10 Dail Min & Max 12 0 
0 0 0 0 

Arsenic  mg/L 0.5000 0.6000 Daily Max 10 

Cadmium  mq/L 0.1400 0.1680 Daily Max 3 0 0 0  0 

Copper  mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 10 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 3 0 0 0 0 

Nickel  mq/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 10 0 0 0 0 

Zinc  mq/L 5.5000 6.6000 Daily Max 10 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mq/L 1.0300 1.2360 Daily Max 3 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 3 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 10 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 3 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 4 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 10 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 10 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 2 0 0 0 0 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m 0.4000 0.4800 Dail Max 

Total Local Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

Mope not inrInelp any monthly ay rartp yiolationc 



#936 US Steel Corporation 
Annual Compliance Summaries 2015 — 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
01Irian  936  State v Steel Corporation Jan 01, 2015 to Dec 31, 2015 

 

   

  

* "0"- Not a TRC or Chronic Violation - A TRC or Chronic Violation -- 
Parameter 

Field .H 
Units 

.1-1 
Limit 

5< and <10 
TRC Limit 

0.6000 

# of Sam . le Ci 
16 

# of Sam . es Indust 
0 
0 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

Arsenic mg/L 0.5000 23 
Cadmium mg/L 0.1400 0.1680 5 0 0 0 0 0 

Copper mg/L 0.2820 0.3384 21 0 0 0 0 0 

Lead mq/L 0.2240 0.2688 22 0 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 15 0 0 0 0 0 

Nickel mg/L 0.3900 0.4680 5 0 0 0 0 0 

Silver mg/L 0.0500 0.0600 5 0 0 0 0 0 

Thallium mg/L 4.3000 5.1600 23 0 0 0 0 0 

Zinc mg/L 5.5000 6.6000 12 0 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 5 0 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 5 0 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 23 0 0 0 0 0 

Mercury mg/L 0.0002 0.00024 5 0 2 2 1 0 

Ammonia mg/L 77.0000 92.4000 5 0 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 23 0 0 0 0 0 

Phenols mg/L 0.7000 0.8400 5 0 0 0 0 0 

Chromium mg/L 0.2820 0.3384 12 0 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 6 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 23 0 0 0 0 0 

Residual Chlorine malL 0.4000 0.4800 5 0 0 0 

Total Local Violations: 
Total TRC Violations: 

2 
1 

Total Chronic Violations: 0 



Ott ill 936• "-ite *.5 Steel enrporatO_TL 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01, 2016 to Dec 31, 2016 

 

 

'0'- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit # of Sam . le Cit # of Sam . les Indust # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation?1 

Field .H .H 5 < and < 10 12 0 
4 0 0 

0 
0 0 

Arsenic mg/ 0.5000 0.6000 11 

Cadmium  mq/L 0.1400 0.1680 4 4 0 0 0 0 

Copper mq/L 0.2820 0.3384 12 12 0 0 0 0 

Lead mq/L 0.2240 0.2688 12 4 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 12 4 0 0 0 0 

Nickel mq/L 0.3900 0.4680 4 4 0 0 0 0 

Silver  mq/L 0.0500 0.0600 4 4 , 0 0 0 0 

Thallium  mq/L 4.3000 5.1600 12 4 0 0 0 0 

Zinc  mq/L 5.5000 6.6000 4 12 0 0 0 0 . 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 4 0 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 4 0 0 0 0 0 

Fluoride  mq/L 2.9000 3.4800 12 12 0 0 0 0 

Mercury  mq/L 0.0002 0.00024 4 6 2 2 1 0 

Ammonia  mg/L 77.0000 92.4000 4 12 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 12 12 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 4 0 0 0 0 0 

Chromium mg/L 0.2820 0.3384 4 11 0 , 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 4 4 , 0 0 0 0 

Oil & Grease  mq/L 50.0000 70.0000 12 12 0 0 0 0 

Residual Chlorine L 04000 0.4800 

Total Local Violations: 2 
Total TRC Violations: 1  
Total Chronic Violations: 0 



"1" - A TRC or Chronic Violation 

Jan 01, 2017 to Dec 31, 2017 
" " " - Not a TRC or Chronic Violation 

Ourfail Statt Stee! ('or. oration 

1 
0 

Total Local Violations: 
Total TRC Violations: 

0 Total Chronic Violations: 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Local L1171115 

Parameter 
Field .H 

Units 
.H 

Limit 
5 < and < 10 

TRC Limit # of Sam .le Ci 
12 

# of Sam . les Indust 
0 

# of Local Violations 
0 
0 

# of TRC Exceedances 

o 

TRC Violation? 

0 

Chronic Violation? 
r.r 

0 
Arsenic mq/L 0.5000 0.6000 12 , 4 

Cadmium mq/L 0.1400 0.1680 4 4 0 0 o o 

Copper mg/L 0.2820 0.3384 12 11 0 0 0 0 

Lead mg/L 0.2240 0.2688 12 4 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 12 4 0 0 0 0 

Nickel mg/L 0.3900 0.4680 4 4 0 0 0 0 

Silver  mg/L 0.0500 0.0600 4 . 3 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 12 3 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 4 10 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 4 0 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 4 0 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 12 11 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 4 4 o o o o 

Ammonia  mq/L 77.0000 92.4000 4 11 0 0 0 . 0 

Phosphorus  mq/L 5.5000 6.6000 12 11 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 4 0 0 0 o o 

Chromium  mq/L 0.2820 , 0.3384 4 _ 11 0 0 0 0 

Available Cyanide  mq/L 0.0030 , 0.0036 4 4 1 1 0 0 

Oil & Grease  mg/L 50.0000 , 70.0000 12 5 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 3 4 0 0 0 0 



Oti 
"1"- A TRC or Chronic Violafi 

Jan 01, 2018 to Dec 11,2018 
" " 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
- United State!? Steel Corporatinn 

Local Limns 
Parameter 

Field .H 
Units 

.H 
Limit 

5 < and < 10 
TRC Limit # of Sam . le Cit 

11 
# of Sam . les Indust 

0 
# of Local Violations 

0 
0 

- .._. _ ..._ _. 
# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.5000 0.6000 10 1 

Cadmium mg/L 0.1400 0.1680 3 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 14 2 0 0 0 0 

Lead mg/L 0.2240 0.2688 10 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 10 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 3 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 3 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 10 1 0 0 0 0 

Zinc mq/L 5.5000 6.6000 7 2 0 0 0 - 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 3 0 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 3 0 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 14 2 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 3 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 9 2 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 14 2 0 0 0 0 

Phenols mg/L , 0.7000 0.8400 3 0 0 0 0 0 

Chromium mg/L 0.2820 0.3384 7 2 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 2 1 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 12 0 0 0 0 0 

Residual Chlorine L 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

0 
0 



#951 US Gypsum 
Annual Compliance Summaries 2015 — 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
thtttaH 051 -- Unfted States Gvpsmn Jan 01 2015 to Dec 31 2015 

 

 

"I'- A TRC or Chronic Violation 

 

* " " - Not a TRC or Chronic Violation 1..1.04.01 1..111111.0 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field H .H 5< and <10 
0.6000 

Dail Min & Max 
Daily Max 

13 
18 

0 
0 0 0 0 Arsenic mg/L 0.5000 

Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 . 
Copper mg/L 0.2820 0.3384 Daily Max 19 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 18 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 4 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 4 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 18 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 18 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 5 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 4 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 4 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 19 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 5 0 0 0 0 -. 
Ammonia mg/L 77.0000 92.4000 Daily Max 19 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 19 2 2 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 4 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 15 2 4 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 18 0 0 0 0 

Residual Chlorine mq/L 0.4000 0.4800 
..."..milimor 

Daily Max 2 
inimmirsom 

0 0 0 0 

Total Local Violations: 
Total TRC Violations: 

4 
0 
0 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Onf fan 951 -- United States Gv Com .,/rtv Jan 01 2016 to Dec 31 2016 

 

 

* " " - Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 
LV,CII 1- lllll I.. 

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation' 

Field pH pH 5< and <10 Daily Min & Max 
Daily Max 

18 
15 

0 
0 0 0 

.:.0.: 
0 Arsenic mq/L 0.5000 0.6000 

Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 14 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 15 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 4 0 0 0 0 . 

Nickel mq/L 0.3900 0.4680 Daily Max 4 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 14 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 15 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 5 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 3 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 4 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 15 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 4 0 0 0 0 . 

Ammonia mq/L 77.0000 92.4000 Daily Max 15 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 15 1 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 4 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 18 6 6 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 15 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 9 0 0 0 

Total Local Violations: 7 
Total TRC Violations: 
Total Chronic Violations: 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
n- al -11 nitpd Ctathe Gypsum Company Jan 01, 2017 to Dec 31, 2017 

* "0'- Not a TRC or Chronic Violation 

 

     

"1" - A TRC or Chronic Violation --- --- 
Parameter Units Limit TRC Limit Limit T • e # of Sam • lea # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and < 10 Dail Min & Max 
Daily Max 

21 
22 

0 
0 0 0 0 Arsenic mq/L 0.5000 0.6000 

Cadmium mq/L 0.1400 0.1680 Daily Max 4 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 22 0 0 0 0 . 
Lead mq/L 0.2240 0.2688 Daily Max 22 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 4 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 4 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 22 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 22 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 4 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 4 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 22 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 4 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 22 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 22 1 1 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 4 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 22 9 10 1 0 . 
Oil & Grease mg/L 50.0000 70.0000 Daily Max 22 0 0 0 0 

........ Residual Chlorine mg/L 0.4000 0.4800 Daily Max 18 

Total Local Violations: 
Total TRC Violations: 

11 
1 
0 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
CI - ?51 -- United States Gypsum Company Jan 01, 2018 to Dec 11.2018 

Local Limits 
Parameter Units Limit TRC Limit Limit T .e # of Sam . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and <10 Dail Min & Max 
Daily Max 

12 
10 

0 
0 0 0 0 Arsenic mq/L 0.5000 0.6000 

Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 10 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 10 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 3 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 . 
Silver mg/L 0.0500 0.0600 Daily Max 10 0 0 0 0 . 

Thallium mq/L 4.3000 5.1600 Daily Max 10 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 3 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 3 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 10 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 4 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 10 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 10 3 3 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 8 2 2 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 10 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 7 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 



ATTACHMENT E 

NOV Summary Tables 2017 and 2018 



Sample Date Results Date Outfall Parameter(s) 

Reported 

Concentration Fine Amount Fine Paid 

4-Jan 19-Jan 518 Cu 0,21 $ 1,000 $ 1,000 

4-Jan 12-Jan 521 CN 0,0055 $ 1,000 $ 1,000 

5-Jan 13-Jan 951 CN 0,00438 $ 1,500 Contested per Local Limit Study 

9-Jan 17-Jan 901 CN 0.383 $ 2,500 to be handled with settlement agreement 

18-Jan 25-Jan 521 14E13 180 $ 1,000 $ 1,000 

19-Jan 27-Jan 514 Cu 0.29 $ 2,000 $ 2,000 

26-Jan 7-Feb 901 CN 0.154 $ 2,500 to be handled wIth settlement agreement 

31-Jan 7-Feb 951 CN 0.009 $ 1,500 Contested per Local limit Study 

2-Feb 25-Jan 521 NH3 150 $ 1,000 $ 1,000 

2-Feb 14-Feb 521 CN 0.006 $ 1,000 $ 1,000 

7-Feb 15-Feb 901 CN,Hg, 0.325,0.0015 $ 5,000 $ 2,500 

15-Feb 24-Feb 415 CN 0.004 $ 1,000 $ 1,000 

27-Feb 27-Feb 901 Res Cl2 2.2 $ 2,500 $ 2,500 

28-Feb 14-Mar 901 CN 0,151 $ 2,500 to be handled moth settlement agreement 

13-Mar 26-Mar 901 CN 0,186 $ 2,500 to be handled settlement agreement 

15-Mar 27-Mar 415 CN 0,004 $ 1,000 $ 1,000 

28-Mar 4-Apr 901 CN 0.0517 $ 2,500 robehendledwithsettlement agreement 

29-Mar 4-Apr 951 CN 0.00417 $ 1,500 Contested per Local Limit Study 

30-Mar 12-Apr 521 CN 0.004 $ 1,500 $ 1,500 

3-Apr 26-Apr 951 CN 0.004 $ 2,500 Contested per Local limit Study 

5-Apr 21-Apr 521 Phen,CN 1.4,0.042 $ 3,000 $ 3,000 

12-Apr 24-Apr 702 Cu, Cr, CN 1.100,0.740,0,004 $ 3,000 $ 3,000 

19-Apr 27-Apr 415 CN,phenol 0.072,2,3 $ 2,000 $ 2,000 

20-Apr 1-May 901 CN 0.051 $ 2,500 to be handled wIth settlement agreement 

25-Apr 25-Apr 951 Res Cl2 0.5 $ waived 

26-Apr 26-Apr 521 Res Cl2 2.2 $ 1,500 $ 1,500 

26-Apr 5-May 521 Phen,CN 1,0,0.098 $ 3,000 $ 3,000 

27-Apr 9-May 421 CN 0.004 $ 1,000 

9-May 23-May 901 CN 0,007 $ 2,500 to be handled with settlement agreement 

9-May 18-Aug 901 CN 0.007 $ 2,500 to be handled with settlement agreement 

11-May 23-May 514 Ma 0.4 $ 2,000 $ 2,000 

16-May 26-May 951 CN 0.004 $ 2,500 Contested per Local Limit Study 

17-May 18-Aug 312 CN 0.006 $ 2,000 

23-May 8-Jun 521 CN 0.028 $ 1,000 $ 1,000 

24-May 7-Jun 702 CN 0,036 $ 1,000 

31-May 13-Jun 951 CN 0.014 $ 2,500 Contested per Local limit Study 

31-May 15-Jun 901 CN, Hg .007,0.0006 $ 5,000 $ 2,500 

12-Jun 16-Aug 901 CN 0,211 $ 2,500 to be handled with settlement agreement 

14-Jun 29-Jun 521 CN 0.01 $ 1,000 $ 1,000 

21-Jun 5-Jul 521 CN, phenol 2.6,0.009 $ 2,000 $ 2,000 

28-Jun 16-Aug 901 CN 0,123 $ 2,500 to be handled with settlement agreement 

29-Jun 16-Aug 521 CN,phenol 0.005,1.5 $ 2,000 $ 2,000 

12-Jul 16-Aug 901 CN 0.146 $ 2,500 to be handled h s lement agreement 

12-Jul 17-Aug 702 Cu,pH 0.210,2.5 $ 2,000 $ 2,000 

17-Jul 16-Aug 901 CN 0,022 $ 2,500 to be handled wIth settlement agreement 

18-Jul 17-Aug 611 CN 0.068 $ 2,500 $ 2,500 

19-Jul 18-Aug 518 CN 0.004 $ 1,000 $ 1,000 

2-Aug 18-Aug 421 CN 0.005 $ 1,000 $ 1,000 

8-Aug 16-Aug 901 CN 0.188 $ 2,500 to be handled h s lement agreement 

16-Aug 17-May 415 Zn 6.4 $ 1,000 $ 1,000 

17-Aug 19-Jul 415 Cu 0.45 $ 1,000 $ 1,000 

23-Aug 7-Sep 702 Cu, pH 0.240,3 $ 2,000 

5-Sep 5-Sep 531 Res Cl2 1.4 $ waived 

11-Sep 19-Sep 901 CN 0.011 $ 2,500 to be handled wrth settlement agreement 

11-Sep 11-Sep 901 Res Cl2 1.5 $ waived 

12-Sep 12-Sep 514 Res C12 0.7 $ - waived 

26-Sep 5-Oct 901 CN 0,033 $ 2,500 to be handled with settlement agreement 

26-Sep 5-Oct 901 CN 0.033 $ 2,500 to be handled h settlement agreement 

3-Oct 3-Oct 521 Res Cl2 0.6 $ waived 

5-Oct 17-Oct 415 Ni,Zn,CN 0.390,5.5,0,019 $ 3,000 $ 3,000 

9-Oct 9-Oct 901 Res Cl2 1.5 $ waived 

25-Oct 7-Nov 415 Ni, Cu 1.500,0.600 $ 2,000 $ 2,000 

31-Oct 31-Oct 518 Res Cl2 1.5 $ - waived 

2-Nov 13-Nov 901 CN 0.192 $ 2,500 to be handled h settlement agreement 

7-Nov 7-Nov 421 Res Cl2 0.8 $ waived 

15-Nov 15-Nov 518 Res C12 0.6 - waived 

12-Dec 19-Jan 901 CN 0,068 $ 2,500 to be handled with settlement agreement 

21-Dec 11-Jan 411 As 1,1 $ 1,000 $ 1,000 



mr Rgrv'- 

12/03/2018 08:38 ICITY OF EAST CHICAGO 
mmiranda IG/L ACCOUNT DETAIL 

Org: 0606 Object: 353600 
OTHER WASTEWATER REVENUES 0606-0-000-000-00-00-353600- 

YEAR PER JOURNAL EFF DATE SRC T PO/REF2 REFERENCE AMOUNT P CHECK NO WARRANT VDR NAME/ITEM DESC 

IF 1 
Iglacting 

COMMENTS 

2017 12 120839 12/21/2017 CRP 1 1679690 FINE F#521 -4,000.00 LAKESHORE RAILCAR WAS 
2017 11 111133 11/30/2017 CRP 1 1671581 PERMIT4411 -500.00 ETS ENVIRONMENTAL WASTEWATE 
2017 11 111133 11/30/2017 CRP 1 1671582 171080415 -1,958.61 NIPSCO WASTEWATE 
2017 10 100509 10/13/2017 CRP 1 1653503 FINE F4514 -2,000.00 NATIONAL MATERIAL WASTEWATE 
2017 09 90783 09/29/2017 CRP 1 1648228 FINE F#421 -1,000.00 LUCKY STRAW INC. WASTEWATE 
2017 09 90655 09/22/2017 CRP 1 1645466 FINE F#518 -1,000.00 A. SCHULMAN INC. WASTEWATE 
2017 09 90655 09/22/2017 CRP 1 1645467 FINE F#702 -2,000.00 KEMIRA WATER SOLD WASTEWATE 
2017 09 90655 09/22/2017 CRP 1 1645468 FINE F#521 -2,500.00 LAKESHORE RAILCAR WASTEWATE 
2017 09 90655 09/22/2017 CRP 1 1645473 FINE F#611 -2,500.00 ARCELORMITTAL WASTEWATE 
2017 09 90655 09/22/2017 CRP 1 1645476 FINE F#415 -2,000.00 TAC EAST, INC. WASTEWATE 
2017 08 80936 08/29/2017 CRP 1 1634983 ECWU ACCT -5.35 EC WATER DEPT WASTEWATE 
2017 08 80936 08/29/2017 CRP 1 1634984 ECWU ACCT -151.22 0 EC WATER DEPT WASTEWATE 
2017 08 80936 08/29/2017 CRP 1 1634988 ECWU ACCT -152.12 EC WATER DEPT WASTEWATE 
2017 08 80936 08/29/2017 CRP 1 1634995 FINE F#521 -4,500.00 LAKESHORE RAILCAR WASTEWATE 
2017 07 70948 07/31/2017 CRP 1 1622794 FINE F#521 -8,500.00 LAKESHORE RAILCAR WASTEWATE 
2017 07 70948 07/31/2017 CRP 1 1622795 FINE F#901 -2,500.00 0 CLEANHARBORS WASTEWATE 
2017 07 70948 07/31/2017 CRP 1 1622796 SCRAP META -91.20 0 SIMS METAL MANAGE WASTEWATE 
2017 07 70948 07/31/2017 CRP 1 1622797 SCRAP META -60.00 SIMS METAL MANAGE WASTEWATE 
2017 06 60437 06/09/2017 CRP 1 1604359 PERMIT4415 -500.00 TAC EAST, INC. WASTEWATE 
2017 06 60437 06/09/2017 CRP 1 1604360 FINE F4415 -3,000.00 TAC EAST, INC. WASTEWATE 
2017 05 51122 05/31/2017 CRP 1 1599930 FINE F4514 -2,000.00 NATIONAL MATERIAL WASTEWATE 
2017 05 51122 05/31/2017 CRP 1 1599950 FINE F4702 -3,000.00 KEMIRA WATER SOLD WASTEWATE 
2017 05 51122 05/31/2017 CRP 1 1599966 C# 5091200 -469.84 PATTEN INDUSTRIES WAS 
2017 04 40967 04/28/2017 CRP 1 1588635 FINE F#415 -1,000.00 TAC EAST, INC. WASTEWATE 
2017 04 40570 04/13/2017 CRP 1 1582676 SCRAP META -84.20 WALLACE RECYCLING WASTEWATE 
2017 04 40570 04/13/2017 CRP 1 1582678 FINE F#901 -5,000.00 CLEANHARBORS WASTEWATE 
2017 03 31299 03/31/2017 CRP 1 1578590 PERMIT#702 -25.00 KEMIRA WATER SOLI/ WASTEWATE 
2017 03 31299 03/31/2017 CRP 1 1578593 FINE F4415 -1,000.00 TAC EAST, INC. WASTEWATE 
2017 03 31299 03/31/2017 CRP 1 1578595 OCK#102878 -238.13 ECSD WASTEWATER WASTEWATE 
2017 03 31299 03/31/2017 CRP 1 1578597 OCK4103097 -123.52 ECSD WASTEWATER WASTEWATE 
2017 02 21165 02/28/2017 CRP 1 1566760 FINE E#521 -1,000.00 LAKESHORE RAILCAR WASTEWATE 
2017 02 21165 02/28/2017 CRP 1 1566763 FINE F4518 -2,000.00 A. SCHULMAN INC. WASTEWATE 
2017 02 21165 02/28/2017 CRP 1 1566770 FINE F#518 -1,000.00 A. SCHULMAN INC. WASTEWATE 
2017 02 20957 02/17/2017 CRP 1 1563477 FINE F#411 -1,000.00 ETS ENVIRONMENTAL WASTEWATE 
2017 02 20910 02/10/2017 CRP 1 1560991 FINE F#521 -2,000.00 LAKESHORE RAILCAR WASTEWATE 
2017 01 10972 01/31/2017 CRP 1 1555774 FINE F#901 -2,500.00 CLEANHARBORS WASTEWATE 
2017 01 10972 01/31/2017 CRP 1 1555780 P#611/804 -1,000.00 ARCELORMITTAL WASTEWATE 
2017 01 10972 01/31/2017 CRP 1 1555782 PERMIT#805 -500.00 0 ARCELORMITTAL WASTEWATE 

Total Amount: -62,859.19 

** END OF REPORT - Generated by Martha Miranda ** 



2018 NOV trackin 

Sample Date Results Date Outfall Parameter(s) Reported Concentration Fine Amount Fine Paid 

12-4-2017 12-12-2017 934 TP,CN 8,0.007 $ 5,000 $ 5,000 

12-26-2017 8-Jan 901 CN 0.116 $ 2,500 To be handled with settlement agreement 

11-Jan 29-Jan 521 CN 0.006 $ 1,000 $ 1,000 

17-Jan 26-Jan 415 CN 0.005 $ 1,000 $ 1,000 

24-Jan 2-Feb 521 CN 0.005 $ 1,000 $ 1,000 

30-Jan 30-Jan 518 Res Cl2 0.8 No Fine No Fine due 

6-Feb 21-Feb 901 CN 0.247 $ 2,500 lobe handled with settlement agreement 

14-Feb 14-Feb 901 CN 0.247 $ 2,500 lobe handled with settlement agreement 

15-Feb 26-Feb 521 CN 0.026 $ 1,000 $ 1,000 

26-Feb 12-Mar 901 CN 0.05 $ 2,500 To be handled with settlement agreement 

27-Feb 12-Mar 521 CN 0.005 $ 1,000 $ 1,000 

8-Mar 24-Apr 521 CN 0.005 $ 1,000 contested per local limit study findings 

13-Mar 26-Mar 901 CN 0.017 $ 2,500 To be handled with settlement agreement 

14-Mar 29-Mar 415 CN 0.007 $ 1,000 $ 1,000 

27-Mar 5-Apr 901 CN 0.041 $ 2,500 To be handled with settlement agreement 

10-Apr 23-Apr 901 CN 0.025 $ 2,500 To be handled with settlement agreement 

23-Apr 26-Apr 901 Cl2 Res 1 $ - No fine due 

25-Apr 3-May 415 CN 0.009 $ 1,000 $ 1,000 

7-May 22-May 901 CN 0.044 $ 2,500 To be handled with settlement agreement 

10-May 21-May 514 Phen 1.5 $ 1,000 

30-May 7-Jun 901 CN 0.078 $ 2,500 lobe handled with settlement agreement 

5-Jun 14-Jun 531 CN 0.004 $ 1,000 contested per local limit study findings 

6-Jun 19-Jun 421 CN 0.004 $ 1,000 $ 1,000 

11-Jun 26-Jun 901 CN 0.028 $ 2,500 lobe handled with settlement agreement 

14-Jun 2-Jul 518 CN 0.005 $ 1,000 not yet 

27-Jun 11-Jul 521 CN 0.037 $ 1,000 $ 1,000 

27-Jun 28-Jun 521 Cl2 Res 2.2 $ 1,000 $ 1,000 

10-Jul 17-Jul 531 CN 0.004 $ 1,000 contested per local limit study findings 

10-Jul 23-Jul 541 CN 0.006 $ 1,000 No Fine due 

11-Jul 25-Jul 312 CN 0.004 $ 2,000 $ 2,000 

12-Jul 25-Jul 951 CN 0.005 $ 2,500 $ 2,500 

26-Jul 7-Nov 901 CN 0.0003,0.024 $ 2,500 $ 2,500 

16-Aug 18-Sep 415 CN 0.004 $ 1,000 $ 1,000 

13-Sep 25-Sep 901 CN 0.018 $ 2,500 To be handled with settlement agreement 

25-Sep 4-Oct 901 Hg,CN,Cl2 res 0.0003,0,016,2.07 $ 7,500 $5,000, owe CN 

31-Oct 15-Nov 901 CN 0.12 $ 2,500 lobe handled with settlement agreement 

8-Nov 28-Nov 901 CN 0.081 $ 2,500 lobe handled with settlement agreement 

19-Dec 10-Jan 521 CN 1 $ 1,000 $ 1,000 

19-Dec 10-Jan 521 FOG 43.1 $ 1,000 $ 1,000 

11-Oct 19-Nov 901 CN 0.082 $ 2,500 lobe handled with settlement agreement 
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11/28/2018 11:18 
mmiranda 

ICITY OF EAST CHICAGO 
IG/L ACCOUNT DETAIL 

IP 1 
Iglacting 

Org: 0606 Object: 353600 
OTHER WASTEWATER REVENUES 0606-0-000-000-00-00-353600- 

YEAR PER JOURNAL EFF DATE SRC T PO/REF2 REFERENCE AMOUNT P CHECK NO WARRANT VDR NAME/ITEM DESC COMMENTS 

2018 11 111247 11/20/2018 CRP 1 1809105 FINE F#901 -5,000.00 CLEANHARBORS WASTEWATE 
2018 09 90439 09/17/2018 CRP 1 1784750 SCRAP META -86.09 Y WALLACE RECYCLING WASTEWATE 
2018 09 90439 09/17/2018 CRP 1 1784754 FINE F#951 -2,500.00 Y UNITED STATES GYP WASTEWATE 
2018 09 90233 09/07/2018 CRP 1 1781070 FINE F#521 -1,000.00 Y LAKESHORE RAILCAR WASTEWATE 
2018 09 90233 09/07/2018 CRP 1 1781071 FINE F#312 -2,000.00 Y MATERIAL SCIENCES WASTEWATE 
2018 09 90233 09/07/2018 CRP 1 1781073 SCRAP META -562.95 Y SIMS METAL MANAGE WASTEWATE 
2018 08 80740 08/31/2018 CRP 1 1778755 SCRAP META -665.55 Y SIMS METAL MANAGE WASTEWATE 
2018 08 80740 08/31/2018 CRP 1 1778756 IN-956774 -229.43 Y 0 KONICA MINOLTA BU WASTEWATE 
2018 08 80740 08/31/2018 CRP 1 1778757 PERMIT#500 -500.00 Y CLEANHARBORS WASTEWATE 
2018 08 80298 08/03/2018 CRP 1 1768710 FINE F#421 -1,000.00 Y LUCKY STRAW INC. WASTEWATE 
2018 08 80298 08/03/2018 CRP 1 1768711 FINE F#521 -1,000.00 Y LAKESHORE RAILCAR WASTEWATE 
2018 07 70448 07/13/2018 CRP 1 1761079 FINE F#521 -1,000.00 Y 0 LAKESHORE RAILCAR WASTEWATE 
2018 06 60954 06/29/2018 CRP 1 1755427 PERMIT#312 -500.00 Y 0 MATERIAL SCIENCES WASTEWATE 
2018 06 60954 06/29/2018 CRP 1 1755436 PERMIT#931 -500.00 Y ARCELORMITTAL WASTEWATE 
2018 06 60954 06/29/2018 CRP 1 1755437 PERMIT#934 -500.00 Y 0 ARCELORMITTAL WASTEWATE 
2018 06 60954 06/29/2018 CRP 1 1755438 PERMIT#935 -500.00 Y 0 ARCELORMITTAL WASTEWATE 
2018 06 60262 06/08/2018 CRP 1 1747550 FINE F#415 -1,000.00 Y 0 TAC EAST, INC. WASTEWATE 
2018 06 60262 06/08/2018 CRP 1 1747554 FINE F#415 -1,000.00 Y 0 TAC EAST, INC. WASTEWATE 
2018 05 50828 05/24/2018 CRP 1 1741553 V#08016229 -308.24 Y 0 GRAINGER WASTEWATE 
2018 05 50828 05/24/2018 CRP 1 1741556 FINE F#521 -1,000.00 Y LAKESHORE RAILCAR WASTEWATE 
2018 05 50828 05/24/2018 CRP 1 1741560 MR PERMIT -150.00 Y WILLIAM A. RANDOL WASTEWATE 
2018 05 50438 05/15/2018 CRP 1 1737803 V# 1454328 -12.95 CINTAS WASTEWATE 
2018 05 50438 05/15/2018 CRP 1 1737830 FINE F#805 -1,500.00 Y ARCELORMITTAL WASTEWATE 
2018 05 50438 05/15/2018 CRP 1 1737832 FINE F#805 -13,500.00 Y ARCELORMITTAL WASTEWATE 
2018 05 50438 05/15/2018 CRP 1 1737834 FINE F#805 -7,500.00 Y ARCELORMITTAL WASTEWATE 
2018 03 30995 03/29/2018 CRP 1 1718663 BP PERMIT -150.00 Y BP PIPELINES (NOR WASTEwATE 
2018 03 30409 03/09/2018 CRP 1 1710530 FINE F#415 -1,000.00 Y TAC EAST, INC. WASTEWATE 
2018 02 20567 02/28/2018 CRP 1 1706225 SCRAP META -33.70 Y WALLACE RECYCLING WASTEWATE 
2018 02 20567 02/28/2018 CRP 1 1706232 FINE F#521 -1,000.00 Y LAKESHORE RAILCAR WASTEWATE 
2018 02 20329 02/15/2018 CRP 1 1700752 FINE F#415,- -1,000.00 Y 0 TAC EAST, INC. WASTEWATE 
2018 02 20329 02/15/2018 CRP 1 1700754 FINE F#934 -5,000.00 Y ARCELORMITTAL WASTEWATE 
2018 01 10383 01/22/2018 CRP 1 1691712 FINE F#521 -1,000.00 Y LAKESHORE RAILCAR WASTEWATE 
2018 01 10312 01/17/2018 CRP 1 16898-78 FINE F#415- -5,000.00 Y TAC EAST, INC. WASTEWATE 

Total Amount: -57,698.91 

** END OF REPORT - Generated by Martha Miranda ** 
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Quarterly Compliance Summaries all IUS 



#312 Electric Coatings 
Quarterly Compliance Summaries 2017 - 2018 
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East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01, 2017 to Mar 31, 2017 

....... -........ 
Parameter 
Field .H 

Units 
.H 

Limit 
5 < and < 10 

TRC Limit 
-:, 

Limit T .e 
Dail Min & Max 

# of Sam . les 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mq/L 0.5000 0.6000 Daily Max 3 

Cadmium mg/L 0.1100 0.1320 Daily Max 1 0 0 0 0 

Copper mq/L 0.1700 0.2040 Daily Max 1 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 2.6100 3.1320 Daily Max 3 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 0 0 0 .. 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0  

Available Cyanide mq/L 0.0030 0.0036 Daily Max 3 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 . 

Residual Chlorine m./L 0.4000 0.4800 Dal Max 

Site Specific Limits 
Chloroform* ma/L 2 1300 2 5560 Daily Max 0 0 0 

Napthalene* mq/L 2.1300 2.5560 Daily Max 0 0 0 

Methylene Chloride* mq/L 2.1300 2.5560 Daily Max 0 0 0 

Total Local Violations: 0 
Total Categorical Violations: 0 
Total TRC Violations: 0 

*Does not include any monthly average violations Total Chronic Violations: 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
0-  12--- Electric Coating Technologies Apr 01, 2017 to Jun 30, 2017 
Local Limits 

Parameter 
Field •H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

# f Sam • les 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 
.vii,:.- 

0 Arsenic mq/L 0.5000 Daily Max 3 
Cadmium mg/L 0.1100 0.1320 Daily Max 2 o o o o 
Copper mg/L 0.1700 0.2040 Daily Max 2 0 0 0 o 
Lead mq/L 0.2240 0.2688 Daily Max 4 o o o 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 4 0 0 0 0 
Silver mg/L 0.0500 0.0600 Daily Max 2 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 o 0 
Zinc mg/L 2.6100 3.1320 Daily Max 4 0 0 0 0 . 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 o 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 o o o 0 
Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 o 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 o o o o 
Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 o o 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 o o o 0 

Chromium mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 1 1 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 o o o o , 
Residual Chlorine mg/L 0.4000 0.4800 Daily Max 3 0 0 

Site Specific Limits 
Chloroform" ma/L 2.1300 2.5560 Daily Max 1 0 0 0 0 
Napthalene" mqlL 2.1300 2.5560 Daily Max 1 0 0 0 0 

Methylene Chloride* mg/L 2.1300 2.5560 Daily Max 1 0 0 0 0 

*Does not include any monthly average violations 

Total Local Violations: 
Total Categorical Violations: 0 
Total TRC Violations: 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
/IT - Electric  Coating Technologies Ju101,2017toS. 30,2017 

ff 

LOGdILII-011b 

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 1 

Field .H .H 5 < and <10 Dail Min & Max 3 
2 0 0 

0 
0 0 

Arsenic  mg/L 0.5000 0.6000 Daily Max 

Cadmium  mq/L 0.1100 0.1320 Daily Max 2 0 0 0 0 

Copper  mq/L 0.1700 0.2040 Daily Max 2 0 0 0 0 

Lead  mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mq/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 2 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 2 0 0 0 0 

Zinc  mq/L 2.6100 3.1320 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 2 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 2 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 3 1 1 1 0 . 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 2 0 0 0 0 

Residual Chlorine mg/L 0.4000 _ 0.4800 Daily Max 2 0 0 0 ^.........mmommy 
0 

Site Specific Limits  
Chloroform* ma/L 2.1300 2.5560 Daily Max 0 0 0 

Napthalene" mq/L 2.1300 2.5560 Daily Max 0 0 0 

Methylene Chloride* mg/L 2.1300 2.5560 Daily Max 0 0 0 

*Does not include any monthly average violations 

Total Local Violations: 
Total Categorical Violations: 0 

Total TRC Violations: 
Total Chronic Violations: 0 



Total Local Violations: 1 
Total Categorical Violations: 0 
Total TRC Violations: 
Total Chronic Violations: 1 

  

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Or 17-- Electric Coating Technologies Jul 01, 2018 to Sep 30, 2018 

 

Ll.,01 L lllll LJ 

Parameter 
Field .H 

Units 
.H 

Limit 
5 < and <10 

TRC Limit Limit T .e 
Dail Min & Max 

# of Sam .les 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 
7_0, 

Arsenic mg/L 0.5000 0.6000 Daily Max 2 

Cadmium mq/L 0.1100 0.1320 Daily Max 1 0 0 0 0 

Copper mg/L 0.1700 0.2040 Daily Max 1 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 .. 
Thallium mg/L 4.3000 5.1600 Daily Max 2 0 0 0 0 

Zinc mq/L 2.6100 3.1320 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mq/L 1.0300 1.2360 Daily Max 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 2 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 2 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 2 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Site Specific Limits 
Chloroform* ma/L 2 1300 2.5560 Daily Max 0 0 0 

Napthalene* mq/L 2.1300 2.5560 Daily Max 0 0 0 

Methylene Chloride* mg/L 2.1300 2.5560 Daily Max 0 0 0 

*Does not include any monthly average violations 
111%. 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Ou0a0 312-- Pectrir "rook”olot.r,es Jan 01, 2018 to Mar 31, 2018 

Parameter 
Field pH 

Units 
pH 

Limit 
5< and < 10 

TRC Limit Limit T .e 
Daily Min & Max 

# of Sam • les 
4 

# of Local Violations 

0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.5000 0.6000 Daily Max 4 0 
Cadmium mg/L 0.1100 0.1320 Daily Max 1 0 0 0 
Copper mq/L 0.1700 0.2040 Daily Max 1 0 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 • 
Nickel mq/L 0.3900 0.4680 Daily Max 4 0 0 0 0 . 
Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mq/L 2.6100 3.1320 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 4 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 4 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 4 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 4 0 0 0 0 

Residual Chlorine mq/L 0.4000 0.4800 
AMP, 

Daily Max 3 0 0 0 0 

Site Specific Limits 
Chloroform* ma/L 2.1300 2 5560 Daily Max 0 0 0 
Napthalene* mq/L 2.1300 2.5560 Daily Max 0 0 0 

Methylene Chloride* mg/L 2.1300 2.5560 Daily Max 0 0 0 

Total Local Violations: 
Total Categorical Violations:  
Total TRC Violations: 

*Does not include any monthly average violations Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
n- ? - - Electric Coth g Technolo7ieR Apr 01, 2018 to Jun 30, 2018 

Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field •H .H 5< and <10 
0.6000 

Dail Min & Max 3 0 
0 0 0 Arsenic mg/L 0.5000 Daily Max 3 0 

Cadmium mg/L 0.1100 0.1320 Daily Max 2 0 0 0 0 

Copper mq/L 0.1700 0.2040 Daily Max 2 0 0 0 0  

Lead mq/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 4 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 2 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 2.6100 3.1320 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 0 0 0 0 . 
Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mq/L 0.4000 0.4800 Daily Max 
,.......,  3 0 0 0  

Site Specific Limits 
Chloroform* ma/L 2.1300 2.5560 Daily Max 1 0 0 0 0 
Napthalene* mg/L 2.1300 2.5560 Daily Max 1 0 0 0 0 

Methylene Chloride* mg/L 2.1300 2.5560 Daily Max 1 0 0 0 

*Does not include any monthly average violations 

Total Local Violations: 
Total Categorical Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
01/ t la 317-- Electric Coltintt TechnoloOe5 Jul 01, 2018 to Sep 30, 2018 
Local Limits 

Parameter 
Field H 

Units 
.H 

Limit 
5< and <10 

TRC Limit 

0.6000 

Limit T .e 
Dail Mmn & Max 

# of Sam . lea 
3 

# of Local Violations 

0 

# of TRC Exceedances 

0 
0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mq/L 0.5000 Daily Max 2 
Cadmium mg/L 0.1100 0.1320 Daily Max 1 0 0 0 0 
Copper mg/L 0.1700 0.2040 Daily Max 1 0 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 
Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 2 0 0 0 0 
Zinc mg/L 2.6100 3.1320 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 2 0 0 0 0 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 2 0 0 0 0 
Phosphorus mg/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 0 0 0 
Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 1 1 1 1 
Oil & Grease mg/L 50.0000 70.0000 Daily Max 2 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 3 0 0 0 0 

Site Specific Limits 
Chloroform* ma/l 2 1300 2..5560 Daily Max 0 0 0 
Napthalene* mg/L 2.1300 2.5560 Daily Max 0 0 0 

Methylene Chloride" mq/L 2.1300 2.5560 Daily Max 0 0 0 

Total Local Violations: 1 
Total Categorical Violations: 0 
Total TRC Violations: 1 

*Does not include any monthly average violations Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outta11 -101 WR Grace-Corm Jan 01, 2017 to Mar 31, 2017 

Parameter Units Limit TRC Limit 

0.6000 

Limit Type 
Dail Min & Max 

11 t

2..___a__,_...._... ..._...._.

tcASan iimt 
3 
3 

of Local Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 
Field I-1 H 

mg/L 
5< and < 10 

0.5000 Arsenic Daily Max 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 
Mercury mq/L 0.0002 0.00024 Daily Max 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max , 3 0 0 0 0 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 1 0 0 0 0 

*Anoc nnf inninrip anv mnnthlv avPranP vinlafinnR 

Total Local Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
z ta I 4 0 I WR Grace-Conn Mar 01 2017 to Jun 30 2017 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 1 

Field .H •H 5 < and <10 Dail Min & Max 4 
4 

0 
0 0 0 

,1 

0 Arsenic mq/L 0.5000 0.6000 Daily Max 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 4 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 . 

Chromium mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mq/L 0.4000 0.4800 Daily Max 1 

Total Local Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

inch:rip any mnnthly alio:wane; yinlafinnc 



#401 W. R. Grace 
Quarterly Compliance Summaries 2017- 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Or WR Grace-Conn Jul 01,2017 to Sep 30, 2017 

Parameter Units Limit TRC Limit Limit T .e # of Sam . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
Field .H .H 5< and < 10 

0.6000 
Dail Min & Max 3 0 

0 0 0 0 Arsenic mq/L 0.5000 Daily Max 3 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 
Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 
Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Local Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

Mopc nnt inrhirlp anv monthly averwanp vinlatinne 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outtali 40il W I-21r  e-Co Oct 01, 2017 to Dec 31 2017 

   

Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H •H 
mg/L 

5< and < 10 
0.5000 0.6000 

Dail Min & Max 3 0 
0 0 0 Arsenic Daily Max 3 0 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyhphthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mq/L 0.4000 0.4800 Daily Max 1 0 0 0 0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 

0 
0 
0 

*Doeg not intthifin anv monthly avprano virslations 



Jan 01, 2018 to Mar 31, 2018 Ou tt  AIM tzrnep-Conn 
smeaumm___ - - ---,--11=111M=M111111111 111k,  

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

----• - ----- -- 
Parameter Units Limit TRC Limit Limit T .e # of Sa . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and <10 
0.6000 

Dail Min & Max 
Daily Max 

3 0 
0 0 0 Arsenic mg/L 0.5000 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 . 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

*13np. nnt includ, ante mnedhlv vPrartp vinlatinent 

0 
0 



avpr. yin PG nnf I Inrip 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
outfali Joi_- WR Crace-Otrm Mar 01, 2018 to Jun 30, 2018 

Parameter 
Field .H 

Units 
.H 

Limit 
5< and <10 

TRC Limit Limit T .e 
Dail Min & Max 

# of Sam .les 
4 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 
Arsenic  mg/L 0.5000 0.6000 Daily Max 4 

Cadmium  mg/ 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead  mq/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum  mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc  mq/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 4 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 2 0 0 0 0 

Phosphorus  mq/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 . 

Available Cyanide  mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 . 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

0 
0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
)iitlll -401- 

 WR Croce-Conn Jul 01, 2018 to Sep 30, 2018 
I Lim 

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 1 

Field .H .H 
mg/L 

5< and < 10 
0.5000 0.6000 

Dail Min & Max 
Daily Max 

3 
0 0 
0 

0 Arsenic 3 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mq/L 0.0500 0.0600 Daily Max 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 0 0 0 
Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 1 0 0 0 0 

Total Local Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*Thria.e not inrhirlp any monthly avpraop  folatione 



#411 USS Lead 
Quarterly Compliance Summaries 2017 - 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Oh .fl 1...- ILSS l ead Jan 01,2017 to Mar 31, 2017 

" 
Local Limits  

Parameter 
Field •H 

Units 
.H 

Limit 
5< and <10 

TRC Limit Limit T .e 
Dail Min & Max 

# of Sam • les 
0 

# of Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 
Arsenic  mq/L 1.0000 1.2000 Daily Max 1 

Cadmium  mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 0 0 0 

Lead  mq/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 0 0 0 . 

Nickel  mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 . 

Thallium  mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

8is(2-ethylhexyl)phthalate  mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mq/L 10.0000 12.0000 Daily Max 1 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus  mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide  mq/L 0.0030 0.0036 Daily Max 0 0 0 . 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Violations: 
Total TRC Violations: 
Total Chronic Violations: 



flr 1 I --- USS Lead 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
A r 01, 2017 to Jun 30, 2017 

 

   

" 
Local Limits  

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and < 10 Dail Min & Max 0 
1 

0 
0 0 0 0 

Arsenic  mq/L 1.0000 1.2000 Daily Max 

Cadmium  mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum  mq/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium  mq/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc  mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 1.0300 1.2360 Daily Max 1 0 o 0 0 . 

Fluoranthene  mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 10.0000 12.0000 Daily Max 1 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide  mq/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Violations: 
Total TRC Violations: 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
ni- 1-- INS Lead 

1 , 
Jul 01. 2017 tQçp 30, 2017 

" " - Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 
Local LIMIrs 

Parameter Units Limit TRC Limit Limit Type # of Samples # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field pH pH 5< and < 10 Daily Min & Max 0 
0 0 
0 

0 0 
Arsenic  mg/L 1.0000 1.2000 Daily Max 1 

Cadmium  mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 , 

Silver  mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 10.0000 12.0000 Daily Max 1 0 0 0 0 

Mercury  mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide  mq/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 

Total Violations: 
Total TRC Violations: 
Total Chronic Violations: 



'Total Violations: 
Total TRC Violations: 
Total Chronic Violations: 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
0, II 30- INS Lead Oct 01, 2017 to Dec 30, 2017 

 

MM.11:1777-71, 

 

* '0"- Not a TRC or Chronic Violation - A TRC or Chronic Violation 

Parameter 
Field .H 

Units 
•H 

Limit 
5< and <10 

TRC Limit 

1.2000 

Limit T • e 
Dail Min & Max 

Daily Max 

# of Sam • lea 
0 

# of Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 1.0000 1 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 . 

Molybdenum mq/L 0.2000 0.24000 Daily Max 0 0 0 . 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 10.0000 12.0000 Daily Max 1 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 
Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine 0.4000 0.4800 Dal Max 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
11SS 1 .po Jan 01,2018 to Mar 31, 2018 

" "0'- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter 
Field .H 

Units 

=MI 

Limit 

IMEMMECII 

TRC Limit Limit T .e 

Dail Min & Max 
# of Sam . les 

IMMICIMMIMMIMMIMi 
# of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Arsenic mg/L 1.0000 1.2000 Daily Max 1 0 0 0 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 10.0000 12.0000 Daily Max 1 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mq/L 0.4000 0.4800 Dail Max 0 0 

Total Violations: 
Total TRC Violations 
Total Chronic Violations: 



thitiafl 411 USS eRd 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Air 01, 2018 to Jun 30, 2018 

    

8-144.12, O.. lllll 1,2 

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Violations 
... ........ ...... .... ................ 

# of TRC Exceedances 
............. ...... - 

TRC Violation? 
- . -. ..----. 

Chronic Violation? 1 

Field .H .H 5< and <10 
1.2000 

Dail Min & Max 0 0 
0 Arsenic mg/L 1.0000 Daily Max 0 0 

Cadmium mq/L 0.1400 0.1680 Daily Max 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 0 0 0 . 
Fluoride mg/L 10.0000 12.0000 Daily Max 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 0 0 0 
Phosphorus mq/L 5.5000 6.6000 Daily Max 0 0 0 

Phenols _r_ng/L 0.7000 0.8400 Daily Max 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 0 0 0 

Residual Chlorine /L 0.4000 0.4800 Dail Max 

Total Violations: 
Total TRC Violations: 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
CYIttab I1SS Jul 01, 2018 to Sep 30, 2018 

 

7.1,110,79M.11 

   

 

* "0'- Not a TRC or Chronic Violation "1" - A TRC or Chronic Violation 

Parameter 
Field H 

Units 
.H 

mg/L 

Limit 
5< and < 10 

1.0000 

TRC Limit 

1.2000 

Limit T • e 
Dail MM & Max 

Daily Max 

# of Sam • lea 
0 

# of Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic 1 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 0 0 0 .. 
Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 1 1 1 1 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 10.0000 12.0000 Daily Max 1 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Violations: 
Total TRC Violations:  
Total Chronic Violations: 



#415 TAC East 
Quarterly Compliance Summaries 2017- 2018 



l5--- TAr Fqct 
'1'- A TRC or Chronic Violation 

Jan 01, 2017 to Mar 31, 2017 -mmentmangm.E.--- 
* "0" - Not a TRC; or Chronic Violation 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Chronic Violation? TRC Violation? # of TRC Exceedances 
0 

Parameter Units Limit TRC Limit Limit T • e # of Sam . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field H .H 5 < and < 10 Dail Min & Max 3 0 
0 0 0 0 

Arsenic  mg/L 0.5000 0.6000 Daily Max 3 

Cadmium  mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 3 2 2 1 1 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 , 

Residual Chlorine m IL _ 0.4000 0.4800 Daily Max 2 0 0 0  0 

Categorical Limits 
Parameter 
SGT-HEM 

Units Limit 
ma/L 0.0031 

TRC Limit I Limit Type 
0.0037 Daily Max  

# of Samples 
0 

# of Categorical Violations 
0 

Total Local Violations: 2 
Total Categorical Violations: 0 
Total TRC Violations: 1 
Total Chronic Violations: 1 

*Does not include any monthly average violations 



*Does not include any monthly average violations 
MOIMMINOMMOMP, 

Total Local Violations: 3 
Total Categorical Violations: 0 
Total TRC Violations: 2 
Total Chronic Violations: 0 

Ottiai .C- TAr: " 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Apr 01, 2017 to Jun 30, 2017 

" "- 
L.LIG.EII I- iiiii 1{.. 

Parameter Units Limit TRC Limit Limit T .e # of Sa . es # of Local Violations 
.. ......... ...... .... ......... 

# of TRC Exceedances 
..... ..- -....... • . _ _. 

TRC Violation? Chronic Violation? 

Field .H .H 5< and <10 
0.6000 

Dail MM & Max 3 
3 

0 
0 0 0 0 Arsenic mq/L 0.5000 Daily Max 

Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 1 0 0 0 

Bis(2-ethylhexyhphthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 1 1 1 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 1 1 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 0 

Categorical Limits 

SGT-HEM 
Parameter 1 Units Limit 

mo/L 0.0031  
Limit Type # of Samples 
Daily Max 0  

# of Categorical Violations I # of TRC Exceedances TRC Violation? 
0  

TRC Limit 
0.0037 

Chronic Violation? 



Total Local Violations: 

Total TRC Violations: 
Total Chronic Violations: 1 

 Total Categorical Violations:  

*Does not include any monthly average violations 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
5-- TAC East Jul 01, 2017 to Sep 10 7017 

" Local Limns  

Parameter 
Field H 

Units 
.H 

mg/L 

Limit 
5< and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam . les 
3 

# of Local Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic 2 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 2 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 1 1 1 0 

Lead mg/L 0.2240 0.2688 Daily Max 2 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 2 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 2 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 2 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 2 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 2 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 2 0 0 0 0 ,. 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 2 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 2 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Dail Max 

Categorical Limits 
Parameter 
SGT-HEM 

Units 
ma/L 

Limit 
0.0031 

TRC Limit 
I 

Limit Type 
0.0037 Daily Max  

# of Samples 
0 

# of Categorical Violations 
0 

# of TRC Exceedances TRC Violation? 
0 

Chronic Violation? 



Limit Units Parameter 
moll_ 0.0031 SGT-HEM 

Categorical Limits 
TRC Limit 

0.0037 
Limit Type 
Daily Max 

# of Samples 
0 

Chronic Violation? # of Categorical Violations I # of TRC Exceedances TRC Violation? 

0 0  

6 Total Local Violations: 
0 Total Categorical Violations: 
2 Total TRC Violations: 
0 Total Chronic Violations: *Does not include any monthly average violations 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outran 415-- TAC East Oct 01, 2017 to Dec 31, 2017 

  

Local Limits  

Parameter 
Field .H 

Units 
.H 

Limit 
5 < and <10 

TRC Limit Limit T .e 
Dail MM & Max 

# of Sam. les 
5 

# of Local Violations 
0 

., - - -- - 
# ofTRC Exceedances 

0 

„- ..-.-.-.. . .. ..._ _ _... 
TRC Violation? 

0 

_..._ .._._ ._. 
Chronic Violation? 

0 Arsenic mg/L 0.5000 0.6000 Daily Max 5 0 
Cadmium mg/L 0.1400 0.1680 , Daily Max 5 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 5 1 1 o 0 

Lead mq/L 0.2240 0.2688 Daily Max 5 o o o o 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 5 2 - 2 1 0 

Silver mg/L 0.0500 0.0600 Daily Max 5 o o o 0 

Thallium mg/L 4.3000 5.1600 Daily Max 5 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 5 1 1 0 o 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 _ Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 , 0 0 0 o 

Fluoride mg/L 2.9000 3.4800 Daily Max 5 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 o o o o 

Ammonia mg/L 77.0000 92.4000 Daily Max , 5 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 5 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 5 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 5 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 5 2 2 1 o 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 5 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Dal Max 



O Uall 415- TAC East 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01, 2018 to Mar 31, 2018 

"1" - 1-,.121 L iiiii tO  

Parameter Units Limit TRC Limit Limit T .e of Sam . es # of Local Violations 
... ...,. .... . . ..... .... ...... ..•..... 

# of TRC Exceedances 
. .-.......,.. . ... - -... 

TRC Violation? 
-...- - -.-.. 

Chronic Violation? 

Field •H .H 5< and <10 
0.6000 

Dail MM & Max 
Daily Max 

3 0 
0 0 0 Arsenic mg/L 0.5000 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 2 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 
Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max I 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 2 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 3 3 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Dal Max 3 0 0 0 0  

Categorical Limits 
Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

SGT-HEM mo/L 0.0031 0.0037 Daily Max 0 0 0 

Total Local Violations: 3 
Total Categorical Violations: 0 
Total TRC Violations: 1  

*Does not include any monthly average violations Total Chronic Violations: 1 



*Does not include any monthly average violations 

Total Local Violations: 
Total Categorical Violations: 
Total TRC Violations: 
Total Chronic Violations: 

2 
0 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
OurTail 415-- TA( Fast Apr 01, 2018 to Jun 30, 2018 

• " " 

Parameter 
Field .H 

Units 
.H 

Limit 
5 < and < 10 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

# of Sam . les 
3 
3 

# of Local Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.5000 Daily Max 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 2 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 2 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 1 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 3 0 

Categorical Limits 
Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

SGT-HEM ma/L 0.0031 0.0037 Daily Max 0 1 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jul 01 201 tO Sep 30, 2018 - 

 

 

* "0'- Not a THC or Chronic Violation "I"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and < 10 
0.6000 

Dail Min & Max 
Daily Max 

4 0 
0 0 0 Arsenic mg/L 0.5000 4 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 4 1 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 4 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 4 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 4 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 4 0 0 0 0 

Residual Chlorine L 0.4000 0.4800 

Categorical Limits 
Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

SGT-HEM ma/L 0.0031 0.0037 Daily Max 0 0 0 

*Does not include any monthly average violations 

Total Local Violations: 2 
Total Categorical Violations: 0 
Total TRC Violations: 
Total Chronic Violations: 



#421 Central States Marketing 
Quarterly Compliance Summaries 2017 - 2018 



Central States' Marketinu cn 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01, 2017 to Mar 31, 2017 

   

" 

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations 
_ ......._ .......... _... _..._ 

# of TRC Exceedances 
. ______ ..._ _ 

TRC Violation? 
_... _..._ .._.___.. 

Chronic Violation? i 

Field .H .1-1 5 < and < 10 
0.6000 

Dail Min 8. Max 3 0 
0 0 

en 

0 Arsenic mg/L 0.5000 Daily Max 3 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 . 
Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 
NIMMEMBIllk  

Daily Max 1 1 1 1 
,<MENIMMIIIIIW 

1 

  

Total Local Violations: 1 

 

  

Total TRC Violations: 1 

 

  

Total Chronic Violations: 

  

Mope not inrhtrla any monthly rn,prnn virslationg 

    



Douai '1   c.,ntral States Marketing Co. 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Apr 01, 2017 to Jun 30, 2017 

 

  

* O"-" Not a TRC or Chronic Violation "1" - A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and <10 
0.6000 

Dail Min & Max 
Daily Max 

3 0 
0 0 0 Arsenic mg/L 0.5000 3 0 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L. 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/ 5.5000 6.6000 Daily Max 1 0 0 .- 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 2 1 1 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mAL
...„....

=0 0.4800 Daily Max 1 1 0 
... ..  

0 1 

Total Local Violations: 2 
Total TRC Violations: 1 
Total Chronic Violations: 

*r)nag not innhirlo anv monthly avnrann yinlationc 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
0- rAntral States.  Mnrketn C Jul 01, 2017 to Sep 30, 2017 

* "0" Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H •H 5 < and <10 
0.6000 

Dail Min & Max 3 
2 

0 
0 0 0 Arsenic mg/L 0.5000 Daily Max 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 2 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 , 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 . 
Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 

*rinpx nnt int-4;114p anv mnnthlv avpranp vinlatinns 

2 
2 
2 



Oct 01,2017 to Dec 30, 2017 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Or ?? -- Central States Market-1m.! Co. 

"l' _  *" " - 

Parameter Units Limit TRC Limit Limit T .e # of Sam. les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
Field .H 
Arsenic 

.H 
mg/L 

5< and < 10 
0.5000 0.6000 

Dail Min & Max 
Daily Max 

4 
4 

0 
0 0 0 0 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 
Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 4 0 0 0 0 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/I_ 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 
Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 2 0 0 

0 Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 
Residual Chlorine /L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

MnPs not inelndp anv mnnthlv avPranp vinlatinns 

2 
1 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
0- " Central Statff Marketinfi Jan 01, 2018 to Mar 11, 2018 

"ECM 
"0" - 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
Field •H .H 5< and <10 

0.6000 
Dail Min & Max 

Daily Max 
2 0 

0 0 0 Arsenic mg/L 0.5000 2 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 
Thallium mg/L 4.3000 5.1600 Daily Max 2 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 
8is(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 0 0 0 
Fluoride mg/L 2.9000 3.4800 Daily Max 2 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 0 0 0 
Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 
Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 
Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mq4
4,. 

 0.4000 0.4800 Daily Max 1 0 0 0  n  

Total Local Violations: 
Total TRC Violations: 

0 
0 

Total Chronic Violations: 

*noPg nnt inrhirip anv mnnfhlv avoranP vinlatinns 

0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
11- /1 -- Central States Markefin Co. 7.1F.:711b. 

Apr 01, 2018 to Jun 1,2018 

 

   

"1' _  
LocalLimits  

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations 

, -,v.,- „- „, -,„-„,, 
# of TRC Exceedances 

-,,,,-„_., . . _ _ _... 
TRC Violation? 

_..._ ______ 
Chronic Violation? 

Field .H .H 5< and <10 Dail Min & Max 3 0 
0 0 0 

....4.t: 

0 
Arsenic  mg/L 0.5000 0.6000 Daily Max 3 

Cadmium  mg/I_ 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead  mq/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum  mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium  mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc  mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 2 0 0 0 0 

Phosphorus  mq/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 2 0 1 1 0 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 2 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Local Violations: 2 
Total TRC Violations: 2 
Total Chronic Violations: 1 

MIIPC nnt inrhirlp any mnnthly ayprana yinlatinng 



Total Chronic Violations: 

Total Local Violations: 
Total TRC Violations: 

2 
1 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Control Ctatac MorkPtino en Jul 01, 2018 to Sep I I . 2018 

      

     

'0'- Not a TRC or Chronic Violation 
Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field 1-1 .1-1 5< and < 10 
0.6000 

Dail Min & Max 2 0 
0 0 

5 

0 Arsenic mq/L 0.5000 Daily Max 2 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mq/L 0.2820 0.3384 Daily Max 1 0 o 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 .. 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mg/L 0.0500 0.0600 Daily Max 1 0 o 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 2 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 2 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 , 0 0 ----- 
Phosphorus mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 . 
Chromium mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 DalI Max 

*nnaA not innindo any mnnfhly ayoranp yinlafinns 



#511 Green Lake Tube, LLC 
Quarterly Compliance Summaries 2017 - 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Out [AI 71/ -- Green Lake Tul-- 11  r` Jan 01, 2017 to Mar 31, 2017 

 

  

*" " - Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 
LOCI LIMILS 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 1 

Field .H .H 5 < and <10 Dail Min & Max 3 
0 0 
0 

0 Arsenic mq/L 0.5000 0.6000 Daily Max 3 

Cadmium mg/ 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide  mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 

0 1 
0 
0 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Olaf au 511 _ I alza Tiihp I .I,C Apr 01, 2017 to Jun 30, 2017 

LOGd1 LIMIES  

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Local Violations # of TRC Exceedances 
... „ .....„.„--  

TRC Violation? Chronic Violation? 

Field .H MIME 
mg/L 

la:12331Ell 
0.5000 

.. 
0.6000 

MWEBTEMEDMII =.11111.MIIIIMI I=IIMIIMIll 
0 0 0 Arsenic Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  
Phosphorus  

Phenols 

mg/L 
mg/L 
mg/L 

77.0000 
5.5000 
0.7000 

92.4000 
6.6000 
0.8400 

Daily Max 3 
Daily Max 3 
Daily Max 1 

0 
0 
0 

0 
0 
0 

0 
0 
0 

0 
0 
0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 1 00 0 0 

 

Total Local Violations: 

 

0 

 

Total TRC Violations: 

 

0 

 

Total Chronic Violations: 

 

0 

    

    



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
" -- Green I eke Tube, LI,C Jul 01, 2017 to Sep 30, 2017 

"fl" - " " - LIJC.II I- fffff L.  

Parameter 
Field .H 

Units 
•H 

Limit 
5 < and < 10 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam • lea 
3 

# of Local Violations 
0 

... ... . . . . .., . . ...,.., ...,.. ......- 

# of TRC Exceedances 

0 

. -........... . - -. 

TRC Violation? 

0 

-... -...- __ _. 

Chronic Violation? 

0 Arsenic mg/L 0.5000 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 . 
Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 . 
Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 1 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine 0.4000 0.4800 Daily Max__
,.  ..v - 

2 0 0 0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
rfal 5/1 -- Greer, I a T..h hr Oct 01, 2017 to Dec 30, 2017 

• " " 
I...I...,OI I- iiiiii .., 

Parameter 
Field .H 

Units 
•H 

mg/L 

Limit 
5 < and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T •e 
Dail Min & Max 

# of Sam • les 
3 

# of Local Violations 
0 

., • v...“. ....... ,... ,..........,. 

# of TRC Exceedances 

0 

• ”.."....,..... . . . ..... .,. .............v 

TRC Violation? 

0 

..,.............. 

Chronic Violation? 

0 Arsenic Daily Max 3 0 
Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 . 
Zinc mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 . 
Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 1 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 ,. 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m.IL 0.4000 0.4800 DalI Max 

Total Local Violations: 
Total TRC Violations: 

1 
0 
0 Total Chronic Violations: 



1 Cre.pn I .9kP Tube, LIL,C Jan 01, 2018 to Mar 11,2018 
"1'- A TRC or Chronic Violation * "Cr - Not a TRC or Chronic Violation 

0 
0 
0 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Parameter 
Field H 

Units 
.H 

Limit 
5< and <10 

0.5000 

TRC Limit 

0.6000 

Limit T •e 
Dail Min & Max 

# of Sam • lea 
2 
2 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L Daily Max 
Cadmium mg/L 0.1400 0.1680 Daily Max 0 0 0 
Copper mq/L 0.2820 0.3384 Daily Max 2 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 0 0 0 .. 
Molybdenum mq/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 0 0 0 
Thallium mq/L 4.3000 5.1600 Daily Max 2 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 2 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 0 0 0 . 
Ammonia mg/L 77.0000 92.4000 Daily Max 2 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 2 0 0 0 0 

Residual Chlorine m.IL 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 



Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 

0 1  
0 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
ti a  •• _. I Alec. Tube.. LLC Apr 01, 2018 to Jun 11,2018 

"0" - 
Lt.ILCII L. iiiii 1... 

Parameter Units Limit TRC Limit Limit T • e # of Sam .ies # of Local Violations 
,.. ......... .. ..... .... ............. 

# of TRC Exceedances 
............... .. .... .... .......,..... 

TRC Violation? 
.._____ 

Chronic Violation? 

Field .H •H 5< and <10 
0.6000 

Dail Min & Max 
Daily Max 

2 
2 

0 
0 0 0 0 Arsenic mq/L 0.5000 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 2 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 2 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 2 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/ 77.0000 92.4000 Daily Max 2 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 2 0 0 0 0 

Residual Chlorine ma/L 
4.31.. 

0.4000 0.4800 Daily Max 
4.1. 

1 0 0 0 0 
...11FTS 



()offal! $1? -- Green T.h. 
_  

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jul 01, 2018 to Sep 30, 2018 

 

  

* "0"- Not a TRC or Chronic Violation - A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and <10 
0.5000 0.6000 

Dail Min & Max 
Daily Max 

3 
3 

0 
0 0 0 Arsenic mg/L 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 .. 
Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

8is(2-eth_ylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0  

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 1 0 0 0  

  

Total Local Violations: 
Total TRC Violations: 

0 
0 

 

  

Total Chronic Violations: 0 

 

     

     



#514 National Processing 
Quarterly Compliance Summaries 2017 - 2018 



0 
0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
outia il 5 1 A N etinnal Prnraceina Irnri) Jan 01, 2017 to Mar 31, 2017 

 

   

* " " - Not TRC or Chronic Violation "1"- A TRC or Chronic Violation 
Local LIITIIIS 

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and < 10 Dail Min & Max 3 0 
0 0 0 0 Arsenic  mg/L 0.5000 0.6000 Daily Max 3 

Cadmium  mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mq/L 0.2820 0.3384 Daily Max 3 1 0 0 0 

Lead  mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mq/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver  mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc  mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mq/L 0.4000 0.4800 Daily Max 1 0 0 0 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
' 1  -- N21innsil Processin,,  Cur A 01, 2017 to Jun 30, 2017 

* "0"- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field •H .H 5 < and <10 
0.6000 

Dail Min & Max 3 0 
0 0 0 0 Arsenic mg/L 0.5000 Daily Max 3 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 , 
Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 1 0 0 1 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

 

Total Local Violations: 2 

 

Total TRC Violations: 0 

 

Total Chronic Violations: 2 

   

   



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
-- Nation 

- 

Jul 01, 2017 to Sep 30, 2017 

 

* - Not a TRC or Chronic Violation - A TRC or Chronic Violation ____. _......_ 
Parameter 
Field H 

Units 
.H 

mg/L 

Limit 
5< and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam . les 
3 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic 
Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 2 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 2 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 2 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m.IL 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 

2 
1 
2 Total Chronic Violations: 



0 
0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
thura1.1 514 Notinnal Prqeessina Oct 01, 2017 to Dec 31 2017 

 

  

* "0" - Not a TRC or Chronic Violation 1"- A TRC or Chronic Violation 

   

Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and <10 Dail Min & Max 3 
3 

0 
0 0 0 0 

Arsenic  mg/L 0.5000 0.6000 Daily Max 

Cadmium  mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mq/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver  mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Dail Max 



Jan 01, 2018 to Mar 31, 2018 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Or 5 l4-- Natifusal Processing Corp 

* "0" - ,.....,....., -,......, 
Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Local Violations 

_ .._. _ _ _... 
# of TRC Exceedances TRC Violation? Chronic Violation? 

Field •H .H 5 < and < 10 
0.5000 0.6000 

Dail Min & Max 3 0 
0 0 0 Arsenic mg/L Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 .. 
Fluoride mq/L 2.9000 3.4800 Daily Max 3 o o 0 0 . 
Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 .. 
Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dal Max 

'1"- A TRC or Chronic Violation 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 

1 
0 
0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
!Iv t - NsitinmaI procc, n C r Air 01, 2018 to Jun 30, 2018 
!......,•21 L. iiiiii .  

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations 
... ........... . . ,....... ............. 

# of TRC Exceedances 
................. . . . . . - - ... ...... 

TRC Violation? 
-...- ....- .-. 

Chronic Violation? 

Field iN .H 
mg/L 

5< and < 10 
0.5000 0.6000 

Dail Min & Max 3 
3 

0 
0 0 0 0 Arsenic Daily Max 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 . 
Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 1 0 0 1 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 

 

Total Local Violations: 

 

1 

 

Total TRC Violations: 

 

0 

 

Total Chronic Violations: 

 

1 

    

    



'1'- A TRC or Chronic Violation 

14 -- National Procevsing Corp. 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jul 01, 2018 to Sep 30, 2018 
* "0"- Not a TRC or Chronic Violation 

Parameter Units 
1.11MIErraMIMIIIIMINI 1itEEI 

Limit TRC Limit Limit T •e # of Sam• les # ofLocal Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

0.6000 
MICEOPEDIEWMIIMIIMEMEMIIMMINAIMMI 

4 0 0 0 Arsenic mq/L 0.5000 Daily Max 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 4 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 4 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 4 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease m./L 50.0000 70.0000 Dail Max 4 0 0 0 0 

Residual Chlorine mg/L 
. ... 

0.4000 0.4800 Dail Max 3 I 0 0  0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

0 
0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
1C0 Polymerc North America, r Jan 01, 2017 to Mar 31,2017 

AMMIRMAIMMIIS 

 

  

LOGd1 I-1111115  

Parameter 
Field .H 

Units 
.H 

Limit 
5 < and <10 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam . les 
3 

# of Local Violations 
0 

., ,..... .... ....... -...- 

# of TRC Exceedances 

.. 0 

..----.. . .. .-. 

TRC Violation? 

0 

-... _. ._ ._ ._.. 

Chronic Violation? 

0 Arsenic mq/L 0.5000 1 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 1 0 0 1 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 
' - - - 

   

 

Total Local Violations: 2 
Total TRC Violations: 1 

 

Total Chronic Violations: 1 

   



#518 ICO Polymers 
Quarterly Compliance Summaries 2017 - 2018 



" " 

Apr 01, 2017 to Jun 30 2017 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
On ijali 51F TCO Puivme-- Nrurth morirsa Inv 

2,DEMMOR7-, 
• • 

1 
1 
1 

1-1.11..11 1-111111. 

Parameter 
Field •H 

Units 
.H 

Limit 
5 < and <10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam i les 
3 

# of Local Violations 
0 

... „.... .... „ .. . . . .... ........„... 

# of TRC Exceedances 

0 

. .-.-.,._.„ . . . .-. ...... 

TRC Violation? 

0 

-.. - -.- .-.. 

Chronic Violation? 

0 Arsenic mq/L 1 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 1 1 1 1 

Lead mq/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 -. 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Dail Max 3 0 0 0 0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
0- IC() Pnivmers North America Inc rN, Jul 01, 2017 tn Sep 10. 2017  

 

 

* " " - Not a TRC or cMron,c Violation "1"- A TRC or Chronic Violation 
LUct11, ffffff . 

Parameter 
Field .H 

Units 
.H 

Limit 
5 < and <10 

TRC Limit Limit T •e 
Dail Min & Max 

# of Sam• les 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

Arsenic mg/L 0.5000 0.6000 Daily Max 1 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 , 
Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 , 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 3 3 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 

3 
1 
1 Total Chronic Violations: 



 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
CO Polymers North kmerical, Inc P A) Oct 01, 2017 to Dec 30, 2017 

 

   

* "0'- Not a TRC or Chronic Violation "1'- A TRC or Chronic Violation 

Parameter 
Field oH 

Units 
oH 

mg/L 

Limit 
5 < and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail MM & Max 

# of Sam • les 
4 

# of Local Violations 

0 

# of TRC Exceedances 

0 
0 

TRC Violation? 

0 

Chronic Violation? 

Arsenic Daily Max 1 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max , 3 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 . 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 4 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 4 2 2 

 

Total Local Violations: 

 

2 

 

Total TRC Violations: 

 

1 

 

Total Chronic Violations: 

 

0 

    

    



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Ou flan 718 -- ICO Pnlvmer.,  Nr."-1.  Am rm. 1, Jan 01, 2018 to Mar 31, 2018 

Local Limits * "0"- Not a TRC or Chronic Violation '1"- A TRC or Chronic Violation 

Parameter 
Field .H 

Units 
.H 

Limit 
5 < and <10 

TRC Limit 

0.6000 

Limit T •e 
Dail Min & Max 

# of Sam • les 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.5000 Daily Max 1 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 1 0 0 0 0 .. 
Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 . 
Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 

3 
1 
1 Total Chronic Violations: 



 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
len Prilvmerc North 1rncrica, fur, (1 FN  Apr 01, 2018 to Jun 30, 2018 

 

  

* " "- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 
Luca! 1.11111(b 

Parameter 
Field .1H 

Units 
.H 

Limit 
5< and <10 

TRC Limit Limit T • e 
Dail Min & Max 

# of Sam • les 
3 
1 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 
Arsenic  mg/L 0.5000 0.6000 Daily Max 

Cadmium  mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum  mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mq/L 0.0002 0.00024 Daily Max 2 0 0 0 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 3 1 1 1 0 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 
i 

Residual Chlorine m./L 0.4000 0.4800 Dail Max 3 0 0 0 0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Oh trail 519 - ICO Pehruter9 _Nr.-th A merir roe. Jul 01, 2018 to Sep 30 2018 

* "0"- Not a TRC or Chronic Violation 
Ti777.777.1111= 

"1" - A TRC or Chronic Violation 
----- -------- 

Parameter 
Field .H 

Units 
•H 

mg/L 

Limit 
5< and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam • les 
3 
1 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/ 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 . 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine 
F.MIMIll. 

mq/L 0.4000 0.4800 Daily Max 3 0 0 
4,..111=111•111,  

0 
--b 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 



#521 Lakeshore Railcar Services 
Quarterly Compliance Summaries 2017 - 2018 



- A TRC or Chronic Violation 

Jan 01, 2017 to Mar 31, 2017 
* - Not a TRC or Chronic Violation 

0' ^1 _- 1 alcAchnre Railcar & Tanker Serl- 
Local i 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Parameter Units Limit TRC Limit Limit T .e # of Sam . les # Local of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and < 10 
0.1944 

Dail MM & Max 6 0 
0 0 0 Arsenic mg/L 0.1620 Daily Max 6 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.1700 0.2040 Daily Max 6 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 6 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 6 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 6 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 6 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2150 0.2580 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.0537 0.0644 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 6 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 6 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 6 2 2 1 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 6 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 6 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 6 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 6 3 3 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 6 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 

ical Limi 
Parameter Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 

SGT-HEM mg/L 26.00 31.2000 Daily Max 0 0 0 

Phenanthrene mg/L 0.34 0.4080 Daily Max 0 0 0 
_ .. .... . _ _ 
otal Locallo a ions. 

Total Categorical Violations: 
Total TRC Violations: 
Total Chronic Violations: 

0 
2 
0 

*Does not  include any  monthly averaoe violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Onttan 521 -- Lnkeqbore A r 01, 2017 to Jun 30 2017 

*"0"- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter 
Field H 

Units 
.H 

Limit 
5< and <10 

TRC Limit 

0.1944 

Limit T .e 
Dail Min & Max 

# of Sam . las 
5 

# Local of Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.1620 Daily Max 5 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 0 0 0 
Copper mg/L 0.1700 0.2040 Daily Max 5 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 5 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 5 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 5 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 5 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2150 0.2580 Daily Max 0 0 0 

Fluoranthene mg/L 0.0537 0.0644 Daily Max 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 5 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 5 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 5 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 5 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 5 3 3 1 0 

Chromium mg/L 0.2820 0.3384 Daily Max 5 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 5 5 5 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 5 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

- ----- - 
Parameter Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 
Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 

SGT-HEM mg/L 26.00 31.2000 Daily Max 1 0 0 0 0.00 

Phenanthrene mg/L 0.34 0.4080 Daily Max 1 0 0 0.00 0.000 
Total Local Violations: 10 
Total Categorical Violations: 0 
Total TRC Violations: 2 '1 

Total Chronic Violations: 1 

*Does not include  any monthly averaae violations  



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outtal bore 7. 1̂r SPrv4Ce5 Jul 01, 2017 to Se 30. 2017 

* "0"- Not a TRC or Chronic Violation 

 

    

"1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T i e # of Sam i les # Local of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field H •H 
mg/L 

5 < and < 10 
0.1620 0.1944 

Dail Min & Max 5 0 
0 0 0 Arsenic Daily Max 4 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.1700 0.2040 Daily Max 5 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 4 0 0 0 0 
Molybdenum mg/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mg/L 0.3900 0.4680 Daly Max 1 0 0 0 0 
Silver mg/L 0.0500 0.0600 Daily Max 4 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2150 0.2580 Daily Max 2 0 0 0 0 

Fluoranthene mg/L 0.0537 0.0644 Daily Max 2 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 5 1 1 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 5 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 5 2 1 0  0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 5 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 5 1 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 5 2 1 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 4 0 0 0 0 

Residual Chlorine 
..

1919/L 0.4000 0.4800 Daily Max 4 0 0 

Parameter Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 
Carbazole mg/L 0.39 0.4704 Daily Max 0 0 0 
o-Cresol mq/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 
SGT-HEM mq/L 26.00 31.2000 Daily Max 1 0 0 0 0.00 

Phenanthrene mg/L 0.34 0.4080 Daily Max 0 0 0 
Total Local Violations: 6 
Total Categorical Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*Does not include any monthly averaae violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outran $21 1 hnIrr Tanker Service!. Oct 01, 2017 to Dec 31, 2017 

 

  

* "0" - Not a TRC or Chronic Violation "1'- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam . les # Local of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and < 10 
0.1944 

Dail MM & Max 6 0 
0 0 0 Arsenic mg/L 0.1620 Daily Max 5 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 2 0 0 0 0 

Copper mg/L 0.1700 0.2040 Daily Max 5 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 5 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 2 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 5 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 5 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 5 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2150 0.2580 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.0537 0.0644 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 5 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 4 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 5 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 5 0 0 0 0 . 
Phenols mg/L 0.7000 0.8400 Daily Max 5 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 5 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 6 2 2 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 5 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 6 2 

Parameter Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 .. 
Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 ,. 
n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 

SGT-HEM mg/L 26.00 31.2000 Daily Max 0 0 0 

Phenanthrene mg/L 0.34 0.4080 Daily Max 0 0 0 
Total Local Violations: 4 
Total Categorical Violations: 0 
Total TRC Violations: 1 
Total Chronic Violations: 0 

*Does not include any monthly averaae violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Otiaii 2! alkeshere Rallemr & i^.. Jan 01, 2018 to Mar 31, 2018 

. 

   

Local Limits  
Parameter 

Field .H 
Units 

.H 
Limit 

5 < and < 10 
TRC Limit Limit T • e 

Dail MM & Max 
# of Sam . les 

6 
# Local of Violations 

0 
0 

# of TRC Exceedances 

0 

„ - „- „, --, ...,„  
TRC Violation? 

0 

_... _..._ .. 
Chronic Violation? 

0 
Arsenic  mg/L 0.1620 0.1944 Daily Max 7 

Cadmium  mg/L 0.1400 0.1680 Daily Max 2 0 0 0 0 

Copper  mg/L 0.1700 0.2040 Daily Max 7 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 7 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mq/L 0.3900 0.4680 Daily Max 2 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 7 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 7 0 0 0 0 

Zinc  mg/L 2.8700 3.4440 Daily Max 7 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 0.2150 0.2580 Daily Max 2 0 0 0 0 

Fluoranthene  mg/L 0.0537 0.0644 Daily Max 2 0 0 0 0 . 

Fluoride  mq/L 2.9000 3.4800 Daily Max 7 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 7 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 7 0 0 0 0 . 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 7 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 7 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 7 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 7 6 6 1 1 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 7 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Daily Max 

t.aragorwitt 1-11111Lb 

Parameter  Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony  mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobalt  mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin  mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium  mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium  mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole  mq/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol  mq/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol  mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane  mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane  mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol  mg/L 0.16 0.1860 Daily Max 0 0 0 

SGT-HEM  mg/L 26.00 31.2000 Daily Max 0 0 0 

Phenanthrene mq/L 0.34 0.4080 Daily Max 0  0 0 
Total Local Violations: 6 . 
Total Categorical Violations: 0 
Total TRC Violations: 1 
Total Chronic Violations: 1 

*Does not include anv monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Ourtall 52/ - Lake0Tere Rea-- Rr AnrOl. 2018 to Jun 30 2018 

L..1.11..LI L. ,,,,, L.> 

Parameter Units Limit TRC Limit Limit Type # of Samples # Local of Violations 
.. . ..... ... . . .-. -... ......- 

# of TRC Exceedances 
. .-.-..-.. . . . . . .- - -... 

TRC Violation? 
- . ....---- . 

Chronic Violation? 

Field pH pH 5 < and < 10 Daily Min & Max 4 0 
0 0 

:Ot 
0 Arsenic mg/L 0.1620 0.1944 Daily Max 7 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 4 0 0 0 0 

Copper mq/L 0.1700 0.2040 Daily Max 7 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 7 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 3 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 4 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 7 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 7 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 7 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2150 0.2580 Daily Max 4 0 0 0 0 

Fluoranthene mg/L 0.0537 0.0644 Daily Max 4 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 7 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 6 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 6 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 7 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 7 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 7 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 7 1 1 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 7 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Parameter Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 

SGT-HEM mg/L 26.00 31.2000 Daily Max 0 0 0 

Phenanthrene mg/L 0.34 0.4080 Daily Max 0 0 0 
Total Local Violations: 4 
Total Categorical Violations: 0 
Total TRC Violations: 1 
Total Chronic Violations: 0 

*Does not include any monthly average violations 
1111 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Owt;111 57/ 1,81(eshore RP/1--- £ T..Lar SArVi 

 

Jul 01 2018 to Sep 30, 2018 

    

'0'- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter 
Field .H 

Units 
.H 

Limit 
5 < and < 10 

TRC Limit 

0.1944 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam . les 
6 

# Local of Violations # of TRC Exceedances 

0 
0 

TRC Violation? 

0 

Chronic Violation? 1  

Arsenic mg/L 0.1620 6 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 2 0 0 0 0 

Copper mg/L 0.1700 0.2040 Daily Max 7 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 6 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 2 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 6 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 6 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 6 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2150 0.2580 Daily Max 2 0 0 0 0 

Fluoranthene mg/L 0.0537 0.0644 Daily Max 2 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 7 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 7 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 7 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 7 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 7 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 6 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 6 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Parameter Units Limit TRC Limit Limit Type # of Samples # Categorical of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol mq/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mq/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 

SGT-HEM mg/L 26.00 31.2000 Daily Max 0 0 0 

Phenanthrene mg/L 0.34 0.4080 Daily Max 0 0 0 
Total Local Violations: 2 
Total Categorical Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*Does not include any monthly average violations  



#531 Praxair, Inc. 
Quarterly Compliance Summaries 2017 - 2018 



ELI  

Jan  01, 2017 tn Mar 31,  2017  
" 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Praxair. inc. 

• 
LAJC011 I- fffff Lb  

Parameter 
Field • H 

Units 
.H 

Limit 
5 <and < 10 

0.5 

TRC Limit 

0.6 

Limit T •e 
Dail Min & Max 

Daily Max 

# of Sam i les 
3 
3 

# of Local Violations 
0 
0 

.. ........ . ............... 

# of TRC Exceedances 

0 

..----..  

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 
Cadmium mg/L 0.14 0.1680 Daily Max 1 0 0 0 0 

Copper lbs/day 0.5000 0.6000 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride lbs/day 14.0500 16.8600 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

0 
0 



"I"- A TRC or Chronic Violation 

Oil tira 531 -- Praxair, Inc. 
MM. 

ALL916.32,17  to Jun 30, 2017 
* '0"- Not a TRC or Chronic Violation 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Parameter 
Field I-1 

Units 
.1-1 

Limit 
5 < and <10 

TRC Limit 

0.6 

Limit T .e 
Dail Min & Max 

# of Sam .les 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.5 Daily Max 3 

Cadmium mg/L 0.14 0.1680 Daily Max 1 0 0 0 0 

Copper lbs/day 0.5000 0.6000 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 . 
Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 ,. 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 .. 
Silver mg/ 0.0500 0..0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 . 
Fluoride lbs/day 14.0500 16.8600 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 ... 
Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 

0 
0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
11 --

Local Limits 

Jul 01, 2017 to Sep 30, 2017 

 

* '0"- Not a TRC or Chronic Violation '1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
Field •H .H 

mg/L 
5< and < 10 

0.5 0.6 
Dail Min & Max 

Daily Max 
3 0 

0 0 0 Arsenic 3 0 
Cadmium mq/L 0.14 0.1680 Daily Max 1 0 0 0 0 

Copper lbs/day 0.5000 0.6000 Daily Max 3 1 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 . 
Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride lbs/day 14.0500 16.8600 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 

 

Total Local Violations: 

 

2 

 

Total TRC Violations: 

 

1 

 

Total Chronic Violations: 

 

1 

    

    



Pr.av air Intr. 
,Trx. 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Oct 01, 2017 to Dec 30, 2017 

e-MMTWSW 

* 0" -"  Not a TRC or Chronic Violation 

 

 

"1" - A TRC or Chronic Violation 

   

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and < 10 
0.6 

Dail MM & Max 3 0 
0 0 0 0 Arsenic mg/L 0.5 Daily Max 3 

Cadmium mg/L 0.14 0.1680 Daily Max 1 0 0 - 0 0 

Copper lbs/day 0.5000 0.6000 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 o o 0 . 
Fluoride lbs/day 14.0500 16.8600 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 . 
Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 1 1 1 1 . 
Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Local Violations: 

 

Total TRC Violations: 1 
Total Chronic Violations: 1 

  



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outtail 5.11 Praxafr, Inc. 
Local Limits 

Jan 01,2018 to Mar 31,2018 

 

* '0"- Not a TRC or Chronic Violation "I"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e of Sam .les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
Field .H .H 5 < and < 10 Dail Min & Max 3 0 
Arsenic mg/L 0.5 0.6 Daily Max 3 0 0 0  0 

Cadmium mg/L 0.14 0.1680 Daily Max 1 0 0 0 0  
Copper lbs/day 0.5000 0.6000 Daily Max 3 0 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 
Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

81s(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride lbs/day 14.0500 16.8600 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 
Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 
Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 
Residual Chlorine m./L 0.4000 0.4800 Dail Max 

 

Total Local Violations: 0 

 

Total TRC Violations: 

  

 

Total Chronic Violations: 

 

0 

    

    



Apr 01, 2018 to Jun 30, 2018 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
-- Pravair. 

1 
1 
1 

"l" _  LCA,:11 L. lllll  tb  

Parameter 
Field • H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit 

0.6 

Limit T .e 
Dail MM & Max 

# of Sam • les 
3 

# of Local Violations 
0 

... ...... .... „ .... ... .........,...... 

# of TRC Exceedances 

0 

.....,......-.. . - .. ..... -. 

TRC Violation? 

0 

-... -...- -----.. 

Chronic Violation? 

0 Arsenic mg/L 0.5 Daily Max 3 0 

Cadmium mg/L 0.14 0.1680 Daily Max 1 0 0 0 0  

Copper lbs/day 0.5000 0.6000 Daily Max 2 0 0 0 0 . 
Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride lbs/day 14.0500 16.8600 Daily Max 2 0 0 0 0 .. 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorin. 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Omfaii 531 - Fraud?' Inc. Jul 01, 2018 to Sep 30, 2018 

*" " - Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 
1-01:d1 L. ffffff 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and < 10 Dail Min & Max 3 0 
0 0 

A. 

Arsenic mq/L 0.5 0.6 Daily Max 3 0 

Cadmium mq/L 0.14 0.1680 Daily Max 1 0 0 0 0 

Copper lbs/day 0.5000 0.6000 Daily Max 2 0 0 0 o 

Lead  mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 . 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 . 

Silver  mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc  mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 . 

Fluoride lbs/day 14.0500 16.8600 Daily Max 2 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus  mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 1 1 1 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max  3 0 0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 1 



#541 Praxair, Inc. 
Quarterly Compliance Summaries 2017 - 2018 



Or - 1 -- Praxair, 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01. 2017 to Mar 31, 2017 

   

LI.IGGII I- llllll .  

Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Violations 
..... . . ... . . ......... ..........„... 

# of TRC Exceedances 
............... . . . . .....-. 

TRC Violation? 
-... -...- . -.-. -.. 

Chronic Violation? 

Field .1-i .H 5 < and < 10 
0.5000 0.6000 

Dail Min & Max 3 0 
0 0 0 0 Arsenic mg/L Daily Max 3 

Cadmium mq/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 
Amisammmok 

Daily Max 1 0 0 0  

Total Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*1)e)P.c nnf inchicle4 anv mnnthly avpraruz vinlafinnn 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
rh- '1 Pra Apr 01, 2017 to  Jun 30, 2017 

 

    

* "0" - Not a TRC or Chronic Violation -I"- A TRC or Chronic Violati 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .1-I .H 5 < and <10 
0.5000 0.6000 

Dail Min & Max 3 0 
0 0 0 Arsenic mg/L Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 . 
Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 . 
Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 . 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 . 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 . 
Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mo L 0.4000 0.4800 Dail Max 

Total Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

nnf inrhala any mnnfhly ayarana yinlafinna 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
" Proxair, Inc. Jul 01, 2017 to Sep 30, 2017 

=MIK 

1-I.01,21 I- lllll I.J. 

Parameter 
Field •H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

# of Sam • lea 
3 
3 

# of Violations 
0 
0 

... ......... .......... ................ 

# of TRC Exceedances 

0 

..----- . . .... ... 

TRC Violation? 

0 

-. -..... -.---. 

Chronic Violation? 

0 Arsenic mg/L 0.5000 Daily Max 
Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 . 
Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 . 
Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 , 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 , 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*nrapc nnt inrittrIp anv mnrithlv avprartp vinlatinrm 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Obtfalt 741 -- Prayair, !my. Oct 01, 2017 to Dec 30, 2017 

" "0" - Not a TRC or Chronic Violation "1" - A TRC or Chronic Violation ----- -------- 
Parameter Units Limit TRC Limit Limit T e # of Sam. les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and <10 
0.6000 

Dail Min & Max 3 0 
0 0 0 Arsenic mg/L 0.5000 Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine rn./L 0.4000 0.4800 Dail Max 

0 
0 

Total Violations: 
Total TRC Violations: 

0 Total Chronic Violations: 

*flpç not inrh yip any monthly aypranp yinlatirsom 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outtail ';'41 P.v.ir In Jan 01, 2018 to Mar 30, 2018 

  

" "- 
LAJcd/  1-117-11I 

Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Violations 
v ,..... .. .. .... v, ...„.......... 

# of TRC Exceedances 
............... . . . .-.  

TRC Violation? Chronic Violation? 

Field .1-1 •H 5< and < 10 
0.6000 

Dail Min & Max 
Daily Max 

3 0 
0 0 0 Arsenic mg/L 0.5000 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 . 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

 

Total Violations: 0 

 

 

Total TRC Violations: 0 

 

 

Total Chronic Violations: 0 

 

Vinpc nnt inning-1p anv mnnthlv avarano vinlatinnq 

   



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outi aII 541 - PratTftir, Inc Ant 01, 2018 to Jun 30, 2018 

 

* " " 
1-Wl...21 L.. iiiii doa  

Parameter 
Field H 

Units 
iiH 

mq/L 

Limit 
5< and <10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam•les 
3 
3 

# of Violations 
0 

.. . .,... ... . „.....,. .............. 

# of TRC Exceedances 

0 

................ . . . ........ ...... 

TRC Violation? 

0 

........ . ............... 

Chronic Violation? 

0 Arsenic 0 
Cadmium mq/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 
Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 i. 
Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 i. 
Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

0 
0 

Total Violations: 
Total TRC Violations: 

0 Total Chronic Violations: 

nnt inclnric+ anv monthly avPrat-sa vinlatinnc 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Otafall5. '1 Pvi Int. Jul 01, 2018 to Sep 30, 2018 

 

" 
Local Limits  

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Violations 
,, -,,,,,-  

# of TRC Exceedances TRC Violation? 
. ,. ..._  

Chronic Violation? 

Field .H .1-1 5 < and <10 Dail Min & Max 3 0 
0 0 0 0 

Arsenic  mg/L 0.5000 0.6000 Daily Max 3 

Cadmium  mq/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 . 

Fluoride  mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 2 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 . 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Violations: 1 
Total TRC Violations: 1 
Total Chronic Violations: 1 

*nnt4 nnf inchitip anv mnnfhlv averane. vinlalionc 



#611 Arcelor Mittal Research 
Quarterly Compliance Summaries 2017 - 2018 



Out tail i I! ArcePormitiTI in Harbor Fast 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01, 2017 to Mar 31, 2017 

 

   

   

* "0'- Not a TRC or Chronic Violation "1'- A TRC or Chronic Violation 
LIJI..1. L.11/ In. 

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and <10 Dail Min & Max 3 0 
0 0 0 0 

Arsenic  mq/L 0.5000 0.6000 Daily Max 3 

Cadmium mq/L 0.1400 0.1680 Daily Max 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 0 

Nickel mq/L 0.3900 0.4680 Daily Max 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 3 0 . 0 0 0 

Zinc  mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 1.0300 1.2360 Daily Max 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mq/L 0.0002 0.00024 Daily Max 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 0 0 0 

ChlorineResidual  m.IL 0.4000 0.4800 pail Max 

  

Total Violations: 0 

  

Total TRC Violations: 0 

  

Total Chronic Violations: 0 

*flopc nnt inch:rip anv mnnthlv ave. .rat-te vialatinnc 

   



1 -- 4riejormjttal in Harbor East 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Apr 01, 2017 to Jun 30, 2017 

I Lim * "0" - Not a TRC or Chronic Violation "1'- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation?! 
Field .H •H 5< and < 10 

0.6000 
Dail MM & Max 

Daily Max 
3 0 

0 0 0 

..', 

0 Arsenic mg/L 0.5000 3 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 
Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 
Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 
Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Daily Max 1 0 0 0 
.69..WPRIM1111%,  

0 

1 
1 

Total Violations: 
Total TRC Violations: 

1 Total Chronic Violations: 

*Dnag nnt inchwip anv mnnthlv avarana vinlatinns 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Or 11 Arcelormitral in Harbor East Jul 01, 2017 to Sep 30, 2017 

I Lim * "0"- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and < 10 
0.6000 

Dail Min & Max 3 0 
0 0 0 Arsenic mg/L 0.5000 Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 .. 
Phosphorus mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine 0.4000 0.4800 DalI Max 

 

Total Violations: 1 
Total TRC Violations: 
Total Chronic Violations: 

Mope not inrInflp any monthly avprano violation% 

  

   



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Ou 0:rill 611 ArcelornifttO ir Barber EsFt Oct 01, 2017 to Dec 30, 2017 

*" "- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 
LUCilt I- LLLLLL b 

Parameter 
Field .H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit Limit T •e 
Dail Min & Max 

# of Sam • les 
3 

# of Violations 
0 
0 

# of TRC Exceedances 

o 

TRC Violation? 

0 

Chronic Violation? 
..!:,. 

0 Arsenic mq/L 0.5000 0.6000 Daily Max 3 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 . 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 . 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mq/L 0.4000 0.4800 Daily Max 1 0 0 0 

Total Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*noc, nnf inninelp anv mnnfhlv avpranp vinlafinfla 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
°iota 611 - Arcelorruittlii h  u.rhar I.  

 

Tao 01 2018 to Mar 31, 2018 - -Nwessampr, 
' "U" -  Not a TRC, or Chronic Violation 

 

   

"1" - A TRC or Chronic Violation ---- --- 
Parameter 
Field .H 

Units 
.H 

mg/L 

Limit 
5< and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

# of Sam . les 
3 

# of Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 .. 
Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 1 1 0 0 1 

1 
0 

Total Violations: 
Total TRC Violations: 

1 Total Chronic Violations: 

nnf inn!' anv mnnthlv averane vinlatinng 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
otittall (-,11 rnittgi in Harbor East Apr 01, 2018 to Jun 30, 2018 

* "0"- Not a TRC or Chronic Violation - A TRC or Chronic Violation ----- -------- 
Parameter Units Limit TRC Limit Limit T • e # of Sam .les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field •H • H 5< and < 10 
0.5000 0.6000 

Dail Min & Max 3 0 
0 0 0 0 Arsenic mg/L Daily Max 3 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 .. 
Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 1 0 0 0  0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*1)ne not inrIntitz anv monthly avPracte violation 



Out1:10 u1 - Arce!orrofttol 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jul 01,  2018 S 10, 2018 

   

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field pH pH 
mq/L 

5 < and < 10 
0.5000 0.6000 

x
g
x

x
x

x
x

x (a 
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0
0

0
0

0
0

0
0

0
0
0
0
0
0
0

0
 

0 0 Arsenic 3 0 
Cadmium mq/L 0.1400 0.1680 0 0 
Copper mq/L 0.2820 0.3384 0 0 

Lead mg/L 0.2240 0.2688 3 0 0 0 

Molybdenum mq/L 0.2000 0.24000 0 0 
Nickel mg/L 0.3900 0.4680 0 0 
Silver mq/L 0.0500 0.0600 0 0 

Thallium mq/L 4.3000 5.1600 3 0 0 0 . 
Zinc mq/L 5.5000 6.6000 3 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 0 0 
Fluoranthene mq/L 0.6900 0.8280 0 0 

Fluoride mg/L 2.9000 3.4800 3 0 0 0 .  
Mercury mq/L 0.0002 0.00024 0 0 

Ammonia mq/L 77.0000 92.4000 0 0 
Phosphorus mq/L 5.5000 6.6000 1 0 0 0 .  

Phenols mg/L 0.7000 0.8400 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 0 0 0 
Residual Chlorine m L 0.4000 0.4800 Daily Max 0 0 0  

Total Violations: 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*13oPs not innhirla any monthly avPrang. yiolationm 



#702 Kemira 
Quarterly Compliance Summaries 2017 - 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
^7komirst WatPr %AM-joins Jan 01, 2017 to Mar 31, 2017 

* "0'- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field •H .H 5 < and <10 
0.6000 

Dail Min & Max 3 
3 0 0 

0 
0 0 Arsenic mg/L 0.5000 Daily Max 

Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 
) Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 3 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 0 0 0 0 . 
Oil & Grease mq/L 50.0000 70.0000 Daily Max 2 0 0 0 0 

Residual Chlorine m./L 0.4000 0.4800 Dail Max 

0 
0 

Total Violations: 
Total TRC Violations: 

0 Total Chronic Violations: 

*Does not include any monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outtall 702 -- Kentira Water Sp 

 

Apr 01, 2017 to Jun 30, 2017 -mm 
"1"- A TRC or Chronic Violation Local Limits 

 

* '0'- Not a TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? i 

Field .H .H 5 < and <10 
0.6000 

Dail Min & Max 3 2 
0 0 0 

:A 

Arsenic mg/L 0.5000 Daily Max 3 
Cadmium mq/L 0.1400 0.1680 Daily Max 3 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 3 1 1 1 0 
Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 
Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 . 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 . 
Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 
Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 3 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 2 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 . 
Chromium mg/L 0.2820 0.3384 Daily Max 3 1 1 1 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 3 2 2 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m./L 0.4000 0.4800 Dail Max 

Total Violations: 6 
Total TRC Violations: 3 
Total Chronic Violations: 1 

*Does not include any monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
n- -1Kpmirsi Water Solutions Jul 01, 2017 to Sep 30, 2017 

 

       

      

1'- A TRC or Chronic Violation 

    

"- Not a TRC or Chronic Violation Local Limns 
Parameter 
Field .H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit Limit T • e 
Dail Min & Max 

# of Sam • les 
3 

# of Violations 
2 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic  mg/L 0.5000 0.6000 Daily Max 3 

Cadmium  mq/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper  mq/L 0.2820 0.3384 Daily Max 3 2 0 0 1 . 

Lead  mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mq/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 3 0 0 0 0 

Silver  mq/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mq/L 0.0002 0.00024 Daily Max 3 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 3 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 3 0 0 0 0 ,. 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 2 0 0 0 
1111-  -111- II 

Total Violations: 4 
Total TRC Violations: 0 
Total Chronic Violations: 1 

*Does not include any monthly average violations 



Oct 01, 2017 to Dec 30, 2017 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
kProira Water Sot ?lions 

- " " - 
I,J41:11 I- llllll . 

Parameter 
Field .H 

Units 
• H 

Limit 
5 <and < 10 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

# of Sam .les 
0 
0 

# of Violations 
0 
0 

... ...... ..• „ .... ..... ...... v..... 

# of TRC Exceedances 

0 

............... . . .... ,.. ...... 

TRC Violation? 
......- ...,......... 

Chronic Violation? 

Arsenic mg/L 0.5000 Daily Max 
Cadmium mg/L 0.1400 0.1680 Daily Max 0 0 0 
Copper mq/L 0.2820 0.3384 Daily Max 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 0 0 0 
Thallium mg/L 4.3000 5.1600 Daily Max 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 0 0 0 
Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 0 0 0 
Mercury mg/L 0.0002 0.00024 Daily Max 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 0 0 0 
Phosphorus mq/L 5.5000 6.6000 Daily Max 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 

Total Violations: 
Total TRC Violations: 
Total Chronic Violations: 

*Does not include any monthly average violations 

0 



#804 Arcelor Mittal — Harbor East 
Quarterly Compliance Summaries 2017 - 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Ouiafle04 Areelertnittal in Harbor 

 

Jan 01, 2017 to Mar 31, 2017 
11111.161111111111011111,111111k 

  

"- Not a TRC or ChronicViolation "1"- A TRC or Chronic Violation 
I-V401 LIIIIILQ 

Parameter Units Limit TRC Limit 

0.6000 

Limit T • e 
Daily Min & Max 

Daily Max 

# of Sam • les 
3 
3 

# of Violations 

0 

# of TRC Exceedances 

0 
0 

TRC Violation? 

0 

Chronic Violation? 

0 
Field pH pH 5< and < 10 
Arsenic mg/L 0.5000 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 . Daily Max 1 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 . 
Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 . Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 . 
Oil & Grease mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

0 
0 

Total Violations: 
Total TRC Violations: 

0 Total Chronic Violations: 

*Does not include any monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
ArePlormittal in Ifiarher East Apr 01, 2017 to Jun 30, 2017 

Local Limits * "0" - Not a TRC or Chronic Violation "1" - A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T • e # of Sam .les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and <10 
0.5000 0.6000 

Dail Min & Max 3 
3 

0 
0 0 0 Arsenic mg/L Daily Max 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 . 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 
Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 . 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 1 0 0 0 0 

Total Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*Does not include any monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outtail gO4 Areelc,rrnittRI frIr 'Fact Jul 01, 2017 to Sep 30, 2017 

* "0'- Not a TRC or Chronic Violation 

 

   

"1"- A TRC or Chronic Violation ---- ----- 
Parameter 
Field .H 

Units 
•H 

Limit 
5< and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T • e 
Dail MM & Max 

# of Sam . les 
3 

# of Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
441 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 . 
Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*Does not include any monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
r)ottali 04 Areelormi el in liarhar FAO Oct 01, 2017 to Dec 30, 2017 

* "0" - Not a TRC or Chronic Violation 

 

Lim 

  

'1'- A TRC or Chronic Violation 

Parameter 
Field .H 

Units 
•H 

mg/L 

Limit 
5< and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T • e 
Dail MM & Max 

# of Sam • lea 
3 
3 

# of Violations 

0 

# of TRC Exceedances 

0 
0 

TRC Violation? 

0 

Chronic Violation?! 

0 Arsenic Daily Max 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 1 1 1 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 1 1 1 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 1 1 1 1 

Ammonia mg/L 77.0000 92.4000 - Daily Max 1 0 0 0 0 . 
Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 1 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Violations: 
Total TRC Violations: 4 
Total Chronic Violations: 1 

*Does not include any monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
On Ilan 804 -- Areelorinit-tal in Ifarber Ft Jan 01, 2018 to Mar 31, 2018 

!fl* " Local Limits 
Parameter 
Field .H 

Units 
.H 

Limit 
5 < and <10 

TRC Limit Limit T •e 
Dail Min & Max 

if of Sam• les 
3 
3 

if of Violations 

0 

., - -„,,, „-, -,..-...- 
if of TRC Exceedances 

0 
0 

......___.. . . ..._ _. 
TRC Violation? 

0 

_ 
Chronic Violation? 1 

Arsenic  mq/L 0.5000 0.6000 Daily Max 

Cadmium  mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc  mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 - 0 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*Does not include any monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Out-fail 804 -- Arceinrmittal in 1-1....h".• East Apr 01, 2018 to Tun 10. 2018 

* " " I..J.11,21 L. lllll 1... 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les 

,.. ...... ... .......... .............,.. 

# of Violations # of TRC Exceedances 

............... . . . ........... ............., 

TRC Violation? 

...,........... 

Chronic Violation? , 

Field .H .H 
mq/L 

5< and < 10 
0.5000 0.6000 

Dail Min & Max 
Daily Max 

3 0 
0 0 

..A.: 

Arsenic 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 , 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 , 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 . 
Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexy0phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dal Max 1 0 0  0 

Total Violations: 0 
Total TRC Violations: 0 
Total Chronic Violations: 0 

*Does not include any monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
rcelormittai in Harbor East Jul 01, 2018 to Sep 30, 2018 

* "0" - Not a TRC or Chronic Violation A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field 1-1 .1-1 5< and <10 
0.6000 

Dail Min & Max 
Daily Max 

3 0 
0 0 0 0 Arsenic mg/L 0.5000 3 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 . 
Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 . 
Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 . 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 1 0 0 0 0 

  

Total Violations: 0 

 

  

Total TRC Violations: 0 

 

  

Total Chronic Violations: 0 

 

*Does not include any monthly averame violations 

    



#805 Arcelor Mittal Harbor East 
Quarterly Compliance Summaries 2017 - 2018 



Jan 01, 2017 to Mar 31, 2017 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
-- A  reelnrmittsil  in "Harbor East 

- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T • e # of Sam . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and <10 
0.6000 

Dail Min & Max 3 0 
0 0 0 Arsenic mq/L 0.5000 Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 . 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 DalI Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

0 
0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
aiirt a, "c krce!orrpitt.li. H rhq)r  East Apr 01, 2017 to Jun 30, 2017 

I Lim "0" - Not a TRC or Chronic Violation "I" - A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T • e # of Sam •les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field H .H 
mg/L 

5< and < 10 
0.5000 0.6000 

Dail MM & Max 3 0 
0 0 0 Arsenic Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 . 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



Jul 01, 2017 to Sep 30, 2017 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
0 lal€ 805 Areelnrmittai in 'Harbor Fast 

• * " " 
Local Limits  

Parameter Units 

11111171W1110= 

Limit 
ECM= 

TRC Limit 

0.6000 
, • 

j 

Limit T •e 
Dail Min & Max 

Daily Max 
1111 111111= 

# of Sam • les 

3 

# of Local Violations 
1111.:1111 

0 

.., -  

# of TRC Exceedances 

0 

TRC Violation? Chronic Violation? 

Arsenic mq/L 0.5000 
Cadmium 
Copper 

m /L 
mq/L 

0.1400 0.1680 Dail Max 
Daily Max 

1 
1 

0 
0 

0 
0 0 0 0.2820 0.3384 

Lead mq/L 0.2240 0.2688 Daily Max 2 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 2 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Bis(2-ethylhexynphthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0  

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine rn./L 0.4000 0.4800 Dail Max 1 0 0 0 0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

0 
0 



Oct 01, 2017 to Dec 30, 2017 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Olittal!N Anrmittni in Harbor East 

" "1'_ 
 I- llllll . 

Parameter 
Field .H 

Units 
•H 

Limit 
5< and < 10 

TRC Limit 

0.6000 

Limit T • e 
Dail Min & Max 

# of Sam • les 
3 

# of Local Violations 
0 

... ....... „ .... ... .....,,..................-.. 

# of TRC Exceedances 

0 

. .. .-. ......-- 

TRC Violation? 

0 

......---- 

Chronic Violation? 

0 Arsenic mg/L 0.5000 Daily Max 3 0 
Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 . 
Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 DalI Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

0 
0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
c" all SO F Areetnrrnfttal fre Harbfrr Fast Jan 01, 2018 to Mar 31, 2018 
Local Limits * "0" - Not a TRC or Chronic Violation "1" - A TRC or Chronic Violation 

Parameter 
Field •H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit 

0.6000 

Limit T •e 
Dail Min & Max 

# of Sam • les 
3 
3 

# of Local Violations # of TRC Exceedances 

0 
0 

TRC Violation? 

0 

Chronic Violation?! 

Arsenic mq/L 0.5000 Daily Max 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 
Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 

0 
0 

Total Chronic Violations: 0 



Apr 01, 2018 to Jun 30, 2018 0- eel or rbor F st 
"1"- A TRC or Chronic Violation * '0'- Not a TRC or Chronic Violation 

0 
0 

Total Local Violations: 
Total TRC Violations: 

0 Total Chronic Violations: 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Parameter 
Field H 

Units 
.H 

Limit 
5 < and <10 

TRC Limit 
'''' 

0.6000 

Limit T .e 
Dail Min & Max 

# of Sam•les 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mq/L 0.5000 Daily Max 3 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 . 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

" "- .‘...... -....,... 
Parameter 
Field oH 

Units 
•H 

Limit 
5< and <10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

#of Sam . lea 
4 

# of Local Violations 
0 
0 

- .- .. - - -........._ 
# of TRC Exceedances 

0 

.._._.._.. . . _ _. 
TRC Violation? 

0 

_... _..... .........._. 
Chronic Violation? 

0 Arsenic mg/L Daily Max 4 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 
Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 4 0 0 0 0 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 
Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 
Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 0 0 0 
Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dali 0 on  

Total Local Violations: 
Total TRC Violations: 

0 
0 

Total Chronic Violations: 0 

thatall 805 -- rcelorrnftta ' t Jul 01, 201 R to Sep  10.  2018 



#901 Safety-Kleen Systems 
Quarterly Compliance Summaries 2017 - 2018 



Snfetv Kleen Systems 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01 2017 to Mar 31 2017 

777791M- '1" 
Local Limits  

Parameter 
Field pH 

Units 
pH 

Limit 
5< and < 10 

TRC Limit Limit T .e 
Daily Min & Max 

# of Sam .les 
6 

# of Local Violations 
0 
0 

,..... - .„ ...-.... . - „ - 
# of TRC Exceedances 

0 

. . .. „ - . _... ----. _ 
TRC Violation? 

0 

_..._ . 
Chronic Violation? 

0 Arsenic mg/L 0.1620 0.1944 Daily Max 6 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 6 0 0 0 0 

Lead mg/L 0.2220 0.2664 Daily Max 6 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 6 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 6 0 0 0 0 

Silver  mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 6 0 0 0 0 

Zinc mq/L 2.8700 3.4440 Daily Max 6 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 0.2670 0.3204 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 6 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 6 2 2 I 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 6 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 6 0 0 0 0 
0 

Phenols  mg/L 0.7000 0.8400 Daily Max 6 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 6 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 6 6 6 1 1 . 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 6 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 

tratayorluat t_ iiiiii . 

Parameter  Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony  mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt  mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin  mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium  mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium  mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole  mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol  mg/L 1.92 2.3040 Daily Max 0 0 0 .. 

p-Cresol  mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane  mq/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane  mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 
IQ 

Total Categorical Violations: 0 
Total TRC Violations: 3 
Total Chronic Violations: 2 

*Does not include any monthly average violations 



"1" - A TRC or Chronic Violation 

Apr 01, 2017 to Jun 30 2017 
* " " - Not a TRC or Chronic Violation 

t fa] .r1 1 -. C.fol-szkIn Qvctame 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

1-Ilf,11 I- lllll lb 

Parameter Units Limit TRC Limit Limit T .e of Sam .les #øf Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? - 

Field pH pH 5< and < 10 ....;: Dail MM & Max 7 0 
0 0 0 0 

Arsenic  mg/L 0.1620 0.1944 Daily Max 6 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 7 0 0 0 0 

Lead  mg/L 0.2220 0.2664 Daily Max 7 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 7 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 6 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 6 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 7 0 0 0 0 . 

Bis(2-ethylhexyl)phthalate  mg/L 0.2670 0.3204 Daily Max 2 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 2 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 6 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 6 1 1 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 6 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 6 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 6 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 7 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 6 6 6 1 1 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 6 0 0 0 0 

Residual Chlorine m.IL 0.4000 0.4800 Dail Max 

‘...ruayur 14cII I- lllll Li 

Parameter  Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony  mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt  mg/L 0.19 0.2304 Daily Max 1 0 0 0 0 . 

Tin  mg/L 0.41 0.4908 Daily Max 1 0 0 0 0 

Titanium  mq/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium  mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole  mg/L 0.39 0.4704 Daily Max 1 0 0 0 0 

o-Cresol  mq/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol  mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane  mg/L 5.79 6.9480 Daily Max 1 0 0 0 0 

n-Octadecane  mg/L 1.22 1.4640 Daily Max 1 0 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 

Total Categorical Violations: 0 
Total TRC Violations: 
Total Chronic Violations: 1 

*Does not include am'  monthly average violations  



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
0. stf.P1-‘,  kleen Systems Jul 01, 2017 to Sep 30, 2017 

 

C277- L1-1177196111-77,.7.- 

 

" "0" - Not a TRC or Chronic Violation '1'- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and < 10 
0.1620 0.1944 

Dai MM & Max 5 0 
0 0 0 0 Arsenic mg/L Daily Max 5 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 5 0 0 0 0 

Lead mg/L 0.2220 0.2664 Daily Max 5 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 4 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 5 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 5 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 5 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2670 0.3204 Daily Max 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 5 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 5 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 5 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 5 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 5 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 5 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 5 5 5 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 5 0 0 0 0 

Residual Chlorine m./L 0.4000 0.4800 Dal Max 

Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mq/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 ..., 
24,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 

Total Local Violations: 6 
Total Categorical Violations: 0 
Total TRC Violations: 2 
Total Chronic Violations: 1 

*Does not include any monthly average violations  



 

"1  -- cafetv Kleen Systems 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Oct 01.  2017 to Dec 30, 2017 

 

I 

  

" "0" - Not a THC or Chronic Violation "1'- A TRC or Chronic Violation 

  

1-1.11:01 L. iiiii ,. 
Parameter 
Field .H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit Limit T .e 
Dail MM & Max 

# of Sam . les 
6 

# of Local Violations 

0 

# of TRC Exceedances 

0 
0 

TRC Violation? 

0 

Chronic Violation? 

o 
Arsenic mg/L 0.1620 0.1944 Daily Max 5 

Cadmium  mg/L 0.1400 0.1680 Daily Max 1 0 o 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 6 o o 0 0 

Lead  mg/L 0.2220 0.2664 Daily Max 6 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 5 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 5 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 o 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 5 0 0 0 0 

Zinc  mg/L 2.8700 3.4440 Daily Max 6 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 0.2670 0.3204 Daily Max 2 0 o 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 2 0 0 o 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 5 0 o 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 5 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 5 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 5 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 5 2 1 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 6 0 0 0 0 .. 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 5 5 5 1 1 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 5 o o 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 6 1 1 0 0 

...maw, ot,al z- iiiii ,0 
Parameter  Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony  mg/L 0.25 0.2988 Daily Max 0 0 o 

Cobolt  mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin  mg/L 0.41 0.4908 Daily Max 0 o 0 

Titanium  mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium  mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole  mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol  mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol  mg/L 0.70 0.8376 Daily Max 0 0 o 

n-Decane  mg/L 5.79 6.9480 Daily Max o 0 o 
n-Octadecane  mg/L 1.22 1.4640 Daily Max 0 0 0 . 

2,4,6-Trichlorophenol mq/L 0.16 0.1860 Daily Max o  o o 
Total Local Violations: 8 
Total Categorical Violations: 0 
Total TRC Violations: 1 
Total Chronic Violations: 1 

*Does not include any monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Onitn On! Safetv K!een 

Parameter Units Limit TRC Limit Limit T .e # of Sam. les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field oH .H 
mg/L 

5 < and < 10 
0.1620 0.1944 

Dail Min & Max 6 0 
0 0 0 Arsenic Daily Max 6 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 6 0 0 0 0 

Lead mg/L 0 2220 0.2664 Daily Max 6 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 6 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 6 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 6 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 6 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2670 0.3204 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 6 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 6 1 1 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 6 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 6 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 6 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 6 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 6 6 6 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 6 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Dail Max 

Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 
Total Local Violations: 7 
Total Categorical Violations: 0 
Total TRC Violations: 1 
Total Chronic Violations: 1 

*Does not include env monthly averaae violations 

Jan 01, 2018 to Mar 31, 2018 
* "0" - Not a TRC or Chronic Violation 1'- A TRC or Chronic Violation 



el-  AI P. 01•Safety Kleete SYstem! 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Apr 01, 2018 to Jon 30 2018 

 

   

" I-Vt.. L. iiiii L.  

Parameter Units Limit TRC Limit Limit T .e # of Sam . les # of Local Violations 
... ... ... ...... ... ....... - 

# of TRC Exceedances 
..... ..........-.. . .. ...- - -... 

TRC Violation? 
- ---...... 

Chronic Violation? 1 

Field .11 .1-I 5 < and < 10 
0.1944 

Dail Min & Max 6 
6 

1 
0 0 0 0 Arsenic mg/L 0.1620 Daily Max 

Cadmium mg/L 0.1400 0.1680 Daily Max 3 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 7 0 0 0 0 

Lead mg/L 0.2220 0.2664 Daily Max 7 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 7 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 6 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 6 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 7 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2670 0.3204 Daily Max 2 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 2 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 6 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 5 1 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 6 1 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 6 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 5 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 7 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 6 5 5 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 6 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Dail Max 

Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 1 0 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 1 0 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 

Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole mg/L 0.39 0.4704 Daily Max 1 0 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 

p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 1 0 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 1 0 0 0 0 

2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 
Total Local Violations: 11 
Total Categorical Violations: 0 
Total TRC Violations: 2 
Total Chronic Violations: 1 . 

*Does not include an monthly average violations 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
re " Safety k een S Jul 01, 2018 to Se 2018 
Local Limits 

 

* '0'- Not a TRC or Chronic Violation "1" A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 1 

Field .H .H 
mg/L 

5< and < 10 
0.1620 0.1944 

Dail Min & Max 5 
0 

0 
0 0 Arsenic Daily Max 4 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 5 0 0 0 0 . 
Lead mg/L 0.2220 0.2664 Daily Max 5 0 0 0 0 , 

Molybdenum mg/L 0.2000 0.24000 Daily Max 4 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 4 0 0 0 0 
Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mg/L 2.8700 3.4440 Daily Max 5 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 0.2670 0.3204 Daily Max 2 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 2 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 5 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 5 2 2 1 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 4 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 4 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 5 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 4 4 4 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 4 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 Dail Max 

Parameter Units Limit TRC Limit Limit Type # of Samples # of Categorical Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Antimony mg/L 0.25 0.2988 Daily Max 0 0 0 

Cobolt mg/L 0.19 0.2304 Daily Max 0 0 0 

Tin mg/L 0.41 0.4908 Daily Max 0 0 0 

Titanium mg/L 0.09 0.1136 Daily Max 0 0 0 
Vanadium mg/L 0.22 0.26160 Daily Max 0 0 0 

Carbazole mg/L 0.39 0.4704 Daily Max 0 0 0 

o-Cresol mg/L 1.92 2.3040 Daily Max 0 0 0 
p-Cresol mg/L 0.70 0.8376 Daily Max 0 0 0 

n-Decane mg/L 5.79 6.9480 Daily Max 0 0 0 

n-Octadecane mg/L 1.22 1.4640 Daily Max 0 0 0 
2,4,6-Trichlorophenol mg/L 0.16 0.1860 Daily Max 0 0 0 

Total Local Violations: 8 
Total Categorical Violations: 0 
Total TRC Violations: 3 
Total Chronic Violations: 1 

*Does not include any monthly averape violations 



#931 Arcelor Mittal Harbor West 
Quarterly Compliance Summaries 2017 - 2018 



Ou Fla 't:31 kreeinrininni in tinithnr West  _ _ 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01, 2017 to Mar 31, 2017 

 

  

* " " - Not a TRCChronic Violation '1'- A TRC or Chronic Violation 

    

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .11 •H 5< and < 10 
0.6000 

Dail Min & Max 4 0 
0 0 0 0 Arsenic mq/L 0.5000 Daily Max 3 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mq/L 
4n0.11111. 

0.4000 0.4800 Daily Max 1 0 0 0 0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
reeJorm  sal in Apr 01, 2017 to Jun 30, 2017 

   

*" " - Not a TRC or ChronicViolation "I"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and < 10 Dail Min & Max 3 0 
0 0 0 

...SS,  

0 Arsenic mg/L 0.5000 0.6000 Daily Max 3 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 .. 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 1 

Total Local Violations: 
Total TRC Violations: 

1 
1 
1 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Ourta '1  -- inrmittal in Harbor West Jul 01, 2017 to Sep 30, 2017 

 

 

* "0" - Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter 
Field H 

Units 
.11 

Limit 
5 < and <10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

# of Sam • lea 
3 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L Daily Max 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/ 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 . 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 , 
Residual Chlorine m /L 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Ouctall P,71 Arcellormit*91 11,rhnr Wes* Oct 01, 2017 to Dec 30, 2017 

 

- A TRC or Chronic Violation Local Limits 
Parameter Units 

.111=103=11.111111=2.1111 
Limit 

5 < and < 10 
TRC Limit Limit T .e # of Sam • les 

IMICEIIPEKIXEEMIIMIIIMMMIIMIIMIIMIMIIIM 
# of Local Violations 

0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic  mq/L 0.5000 0.6000 Daily Max 3 

Cadmium  mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 

0
0
 -

, 
0
 0

 0
 0

 0
 

0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 1 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 1 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 

Residual Chlorine m./L 0.4000 0.4800 Dail Max 1 0 0 0 

Total Local Violations: 
Total TRC Violations: 

1 
1 
1 Total Chronic Violations: 



Ourtaii 171 - Aree!orrnittFel in il.rhar W 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan  01, 2018  to Marl]. 2018 -  

 

    

,..n..at a- fffff C.  

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations 
... ........ ...• • • ,.. .............. 

# of TRC Exceedances 
...,............ . . .....,. ............- 

TRC Violation? 
............... 

Chronic Violation? 

Field .H .H 5< and <10 
0.6000 

Dail Min & Max 
Daily Max 

4 0 
0 0 0 0 Arsenic mg/L 0.5000 4 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/ 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 2 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 1 0 0  0 0
‘  

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



Outtnil 97! Arce!ormirta! !rt Harbor We9t 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Apr 01, 2018 to Jun 30, 2018 

 

Local Limits 

  

*"0" - Not a TRC or Chronic Violation "1" - A TRC Or Chronic Violation 

 

Parameter 
Field .H 

Units 
•H 

Limit 
5< and < 10 

TRC Limit Limit T •e 
Dail Min & Max 

# of Sam • les 
3 

# of Local Violations 
0 

# of TRC Exceedances TRC Violation? Chronic Violation? 
...IF_ 

Arsenic mq/L 0.5000 0.6000 Daily Max 3 0 0 0 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 
Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 
Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 
Residual Chlorine mq/L 0.4000 0.4800  Daily Max 1 0 0 0 0 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
A replor WM in Harbor West Jul 01, 2018 to Sep 30, 2018 

"1" 
1-1.11,211-11.1111. 

Parameter Units Limit TRC Limit Limit T .e # of Sam . les # of Local Violations 
.. .......... „ ........ .-.......... 

# of TRC Exceedances 
.,..--..-.. . . ..-. 

TRC Violation? 
-... -. - .._.___ 

Chronic Violation? 

Field H .H 5< and < 10 
0.5000 0.6000 

Dail MM & Max 3 
4 

0 
0 0 0 0 Arsenic mg/L Daily Max 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 . 
Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 4 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 

0 
0 

Total Chronic Violations: 0 



#934 Arcelor Mittal Harbor West 
Quarterly Compliance Summaries 2017 - 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
OnrfaU 034 Areelorrnittal in Harbor West Jan 01, 2017 to Mar 31, 2017 

LA)Cd1  , fffff LS 

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations 
.... ,.... ". „ .... .... ......,...,„... 

# of TRC Exceedances 
. • ---• 

TRC Violation? 
-••• -•••- ....----- 

Chronic Violation? 

Field .1-1 .H 5 < and < 10 
0.5000 0.6000 

Dail Min & Max 
Daily Max 

3 
4 

0 
0 0 0 

41r: 

0 Arsenic mg/L 
Cadmium mg/L 0.1400 0.1680 Daily Max 2 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 2 0 0 0 o 
Lead mq/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 2 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 2 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 2 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 2 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 2 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 4 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 2 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 2 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 2 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 2 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 2 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 2 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 2 0 0 0 0 

Residual Chlorine mg/L 
.,..!.....m....oh. 

0.4000 0.4800 Daily Max 1 0 0 0  0 

Total Local Violations: 0 
Total TRC Violations: 0  
Total Chronic Violations: 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
A reelorrr.hfalh. 1-1.rhnr West Apr 01, 2017 to Jun 30, 2017 

* "0" - Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter 
Field • H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit 

0.6000 

Limit T •e 
Dail Min & Max 

# of Sam • les 
3 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation/ 1 

0 Arsenic mg/L 0.5000 Daily Max 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 . 
Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine mg/L 0.4000 
Mi.",  0,76//1. 

0.4800 Daily Max 1 0 0 0 
oalr.EPAR.,  

0 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



0- - A celor 'ttal in fl St 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jul 01, 2017 to Sep 30, 2017 

    

* '0'- Not a TRC or Chronic Violation '1"- A TRC or Chronic Violation 

Parameter 
Field .H 

Units 
•H 

Limit 
5 < and <10 

TRC Limit 

0.6000 

Limit T .e 
Dali Min & Max 

# of Sam .les 
3 
3 

# of Local Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.5000 Daily Max 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 1 0 0 1 

Phenols mg/L 0.7000 0.8400 - Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 

Total Local Violations. 
Total TRC Violations: 0 
Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
C1 't -- r,plarmittal in Ha or West Oct 01, 2017 to Dec 30, 2017 

 

     

* "0" - Not a TRC or Chronic Violation '1'- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation, li  

Field .H .H 5< and < 10 
0.5000 0.6000 

Dail Min & Max 
Daily Max 

3 0 
0 0 Arsenic mg/L 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 . 
Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 . 
Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 1 1 1 1 1 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 

2 
2 

Total Chronic Violations: 2 



clutiat,  131 Areelorortittat in Harbor west Jan 01, 2018 to Mar 31 2018 
- NMI 

"0"- No a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

0 
0 

Total Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field H .H 5< and <10 
0.6000 

Dail Min & Max 3 
3 

0 
0 0 0 0 Arsenic mg/L 0.5000 Daily Max 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 _ Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 1 0 0 0 n 
- 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Or -- A lor al in Harbor West Apr 01, 2018 to Jun 30, 2018 

* "0" - "1" _  ____. _......_ 
Parameter Units Limit TRC Limit Limit Type # of Samples # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation`i-j 
Field pH pH 5 < and < 10 Daily Min & Max 3 0 P 

Arsenic mg/L 0.5000 0.6000 Daily Max 3 0 0 0 

C
  0

 0
 0
 0
 0
 0
 0
  0

 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 
Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 
Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 
Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 
Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 . 
Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 
Phosphorus mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 
Residual Chlorine mg/L 0.4000 0.4800 Daily Max 1 0 0 0 0  

Total Local Violations: 
Total TRC Violations: 

0 
0 

Total Chronic Violations: 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jul 01 2018 S 10 2018 
* '0'- Not a TRC or Chronic Violation 

OiaU '114 - ArrekrrrnitPA i 11.vhAr viiPer 
"1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # &Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5 < and < 10 
0.6000 

Dail Min & Max 
Daily Max 

3 0 
0 0 0 Arsenic mg/L 0.5000 1 . 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 1 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)ph halate mg/L 1.0300 1.2360 Daily Max 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 1 . 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 0 0 0 . 
Ammonia mg/L 77.0000 92.4000 Daily Max 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 0 . 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 

0 
0 

Total Chronic Violations: 0 



#935 Arcelor Mittal Harbor West 
Quarterly Compliance Summaries 2017 - 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

rmz77.7777 ,vsomil 
Local Limits 

Or A r el 'TT Jan 01 2017 to Mar 31, 2017 

* "0'- Not a TRC or Chronic Violation - A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? I 

Field .H •H 5 < and < 10 
0.6000 

Dail Min & Max 3 
3 

0 
0 0 0 

ifr.  
0 Arsenic mq/L 0.5000 Daily Max 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 , 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 . 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 .. 
Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 , 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 . 
Residual Chlorine mg/L 0.4000 0.4800 Daily Max 1 0 0 0 -4-1111.9MEIBINENNIN--  

0 -V 

Total Local Violations: 
Total TRC Violations: 

0 
0 

Total Chronic Violations: 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Outra hi Harbor West Apr 01, 2017 to Tim 10. 7017 

"_ - 

 

MI 

 

"l" _ t...Ln..ao s.. llllll .  

Parameter Units Limit TRC Limit Limit T • e # of Sam • les # of Local Violations 
... ...... ,. „ - .... ...... -.„- 

# of TRC Exceedances 
................ . . . .-. ...... 

TRC Violation? 
-...- .._.___... 

Chronic Violation? i 

Field •H .H 5< and < 10 
0.5000 0.6000 

Dail Min & Max 
Daily Max 

3 
3 

0 
0 0 0 0 Arsenic mg/L 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 1 0 

Total Local Violations: 
Total TRC Violations: 

0 
0 

Total Chronic Violations: 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Out-tan 934  - Aree1nrrnittn1 in hnv• Woe t Jul 01, 2017 to Sep 30, 2017 

  

" 
Local Limits  

Parameter Units Limit TRC Limit Limit T •e # of Sam • les # of Local Violations 
,., -, ----.., 

# of TRC Exceedances 
..---.. . . ..._ _. 

TRC Violation? 
_... _..._ ..____. 

Chronic Violation? 

Field .H •H 5< and < 10 Dail Min & Max 3 0 
0 0 0 

...0.1 
0 

Arsenic  mq/L 0.5000 0.6000 Daily Max 3 

Cadmium mg/L 0.1400 0.1680 Daily Max I 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mq/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus  mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine 0.4000 0.4800 Daily Max 1 0 0 0  0 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 

0 
0 
0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
fl- Arce,ornifttal iififtrher Oct 01. 2017 to Dec  30, 2017 

,q-441 1 
* "0" - Not a TRC or Chronic Violation 

 

  

- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field H .H 5< and <10 
0.6000 

Dail Min & Max 4 0 
0 0 0 Arsenic mq/L 0.5000 Daily Max 3 0 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 1  0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m./L 0.4000 0.4800 Dail Max 

 

Total Local Violations: 0 
Total TRC Violations: 0 

 

 

_Total Chronic Violations: 0 

 

   



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
tiall '135 Arcelormittal i 1-1 hnr lAlnet Jan 01,2018 to Mar 31 2018 

" 
1-1.01..c11 I- iiiii I..  

Parameter Units Limit TRC Limit Limit T •e # of Sam • lea # of Local Violations 
.., ...... . „ .. - . ................... 

# of TRC Exceedances 
. ..............„ . . . ........ ...... 

TRC Violation? 
........ . .-........... 

Chronic Violation/ 1 

Field •H •H 5 < and <10 
0.6000 

Dail Min & Max 3 0 
0 0 

g 

Arsenic mg/L 0.5000 Daily Max 3 0 
Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 . 
Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m.IL 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



0- aq Arcelormittal in Harbor West 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Apr 01, 2018 to Jun 30, 2018 

U 

  

   

" " - "1" _  L........ ._.„.„.. 
Parameter Units Limit TRC Limit Limit T .e # of Sam .les # of Local Violations 

_ ....... _ ..._ _. _..._..._ 
# of TRC Exceedances 

.._._.._.. . .. ..._ _. 
TRC Violation? 

_... _ .._._ _. 
Chronic Violation? 

Field 1-1 
Arsenic 

.1-1 5 <and< 10 
0.6000 

Dail MM & Max 3 
0 

0 
0 mg/L 0.5000 Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 
Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 
Silver mq/L 0.0500 0.0600 Daily Max 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 
Zinc mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Bis(2-ethylhexypphthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 
Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 
Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 
Residual Chlorine mg/L 0.4000 0.4800 Daily Max 

1.--amem,  
1 0 0 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



ourtail A rnalnrmittal in linrImr west 

0 
0 

Total Local Violations: 
Total TRC Violations: 

0 Total Chronic Violations: 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Ju1I8toSql 30  2018 

MIMIIIIMIEUW. 

* " " - Not a TRC or Chronic Violation '1"- A TRC or Chronic Violation 
LUCd1 L. llllll . 

Parameter Units Limit TRC Limit Limit T .e # of Sam . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 1 

Field .H .iH 5 < and <10 Dail Min & Max 3 
3 

0 
0 0 0 

.....;ff 

Arsenic  mq/L 0.5000 0.6000 Daily Max 

Cadmium  mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 1 0 0 0 0 .. 

Thallium  mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 . 

Zinc  mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

8is(2-ethylhexyhphthalate  mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 0 0 0 , 

Oil & Grease  mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 . 

Residual Chlorine m 0.4000 0.4800 Dail Max 



#936 US Steel Corporation 
Quarterly Compliance Summaries 2017 - 2018 



"1" - A TRC or Chronic Violation 

Jan 01 2017 to Mar 31, 2017 
* "0"- Not a TRC or Chronic Violation 

thitia n 736 -- United StateF Ste& Cer orntier 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

L.LIcall I- fffff lb 

Parameter 
Field .H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit # of Sam . le Cit 
3 

# of Sam . les Indust 
0 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic  mq/L 0.5000 0.6000 3 1 

Cadmium  mq/L 0.1400 0.1680 1 1 0 0 0 0 

Copper  mq/L 0.2820 0.3384 3 3 0 0 0 0 

Lead  mg/L 0.2240 0.2688 3 1 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 3 1 0 0 0 0 

Nickel  mq/L 0.3900 0.4680 1 1 0 0 0 0 

Silver  mg/L 0.0500 0.0600 1 1 0 0 0 0 

Thallium  mq/L 4.3000 5.1600 3 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 1 3 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 1.0300 1.2360 1 0 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 1 0 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 3 3 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 1 1 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 1 3 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 3 3 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 1 0 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 1 3 0 0 0 0 

Available Cyanide  mq/L 0.0030 0.0036 1 1 0 0 0 0 

Oil & Grease  mg/L 50.0000 70.0000 3 3 0 0 0 0 

Residual Chlorine 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

0 
0 



"1'- A TRC or Chronic Violation 

Apr 01, 2017 to Jun 30, 2017 
* "0" - Not a TRC or Chronic Violation 

Ourinit 0.",;6 -- Unite!, States' Steel' ahion 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Parameter 
Field •H 

Units 
•H 

Limit 
5< and < 10 

TRC Limit 

0.6000 

# of Sam . le Cit 
3 

# of Sam . les Indust 
0 
1 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

Arsenic mg/L 0.5000 3 
Cadmium mg/L 0.1400 0.1680 1 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 3 2 0 0 0 0 . 
Lead mg/L 0.2240 0.2688 3 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 3 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 1 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 1 1 0 0 0 0 

Thallium mg/L 4.3000 5.1600 3 1 0 0 0 0 

Zinc mg/L 5.5000 6.6000 1 2 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 1 0 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 I 0 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 3 2 0 0 0 0 

Mercury mg/L 0.0002 0.00024 1 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 1 2 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 3 2 0 0 0 0 

Phenols mg/L 0.7000 0.8400 1 0 0 0 0 0 

Chromium mg/L 0.2820 .. 0.3384 1 2 0 0 0 0 

Available Cyanide mg/L 0.0030 .. 0.0036 1 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 3 2 0 0 0 0 

Residual Chlorine mq/L 0.4000 0.4800 1 1 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

0 
0 



"1"- A TRC or Chronic Violation 

Jul 01,2017 to Sep 30, 2017 
* "0'- Not a TRC or Chronic Violation 

0- -- United State Steel' Corporation 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

--- ----- - 
Parameter 
Field .H 

Units 
.H 

mq/L 

Limit 
5 < and < 10 

0.5000 

TRC Limit 

0.6000 

# of Sam .le Cit 
3 

# o Sam . es Indust 
0 

# of Local Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic 3 1 0 
Cadmium mq/L 0.1400 0.1680 1 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 3 3 0 0 0 0 

Lead mq/L 0.2240 0.2688 3 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 3 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 1 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 1 1 0 0 0 0 
Thallium mg/L 4.3000 5.1600 3 0 0 0 0 0 

Zinc mg/L 5.5000 6.6000 1 2 0 0 0 0 

Bis(2-ethylhexybphthalate mg/L 1.0300 1.2360 1 0 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 1 0 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 3 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 1 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 1 3 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 3 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 1 0 0 0 0 0 

Chromium mg/L 0.2820 0.3384 1 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 1 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 3 0 0 0 0 0 

Residual Chlorine rnglL 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

0 
0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
0- t6 United StatrF S Oct 01, 2017 to Dec 31, 2017 

* "0"- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 
Parameter Units Limit TRC Limit # of Sam . le Ci # of Sam . las Indust # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
Field .H .FI 5 < and < 10 

0.5000 0.6000 
3 0 

1 
0 
0 0 0 0 Arsenic mg/L 3 

Cadmium mg/L 0.1400 0.1680 1 1 0 0 0 0 
Copper mq/L 0.2820 0.3384 3 3 0 0 0 0 .. 
Lead mg/L 0.2240 0.2688 3 1 0 0 0 0 . 

Molybdenum mq/L 0.2000 0.24000 3 1 0 0 0 0 
Nickel mg/L 0.3900 0.4680 1 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 1 0 0 0 0 0 
Thallium mg/L 4.3000 5.1600 3 1 0 0 0 0 

Zinc mq/L 5.5000 6.6000 1 3 0 0 0 0 
Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 1 0 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 1 0 0 0 0 0 
Fluoride mg/L 2.9000 3.4800 3 3 0 0 0 0 
Mercury mg/L 0.0002 0.00024 1 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 1 3 0 0 0 0 
Phosphorus mg/L 5.5000 6.6000 3 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 1 0 0 0 0 0 
Chromium mg/L 0.2820 0.3384 1 3 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 1 1 1 1 1 1 

Oil & Grease mq/L 50.0000 70.0000 3 0 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 

 

Total Local Violations: 1 

 

Total TRC Violations: 1 

 

Total Chronic Violations: 

 

    

    



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Sununary 
t 936 - 1T..itICtotac Steel Corporation Jan 01 2018 to Mar 31, 2018 

• "0"- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation ---- - .... - 
Parameter 

Field .H 
Units 

.H 
Limit 

5 < and < 10 
TRC Limit 

0.6000 

# of Sam . le Cit 
3 
3 

# of Sam . les Indust 
0 
0 

# of Local Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.5000 0 
Cadmium mg/L 0.1400 0.1680 1 0 0 0 0 0 

Copper mg/L 0.2820 0.3384 4 1 0 0 0 0 - 
Lead mg/L 0.2240 0.2688 3 0 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 3 0 0 0 0 0 

Nickel mg/L 0.3900 0.4680 1 0 0 0 0 0 

Silver mg/L 0.0500 0.0600 1 0 0 0 0 0 

Thallium mg/L 4.3000 5.1600 3 0 0 0 0 0 

Zinc mq/L 5.5000 6.6000 2 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mq/L 1.0300 1.2360 1 0 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 1 0 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 4 1 0 0 0 0 

Mercury mg/L 0.0002 0.00024 1 0 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 2 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 4 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 1 0 0 0 0 0 

Chromium mg/L 0.2820 0.3384 2 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 1 0 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 4 0 0 0 0 0 

Residual Chlorine m L 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Obt 036 - IJnited State! Steel Corporstkm Apr 01 2018 to Jun 30. 2018 
Local Limits * "0"- Not a TRC or Chronic Violation "/"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit # of Sam .le Ci # o Sam . es lndust # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
Field .H 
Arsenic 

.H 
mg/L 

5 < and <10 
0.5000 0.6000 

3 
3 

0 
1 

0 
0 0 0 0 

Cadmium mq/L 0.1400 0.1680 1 1 0 0 0 0 
Copper mq/L 0.2820 0.3384 5 1 0 0 0 0 
Lead mg/L 0.2240 0.2688 3 1 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 3 1 0 0 0 0 
Nickel mg/L 0.3900 0.4680 1 1 0 0 0 0 
Silver mg/L 0.0500 0.0600 1 1 0 0 0 0 

Thallium mq/L 4.3000 5.1600 3 1 0 0 0 0 
Zinc mg/L 5.5000 6.6000 3 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 1 0 0 0 0 0 
Fluoranthene mg/L 0.6900 0.8280 1 0 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 5 1 0 0 0 0 
Mercury mg/L 0.0002 0.00024 1 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 4 1 0 0 0 0 
Phosphorus mg/L 5.5000 6.6000 5 1 0 0 0 0 

Phenols mg/L 0.7000 0.8400 1 0 0 0 0 0 
Chromium mg/L 0.2820 0.3384 3 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 1 1 0 0 0 0 
Oil & Grease mg/L 50.0000 70.0000 3 0 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Sunnnary 
OnIta '736 United States Steel r 

 

*inn Jul 01. 2018 to Sep 30, 2018 

 

 

^ 

     

* '0'- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation --. _ ..... - 
Parameter 

Field •H 
Units 
.H 

Limit 
5 < and <10 

TRC Limit 

0.6000 

# of Sam . le Cit 
3 

# of Sam .les Indust 
0 

# of Local Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mg/L 0.5000 3 0 0 
Cadmium mg/L 0.1400 0.1680 1 0 0 0 0 0 

Copper mg/L 0.2820 0.3384 4 0 0 0 0 0 

Lead mg/L 0.2240 0.2688 3 0 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 3 0 0 0 0 0 

Nickel mq/L 0.3900 0.4680 1 0 0 0 0 0 

Silver mg/L 0.0500 0.0600 1 0 0 0 0 0 

Thallium mg/L 4.3000 5.1600 3 0 0 0 0 0 

Zinc mg/L 5.5000 6.6000 2 0 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 1 0 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 1 0 0 0 0 0 

Fluoride mq/L 2.9000 3.4800 4 0 0 0 0 0 

Mercury mq/L 0.0002 0.00024 1 0 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 3 0 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 4 0 0 0 0 0 

Phenols mg/L 0.7000 0.8400 1 0 0 0 0 0 

Chromium mg/L 0.2820 0.3384 2 0 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 4 0 0 0 0 0 

Residual CNorine m. L 0.4000 0.4800 1 0 0 0 0  

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



#941 Praxair, Inc. 
Quarterly Compliance Summaries 2017 - 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01, 2017 to Mar 31, 2017 

"0" - Not a TRC or Chronic Violation '1'- A TRC or Chronic Violation __-- ---- 
Parameter Units Limit TRC Limit Limit T .e # of Sam . les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .1-1 .H 5< and <10 
0.6000 

Dail Min & Max 3 0 
0 0 0 0 Arsenic mg/L 0.5000 Daily Max 3 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 , Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 . 
Bis(2-ethylhex_yl)phthalate mq/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride lbs/dav 7.0200 8.4240 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 . 
Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dail Max 1 0 
. 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 

Owtail 141 Prfexair 

0 
0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

 

- Praxair. Inc Apr 01, 2017 to Jun 30, 2017 

 

  

* "0'- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 
1-tical I- llllll . 

Parameter 
Field .H 

Units 
.H 

Limit 
5< and <10 

TRC Limit Limit T •e 
Dail Min & Max 

# of Sam • les 
3 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 0  
,- 

0 
Arsenic  mg/L 0.5000 0.6000 Daily Max 

Cadmium  mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum  mg/ 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 L 

Zinc  mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  lbs/day 7.0200 8.4240 Daily Max 3 0 0 0 0 

Mercury  mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 . 

Chromium  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 . 

Residual Chlorine m./L 0.4000 0.4800 Dail Max 1 0 0 0 0 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
0, 1 -- Provair Inc Jul 01, 2017 to Sep 30,  2017  

* '0"- Not a TRC or Chronic Violation '1'- A TRC or Chronic Violation 

Parameter 
Field .H 

Units 
.H 

Limit 
5< and <10 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam . les 
3 
3 

# of Local Violations 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 1 
A 

Arsenic mg/L 0.5000 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 0 0 0 
Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 2 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mq/L 0.0500 0.0600 Daily Max 2 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 2 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 0 0 0 

Fluoride lbs/day 7.0200 8.4240 Daily Max 3 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
OuttrtH 041  -- ProNoir, Inc. Oct 01, 2017 to Dec 30, 2017 

* "0"- Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field .H .H 5< and < 10 
0.6000 

Dail MM & Max 4 
4 

0 
0 0 Arsenic mg/L 0.5000 Daily Max 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mq/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 4 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthaiate mq/L 1.0300 1.2360 Daily Max 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 0 0 0 
Fluoride lbs/day 7.0200 8.4240 Daily Max 4 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 1 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 1 0 0 0 0 

Residual Chlorine m 0.4000 0.4800 DalI Max 

Total Local Violations: 
Total TRC Violations: 

1 
1 

Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
outran 94! Prflyair, Inc. Jan 01, 2018 to Mar 31, 2018 

I Lim * "0" - Not a TRC or Chronic Violation "1" - A TRC or Chronic Violation 

Parameter 
Field •H 

Units 
.H 

Limit 
5 < and < 10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail MM & Max 

# of Sam • lea 
4 
4 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? l 

0 Arsenic mg/L Daily Max 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 4 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 4 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 4 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 4 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride lbs/day 7.0200 8.4240 Daily Max 4 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 4 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 1 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mg/L 0.4000 
WRIR9.1.116. 

0.4800 Daily Max 1 0 0 0 
tf/MIMM41.1111 

0 

Total Local Violations: 0 
Total TRC Violations: 

0 Total Chronic Violations: 



A r 01. 2018 to Jun 30, 2018 Outtail 1),f 1 Prox9ir Ln 

0 
0 

Total Local Violations: 
Total TRC Violations: 

0 Total Chronic Violations: 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 

Parameter 
Field pH 

Units 
pH 

Limit 
5< and < 10 

TRC Limit 
,.: 

0.6000 

Limit T .e 
Dail Min & Max 

# of Sam . les 
3 
3 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 

0 Arsenic mq/L 0.5000 Daily Max 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 . 
Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride lbs/day 7.0200 8.4240 Daily Max 2 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 1 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dal Max 

"1 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
0. 

 

xafr, Inc. Jul 01, 2018 to Sep 30, 2018 

    

* "0" - Not a TRC or Chronic Violation "1"- A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? ! 

Field .H .1-1 5 < and < 10 
0.6000 

Dail Min & Max 3 
3 

0 
0 0 

..q2 

Arsenic mg/L 0.5000 Daily Max 0 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride lbs/day 7.0200 8.4240 Daily Max 1 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 0 0 0 0 . 
Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 0 0 0 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 

Total Local Violations: 
Total TRC Violations: 

0 
0 
0 Total Chronic Violations: 



#951 US Gypsum 
Quarterly Compliance Summaries 2017 - 2018 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
OurSall 951 United ate ••" Jan 01, 2017 to Mar 31, 2017 

* " " 

Parameter Units Limit TRC Limit Limit T •e # of Sam.les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 1 

Field H .H 5 < and <10 
0.5000 0.6000 

Dail Min & Max 5 0 
0 0 0 0 Arsenic mg/L Daily Max 5 

Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 5 0 0 0 0 . 
Lead mg/L 0.2240 0.2688 Daily Max 5 .- 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 5 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 5 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 5 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 5 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 5 , 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 . 
Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 . 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 5 3 3 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 5 0 0 0 0 

Residual Chlorine mg/L 0.4000 
7 

0.4800 -ferms-px. Daily Max 5 0 0 0 0 

Total Local Violations: 
Total TRC Violations: 

3 
1 
0 Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Orilla ,151 S e Cvnenm f'orn Apr 01. 2017 to Jun 30. 2017 

  

  

" " - Not a TRC or Gnronic Violation "1"- A TRC or Chronic Violation ____ _ ... .... 
Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 

Field pH pH 5 < and < 10 Daily Min & Max 6 0 
0 0 0 1 Arsenic mq/L 0.5000 0.6000 Daily Max 6 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 6 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 6 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 6 0 0 0 0 . 
Thallium mg/L 4.3000 5.1600 Daily Max 6 0 0 0 0 . 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 6 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 6 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 6 0 0 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 . 
Available Cyanide mg/L 0.0030 0.0036 Daily Max 6 3 3 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 6 0 0 0 0 

Residual Chlorine m /L 0.4000 0.4800 Dal Max 

Total Local Violations: 4 
Total TRC Violations: 1 
Total Chronic Violations: 0 



0 -- United States Gypsum Company 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jul 01, 2017 to Sep 30, 2017 

 

  

* " " - Not a TRC or Chronic Violation "1'- A TRC or Chronic Violation __....... _....._ 
Parameter 
Field .H 

Units 
•H 

Limit 
5 < and <10 

0.5000 

TRC Limit 

0.6000 

Limit T .e 
Dail Min & Max 

Daily Max 

# of Sam . les 
6 

# of Local Violations 
0 
0 

# of TRC Exceedances 

0 

TRC Violation? 

0 

Chronic Violation? 
-.....,.. 

0 Arsenic mg/L 6 
Cadmium mg/L 0.1400 0.1680 Daily Max 1 , 0 0 0 0 ., 
Copper mg/L 0.2820 0.3384 Daily Max 6 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 6 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 6 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 6 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhentl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 6 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 6 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 6 1 1 0 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

} 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 6 4 2 1 1 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 6 0 0 0 0 

Residual Chlorine m./L 0.4000 0.4800 Dail Max 

Total Local Violations: 5 
Total TRC Violations: 
Total Chronic Violations: 1 

"Mk 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
tal 1 51 -- 

• • 

1 p.c."' Cfe toe C.'y stmi Co' Oct 01, 2017  to Dec 11.  2017  

 

    

*" " - Not a TRC or Chronic violation - A TRC or Chronic Violation 
1-()Cd11-11111lb 

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation'? Chronic Violation'?! 

0 
Field .1-1 .1-1 5 < and <10 Dail Min & Max 4 0 

0 0 0 Arsenic  mq/L 0.5000 0.6000 Daily Max 5 

Cadmium  mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper  mg/L 0.2820 0.3384 Daily Max 5 0 0 0 0 

Lead  mg/L 0.2240 0.2688 Daily Max 5 0 0 0 0 

Molybdenum  mq/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel  mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver  mq/L 0.0500 0.0600 Daily Max 5 0 0 0 0 

Thallium  mg/L 4.3000 5.1600 Daily Max 5 0 0 0 0 

Zinc  mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate  mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene  mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride  mq/L 2.9000 3.4800 Daily Max 5 0 0 0 0 

Mercury  mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia  mq/L 77.0000 92.4000 Daily Max 5 0 0 0 0 

Phosphorus  mg/L 5.5000 6.6000 Daily Max 5 0 0 0 0 , 

Phenols  mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium  mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 . 

Available Cyanide  mg/L 0.0030 0.0036 Daily Max 5 2 2 1 0 , 

Oil & Grease  mq/L 50.0000 70.0000 Daily Max 5 0 0 0 0 

Residual Chlorine rm H
i
g
ainorar

g..4000 0.4800 Daily Max 3 0 0 0 n 

 

Total Local Violations: 2 

 

Total TRC Violations: 

  

 

Total Chronic Violations: 

  

    

    



rtr 1...inittd States Gypsum Company 

East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
Jan 01, 2018 to Mar 31, 2018 
* '0'- Not a TRC or Chronic Violation "1" - A TRC or Chronic Violation 

Parameter Units Limit TRC Limit Limit T .e # of Sam • les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 1 

Field .H •H 5 < and <10 
0.6000 

Dail Min & Max 3 0 
0 0 

,..) 

0 Arsenic mg/L 0.5000 Daily Max 3 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 
Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 . 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mg/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mq/L 0.6900 0.8280 Daily Max 1 . 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mq/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 0 0 0 0 . 
Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 3 1 1 1 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 
Total Chronic Violations: 0 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
n• ; united States Gypsum C'emparp, Apr 01, 2018 to Jun 30, 2018 

"0" - 
 I-, JJJJJJ . 

Parameter Units Limit TRC Limit Limit T •e # of Sam•les # of Local Violations # of TRC Exceedances TRC Violation? Chronic Violation? 
.. ..... •. ...... .... .............. ............-.. . ...- -... .. ......_.._ 

Field .H .H 5 <and < 10 Dail Min & Max 3 0 
Arsenic mg/L 0.5000 0.6000 Daily Max 3 0 0 0 0 

Cadmium mg/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mq/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mg/L 0.2240 0.2688 Daily Max 3 0 0 0 0 

Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mq/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

, Mercury mg/L 0.0002 0.00024 Daily Max 1 0 0 0 0 

Ammonia mg/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mq/L 5.5000 6.6000 Daily Max 3 2 2 1 

, Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mq/L 0.2820 0.3384 Daily Max 1 0 0 0 0 

Available Cyanide mg/L 0.0030 0.0036 Daily Max 3 0 0 0 0 

Oil & Grease mg/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine mg/L 0.4000 0.4800 Daily Max 2 0 0  0 0 
ATRIMTIMP,  

Total Local Violations: 
Total TRC Violations: 

2 
1 

Total Chronic Violations: 



East Chicago Sanitary District 
Wastewater Division 

Pretreatment Compliance Summary 
oti tt a il e • __ I Inifpri Statoc GITS1/111 Company Jul 01,2018 to Sep 30, 2018 

  

LA.Il..(I/ I- lllll IQ  

Parameter 
Field •H 

Units 
.H 

Limit 
5< and < 10 

TRC Limit 

0.6000 

Limit T •e 
Dail Min & Max 

# of Sam • les 
3 

# of Local Violations 
0 
0 

v • .v. ...... .... ............., 

# of TRC Exceedances 

0 

.......-....,.. . . ... .,. 

TRC Violation? 

0 

-... -...- ....---.. 

Chronic Violation? 1 

Arsenic mg/L 0.5000 Daily Max 3 
Cadmium mq/L 0.1400 0.1680 Daily Max 1 0 0 0 0 

Copper mg/L 0.2820 0.3384 Daily Max 3 0 0 0 0 

Lead mq/L 0.2240 0.2688 Daily Max 3 0 0 0 0 . 
Molybdenum mg/L 0.2000 0.24000 Daily Max 1 0 0 0 0 

Nickel mg/L 0.3900 0.4680 Daily Max 1 0 0 0 0 

Silver mg/L 0.0500 0.0600 Daily Max 3 0 0 0 0 

Thallium mg/L 4.3000 5.1600 Daily Max 3 0 0 0 0 

Zinc mq/L 5.5000 6.6000 Daily Max 1 0 0 0 0 

Bis(2-ethylhexyl)phthalate mg/L 1.0300 1.2360 Daily Max 1 0 0 0 0 

Fluoranthene mg/L 0.6900 0.8280 Daily Max 1 0 0 0 0 

Fluoride mg/L 2.9000 3.4800 Daily Max 3 0 0 0 0 

Mercury mg/L 0.0002 0.00024 Daily Max 2 0 0 0 0 

Ammonia mq/L 77.0000 92.4000 Daily Max 3 0 0 0 0 

Phosphorus mg/L 5.5000 6.6000 Daily Max 3 1 1 1 0 

Phenols mg/L 0.7000 0.8400 Daily Max 1 0 0 0 0 

Chromium mg/L 0.2820 0.3384 Daily Max 1 , 0 0 0 0 

Available Cyanide mq/L 0.0030 0.0036 Daily Max 1 1 1 1 1 

Oil & Grease mq/L 50.0000 70.0000 Daily Max 3 0 0 0 0 

Residual Chlorine m. L 0.4000 0.4800 Dail Max 

Total Local Violations: 
Total TRC Violations: 

2 
2 

Total Chronic Violations: 1 
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